
GROUND LEVEL
0"

F.F. LEVEL
26' - 9 1/4"

ROOF LEVEL
38' - 6 1/4"

TOP OF PARAPET
40' - 7 1/4"

12" TALL TEMPERED GLASS AT OPERABLE
WINDOWS FOR FALL PROTECTION

8"
2"

3'
 -

 4
"

2"
8"

6'
 -

 4
"

2"
2'

 -
 4

"
3'

 -
 0

"
2"

8"
1'

 -
 4

"
3 

1/
4"

21
' -

 4
"

9'
 -

 4
"

8" SOLDIER COURSE BRICK

CUT BRICK

SIGNAGE ON FRONT OF
PRESS BOX, SEE ELEVATIONS

FACE BRICK

AIR/MOISTURE BARRIER

1/2" GYPSUM SHEATHING

8" METAL STUDS @ 16"oc,
FILL WITH BATT INSULATION

CUT BRICK

8" SOLDIER COURSE BRICK

WEEPS, 24"oc

GALV. STEEL PLATE,
SEE STRUCTURAL

OPERABLE ALUMINUM WINDOW

CUT BRICK

WEEP VENTS 24"oc

SHELF ANGLE, SEE STRUCTURAL REINFORCED CONCRETE
SLAB ON METAL DECK,
SEE STRUCTURAL

CUT BRICK

8" SOLDIER COURSE BRICK

METAL CEILING

PILASTER BEYOND

CUT BRICK

21
' -

 8
"

ACOUSTICAL CEILING SYSTEM

40mil FLASHING & S.S. TERM BAR

STEEL GUARDRAIL, ATTACH GUARDRAIL
TO STEEL STRUCTURE BELOW. SEE
DETAIL SHEET AX753.

24"x24"x2" PAVERS ON ADJUSTABLE
PEDESTAL. SEE DETAIL ON SHEET
AX753. SEE SPECS FOR PRODUCT
AND WATERPROOFING SYSTEM

ROOF INSULATIONS AND
MEMBRANES AS SPECIFIED

METAL PARAPET CAP

40mil FLASHING & S.S. TERM BAR

WINDOW
BEYOND

CASEWORK, SEE
ELEVATIONS

GALV. BREAK
METAL, PAINT

40mil FLASHING &
S.S. TERM BAR

3/4" EXTERIOR GRADE PLYWOOD.
TURN ROOFING MEMBRANE UP
PARAPET WALL UP UNDER CAP

STEEL BEAMS AND
COLUMNS, SEE
STRUCTURAL

5/8" GWB

PILASTER BEYOND

REINFORCED CONCRETE
SLAB, SEE STRUCTURAL

SEE STRUCTURAL FOR
REINFORCED CONCRETE
FOOTING

1' - 2"

6
AX753

GROUND LEVEL
0"

F.F. LEVEL
26' - 9 1/4"

ROOF LEVEL
38' - 6 1/4"

TOP OF PARAPET
40' - 7 1/4"

TOP OF BLEACHERS
21' - 7 1/4"

ACOUSTICAL CEILING
SYSTEM

8" SOLDIER COURSE BRICK

CUT BRICK

FACE BRICK

HORIZONTAL JOINT
REINFORCING, 16"oc

AIR/MOISTURE BARRIER

1/2" GYPSUM SHEATHING

8" METAL STUDS @ 16"oc,
FILL WITH BATT INSULATION

WEEP VENTS 24"oc

SHELF ANGLE, SEE
STRUCTURAL

CUT BRICK

8" SOLDIER COURSE BRICK

CUT BRICK

METAL CEILING

WEEPS 24"oc

REINFORCED CONCRETE SLAB ON
METAL DECK, SEE STRUCTURAL

9'
 -

 4
"

8"
2"

13
' -

 0
"

3'
 -

 0
"

2"
8"

1'
 -

 4
"

3 
1/

4"
21

' -
 4

"

STEEL GUARDRAIL, ATTACH
GUARDRAIL TO STEEL STRUCTURE

BELOW. SEE DETAIL SHEET AX753.

24"x24"x2" PAVERS ON ADJUSTABLE
PEDESTAL. SEE DETAIL ON SHEET

AX753. SEE SPECS FOR PRODUCT
AND WATERPROOFING SYTEM

ROOF INSULATIONS AND
MEMBRANES AS SPECIFIED

METAL PARAPET CAP

40mil FLASHING & S.S.
TERM BAR

PILASTER BEYOND

GALV. BREAK METAL, PAINT

40mil FLASHING &
S.S. TERM BAR

PILASTER BEYOND

3/4" EXTERIOR GRADE PLYWOOD.
TURN ROOFING MEMBRANE UP
PARAPET WALL UP UNDER CAP

STEEL BEAMS AND COLUMNS,
SEE STRUCTURAL

REINFORCED CONCRETE SLAB,
SEE STRUCTURAL

SEE STRUCTURAL FOR
REINFORCED CONRETE

FOOTINGS

REINFORCED CONC. SLAB,
SLOPE TO ROOF DRAIN

1' - 2"
5

AX753
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F.F. LEVEL
26' - 9 1/4"

ROOF LEVEL
38' - 6 1/4"

CEILING LEVEL
36' - 1 1/4"

TOP OF PARAPET
40' - 7 1/4"

TOP OF BLEACHERS
21' - 7 1/4"

B1 B2

3"

5' 
- 2

"
1'

 - 
11

 3
/8

"

STEEL BM SEE DWGS FOR SIZE

3 5/8" METAL STUDS @ 16"OC

5 1/2" (LW) CONCRETE SLAB ON 3" 20
GAGE COMPOSITE DECK REINF. W/
WWF 6X6-W1.4XW1.4

2 1/2" METAL STUDS @ 16"OC

3 5/8" METAL STUDS @ 16"OC

STEEL BM SEE DWGS FOR SIZE

8" METAL STUDS @ 16"OC

1/4" PLATE

STEEL BM SEE DWGS FOR SIZE

VENEER SEE ARCH FOR DETAILS

BRICK TIES @ 16" OC MAX VERT. &
HORIZ. TYP

3' 
- 4

"
10

' -
 6

"

EXTERIOR SHEATHING SEE ARCH
AND SPECS

8" METAL STUDS @ 16"OC

SHEATHING SEE ARCH AND SPECS

3 5/8" METAL STUDS @ 16"OC

L-3X3X1/4 @ 48"OC FIELD WELD TO
TOP BEAM.   SCREW STUDS TO SIDE
VERTICAL ANGLES W/ #12 TEC
SCREWS @ 4"O.C.

VENEER SEE ARCH FOR DETAILS

3' - 3"9"

BRICK TIES @ 16" OC MAX VERT. &
HORIZ. TYP

19
' -

 0
"

3"-20/20 GAGE TYPE "NC" GALV.
METAL DECK MIN 3 SPAN CONDITION
SEE ARCH FOR ROOF
CONSTRUCTION ABOVE METAL
DECK

HSS 10X6X3/8" CUT DOWN TUBE
SHOP WELD TO SLOTTED COLUMN

HSS 12X12X1/4" TUBE COLUMN
NOTCH COLUMN TO RECEIVE
SLOPING TUBE AND SHOP WELD
TOGETHER

PROVIDE 16 GAGE  CLOSURE
BENT PLATE SCREWED TO
THE END OF THE DECK

HSS 8X4X1/4"FIELD WELD TO SIDE
COLUMN

3/4" BASE PLATE W/ (4) 3/4" DIAM H.S.
BOLTS

5" MIN SLOPING (LW) CONCRETE
SLAB ON 3" 20 GAGE COMPOSITE
DECK REINF. W/ WWF
6X6-W1.4XW1.4

F.F. LEVEL
26' - 9 1/4"

Level 6
25' - 1 1/4"

ROOF LEVEL
38' - 6 1/4"

CEILING LEVEL
36' - 1 1/4"

TOP OF PARAPET
40' - 7 1/4"

TOP OF BLEACHERS
21' - 7 1/4"

BA BCBB

L-6X4X5/16 CONT. (GALV) CONT
FIELD WELD TO ANGLE ON BM FOR
WINDOW HEAD SUPPORT

3" 3"

19
' -

 0
"

5'
 - 

2 
1/

16
"

5 
1/

2"
4'

 - 
8 

1/
2"

1'
 - 

11
 3

/8
"

L-6X4X5/16 X 8"LONG @  32" OC
SHOP WELD TO BEAM FOR WINDOW
SUPPORT

BOXED HEADER BY DESIGNED AND
SUPPLIED BY STUD SUPPLIER

WINDOW WALL SEE ARCH AND
SPEC'S FOR DETAILS

BOXED HEADER BY DESIGNED AND
SUPPLIED BY STUD SUPPLIER

STEEL BM SEE DWGS FOR SIZE

5 1/2" (LW) CONC. SLAB ON 3" 20
GAGE COMPOSITE FLOOR DECK
REINF. SLAB w/ WWF 6X6-W1.4XW1.4

8" METAL STUDS @ 16"OC

VENEER SEE ARCH FOR DETAILS

STEEL BM SEE DWGS FOR SIZE

3 5/8" METAL STUDS @ 16"OC

SHEATHING SEE ARCH AND SPECS

STEEL BM SEE DWGS FOR SIZE

3"-20/20 GAGE TYPE "NC" GALV.
METAL DECK MIN 3 SPAN CONDITION
SEE ARCH FOR ROOF
CONSTRUCTION ABOVE METAL
DECK

10
"

6"

5' - 7" 2' - 4 1/4"

6' - 7" 5' - 11"

HSS 8X4X1/4"

L-5X3 1/2X3/8 (LLH) FIELD WELD TO
TOP TUBES AND SHOOT DECK TO
ANGE @ 6"OC

L-5X3 1/2X3/8 (LLH) FIELD WELD TO
TOP TUBES AND SHOOT DECK TO
ANGE @ 6"OC

HSS 10"X6"X3/8" WITH
CLOSURE PLATES ON
BOTH ENDS CUT DOWN AS
SHOWN AND SHOP WELD
GRIND SMMOTH

HSS 12X12X1/4" TUBE COLUMN
NOTCH COLUMN TO RECEIVE
SLOPING TUBE AND SHOP WELD
TOGETHER

10
' -

 0
"

L-3X3X1/4 @ 48"OC FIELD WELD TO
TOP BEAM.   SCREW STUDS TO SIDE
VERTICAL ANGLES W/ #12 TEC
SCREWS @ 4"O.C.

VENEER SEE ARCH FOR DETAILS

L-3X3X1/4 @ 48"OC FIELD WELD TO
TOP BEAM.   SCREW STUDS TO SIDE
VERTICAL ANGLES W/ #12 TEC
SCREWS @ 4"O.C.

VENEER SEE ARCH FOR DETAILS

BRICK TIES @ 16" OC MAX VERT. &
HORIZ. TYP

VENEER SEE ARCH FOR DETAILS

BRICK TIES @ 16" OC MAX VERT. &
HORIZ. TYP8" METAL STUDS @ 16"OC

EXTERIOR SHEATHING SEE ARCH
AND SPECS

SHEATHING SEE ARCH AND SPECS

8" METAL STUDS @ 16"OC

5 1/2" BENT PLATE FIELD WELD TO
TOP BEAM

#4X 4"X2'-6" (L) BARS @ 12"OC

12' - 6"

1' - 2"

2"

1/2"
BENT PLATE SHOP WELD TO
BOTTOM BEAM

BENT PLATE SHOP WELD TO
BOTTOM BEAM

#4X 4"X2'-6" (L) BARS @ 12"OC
#4X 4"X2'-6" (L) BARS @ 12"OC

5 1/2" BENT PLATE FIELD WELD TO
TOP BEAM

F.F. LEVEL
26' - 9 1/4"

Level 6
25' - 1 1/4"

ROOF LEVEL
38' - 6 1/4"

TOP OF PARAPET
40' - 7 1/4"

TOP OF BLEACHERS
21' - 7 1/4"

B10 B9

L-6X4X5/16 CONT. (GALV) CONT
FIELD WELD TO ANGLE ON BM FOR
WINDOW HEAD SUPPORT

3"

HSS 4X4X1/4 COLUMN CONNECTION
TO BEAMS AS SHOWN

TAB CONNECTION TO COLUMN AS
SHOWN

1'
 - 

11
 3

/8
"

2' 
- 6

"

BOXED HEADER BY DESIGNED AND
SUPPLIED BY STUD SUPPLIER

WINDOW WALL SEE ARCH AND
SPEC'S FOR DETAILS

VENEER SEE ARCH FOR DETAILS

5 1/2" (LW) CONCRETE SLAB ON 3" 20
GAGE COMPOSITE DECK REINF. W/
WWF 6X6-W1.4XW1.4

STEEL BM SEE DWGS FOR SIZE

8" METAL STUDS @ 16"OC

SHEATHING SEE ARCH AND SPECS

BRICK TIES @ 16" OC MAX VERT. &
HORIZ. TYP

EXTERIOR SHEATHING SEE ARCH
AND SPECS

1/4" PLATE

3 5/8" METAL STUDS @ 16"OC

STEEL BM SEE DWGS FOR SIZE

1/2" BASE PLATE W/ (4) 3/4" DIAM H.S.
BOLTS

TAB CONNECTION TO COLUMN AS
SHOWN

HSS 4X4X1/4 COLUMN CONNECTION
TO BEAMS AS SHOWN

L-3X3X1/4 @ 48"OC FIELD WELD TO
TOP BEAM.   SCREW STUDS TO SIDE
VERTICAL ANGLES W/ #12 TEC
SCREWS @ 4"O.C.

BRICK TIES @ 16" OC MAX VERT. &
HORIZ. TYP

VENEER SEE ARCH FOR DETAILS

EXTERIOR SHEATHING SEE ARCH
AND SPECS

8" BENT PLATE FIELD WELD TO TOP
BEAM

5" MIN SLOPING (LW) CONCRETE
SLAB ON 3" 20 GAGE COMPOSITE
DECK REINF. W/ WWF
6X6-W1.4XW1.4

3"-20/20 GAGE TYPE "NC" GALV.
METAL DECK MIN 3 SPAN CONDITION
SEE ARCH FOR ROOF
CONSTRUCTION ABOVE METAL
DECK

HSS 10X6X3/8" CUT DOWN TUBE
SHOP WELD TO SLOTTED COLUMN

HSS 12X12X1/4" TUBE COLUMN
NOTCH COLUMN TO RECEIVE
SLOPING TUBE AND SHOP WELD
TOGETHER

PROVIDE 16 GAGE  CLOSURE
BENT PLATE SCREWED TO
THE END OF THE DECK

HSS 8X4X1/4"FIELD WELD TO SIDE
COLUMN

3' - 3"

1223 Elmwood Avenue
Columbia, SC 29201
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1' 
- 4

"
27

' -
 4

"
1' 

- 4
"

11
' -

 7
"

F40 (-2' - 0") F40 (-2' - 0") F40 (-2' - 0") F40 (-2' - 0")

WF24 (-2' - 0")

W
F2

4 
(-2

' -
 0

")

WF24 (-2' - 0")

WF24 (-2' - 0")

W
F2

4 
(-2

' -
 0

")

SF
W

F2
0

SF

SF

SF

W
F2

0 
(-1

' -
 4

")

TS

TS

TS

TS

TS

TSTS

TS

TS

TS

TS TS

30
' -

 0
"

13
' -

 3
"

43
' -

 3
"

1' - 4" 39' - 6" 7 5/8" 14' - 0" 7 5/8" 40' - 0 3/4" 1' - 4"

1' 
- 4

"
30

' -
 8

"
1' 

- 4
"

8' 
- 3

"
10

"

TS

TS

TS

TS

TS

TS

TS

TS

TS

TS

TS

TS

TS TS

TS

TS

TS

TS

TS

TS

TS

TS

TS

TS

TS

TS

TS

TS

TS

L
S501

F
S905

G
S905 L

S501

L
S501 H

S905

TSCJ CJCJ

CJ CJ

CJ

CJ

C1

CA CB CC CD CE CF CG CH

97' - 6"

2' - 0" 12' - 1 11/16" 2' - 0" 11' - 5 3/8" 2' - 0" 11' - 5 3/8" 2' - 0" 11' - 5 3/8" 2' - 0" 11' - 5 3/8" 2' - 0" 11' - 5 3/8" 2' - 0" 12' - 1 7/16" 2' - 0"

14' - 1 1/2" 13' - 5" 13' - 5" 13' - 6 1/2" 13' - 5" 13' - 5" 14' - 1 5/8"

1' - 0 3/16"
1' - 0 3/16"

1' 
- 4

"
27

' -
 4

"
1' 

- 4
"

3' 
- 4

"
7'

 - 
11

"
2' 

- 0
"

1'
 - 

0 
3/

16
"

1' 
- 4

"
30

' -
 8

"
1' 

- 4
"

7'
 - 

11
"

2' 
- 0

"

1' - 4" 39' - 6 1/4" 7 5/8" 14' - 0" 7 5/8" 40' - 0 5/8" 1' - 4"

J
S905

F40 (-2' - 0") F40 (-2' - 0") F40 (-2' - 0") F40 (-2' - 0")

10
K1 10

K1

10
K1

10
K1

10
K1

10
K1

10
K1

10
K1

10
K1

10
K1
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K1
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K1

10
K1

10
K1

10
K1

10
K1

10
K1

10
K1

10
K1

10
K1

10
K1

16
K4

16
K4

16
K4

16
K4

16
K4

16
K4

16
K4

16
K416
K420

K4

20
K4

20
K4

20
K4

20
K4

20
K4

20
K4

20
K420

K4

20
K4

20
K4

20
K4

6"

3' - 3"

4' - 0" 4' - 0" 5' - 0" 5' - 0" 5' - 0" 5' - 0" 5' - 0" 5' - 0" 5' - 0" 5' - 0" 5' - 0" 5' - 0" 5' - 0" 5' - 0" 4' - 8" 5' - 0" 5' - 0" 4' - 0" 3' - 11"

6"

JBP = 12' - 4 1/4" (2 1/2" SEATS) JBP = 12' - 4 1/4" (2 1/2" SEATS)

JBP = 13' - 4 1/4" (2 1/2" SEATS)

JBP = 13' - 0 1/4" (3 5/8" SEATS)

JBP = 13' - 0 1/4" (2 3/4" SEATS)

1' 
- 4

"
30

' -
 8

"
1' 

- 4
"

9'
 - 

11
"

1' 
- 4

"
27

' -
 4

"
1' 

- 4
"

11
' -

 7
"

4"

C
S905

D
S905

E
S905

JBP = 13' - 4 1/4" (2 1/2" SEATS)

C1

CA CB CC CD CE CF CG CH

97' - 6"

1' - 4" 94' - 10" 1' - 4"

1' - 0 3/16" 14' - 1 1/2" 13' - 5" 13' - 5" 13' - 6 1/2" 13' - 5" 13' - 5" 14' - 1 5/8" 1' - 0 3/16"

1' - 4" 39' - 6 3/16" 7 5/8" 14' - 0" 7 5/8" 40' - 0 9/16" 1' - 4"

1' 
- 4

"
30

' -
 8

"
1' 

- 4
"

8' 
- 7

"
1' 

- 4
" L7-(W8X15+PL) L7-(W8X15+PL) L7-(W8X15+PL) L7-(W8X15+PL) L7-(W8X15+PL) L7-(W8X15+PL) L7-(W8X15+PL)

L7
-(W

8X
15

+P
L)

L7
-(W

8X
15

+P
L)

L5 L5 L5 L5

L6 L6 L6 L6

WB

WB

WB

WB

WB

WB

WB WB

WB

WB

WB WB
L1L1

WB

L5
L5

F1 F1 F1

F1 F1 F1

TOP OF PARAPET
15' - 4"

VENEER SEE ARCH FOR DETAILS

3/16 2 @ 12
TYP

FILL CELL SOLID W/ GROUT AT
BOLTS

1 1/2"-22 GAGE TYPE "B" ROOF GALV.
ROOF DECK SEE ARCH FOR ROOF
CONSTR'N ABOVE METAL DECK

BRIDGING AS PER SJI SPEC'S

L-2X2X1/4 @ BRIDGED ENDS
ANCHOR W/(2) 1/2" DIA. EXPAN.
BOLTS

SEE DWGS1' - 4" 6"

8" GROUT STOP AT BOTTOM
COURSE OF BOND BEAM
OVER CAVITY. FILL EVEN TO
THE TOP OF BOND BEAM.

8" OPEN BOTT. BOND BEAM w/ 1 #5
CONT. FILL WITH GROUT SEE ARCH
FOR TOP WALL DETAILS

L-5 X3 1/2 X 1/4 CONT W/ 3/4" DIA.
THRU BOLTS W/ 3"x3"x 1/4" PL.
WASHER @ 32"OC ANCHOR DECK
TO TOP ANGLE @ 6"OC

8" CMU w/ #5 @32"o.c. MIN TYP. SEE
MASONRY DWG FOR DETAILS

4' 
- 0

"

TOP OF PARAPET
15' - 4"

8" OPEN BOTT. BOND BEAM w/ 1 #5
CONT. FILL WITH GROUTVENEER SEE ARCH FOR DETAILS

3/16
TYP

8" CMU w/ #5 @32"o.c. MIN TYP. SEE
MASONRY DWG FOR DETAILS

8" GROUT STOP AT BOTTOM
COURSE OF BOND BEAM
OVER CAVITY. FILL EVEN TO
THE TOP OF BOND BEAM.

8" OPEN BOTT. BOND BEAM w/ 1 #5
CONT. FILL WITH GROUT SEE ARCH
FOR TOP WALL DETAILS

+10'-0" TO
FINISH FL

JOINT REINF. @ 16"oc VERT.
SPACING

PL-1/4"X7"X11" W/ (2) 1/2" DIA.  X 4"
STUDS

1 1/2" 22 GAGE TYPE "B" GALV. ROOF
DECK SEE ARCH FOR ROOF
CONSTR'N ABOVE METAL DECK

L-3 1/2 X 3 1/2 X 1/4 CONT W/ 3/4" DIA.
THRU BOLTS W/ 3"X3" 1/4 PL.
WASHER @ 32"OC  ANCHOR DECK
TO TOP ANGLE @ 6"OC MAX.

8" OPEN BOTT. BOND BEAM w/ 1 #5
CONT. FILL WITH GROUT

FILL CELL SOLID W/ GROUT AT
BOLTS

LINTEL BEAM SEE DWG FOR MARK
AND SHEET S8.01 FOR SCHEDULE

5' 
- 4

"

1' - 8"

2'
 - 

4 
1/

16
"

1' 
- 7

 1
5/

16
"

1 1/2" 22 GAGE TYPE "B" GALV. ROOF
DECK SEE ARCH FOR ROOF
CONSTR'N ABOVE METAL DECK

PROVIDE MASONRY TO UNDERSIDE
DECK

SEE B/S701 FOR JOIST BEARING
PLATE DETAIL

8" OPEN BOTT. BOND BEAM w/ 1 #5
CONT. FILL WITH GROUT

JOINT REINF. @ 16"oc VERT.
SPACING

VENEER SEE ARCH FOR DETAILS

8" CMU w/ #5 @32"o.c. MIN TYP. SEE
MASONRY DWG FOR DETAILS

C1COL LINE

TOP OF PARAPET
15' - 4"

8" OPEN BOTT. BOND BEAM w/ 1 #5
CONT. FILL WITH GROUT

VENEER SEE ARCH FOR DETAILS

3/16
TYP

8" CMU w/ #5 @32"o.c. MIN TYP. SEE
MASONRY DWG FOR DETAILS

8" GROUT STOP AT BOTTOM
COURSE OF BOND BEAM
OVER CAVITY. FILL EVEN TO
THE TOP OF BOND BEAM.

8" OPEN BOTT. BOND BEAM w/ 1 #5
CONT. FILL WITH GROUT SEE ARCH
FOR TOP WALL DETAILS

+7'-4" TO
FLOOR

JOINT REINF. @ 16"oc VERT.
SPACING

PL-1/4"X7"X11" W/ (2) 1/2" DIA.  X 4"
STUDS

1 1/2" 22 GAGE TYPE "B" GALV. ROOF
DECK SEE ARCH FOR ROOF
CONSTR'N ABOVE METAL DECK

L-3 1/2 X 3 1/2 X 1/4 CONT W/ 3/4" DIA.
THRU BOLTS W/ 3"X3" 1/4 PL.
WASHER @ 32"OC  ANCHOR DECK
TO TOP ANGLE @ 6"OC MAX.

3' 
- 0

"
1' 

- 0
"

4' 
- 0

"

8" OPEN BOTT. BOND BEAM w/ 1 #5
CONT. FILL WITH GROUT

FILL CELL SOLID W/ GROUT AT
BOLTS

3' 
- 4

"
2' 

- 0
"

EXPAN. MAT'L SEE ARCH

4" CONC. SLAB REINF. W/
WWF-6X6-W1.4XW1.4 OVER
GRANULAR FILL TOE DOWN AS
SHOWN W/ 2 #4 CONT

JOINT REINF. @ 16"oc VERT.
SPACING

SEE FDN PLAN FOR MARK &
SCHEDULE FOR SIZE & REINF.

1' 
- 0

"

3"
 C

L

FINISH GRADE SEE SITE PLAN

8" CMU FILL CELL SOLID W/ GROUT
BELOW FINISH FLOOR

1' - 4"

3' 
- 4

"
1' 

- 4
"

1' 
- 0

"

8" OPEN BOTT. BOND BEAM w/ 1 #5
CONT. FILL WITH GROUT

JOINT REINF. @ 16"oc VERT.
SPACING

SEE FDN PLAN FOR MARK &
SCHEDULE FOR SIZE & REINF.

7 5/8"

EXPAN. MAT'L SEE ARCH

4" CONC. SLAB REINF. W/
WWF-6X6-W1.4XW1.4 OVER
GRANULAR FILL TOE DOWN AS
SHOWN W/ 2 #4 CONT

VE
RI

FY
 H

EI
G

HT
 w

/ A
RC

H
2' 

- 8
"

2' 
- 0

"

8" OPEN BOTT. BOND BEAM w/ 1 #5
CONT. FILL WITH GROUT EXTEND
2'-0" PAST WINDOW OPENING IN
EACH DIRECTION

EXPAN. MAT'L SEE ARCH

4" CONC. SLAB REINF. W/
WWF-6X6-W1.4XW1.4 OVER
GRANULAR FILL

SEE FDN PLAN FOR MARK &
SCHEDULE FOR SIZE & REINF.

VAPOR BARRIER

1' 
- 0

"

3"
 C

L

4" EXTERIOR CONC. SLAB REINF. W/
WWF-6X6-W1.4XW1.4 OVER
COMPACTED FILL

8" CMU FILL CELL SOLID W/ GROUT
BELOW FINISH FLOOR

VENEER SEE ARCH FOR DETAILS

C1

CONCRETE PROTECTION AROUND
BASE PLATE AND ANCHOR BOLTS

COL LINE

1' - 8"

1' - 0 3/16"

2' 
- 0

"
1' 

- 0
"

3"
 C

L

4" EXTERIOR CONC. SLAB REINF. W/
WWF-6X6-W1.4XW1.4 OVER
COMPACTED FILL

4" EXTERIOR CONC. SLAB REINF. W/
WWF-6X6-W1.4XW1.4 OVER
COMPACTED FILL

VENEER SEE ARCH FOR DETAILSHSS 4X4X1/4" TUBE COLUMN

12"X12X3/4" BASE PLATE W/ (4) 3/4"
DIAMETER X 12" LONG BOLTS OVER
2" GROUT

EXPAN. MAT'L SEE ARCH

SEE FDN PLAN FOR MARK &
SCHEDULE FOR SIZE & REINF.

WALL TIES @ 16"OC SHOT OR
WELDED TO STEEL COLUMN (4)
SIDES

4" CMU BACK UP

1223 Elmwood Avenue
Columbia, SC 29201

803.779.8830 T
803.779.8831 F
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DEC 18, 2016

 1/8" = 1'-0"S905
A FOUNDATION PLAN

 1/8" = 1'-0"S905
B ROOF FRAMING PLAN

 3/4" = 1'-0"S905
C S E C T I O N

 3/4" = 1'-0"S905
D S E C T I O N

 3/4" = 1'-0"S905
E S E C T I O N

 3/4" = 1'-0"S905
F S E C T I O N

 3/4" = 1'-0"S905
G S E C T I O N

 3/4" = 1'-0"S905
H S E C T I O N

CONSTRUCTION DOCUMENTS

 3/4" = 1'-0"S905
J S E C T I O N
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https://app.procore.com/288047/project/drawing_areas/152766/drawing_log/17984120
https://app.procore.com/288047/project/drawing_areas/152766/drawing_log/17984120



