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Karpinski

13714 Cleveland Ave. NW
Uniontown, OH 44685

330-699-4077
karpinskieng.com

PLAN NOTES
RECEPTACLES LOCATED IN SLEEPING ROOMS SHALL BE SERVED
BY AFCI-TYPE CIRCUIT BREAKERS.

EXISTING BRANCH CIRCUIT SERVING ROOM POWER DEVICES
SHALL BE EXTENDED TO NEW DEVICES SHOWN.

EC SHALL PROVIDE BRANCH CIRCUIT WIRING TO
EXISTING-TO-REMAIN, SURFACE-MOUNTED DUPLEX RECEPTACLE.
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