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Questions/Answers: 
 

Question #1:  When was the Propylene Glycol last tested and/or flushed for the cooling 
tower at the Sunsphere? 

 

Answer #1:  The propylene glycol was tested in the Fall of 2022.  The strainers are  
cleaned, and the levels are checked routinely.  This unit was installed approximately 18  
months ago. 
 

Question #2:  Are the boiler and cooling tower at the Sunsphere on the same glycol  

system? 
 

Answer #2:  Yes. 
 

Question #3: We have a question on Addendum #1. Was the total money reported given the 

maintenance supplier (contractor), a total of what you spent on repairs/ replacements plus what you 

gave the Contractor? 
 

Answer #3:  The totals included in Addendum 1 include all parts and service payments to the suppliers 
under contract. 
 

Question #4: You have listed the current rates from your current HVAC provider, in the Addendum 

(Supplier #3). Are you currently paying the Annual Full Maintenance price or the Annual Basic 

Maintenance price for the locations listed?  
  
Answer #4:  When we contracted for service, we were using the Annual Basic Maintenance. 
 

End of Addendum #2. 
 

Addendum must be acknowledged in Tab III of the submittal.  
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