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MANHOLES SHALL BE REMOVED AND
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NOTE: STATION 0+00 IS LOCATED AT STATION 1+84.00 OF THE

BRAWLEY STREET SEWER LINE RELOCATION PLANS BY MATRIX

ENGINEERINGINC. DATED 3-24-14

NOTE: STATION 0+00 IS LOCATED AT STATION 1+20.06 OF THE

BRAWLEY STREET SEWER LINE RELOCATION PLANS BY MATRIX

ENGINEERINGINC. DATED 3-24-14

EXISTING CONTOURS
PROPERTY LINE
SEWER LINE
STORM WATER

LIMITS OF DISTURBANCELD LD

OVERHEAD POWEROHE

FENCE

BY THE CONTRACTOR SHALL BE THE SOLE RESPONSIBILITY OF THE CONTRACTOR.

WITHIN THE LIMITS OF THE WORK. ALL DAMAGE MADE TO EXISTING UTILITIES

CONTRACTOR'S RESPONSIBILITY TO VERIFY THE LOCATIONS OF ALL UTILITIES

ASSUMES NO RESPONSIBILITY FOR THE LOCATIONS SHOWN AND IT SHALL BE THE

THERE MAY BE OTHER UTILITIES NOT SHOWN ON THESE PLANS. THE ENGINEER

THE UTILITIES SHOWN ARE SHOWN FOR THE CONTRACTOR'S CONVENIENCE ONLY.

A ONE CALL SYSTEM FOR COMMUNITY AND JOB SAFETY.

PALMETTO UTILITY LOCATION SERVICE

***CAUTION***
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NOTES:

1. ALL SEWER LINES TO BE CONSTRUCTED IN ACCORDANCE

WITH THE STANDARD SPECIFICATIONS OF THE SPARTANBURG

SANITARY SEWER DISTRICT DATED JUNE, 2009.

2. CONTRACTOR TO VERIFY IN FIELD THAT ALL PROPOSED SSMH

RIMS IN ASPHALT ARE FLUSH WITH SURFACE. ROAD GRADE

SHOWN ON DRAWINGS ARE APPROXIMATE AND ARE TO BE

COORDINATED WITH GRADING PLAN AND FIELD CONDITIONS

PRIOR TO FINAL PAVING.

3. CONTRACTOR TO VERIFY IN FIELD ALL CROSS LYING PIPE

INTERSECTIONS TO MAINTAIN AN 18" CLEARANCE.

4. ALL PIPE SECTIONS WITH LESS THAN 3 FEET COVER WILL BE

DUCTILE IRON PIPE SECTIONS. CENTERED ON THE LOW POINT

AND SPANNED UNTIL 3 FEET COVER IS ACHIEVED.

5. ALL PVC PIPE SHALL BE SDR-35 INSTALLED PER SSSD

STANDARD SPECS AND MANUFACTURERS RECOMMENDATIONS.

6. ALL MANHOLES SHALL BE PRECAST CONCRETE PER SSSD

STANDARD SPECS AND SSSD STANDARD DETAILS.
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EASEMENTS

ALL GRAVITY SEWER LINES AND MANHOLES

LESS THAN 6' IN DEPTH SHALL BE REMOVED

AND THE RESULTING EXCAVATION FILLED

WITH COMPACTED BACK-FILL. MANHOLES

GREATER THAN 6' IN DEPTH SHALL HAVE THE

UPPER 6' OF STRUCTURE REMOVED AND THE

DEEPER SECTION FILLED WITH READY-MIX

CONCRETE WHICH IS ALLOWED TO FLOW INTO

ALL PIPE PENETRATIONS.

ENGINEER:

MATRIX ENGINEERING, INC.

912 SOUTH PINE STREET

SPARTANBURG, SC 29302

TEL: 864-583-6274

SURVEYOR:

SMITH LAVENDER AND

ASSOCIATES INC.

2900 EAST MAIN STREET

SPARTANBURG, SC 29307
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EXISTING CONTOURS
PROPERTY LINE
SEWER LINE
STORM WATER

LIMITS OF DISTURBANCE

OVERHEAD POWEROHE

FENCE

BY THE CONTRACTOR SHALL BE THE SOLE RESPONSIBILITY OF THE CONTRACTOR.

WITHIN THE LIMITS OF THE WORK. ALL DAMAGE MADE TO EXISTING UTILITIES

CONTRACTOR'S RESPONSIBILITY TO VERIFY THE LOCATIONS OF ALL UTILITIES

ASSUMES NO RESPONSIBILITY FOR THE LOCATIONS SHOWN AND IT SHALL BE THE

THERE MAY BE OTHER UTILITIES NOT SHOWN ON THESE PLANS. THE ENGINEER

THE UTILITIES SHOWN ARE SHOWN FOR THE CONTRACTOR'S CONVENIENCE ONLY.

A ONE CALL SYSTEM FOR COMMUNITY AND JOB SAFETY.

PALMETTO UTILITY LOCATION SERVICE

***CAUTION***
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NOTES:

1. ALL SEWER LINES TO BE CONSTRUCTED IN ACCORDANCE

WITH THE STANDARD SPECIFICATIONS OF THE SPARTANBURG

SANITARY SEWER DISTRICT DATED JUNE, 2009.

2. CONTRACTOR TO VERIFY IN FIELD THAT ALL PROPOSED SSMH

RIMS IN ASPHALT ARE FLUSH WITH SURFACE. ROAD GRADE

SHOWN ON DRAWINGS ARE APPROXIMATE AND ARE TO BE

COORDINATED WITH GRADING PLAN AND FIELD CONDITIONS

PRIOR TO FINAL PAVING.

3. CONTRACTOR TO VERIFY IN FIELD ALL CROSS LYING PIPE

INTERSECTIONS TO MAINTAIN AN 18" CLEARANCE.

4. ALL PIPE SECTIONS WITH LESS THAN 3 FEET COVER WILL BE

DUCTILE IRON PIPE SECTIONS. CENTERED ON THE LOW POINT

AND SPANNED UNTIL 3 FEET COVER IS ACHIEVED.

5. ALL PVC PIPE SHALL BE SDR-35 INSTALLED PER SSSD

STANDARD SPECS AND MANUFACTURERS RECOMMENDATIONS.

6. ALL MANHOLES SHALL BE PRECAST CONCRETE PER SSSD

STANDARD SPECS AND SSSD STANDARD DETAILS.

OWNER / DEVELOPER

CITY OF SPARTANBURG

PO BOX 1749

SPARTANBURG, S.C. 29304

SE
W

ER
  S

ER
VI

CE
 LI

NE
S

                    VICINITY   MAP    N/S

                    N

Don Worley

Jonathan Stewart

03/29/17

A Issued for Review 4/10/17

B

2 3

S-2

CI
TY

 O
F 

SP
AR

TA
NB

UR
G,

 S
OU

TH
 C

AR
OL

IN
A

NE
W

 B
RA

W
LE

Y 
ST

RE
ET

 S
EW

ER
RE

LO
CA

TI
ON

 A
ND

 E
XT

EN
SI

ON

Issued for Review 4/12/17

EASEMENTS

ENGINEER:

MATRIX ENGINEERING, INC.

912 SOUTH PINE STREET

SPARTANBURG, SC 29302

TEL: 864-583-6274

SURVEYOR:

SMITH LAVENDER AND

ASSOCIATES INC.

2900 EAST MAIN STREET

SPARTANBURG, SC 29307

DISTURBED AREA:

0.14 ACRE

C Issued for Permitting 5/18/17

D Issued for Permitting 5/26/17

E Issued for Permitting 6/02/17

AutoCAD SHX Text
SC GRID

AutoCAD SHX Text
TAX MAP 7-12-05-208.00

AutoCAD SHX Text
DEED BOOK 107 R, PAGE 623

AutoCAD SHX Text
PAUL LOVEDAY

AutoCAD SHX Text
TAX MAP 7-12-05-211.00

AutoCAD SHX Text
DEED BOOK 104 S, PAGE 653

AutoCAD SHX Text
SPARTANBURG

AutoCAD SHX Text
1-(864)-968-0005

AutoCAD SHX Text
DOMINION CHURCH

AutoCAD SHX Text
(ORIGINAL SPARTAN MILL LOT NUMBER)

AutoCAD SHX Text
TAX MAP 7-12-05-212.00

AutoCAD SHX Text
DEED BOOK 95 N, PAGE 908

AutoCAD SHX Text
JORGE VALASQUEZ

AutoCAD SHX Text
TAX MAP 7-12-05-213.00

AutoCAD SHX Text
DEED BOOK 93 M, PAGE 948

AutoCAD SHX Text
JERRY BREAUX

AutoCAD SHX Text
TAX MAP 7-12-05-214.00

AutoCAD SHX Text
DEED BOOK 68 J, PAGE 113

AutoCAD SHX Text
JIMMY PRICE

AutoCAD SHX Text
126

AutoCAD SHX Text
125

AutoCAD SHX Text
122

AutoCAD SHX Text
121

AutoCAD SHX Text
120

AutoCAD SHX Text
119

AutoCAD SHX Text
#494

AutoCAD SHX Text
#502

AutoCAD SHX Text
#510

AutoCAD SHX Text
#516

AutoCAD SHX Text
1-(864)-297-5555

AutoCAD SHX Text
DEED BOOK 75 L, PAGE 217

AutoCAD SHX Text
TAX MAP 7-12-05-210.00

AutoCAD SHX Text
123

AutoCAD SHX Text
1-(864)-598-0097

AutoCAD SHX Text
DEED BOOK 110 C, PAGE 333

AutoCAD SHX Text
TAX MAP 7-12-05-209.00

AutoCAD SHX Text
         124

AutoCAD SHX Text
EXISTING 6" SANITARY SEWER

AutoCAD SHX Text
UPSTREAM MANHOLE

AutoCAD SHX Text
NOT FOUND

AutoCAD SHX Text
6' CHAIN LINK

AutoCAD SHX Text
CURB / GUTTER

AutoCAD SHX Text
CURB / GUTTER

AutoCAD SHX Text
OVERHEAD POWER

AutoCAD SHX Text
PAVED ALLEY

AutoCAD SHX Text
EXISTING 8" SANITARY SEWER

AutoCAD SHX Text
6" SAN. SWR.

AutoCAD SHX Text
MANHOLE

AutoCAD SHX Text
RIM 811.61

AutoCAD SHX Text
INV. 805.09

AutoCAD SHX Text
APPROXIMATE LOCATION

AutoCAD SHX Text
MANHOLE

AutoCAD SHX Text
RIM 802.37

AutoCAD SHX Text
INV. 797.39

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
6' CHAIN LINK

AutoCAD SHX Text
   FENCE

AutoCAD SHX Text
4' CHAIN LINK

AutoCAD SHX Text
   FENCE

AutoCAD SHX Text
4' CHAIN LINK

AutoCAD SHX Text
   FENCE

AutoCAD SHX Text
PROPERTY LINE

AutoCAD SHX Text
127

AutoCAD SHX Text
128

AutoCAD SHX Text
GUY

AutoCAD SHX Text
POLE

AutoCAD SHX Text
15" RCP

AutoCAD SHX Text
CATCH BASIN

AutoCAD SHX Text
TOP 793.43

AutoCAD SHX Text
INV. 788.18

AutoCAD SHX Text
MANHOLE

AutoCAD SHX Text
RIM 796.70

AutoCAD SHX Text
INV. 791.49 IN

AutoCAD SHX Text
INV. 791.25 OUT

AutoCAD SHX Text
INV. 795.68 TOP 800.03 CATCH BASIN

AutoCAD SHX Text
MANHOLE RIM 799.67 INV. 794.17

AutoCAD SHX Text
STA 0+00.00B= STA 1+20.06 PROPOSED DOG HOUSE MANHOLE  RIM 798.50  INV. 792.62 IN  INV. 792.52 OUT

AutoCAD SHX Text
PROPOSED MANHOLE STA 0+69.58B  RIM 801.00  INV. 793.00

AutoCAD SHX Text
HOMES OF HOPE INC 1-(864)-269-4663 DEED BOOK 115 J, PAGE 63 TAX MAP 7-12-05-207.00

AutoCAD SHX Text
STA 0+00.00B=STA 1+20.06

AutoCAD SHX Text
4" SEWER SERVICE LINE

AutoCAD SHX Text
SEE DETAIL

AutoCAD SHX Text
SEWER R/W

AutoCAD SHX Text
25' SANITARY

AutoCAD SHX Text
HOMES OF HOPE INC 1-(864)-269-4663 DEED BOOK 109 H, PAGE 291 TAX MAP 7-12-05-204.00

AutoCAD SHX Text
HOMES OF HOPE INC 1-(864)-269-4663 DEED BOOK 115 J, PAGE 63 TAX MAP 7-12-05-206.00

AutoCAD SHX Text
HOMES OF HOPE INC 1-(864)-269-4663 DEED BOOK 115 J, PAGE 63 TAX MAP 7-12-05-205.00

AutoCAD SHX Text
1-(864)-582-6203

AutoCAD SHX Text
NORTHSIDE DEVELOPMENT CORP.

AutoCAD SHX Text
HAMPTON DEVELOPMENT OF SC

AutoCAD SHX Text
INTERNATIONAL

AutoCAD SHX Text
IPF

AutoCAD SHX Text
IPF

AutoCAD SHX Text
IPF

AutoCAD SHX Text
IPF

AutoCAD SHX Text
IPF

AutoCAD SHX Text
IPF

AutoCAD SHX Text
IPF

AutoCAD SHX Text
IPF

AutoCAD SHX Text
IPF

AutoCAD SHX Text
IPF

AutoCAD SHX Text
IPF

AutoCAD SHX Text
IPF

AutoCAD SHX Text
S 42°23'43" W     86.94'

AutoCAD SHX Text
S 42°23'43" W  61.46'

AutoCAD SHX Text
S 42°43'44" W  55.37'

AutoCAD SHX Text
N 28°49'88" W  69.58'

AutoCAD SHX Text
S 32°42'28" W  64.10'

AutoCAD SHX Text
10' PRIVATE SEWER SERVICE LINE EASEMENT

AutoCAD SHX Text
25' SANITARY SEWER R/W

AutoCAD SHX Text
25' SANITARY SEWER R/W

AutoCAD SHX Text
25' SANITARY SEWER R/W

AutoCAD SHX Text
STA 0+64.10A PROPOSED MANHOLE  RIM 806.50  INV. 802.55 IN  INV. 802.45 OUT

AutoCAD SHX Text
EXISTING MANHOLE PART OF CITY OF SPARTANBURG, SOUTH CAROLINA  BRAWLEY STREET SEWER LINE RELOCATION BY MATRIX ENGINEERING INC. AUGUST, 2013 STA 0+00.00A=STA 1+84.00 RIM 801.60 INV. 796.88

AutoCAD SHX Text
1 inch =     ft.

AutoCAD SHX Text
( IN FEET )

AutoCAD SHX Text
GRAPHIC SCALE

AutoCAD SHX Text
0

AutoCAD SHX Text
20

AutoCAD SHX Text
20

AutoCAD SHX Text
40

AutoCAD SHX Text
20

AutoCAD SHX Text
80

AutoCAD SHX Text
10

AutoCAD SHX Text
LINETYPE LEGEND

AutoCAD SHX Text
6/2/17

AutoCAD SHX Text
A

AutoCAD SHX Text
O

AutoCAD SHX Text
L

AutoCAD SHX Text
N

AutoCAD SHX Text
I

AutoCAD SHX Text
O

AutoCAD SHX Text
N

AutoCAD SHX Text
Z

AutoCAD SHX Text
A

AutoCAD SHX Text
T

AutoCAD SHX Text
I

AutoCAD SHX Text
I

AutoCAD SHX Text
T

AutoCAD SHX Text
U

AutoCAD SHX Text
H

AutoCAD SHX Text
O

AutoCAD SHX Text
R

AutoCAD SHX Text
A

AutoCAD SHX Text
C

AutoCAD SHX Text
T

AutoCAD SHX Text
U

AutoCAD SHX Text
H

AutoCAD SHX Text
O

AutoCAD SHX Text
S

AutoCAD SHX Text
INC.

AutoCAD SHX Text
I

AutoCAD SHX Text
O

AutoCAD SHX Text
F

AutoCAD SHX Text
E

AutoCAD SHX Text
C

AutoCAD SHX Text
A

AutoCAD SHX Text
T

AutoCAD SHX Text
E

AutoCAD SHX Text
C

AutoCAD SHX Text
R

AutoCAD SHX Text
T

AutoCAD SHX Text
I

AutoCAD SHX Text
F

AutoCAD SHX Text
R

AutoCAD SHX Text
A

AutoCAD SHX Text
MATRIX

AutoCAD SHX Text
ENGINEERING

AutoCAD SHX Text
No. C01034

AutoCAD SHX Text
No. 7982

AutoCAD SHX Text
S

AutoCAD SHX Text
E

AutoCAD SHX Text
F

AutoCAD SHX Text
O

AutoCAD SHX Text
R

AutoCAD SHX Text
P

AutoCAD SHX Text
D

AutoCAD SHX Text
E

AutoCAD SHX Text
R

AutoCAD SHX Text
E

AutoCAD SHX Text
T

AutoCAD SHX Text
S

AutoCAD SHX Text
I

AutoCAD SHX Text
G

AutoCAD SHX Text
E

AutoCAD SHX Text
R

AutoCAD SHX Text
R

AutoCAD SHX Text
E

AutoCAD SHX Text
E

AutoCAD SHX Text
N

AutoCAD SHX Text
I

AutoCAD SHX Text
G

AutoCAD SHX Text
N

AutoCAD SHX Text
E

AutoCAD SHX Text
L

AutoCAD SHX Text
A

AutoCAD SHX Text
N

AutoCAD SHX Text
O

AutoCAD SHX Text
I

AutoCAD SHX Text
S

AutoCAD SHX Text
A

AutoCAD SHX Text
C

AutoCAD SHX Text
H

AutoCAD SHX Text
T

AutoCAD SHX Text
U

AutoCAD SHX Text
O

AutoCAD SHX Text
S

AutoCAD SHX Text
A

AutoCAD SHX Text
N

AutoCAD SHX Text
I

AutoCAD SHX Text
L

AutoCAD SHX Text
O

AutoCAD SHX Text
R

AutoCAD SHX Text
D

AutoCAD SHX Text
O

AutoCAD SHX Text
N

AutoCAD SHX Text
A.

AutoCAD SHX Text
W

AutoCAD SHX Text
O

AutoCAD SHX Text
R

AutoCAD SHX Text
L

AutoCAD SHX Text
E

AutoCAD SHX Text
Y

AutoCAD SHX Text
SITE

AutoCAD SHX Text
BRAWLEY STREET

AutoCAD SHX Text
MANNING ST

AutoCAD SHX Text
FARLEY AVE

AutoCAD SHX Text
COLLEGE ST

AutoCAD SHX Text
COUNTY GRID MAP# 7113

AutoCAD SHX Text
Sheet

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
of

AutoCAD SHX Text
Title

AutoCAD SHX Text
Engineer

AutoCAD SHX Text
Drawn By

AutoCAD SHX Text
Date

AutoCAD SHX Text
Project

AutoCAD SHX Text
Sheet

AutoCAD SHX Text
MATRIX

AutoCAD SHX Text
dworley@matrixei.com

AutoCAD SHX Text
Spartanburg, South Carolina

AutoCAD SHX Text
912 South Pine Street

AutoCAD SHX Text
ENGINEERING, INC.

AutoCAD SHX Text
(864)583-6274

AutoCAD SHX Text
PROJECT NUMBER:

AutoCAD SHX Text
2017-050

AutoCAD SHX Text
29302



NOTES:

1. ALL SEWER LINES TO BE CONSTRUCTED IN ACCORDANCE

WITH THE STANDARD SPECIFICATIONS OF THE SPARTANBURG

SANITARY SEWER DISTRICT DATED JUNE, 2009.

2. CONTRACTOR TO VERIFY IN FIELD THAT ALL PROPOSED SSMH

RIMS IN ASPHALT ARE FLUSH WITH SURFACE. ROAD GRADE

SHOWN ON DRAWINGS ARE APPROXIMATE AND ARE TO BE

COORDINATED WITH GRADING PLAN AND FIELD CONDITIONS

PRIOR TO FINAL PAVING.

3. CONTRACTOR TO VERIFY IN FIELD ALL CROSS LYING PIPE

INTERSECTIONS TO MAINTAIN AN 18" CLEARANCE.

4. ALL PIPE SECTIONS WITH LESS THAN 3 FEET COVER WILL BE

DUCTILE IRON PIPE SECTIONS. CENTERED ON THE LOW POINT

AND SPANNED UNTIL 3 FEET COVER IS ACHIEVED.

5. ALL PVC PIPE SHALL BE SDR-35 INSTALLED PER SSSD

STANDARD SPECS AND MANUFACTURERS RECOMMENDATIONS.

6. ALL MANHOLES SHALL BE PRECAST CONCRETE PER SSSD

STANDARD SPECS AND SSSD STANDARD DETAILS.
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