
Indian River County Purchasing Division 
purchasing@ircgov.com   

ADDENDUM NO. 2 

Issue Date:  August 29, 2023 

Project Name: Central (Gifford) WWTF Generator and ATS Replacement 

Bid Number: 2024003 

Bid Opening Date: September 6, 2023 

This addendum is being released to answer questions received to date. The information and documents 
contained in this addendum are hereby incorporated in the Bid Documents. This addendum must be 
acknowledged where indicated on the Bid Form, or the bid may be declared non-responsive. 

Questions and Answers 

1. 
Sheet E-6 of the plans shows a “proposed ceiling exhaust fan”. Page D-1 shows hat we are to repair a 
roof penetration. Is there a new exhaust fan being installed? If so, please provide detail and 
specification. 

 No changes to the exhaust fan. Refer to updated sheets E-5 and E-6.   

2. 
Can you please provide drawings/diagrams of the site water piping since there is extensive digging 
that must be accounted for? 

 Record drawings are included in the Addendum response as separate .pdf file 

3. 
Please verify that bidders are to remove and dispose of the existing generator and ATS, or does the 
County want them set aside? 

 Contractor shall remove and dispose of equipment to be replaced.   

Attachments 
E-5 Main Electrical Bldg. Generator Demo 
E-6 Main Electrical Bldg. Electrical Install Plan 
Record Dwg – 2 to 4 MGD Expansion 
Record Dwg – IRC Central Region WTP Expansion – 1997 Record Drawings 
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