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ARCHITECTURAL / INTERIORS ABBREVIATIONS:
A

& AND
@ AT
A11Y ACCESSIBILITY / ACCESSIBLE
AB ANCHOR BOLT (or) AIR BARRIER
ABV ABOVE
A/C AIR CONDITIONING
ACM ASBESTOS CONTAINING 

MATERIAL
ACOUS ACOUSTIC(AL)
ACT ACOUSTICAL CEILING TILE / PANEL
ADDM ADDENDUM
ADD'N ADDITION
ADJ ADJUST(ABLE)
AFF ABOVE FINISHED FLOOR
AGGR AGGREGATE
AHU AIR HANDLING UNIT
AL ALUMINUM
ALT ALTERNATE
< (or) L ANGLE (STEEL)
ANOD ANODIZED
ANUN ANNUNCIATOR
ANUN ANNUNCIATOR
AP ACCESS PANEL
APP'D APPROVED
APPROX APPROXIMATE
ARCH ARCHITECT(URAL)
ASPH ASPHALT(IC)
AUTO AUTOMATIC
AVG AVERAGE

B

B/O BOTTOM OF
BC BRICK COURSE(S)
BD BOARD
BE BOTTOM ELEVATION
BF BOTH FACES
BLDG BUILDING
BLK BLOCK
BLKG BLOCKING
BM BEAM (or) BENCH MARK
BOTT BOTTOM
BRG BEARING
BRK BRICK
BRKT BRACKET
BRZ BRONZE
BSMT BASEMENT
BTW BETWEEN
BUR BUILT UP ROOFING
BW BOTH WAYS

C

CAB CABINET
CB CATCH BASIN
C/C CENTER TO CENTER
CEM CEMENT
CF/CI CONTR FURNISHED / CONTR 
INSTALLED
CG CORNER GUARD
CHAN CHANNEL
CJ CONTROL JOINT
CL CENTER LINE
CLG CEILING
CLKG CAULKING
CLO CLOSET
CLR CLEAR
CMU CONCRETE MASONRY UNIT
CNTR (T) COUNTER(TOP)
CO CLEAR OPENING (or) CLEAN OUT
COL COLUMN
CONC CONCRETE
CONN CONNECT(ION)
CONST CONSTRUCTION
CONT CONTINUOUS
CONT'D CONTINUED
CONTR CONTRACTOR
COR CORNER
CORR CORRIDOR
CORRUG CORRUGATED
CPT CARPET
CRS COURSE(S)
CSK COUNTERSUNK (-SINK)
CT CERAMIC TILE
CTR CENTER
CUST CUSTODIAL
CUSTCL CUSTODIAL CLOSET
CW COLD WATER

D

(D) DRYER
DA DOUBLE-ACTING
DBL DOUBLE
DD DECK DRAIN
DEMO DEMOLISH (or) DEMOLITION
DEPT DEPARTMENT
DET DETAIL
DF DRINKING FOUNTAIN
DFLCT DEFLECTION
DIA DIAMETER
DIAG DIAGONAL
DIM DIMENSION
DISP DISPOSER (or) DISPENSER
DIV DIVISION
DK DARK
DL DEAD LOAD
DN DOWN
DO DOOR OPENING
DR DOOR
DS DOWNSPOUT
DSP DRY STANDPIPE
(DW) DISHWASHER
DWG DRAWING
DWR DRAWER

E

(E) EXISTING
E EAST
EA EACH
EIFS EXT INSUL AND FIN SYSTEM
EJ EXPANSION JOINT
EL ELEVATION
ELEC ELECTRIC
ELEV ELEVATOR
EMER EMERGENCY
ENCL ENCLOSURE
ENG ENGINEER(ING)
EQ EQUAL
EQUIP EQUIPMENT
E/W EACH WAY
EWC ELECTRIC WATER COOLER
EXCAV EXCAVATED
EXH EXHAUST
EXIST EXISTING
EXP EXPANSION
EXPOS EXPOSED
EXT EXTERIOR

F

FA FIRE ALARM
FABR FABRICATE
FC FIRE CODE
F/C FACE OF CONCRETE
F/F FACE OF FINISH
F/M FACE OF MASONRY
F/O FACE OF
F/SH FACE OF SHEATHING
F/S FACE OF STUD
F/W FACE OF WALL 
FD FLOOR DRAIN
FDC FIRE DEPARTMENT CONN
FDN FOUNDATION
FE FIRE EXTINGUISHER
FEC FIRE EXTINGUISHER CABINET
FF FINISHED FLOOR
F-F FACE TO FACE
FBG FIBERGLASS
FH FLAT HEAD
FHC FIRE HOSE CABINET
FHR FIRE HOSE RACK
FIN FINISH
FL FLUSH OR FLOOR
FLASH FLASHING
FLUOR FLUORESCENT
FP FIREPROOFING
FR FRAME
FRMG FRAMING
FRT FIRE RETARDANT TREATED
FS FULL SIZE
FT FOOT OR FEET
FTG FOOTING 
FUR FURRING
FUT FUTURE

G

GA GAUGE
GALV GALVANIZED
GB GRAB BAR
GL GLASS
GMMU GLASS MESH MORTAR UNIT
GR GUARDRAIL
GS GRAVEL STOP
GWB GYPSUM WALLBOARD
GYP GYPSUM 

H

HB HOSE BIBB
HC ACCESSIBLE
HD HEAD
HDBD HARDBOARD
HM HOLLOW METAL
HP HIGH POINT
HDWR HARDWARE
HDWD HARDWOOD
HCWD HOLLOW CORE WOOD DOOR
HORIZ HORIZONTAL
HR HOUR
HT HEIGHT 
HTG HEATING
HVAC HEATING, VENTILATION and AIR 
CONDITIONING
HW HOT WATER

I

ID INSIDE DIAMETER
INCAN INCANDESCENT
INCL INCLUDE(D) (ING)
INFO INFORMATION
INSUL INSULATION
INT INTERIOR
IWB INTERACTIVE WHITE BOARD

J

JB JUNCTION BOX
JC JANITOR CLOSET
JST JOIST
JT JOINT

K

KIT KITCHEN
KO KNOCKOUT
KP KICK PLATE
KRM KEYED REMOVABLE MULLION
KS KNEE SPACE

L

LAB LABORATORY
LAM LAMINATE
LAT LATERAL
LAV LAVATAORY
LB (or #) POUND
LH LEFT HAND
LIN LINEAR
LKR LOCKER
LL LIVE LOAD
LONG'L LONGITUDINAL
LP LOW POINT
LT LIGHT
LTG LIGHTING
LTWT LIGHT WEIGHT
LVR LOUVER (S)

M

MACH MACHINE
MAINT MAINTENANCE
MATL MATERIAL
MAX MAXIMUM
MB MARKER BOARD
MDF MEDIUM DENSITY FIBERBOARD
MECH MECHANICAL
MED MEDIUM
MEZZ MEZZANINE
MEMB MEMBRANE
MFG MANUFACTURING
MFR MANUFACTURER
MGR MANAGER
MIN MINIMUM
MIRR MIRROR
MISC MISCELLANEOUS
ML METAL LATH
MO MASONRY OPENING
MTD MOUNTED
MTL METAL
MULL MULLION
(MW) MICROWAVE

N

N NORTH
NAT NATURAL
NEG NEGATIVE
NIC NOT IN CONTRACT
NO (or #) NUMBER
NOM NOMINAL
NRC NOISE REDUCTION COEFFICIENT
NTS NOT TO SCALE

O

(O) OVEN
OA OVERALL
OC ON CENTER
OD OUTSIDE DIAMETER
OF/OI OWNER FURNISHED / OWNER 
INSTALLED
OF/CI OWNER FURNISHED / CONTR 
INSTALLED
OFD OVER FLOW DRAIN
OFF OFFICE
OH OPPOSITE HAND (or) OVERHEAD
OPNG OPENING
OPP OPPOSITE
ORIG ORIGINAL
OVRHD OVERHEAD
OZ OUNCE 

P

P PAINT
PART BD PARTICLE BOARD
PAV PAVING OR PAVEMENT
PB PENCIL SHARPENER BLOCK (or) 
PORCELAIN BASE
PC PIECE
PERP PERPENDICULAR
PH PENTHOUSE
PL PROPERTY LINE
PL OR PLAM PLASTIC LAMINATE
PLAS PLASTER
PLT PLATE  
PLUMB PLUMBING
PLYWD PLYWOOD
PM PROPOSED MODIFICATION
PNL PANEL
PORT PORTABLE
PR PAIR
PRCST PRECAST
PREFAB PREFABRICATE(D)
PROD PRODUCT(ION)
PROJ PROJECT
PROP PROPERTY
PT PRESSURE TREATED (or) 
PORCELAIN TILE (or) POST TENSIONED
PTD PAPER TOWEL DISPENSER (or) 
PAINTED   
PTN PARTITION
PTR PAPER TOWEL RECEPTACLE
PVC POLYVINYL CHLORIDE
PWR POWER

Q

QT QUARRY TILE
QUAL QUALITY
QUAN QUANTITY

R

R RISER
(RA) RANGE
R/A RETURN AIR
RAD RADIUS
RB RESILIENT BASE
RC RESILIENT CHANNEL
RD ROOF DRAIN (or) ROUND (or) ROAD  
REBAR REINFORCING BAR
RECEP RECEPTACLE
REF REFERENCE
(REF) REFRIGERATOR
REFL REFLECTED
REINF REINFORCED
REQD REQUIRED  
RESIL RESILIENT
REV REVISION OR REVERSE
RH RIGHT HAND (or) ROBE HOOK
RM ROOM
RO ROUGH OPENING
RTU ROOFTOP UNIT

S

S SOUTH
S4S SURFACED FOUR SIDES
SAB SOUND ATTENUATION BLANKET
SAFB SOUND ATTENUATION FIRE BATT
SAN SANITARY
SC SEALED CONCRETE (or) SOLDIER 

COURSE
SCL STRUCTURAL COMPOSITE 

LUMBER
SCWD SOLID CORE WOOD DOOR
SCHED SCHEDULE
SCHEM SCHEMATIC
SD SOAP DISPENSER
SECT SECTION
SEL SELECT
SERV SERVICE
SF (or) SQFT. SQUARE FEET
SFRM SPRAY-APPLIED FIRE RESISTIVE 
MATL
SH SHELF OR SHELVING
SHT SHEET
SHWR SHOWER
SIM SIMILAR
SIP STRUCTURAL INSULATED PANEL 
SND SANITARY NAPKIN DISPENSER
SOLS SOLID SURFACE
SPEC'L SPECIAL
SPECS SPECIFICATION(S)
SPED SPECIAL EDUCATION
SPGL SPANDREL GLASS
SPKR SPEAKER
SPL SPLASH
SQ SQUARE
SS STAINLESS STEEL
S/S SERVICE SINK
ST STAIR
STC SOUND TRANMISSION CLASS
STD STANDARD
STL STEEL
STN STONE
STOR STORAGE
STRUCT STRUCTURAL
SURF SURFACE
SURR SURROUND
SUSP SUSPEND(ED)
SYM SYMMETRICAL
SYST SYSTEM

T

T TREAD
TAN TANGENT
TB TOWEL BAR (or) TACK BOARD
T&B TOP AND BOTTOM
TECH TECHNICAL
TEL TELEPHONE
TEMPD TEMPERED
TEMP TEMPORARY
THK THICK(NESS)
TM TRANSITION MEMB
T/O TOP OF
TOC TOP OF CURB (or) -CONCRETE
TOM TOP OF MASONRY
TOP TOP OF PAVEMENT
TOS TOP OF STEEL
TOW TOP OF WALL
TPH TOILET PAPER HOLDER
TV TELEVISION
TWF THRU WALL FLASH
TYP TYPICAL

U

(UCR) UNDER COUNTER REFRIGERATOR
UL UNDERWRITERS LABORATORY
UNFIN UNFINISHED
UNO UNLESS NOTED OTHERWISE
UR URINAL
UTIL UTILITY

V

VAR VARIABLE (or) VARIES
VB VAPOR BARRIER
VCT VINYL COMPOSITION TILE
VERT VERTICAL
VEST VESTIBULE
VIF VERIFY IN FIELD
VIN VINYL
VNR VENEER
VOL VOLUME
VWC VINYL WALL COVERING

W

W WEST
W/ WITH
(W) WASHER
WAP WIRELESS ACCESS POINT
WB WHITE BOARD
WC WATER CLOSET (or) WALL 
COVERING
WD WOOD
WH WATER HEATER (or) WALL HUNG
WIB WATER AND ICE BARRIER
W/IN WITHIN
WLD WELDED
W/O WITHOUT
WP WATERPROOF (or) WORKING 
POINT
WR WATER RESISTANT
WRB WEATHER RESISTANT BARRIER
WS WEATHERSTRIPPING
WSCT WAINSCOT
WT WEIGHT
WWF WELDED WIRE FABRIC

X

X TIMES (or) BY (AS IN 2X4)

Y

YD YARD
YR YEAR
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OWNER:
ARCHITECTURE 
INCORPORATED

ARCHITECT:

1902 CAMPUS COMMONS DRIVE
SUITE 101
RESTON, VA 20191

P: 703 .476.3900

ARLINGTON COUNTY 
DHS
2100 WASHINGTON BOULEVARD
ARLINGTON, VA 22204

P: 703.228.1200

WALTER L. PHILLIPS

STRUCTURAL:
BEI STRUCTURAL 
ENGINEEERS
3930 PENDER DRIVE
SUITE 175
FAIRFAX, VA 22030

P: 703.890.5000

MPE:
INTERFACE 
ENGINEERING, INC.
2000 M STREET, NW
SUITE 270
WASHINGTON, DC 20036

P: 202.370.9555

CIVIL/LANDSCAPE:

207 PARK AVENUE
FALLS CHURCH, VA 22046

P: 703.532.6163
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STRUCTURAL

S.000 STRUCTURAL NOTES AND LOADING TABLE O O O

S.110 FOUNDATION/ BASEMENT PLAN O O

S.111 GROUND LEVEL FRAMING PLAN O O O

S.112 SECOND LEVEL FRAMING PLAN O O O

S.113 ROOF FRAMING PLAN O O O

S.210 TYP FOUNDATION DETAILS O O

S.211 FOUNDATION SECTIONS O O

S.310 TYP FRAMING DETAILS O O

S.311 FLOOR & ROOF SECTIONS O O O

MECHANICAL

M001 SYMBOL LIST AND GENERAL NOTES-MECHANICAL O O O

M101 FLOOR PLANS - BASEMENT & GROUND LEVEL-MECHANICAL O O O

M102 FLOOR PLANS - 2ND & ATTIC LEVEL-MECHANICAL O O

M103 MECHANICAL SITE PLAN O

M601 SCHEDULES-MECHANICAL O R

M701 DETAILS-MECHANICAL O O

M702 DETAILS-MECHANICAL O O

M703 DETAILS-MECHANICAL O O

M704 DETAILS-MECHANICAL O O

PLUMBING

P001 SYMBOL LIST AND GENERAL NOTES-PLUMBING O O

P100 BELOW SLAB PLAN - PLUMBING O O O

P101 FLOOR PLANS - BASEMENT & GROUND LEVEL-PLUMBING O O O

P102 FLOOR PLANS - 2ND & ATTIC LEVEL-PLUMBING O O

P301 RISER DIAGRAMS - PLUMBING O O

P601 SCHEDULES-PLUMBING O O O

P701 DETAILS-PLUMBING O O

ELECTRICAL

E001 SYMBOL LIST AND GENERAL NOTES - ELECTRICAL O O

E100 SITE PLAN - ELECTRICAL O O

E101 RCPS - BASEMENT & GROUND LEVEL-LIGHTING O O

E102 RCPS - 2ND & ATTIC LEVEL-LIGHTING O O

E201 FLOOR PLANS - BASEMENT & GROUND LEVEL - POWER O O O

E202 FLOOR PLANS - 2ND & ATTIC LEVEL - POWER O O

E203 ROOF PLAN - PV O O

E501 SINGLE LINE DIAGRAMS - ELECTRICAL O O

E601 SCHEDULES - ELECTRICAL O O

AV100 TECHNOLOGY / AUDIO-VISUAL O O

SEC001 SECURITY PLAN O O

FIRE ALARM

FA001 SYMBOL LIST AND GENERAL NOTES - FIRE ALARM O O

FA101 FLOOR PLANS - BASEMENT & GROUND LEVEL - FIRE ALARM O O O

FA102 FLOOR PLANS - 2ND & ATTIC LEVEL - FIRE ALARM O O

FIRE PROTECTION

FP001 SYMBOL LIST AND GENERAL NOTES - FIRE PROTECTION O O O

FP101 FLOOR PLANS - BASEMENT & GROUND LEVEL - FIRE
PROTECTION

O O O

FP102 FLOOR PLANS - 2ND LEVEL - FIRE PROTECTION O O
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GENERAL

CS000 COVER SHEET O O O

CIVIL

C-0101 COVER SHEET O O O

C-0301 EXISTING CONDITIONS & DEMOLITION PLAN O O O

C-0302 EXISTING DRAINAGE DIVIDES & INTERIM GRADING O O

C-0401 LAYOUT PLAN O O O

C-0501 GRADING PLAN O O O

C-0601 EROSION & SEDIMENT CONTROL PLAN O O O

C-0602 EROSION & SEDIMENT CONTROL DETAILS AND P2 PLAN O O O

C-0701 DRAINAGE DIVIDES O O O

C-0702 SWM & BMP CALCULATIONS O O O

C-0703 BMP CHECKLIST & SWM AGREEMENT O O O

C-0704 BMP SCHEMATIC & DESIGN DETAILS O O O

C-0705 SOILS REPORT -FOR INFORMATION ONLY R R R

C-0706 RAIN GARDEN DETAILS AND CALCULATIONS O

C-1201 TREE CONSERVATION PLAN - EXISTING CONDITIONS O O O

C-1202 TREE CONSERVATION NOTES & DETAILS O O O

C-1203 TREE CONSERVATION PLAN - PROPOSED CONDITIONS O O O

C-1204 TREE CONSERVATION PLAN - PROPOSED CONDITIONS CONT. O

LANDSCAPE

L-0301 LANDSCAPE LAYOUT O O O

L-0302 LANDSCAPE AMENITIES O O O

L-0303 LANDSCAPE DETAILS O

L-0401 PLANTING PLAN O O O

L-0402 PLANTING NOTES AND DETAILS O O O

ARCHITECTURAL

A010 ARCHITECTURAL SITE PLAN O O O

A020 LIFE SAFETY PLAN / CODE SUMMARY.   GENERAL NOTES O O O

A050 ACCESSIBLITY STANDARDS O O

AD100 DEMOLITION PLANS O O

A100 SLAB EDGE PLAN - BASEMENT & GROUND LEVEL O O O

A101 FLOOR PLANS - BASEMENT & GROUND LEVEL O O O

A102 FLOOR PLANS - 2ND & ROOF LEVEL O O

A200 DOOR / WINDOW TYPES & SCHEDULES O O O

A201 DOOR / WINDOW DETAILS O O

A300 EXTERIOR ELEVATIONS O O

A401 WALL SECTIONS O O

A402 WALL SECTIONS O O

A500 EXTERIOR DETAILS O O O

A501 EXTERIOR DETAILS O O O

A502 EXTERIOR DETAILS O O

A503 ROOF DETAILS O O

A600 VERTICAL CIRCULATION - STAIR O O

A601 VERTICAL CIRCULATION - LIFT O O O

A602 ENLARGED PLANS/ ELEV/ SEC O O

A603 ENLARGED PLANS/ ELEV/ SEC O O

A604 ENLARGED PLANS O O

A700 INTERIOR ELEVATIONS - MAIN LEVEL O O

A701 INTERIOR ELEVATIONS - MAIN LEVEL O O O

A702 INTERIOR ELEVATIONS - BASEMENT & SECOND FLOOR O O O

A720 EQUIPMENT / ACCESSORY SCHEDULES O O O

A800 PARTITION SCHEDULE, TYPES AND DETAILS O O O

A801 INTERIOR DETAILS O O

A900 INTERIOR CASEWORK DETAILS O O

A901 INTERIOR CASEWORK DETAILS O O

A902 INTERIOR CASEWORK DETAILS O O O

A1000 LIGHTING FIXTURE SCHEDULE O O

A1001 REFLECTED CELING PLANS - BASEMENT, GROUND & 2ND LEVEL O O

INTERIORS

F100 FINISH SCHEDULE O O

F101 FINISH PLANS - BASEMENT, GROUND & 2ND LEVEL O O O

DRAWING INDEX

Revisions

1 ADDENDUM #1 03/26/21

NO. SHEET NAME

O ISSUED

X DELETED

R ISSUED FOR REFERENCE ONLY

ISSUE DATES

NO. SHEET NAME

O ISSUED

X DELETED

R ISSUED FOR REFERENCE ONLY

ISSUE DATESDRAWING INDEX
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SETBACK LINE

PROPERTY LINE
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PARKING SPACES

(5) COMPACT

8
' 
- 

6
"

M
IN

8
' 
- 

0
"

5' - 0"

MAIN 
ENTRY

LOWER LEVEL  
UNIT ENTRY

REAR 
ENTRY

(E) CONC APRON, 
SEE CIVIL

GATE TO FRONT YARD

GATE TO BACK YARD

PERIMETER FENCE,
SEE LANDSCAPE

PERIMETER FENCE,
SEE LANDSCAPE

PROPOSED  ACCESSIBLE 
SWING:

SURFACE PARKING 
DRIVE AISLE,

SEE CIVIL

BIORETENTION / RAIN 
GARDEN. SEE CIVIL 
AND LANDSCAPE

RESERVED DROP 
OFF AREA FLUSH W/ 
SIDEWALK. REFER 
TO CIVIL.

5
' 
- 

0
"

STAMPED
CONCRETE 

IMPERVIOUS CONC 
WALK,
COORD W/ CIVIL

8
' 
- 

6
"

ACCESSIBLE VAN

18' - 0"

BASEMENT 
ENTRY

LOWER LEVEL 
EMERGENCY 

EGRESS

204' - 4"

OVERFLOW 
ROOF DRAIN 
& SPL BLK

194' - 10 1/2"

OVERFLOW 
ROOF DRAIN 
& SPL BLK

204' - 10"

DOWNSPOUT 
CONNECTED 
TO STORM 
SEE CIVIL

DOWNSPOUT 
CONNECTED 
TO STORM 
SEE CIVIL

DOWNSPOUT 
CONNECTED 
TO STORM 
SEE CIVIL

DOWNSPOUT 
& SPL BLOCK

DN

1
:1

2
 

S
L
O

P
E

198' - 2"

206' - 0" ARCH FINISH FLOOR 
0' - 0" = 206.0'

206' - 0"

206' - 0"

1
5

' 
- 

0
"

1
0

' 
- 

0
"

8' - 0"

25' - 0"

TRANSFORMER.
PROVIDE CONCRETE PAD. 
COORDINATE LOCATION 
AND REQUIREMENTS WITH 
UTILITY COMPANY

GENERATOR.
COORDINATE LOCATION 
AND REQUIREMENTS WITH 
UTILITY COMPANY

ELECTRICAL METER AND 
CABINET. COORDINATE 
LOCATION AND 
REQUIREMENTS WITH 
UTILITY COMPANY

A010

2

204' - 10"

CONCRETE SIDEWALK
SEE CIVIL PLANS

BIORETENTION / RAIN 
GARDEN. SEE CIVIL 
AND LANDSCAPE

WHEELCHAIR GAZIBO 
SWING FABRICATED IN 
THE USA BY CHAD DIETZ
CHAD@IRONBYCHAD 
800-545-2191; 831-277-2014
WWW.IRONBY CHAD.COM

BIORETENTION / RAIN 
GARDEN. SEE CIVIL 
AND LANDSCAPE

EF2EF21

EF21

1/2" PREMOLDED 
EXPANSION JOINT 
AND SEALANT

5
' 
- 

0
"

CONTROL JOINT (CJ)
SEE STRUCTURAL 
DETAIL
TYP

4" CONCRETE 
SIDEWAK

STAMPED 
CONCRETE

STAMPED 
SOLDIER 
COURSE

CONTROL JOINT
SEE STRUCTURAL
TYP

1/2" PREMOLDED 
EXPANSION JOINT 
AND SEALANT

EF22 8
"

3
' 
- 

8
"

8
"

8
"

8
"

8"

8
"

E
Q

E
Q

E
Q

8
"

5' - 0"

8"

8"

17' - 11"

8"

ATTACH WHEELCHAIR 
GAZEBO SWING TO 
CONCRETE SLAB PER 
SWING MFR DETAILS 
AND REQUIREMENTS

1

8" EQ EQ EQ 8"

1
6

' 
- 

9
 1

/2
"

R 9' - 7 1/2"

SEE DETAIL 2/A100
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Revisions

1 ADDENDUM #1 03/26/21

1/8" = 1'-0"
1 SITE PLAN
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ENERGY PERFORMANCE CRITERIA:

PER ARLINGTON COUNTY’S “FACILITY SUSTAINABILITY POLICY” FOR NEW CONSTRUCTION AND MAJOR RENOVATIONS (GREEN BUILDING 

POLICY) – THIS PROJECT IS REQUIRED TO:
1. BE CERTIFIED BY VIRIDIANT’S EARTHCRAFT PROGRAM FOR SINGLE FAMILY HOMES
2. ACHIEVE NET ZERO CERTIFICATION UNDER VIRIDIANT’S NET ZERO PROGRAM
REFER TO THE ATTACHMENT’S IN THE SPECIFICATIONS/PROJECT MANUAL FOR MORE INFORMATION ABOUT THE ABOVE REQUIRED 
CERTIFICATIONS. 
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1/8" = 1'-0"
1 BASEMENT LEVEL LIFE SAFETY PLAN

1/8" = 1'-0"
2 GROUND LEVEL LIFE SAFETY PLAN

1/8" = 1'-0"
3 SECOND LEVEL LIFE SAFETY PLAN

Revisions

1 ADDENDUM #1 03/26/21

1 THE DRAWINGS COMPRISING THIS SET OF CONSTRUCTION DOCUMENTS ARE CONSIDERED TO BE ONE WHOLE.  INFORMATION
INCLUDED ON ONE SHEET IS AS BINDING AS IF INCLUDED ON ALL, REGARDLESS OF TRADE ASSIGNMENTS.   ANY DOUBT AS TO
WHETHER ANY WORK IS WITHIN THE SCOPE OF THE CONTRACT WILL BE RESOLVED IN FAVOR OF AN INTERPRETATION THAT
THE WORK IS WITHIN THE SCOPE OF THE CONTRACT, UNLESS AGREED OTHERWISE BY ALL PARTIES.

2 REVIEW ALL DOCUMENTS AND, IMMEDIATELY UPON DISCOVERY, NOTIFY THE ARCHITECT OF DOCUMENT CONFLICTS, ERRORS,
AND OMMISSIONS IN WRITING.

3 THE OWNER WILL SECURE AND PAY FOR THE BUILDING PERMIT.  THE CONTRACTOR SHALL SECURE AND PAY FOR ALL OTHER
PERMITS, FEES, LICENSES, AND INSPECTIONS NECESSARY FOR A PROPER COMPLETION OF WORK ASSOCIATED WITH THIS
PROJECT.

4 VISIT THE PROJECT TO BE FAMILIAR WITH SITE CONDITIONS PRIOR TO BIDDING OR CONSTRUCTION.  BY SUBMITTING A BID, THE
CONTRACTOR AND HIS SUBCONTRACTORS CONFIRM THAT THEY HAVE VISITED THE SITE AND HAVE INCLUDED IN THEIR BID
ANY ADDITIONAL ITEMS OF CONSTRUCTION THAT MAY BE REQUIRED DUE TO EXISTING PROJECT AND SITE CONDITIONS.

5 CONTACT OWNER/ BUILDING MANAGER FOR RULES AND REGULATIONS THAT MAY IMPOSE RESTRICTIONS ON WORK TIMES,
PARKING, NOISE, MATERIAL STORAGE, TRASH LOCATIONS, USE OF LOADING AREAS, AND USE OF UTILITIES

6 DO NOT PROCEED WITH ANY WORK THAT MAY RESULT IN ADDITIONAL COST OR ADDITIONAL TIME TO THE PROJECT UNTIL
APPROVED OR INSTRUCTED BY OWNER AND ARCHITECT IN WRITING.  DETERMINE THE ADDITIONAL COST OR TIME AND SUBMIT
THE PROPOSED MODIFICATIONS TO THE OWNER FOR APPROVAL.  PROCEEDING WITH WORK REQUIRING ADDITIONAL COST OR
TIME PRIOR TO WRITTEN APPROVAL BY THE OWNER WILL NOT BE APPROVED.

7 ARRANGE TO MEET WITH OWNER’S REPRESENTATIVES PRIOR TO BEGINNING OF CONSTRUCTION TO DOCUMENT EXISTING
CONDITIONS OF THE EXISTING FACILITY, PARKING, AND SITE.

8 PROVIDE COMPUTER READABLE COPY OF DATED VIDEO / PHOTO-DOCUMENTATION REQUIRED WITHIN 14-DAYS OF NOTICE TO
PROCEED.

9 VERIFY EXISTING CONDITIONS AND REPORT DIFFERENCES BETWEEN THESE DRAWINGS AND ACTUAL FIELD CONDITIONS TO
THE ARCHITECT IN WRITING PRIOR TO PROCEEDING WITH THE WORK.

10 ALL WORK IS NEW UNLESS OTHERWISE NOTED.

11 WORK INCLUDES ALL LABOR, MATERIALS, ASSEMBLIES, AND FINISHES INCLUDING ALL PARTS AND ACCESSORIES NECESSARY
TO MAKE A COMPLETE, IN-PLACE, PROPERLY WORKING INSTALLATION.

12 INSTALL ALL MATERIAL/ PRODUCTS/ EQUIPMENT FOR THIS PROJECT IN STRICT ACCORDANCE WITH THE MANUFACTURERS’
LATEST PUBLISHED SPECIFICATIONS/ RECOMMENDATIONS/ INSTRUCTIONS, UNLESS OTHERWISE NOTED.  PROVIDE ANY AND
ALL RECOMMENDED ACCESSORIES, PRIMERS, AND SURFACE PREPARATION AS PART OF BASE BID WHETHER OR NOT
SPECIFICALLY CALLED OUT ON DWGS OR SPECS.

13 PERFORM WORK IN STRICT ACCORDANCE WITH FEDERAL, STATE AND LOCAL CODES/ORDINANCES, AND OSHA REQUIREMENTS.

14 PROVIDE CONSTRUCTION BARRIERS AND NEGATIVE AIR-PRESSURE AS REQUIRED TO CONTAIN DUST WITHIN EACH WORK
AREA. PROVIDE TEMPORARY FILTER MEDIA AT ALL RETURN AIR REGISTERS AND OPEN RETURN DUCTS SERVING THE WORK
AREA.

15 USE ONLY THOSE ENTRANCES AND PARKING FACILITIES APPROVED BY OWNER FOR SITE ACCESS.  TRANSPORT MATERIAL
DELIVERIES AND DEMOLITION / TRASH DURING THOSE HOURS AND ON ROUTE PRESENTED TO AND REVIEWED AND APPROVED
BY OWNER.

16 PROVIDE COMPREHENSIVE TRAFFIC MANAGEMENT PLAN FOR REVIEW AND COMMENT BY THE COUNTY/ OWNER/ BUILDING
MANAGER PRIOR TO MOBILIZATION.

17 DO NOT ALTER, LOAD OR PENETRATE STRUCTURAL ELEMENTS IN ANY MANNER WHICH MAY COMPROMISE ITS INTEGRITY.
PROVIDE STRUCTURAL ANALYSIS OF ALL CONSTRUCTION LOADS AND PROPOSED PENETRATIONS REQUIRED FOR THE WORK

18 PROVIDE AND USE TEMPORARY TOILET FACILITIES.  DO NOT UTILIZE EXISTING OR PROPOSED FACILITIES WITHIN OR ADJACENT
TO THE PROJECT.

19 WHERE REFERENCE IS MADE TO "BUILDING SYSTEMS", THIS SHALL INCLUDE STRUCTURAL, MECHANICAL, ELECTRICAL,
PLUMBING, HVAC, FIRE PROTECTION, TELEPHONE, AUDIO/ VISUAL, IT, SECURITY, INTERCOM, AND FIRE ALARM / LIFE SAFETY
COMPONENTS.

20 COORDINATE MOUNTING / INSTALLATION OF LIGHTING FIXTURES, MECH. DIFFUSERS, SPRINKLER HEADS AND OTHER DEVICES
WITH TYPE OF CEILINGS AND WALLS TO BE PROVIDED.  PROVIDE HANGERS, SUPPORTS, SEISMIC STRUTS AND CLIPS,
CUT-OUTS, TRIM RINGS, AND EDGE TRIM REQUIRED FOR A COMPLETE INSTALLATION.

21 PROVIDE ALL MATERIAL AND LABOR REQUIRED TO PRODUCE A COMPLETED, FINISHED PROJECT.  FAILURE TO INCLUDE ITEMS
INDICATED TO BE PROVIDED, THOUGH NOT DETAILED, WILL NOT CONSTITUTE THE BASIS FOR A CHANGE ORDER.

22 REQUEST ALL REPORTS OWNER MAY HAVE IDENTIFYING ASBESTOS IN THE BUILDING.  THE PRESENCE OR ABSENCE OF
ASBESTOS CONTAINING MATERIALS WITHIN THE EXISTING CONSTRUCTION IS NOT KNOWN TO THE OWNER.  REPORT WRITTEN
FINDINGS OF ANY SUSPECTED ASBESTOS CONTAINING MATERIALS (ACM) TO OWNER IMMEDIATELY.  OWNER WILL TEST AND
PURSUE ABATEMENT WHERE DETERMINED TO BE REQUIRED BY THE PROJECT.

23 PROVIDE NEOPRENE GASKETS AND / OR WASHERS AS APPROPRIATE WHERE DISSIMILAR METALS WOULD COME IN CONTACT
WITH ONE ANOTHER TO ENSURE GALVANIC CORROSION OF THE METALS OR FASTENERS IS AVOIDED.  SUCH DISSIMILAR
METALS INCLUDE BUT ARE NOT LIMITED TO COATED COPPER, STEEL, GALVANIZED STEEL, AND ALUMINUM.  AT SUCH
CONNECTIONS REQUIRING FASTENERS, STAINLESS STEEL FASTENERS WITH NEOPRENE WASHERS TO ISOLATE THE METALS
SHALL BE UTILIZED.

24 DIMENSIONS INDICATED ARE TO FINISHED WALL SURFACES, OR COLUMN CENTER LINES, UNLESS NOTED OTHERWISE

25 INSTALL SPRINKLER SYSTEMS TO COMPLY WITH ALL APPLICABLE CODES, NFPA 13, AND THE FIRE PROTECTION ENGINEER.
EXACT LAYOUT OF SPRINKLER HEADS IN AREAS WITH GYPSUM BOARD CEILINGS AND SOFFITS, ETC. SHALL BE APPROVED BY
THE ARCHITECT PRIOR TO PROCEEDING WITH WORK.

26 REMOVE ALL CONSTRUCTION DEBRIS DAILY AND AS REQUIRED TO MAINTAIN A CLEAN ENVIRONMENT AND TO PREVENT THE
POSSIBILITY OF ACCIDENT OR FIRE.  MAINTAIN WORKING FIRE EXTINGUISHERS IN THE PROJECT AREA DURING CONSTRUCTION.

27 CONFIRM LOCATIONS OF ELECTRICAL, DATA, AND COMMUNICATION OUTLETS WHEN SURROUNDED BY OR ABUTTING MILLWORK
WITH THE ARCHITECT PRIOR TO ROUGH-IN AND FABRICATION.

28 CONFIRM PLUMBING PENETRATIONS THROUGH THE FLOOR AND FLOOR MOUNTED OUTLET LOCATIONS WITH THE OWNER AND
ARCHITECT BEFORE CORE DRILLING OR CUTTING OF FLOOR SYSTEM.

29 REVIEW PLACEMENT OF WALL AND CEILING ACCESS PANELS WITH THE ARCHITECT.

30 PROVIDE A FINAL PROFESSIONAL CLEANING OF THE ENTIRE SPACE AFTER CONSTRUCTION AND PUNCH LIST ITEMS ARE
COMPLETE AND PRIOR TO TENANT OCCUPANCY.

31 SALVAGE, PROTECT, AND STORE UNUSED MATERIALS ORDERED FOR PROJECT.  PROVIDE UNUSED MATERIALS AS ATTIC
STOCK, AND DELIVER TO OWNERS DESIGNATED LOCATION.

32 ALL EXISTING BUILDING SYSTEMS (EXAMPLE: WATER, SANITARY, FIRE ALARM, ELECTRICAL, ETC.) WILL REMAIN IN OPERATION
THROUGHOUT CONSTRUCTION.  ALL NECESSARY INTERRUPTIONS FOR CONNECTION OF NEW WORK MUST BE COORDINATED
WITH AND APPROVED BY THE OWNER IN WRITING, IN ADVANCE.  PROVIDE ADEQUATE NOTICE AS AGREED UPON PRIOR TO
START OF WORK.

33 FIRESTOP ALL PENETRATIONS THROUGH THE FLOOR / ROOF SLABS AND THROUGH FIRE RATED PARTITIONS PER UL LISTED
DETAILS AND COMPLYING WITH APPLICABLE CODES AND LOCAL FIRE MARSHAL REQUIREMENTS. SELECT, PROVIDE AND
INSTALL SUCH FIRESTOPPING SYSTEMS AND SOLICIT/ OBTAIN THE NECESSARY APPROVAL(S) FROM THE AUTHORITIES HAVING
JURISDICTION

34 REFER TO STRUCTURAL DRAWINGS AND LATEST INSULATED CONCRETE MANUFACTURER REQUIREMENTS, DETAILS AND
INSTRUCTIONS FOR BASEMENT WALL AND FOUNDATION CONSTRUCTION. BASIS OF DESIGN: LOGIX INSULATED CONCRETE
FORMS

35 REFER TO STRUCTURAL DRAWINGS AND LATEST STRUCTURAL INSULATED PANELS ( SIP )  MANUFACTURER REQUIREMENTS,
DETAILS AND INSTRUCTIONS FOR EXTERIOR WALL AND ROOF CONSTRUCTION.
BASIS OF DESIGN: THERMOCORE BUILDING PANELS

  WALLS: 6 1/2" THICK SIP WITH R-VALUE OF 40
 ROOF PANELS: 8 1/4" THICK SIP WITH R-VALUE OF 50

36 THE STONE VENEER AND FIBER CEMENT SIDING MANUFACTURERS ARE TO PROVIDE & SUBMIT ATTACHMENT SHOP DRAWINGS
WHICH HAVE BEEN DETERMINED TO BE STRUCTURALLY ADEQUATE BY A PE UNDER THEIR PURVIEW.

1 DEMOLITION PLANS ARE PROVIDED AS A GENERAL GUIDE TO THE DEMOLITION WORK.  DEMO PLANS ARE NOT MEANT TO CONTAIN A
COMPLETE DESCRIPTION OF ALL MATERIALS TO BE REMOVED. PRIOR TO BIDDING, COORDINATE WITH OWNER AND PERFORM AN
INDEPENDENT SITE VISIT IN ORDER TO FIELD SURVEY AND BE THOROUGHLY FAMILIAR WITH THE PROJECT AND DEMOLITION
EFFORTS REQUIRED BY THE SCOPE AND EXTENT OF THE WORK INDICATED.  CHANGE ORDERS FOR DEMOLITION WORK (WHETHER
SHOWN OR NOT) SHALL NOT BE APPROVED WHERE DEMOLITION IS REQUIRED BY THE NEW WORK.

2 SURVEY THE WORK PRIOR TO DEMOLITION ACTIVITY AND PERFORM PROTECTIVE / CORRECTIVE MEASURES AS NECESSARY TO
ENSURE ALL EXISTING SYSTEMS ARE DISCONNECTED

3 REFERENCE STRUCTURAL AND MECHANICAL, PLUMBING AND ELECTRICAL (MPE) PLANS FOR ADDITIONAL INFORMATION.

4 COORDINATE EXTENT OF SELECTIVE DEMOLITION WITH ALL WORK.

5 PROVIDE WORKERS WITH RESPIRATORY PROTECTION AND ASSIGNED PROTECTION FACTOR (APF) LEVEL 10 PER OSHA STANDARD 29
CFR 1926.1153 - RESPIRABLE CRYSTALLINE SILICA.   REFER TO TABLE 1 - SPECIFIED EXPOSURE CONTROL METHODS WHEN WORKING
WITH MATERIALS CONTAINING CRYSTALLINE SILICA.

6 OWNER WILL REMOVE ALL LOOSE AND MOVABLE FURNITURE PRIOR TO THE START OF WORK.

7 NOT USED.

8 DO NOT PERFORM DEMOLITION BEYOND THE SCOPE REQUIRED BY THE WORK.  COORDINATE SUCH EFFORTS PRIOR TO START OF
CONSTRUCTION AND MAINTAIN ACTIVE COORDINATION OF DEMOLITION AND THE WORK DURING CONSTRUCTION.

9 PROTECT EXISTING CONSTRUCTION TO REMAIN FROM DAMAGE FOR DURATION OF CONSTRUCTION.  REPAIR/ REPLACE EXISTING
CONSTRUCTION WHICH IS DAMAGED DURING COURSE OF CONSTRUCTION AS COMPONENT OF BASE CONTRACT.

10 DEMOLISH ALL EQUIPMENT, CASEWORK, ETC.

11 REMOVE ALL EXISTING EXTERIOR LIGHTS

1 REFER TO RCP AND FINISH PLANS FOR CEILING FINISH DESIGNATIONS.

2 WHERE EXPOSED STRUCTURE CEILINGS ARE INDICATED, NEATLY BUNDLE WIRES, CONDUIT, AND PIPING TIGHT TO DECK OR
JOISTS.  AVOID LOCATING WIRES, CONDUIT, AND PIPING IN EXPOSED STRUCTURE AREAS.

3 SUBMIT SHOP DRAWINGS TO AUTHORITY HAVING JURISDICTION FOR SPRINKLER APPROVAL PRIOR TO PERFORMING WORK.
PROVIDE CEILING HEIGHTS INDICATED.  LOCATE SPRINKLER HEADS IN THE CENTER OF SUSPENDED ACOUSTICAL TILES.
ADJUST SPRINKLER HEAD HEIGHTS AND LOCATIONS TO ACCOMMODATE PROPOSED CEILING HEIGHTS, LAYOUT, AND
PATTERNS

4 COORDINATE ALL MPE AND SPRINKLER WORK WITH HEIGHT AND TYPE OF CEILING FINISHES.

5 COORDINATE MOUNTING FLANGES OF ALL FIXTURES WITH CEILING TYPE TO RECEIVE FIXTURES.

6 COORDINATE W/ MECHANICAL, ELECTRICAL, PLUMBING DWGS  FOR SPECIFIC ACCESS PANEL LOCATIONS.  NOT ALL ARE
SHOWN ON RCP.

7 FOLLOW GWB MANUFACTURER'S WRITTEN GUIDELINES FOR RADIUS APPLICATIONS AT CURVED WALLS AND BULKHEADS.
PROVIDE LEVEL 5 DRYWALL FINISH ON ALL CURVED WALLS, CEILINGS, AND BULKHEADS.

1 PROVIDE 24" X 24" WALL SAMPLE OF ALL PAINT COLORS FOR OWNER REVIEW AND APPROVAL PRIOR TO PURCHASE/ INSTALLATION.

2 PROVIDE 24" SAMPLE OF ALL WOOD CEILING, WALL, FLOOR, AND BASE PROFILES FOR OWNER APPROVAL PRIOR TO PURCHASE/
INSTALLATION.

3 PROVIDE ALL FINISH ACCESSORY PIECES REQUIRED FOR FULL AND COMPLETE INSTALLATION OF FINISH MATERIALS.

4 ALL PAINTED GWB CEILINGS TO HAVE A FLAT FINISH, UNO.

5 ALL PAINTED WALLS TO HAVE AN EGGSHELL FINISH, UNO.

6 ALL PAINTED HM FRAMES AND WOOD TRIM / BASE TO HAVE A SEMI-GLOSS FINISH, UNO.

7 ALL PAINTED DOORS TO HAVE A SEMI-GLOSS FINISH, UNO.

8 PROVIDE INTERIOR FINISHES CLASS B MIN WHERE INSTALLED IN CORRIDORS AND EXIT PASSAGEWAYS, AND CLASS C WHERE
INSTALLED IN ROOMS / ENCLOSED SPACES.

9 PROVIDE 3 PERCENT OVERAGE ON FINISH MATERIAL QUANTITIES AS ATTIC STOCK.  COORDINATE STORAGE WITH OWNER PRIOR
TO PROJECT COMPLETION.

10 REFER TO SPECIFICATIONS AND FINISH SCHEDULE FOR ADDITIONAL FINISH INFORMATION.

11 PROVIDE TRANSITION STRIPS AND THRESHOLDS AS REQUIRED.  ARCHITECT TO APPROVE.

12 COPE SADDLES AND THRESHOLDS TO FIT DOOR FRAME PROFILE.

13 UNDERCUT EXISTING DOORS TO PROVIDE 1/4" CLEARANCE OVER THRESHOLDS, TRANSITIONS, AND FINISHES.

14 REVIEW ALL FINISH LOCATIONS AND START/STOP POINTS WITH ARCHITECT PRIOR TO INSTALLATION.

15 USE LOW VOC ADHESIVE, FOLLOWING MANUFACTURERS RECOMMENDED PRODUCTS, FOR ALL CARPET, RESILIENT,  AND LAMINATE
FLOORING.

16 USE LOW VOC PAINTS THROUGHOUT, UNO.

17 PROVIDE ANODIZED ALUMINUM SCHLUTER "SCHIENE" STRIP AT ALL TRANSITIONS FROM CARPETING TO TILE FLOOR FINISH UNO,
OR UNLESS A HEIGHT TRANSITION IS NEEDED.

18 PAINT VISIBLE DUCTWORK, PLENUM ELEMENTS, STUDS, AND OTHER ELEMENTS FLAT BLACK WHERE THEY CAN BE SEEN THROUGH
GRILLES, REGISTERS, LOUVERS, AND DIFFUSERS.

19 DO NOT PAINT LOW-VOLTAGE WIRING.

GENERAL NOTES:

GENERAL DEMOLITION NOTES:

GENERAL CEILING NOTES:

GENERAL FINISH NOTES:

GENERAL ACCESSIBILITY NOTES:
1 THE GENERAL CONTRACTOR IS RESPONSIBILE FOR COMPLIANCE WITH THE CLEARANCES AND DIMENSIONS INDICATED ON THE

ACCESSIBILITY STANDARDS DRAWING AND WITHIN THE BALANCE OF THE CONTRACT DOCUMENTS

2 THE SPECIFIC DIMENSIONS AND/ OR RANGES INDICATED IN THE ACCESSIBILITY STANDARDS DRAWING ARE A REGULATORY
REQUIREMENT; NO ADDITIONAL TOLERANCES EITHER PLUS OR MINUS WILL BE ACCEPTED.

3 THE FULL TEXT OF THE ADA STANDARDS FOR GOVERNMENT ACCESSIBILITY DESIGN MAY BE FOUND AT THE WEBSITE:
http://www.ada.gov

4 THE FULL TEXT OF THE ICC/ANSI A117.1 STANDARD FOR ACCESSIBLE AND USABLE BUILDINGS AND FACILITIES IS AVAILABLE
THROUGH THE WEBSITE WWW.ICCSAFE.ORG

1 CONSTRUCT FIRE RATED AND STC / ACOUSTIC RATED ASSEMBLIES CONTINUOUS AROUND ROOMS WHERE INDICATED.  RATED
ASSEMBLIES SHALL TAKE PRECEDENCE OVER ADJACENT AND/OR PERPENDICULAR PARTITIONS.  RATED ASSEMBLIES SHALL BE
CONSTRUCTED PER THE DETAILS AND REQUIREMENTS OF THE ASSEMBLY INDICATED.  SEAL ALL GAPS, SEAMS, AND PENETRATIONS
IN STC / ACOUSTIC RATED ASSEMBLIES AIRTIGHT.

2 FIT GWB TIGHT TO ALL JUNCTION BOXES AND PENETRATIONS, AND SEAL

3 PARTITION TAG WITH NUMERICAL SUFFIX INDICATES FIRE RATING REQUIRED.

4 MAINTAINING CONTINUITY OF RATED WALLS MAY REQUIRE INSTALLATION OF GWB IN SOME LOCATIONS OUT-OF-SEQUENCE PRIOR
TO COMPLETING THE BALANCE OF PARTITION INSTALLATION.

5 CONSTRUCT REFERENCED RATED ASSEMBLIES IN THEIR ENTIRETY WITHOUT MODIFICATION.  UL ASSEMBLIES ARE REPRINTED FROM
THE UL PRODUCTS DIRECTORY WITH PERMISSION FROM UNDERWRITERS LABORATORIES INC. ® COPYRIGHT © 2016 UNDERWRITERS
LABORATORIES INC.

6 PROVIDE HIGH-IMPACT GWB WHERE INDICATED THUS:  ♦.

7 ALIGN THE ADJACENT EXPOSED FACE OF GYPSUM WALLBOARD (GWB) AND / OR GYPSUM SHEATHING WHERE THE PARTITION
THICKNESS VARIES DUE TO DIFFERENT PARTITION TYPES.  HIDE TRANSITIONS ON THE OPPOSITE SIDE OF THESE WALLS AT
INTERSECTIONS WITH OTHER PARTITIONS AND CORNERS.

8 PROVIDE 5/8" GLASS MESH MORTAR UNIT (GMMU) BOARD IN LIEU OF GWB ON WALL SURFACES TO RECEIVE CERAMIC TILE.

9 THE GWB GAP AT THE FLOOR SHALL NOT EXCEED 1/4" AND GWB SHALL NOT BE IN CONTACT WITH THE SLAB.

10 PARTITION DESIGNATION TAG SHALL TAKE PRECEDENCE OVER GRAPHIC REPRESENTATION.

11 UNLESS NOTED OTHERWISE, PARTITION DESIGNATION TAGS REPRESENT THE ENTIRE LENGTH AND HEIGHT OF THE PARTITION AT
WHICH IT IS LOCATED.

12 OFFSET INSTALLATION OF RECESSED JUNCTION BOXES AND EQUIPMENT ONE STUD CAVITY – DO NOT INSTALL BACK-TO-BACK IN
SAME STUD CAVITY.

13 THE AGGREGATE SURFACE AREA OF OUTLET BOXES SHALL NOT EXCEED 100 SQ IN WITHIN ANY 100 SF.

14 PROVIDE CONTINUOUS STRIP OF 15-LB FELT OR NEOPRENE SILL GASKET WHERE METAL RUNNER OR WD PLATE IS INSTALLED ON
CONCRETE.

15 WOOD STUDS INDICATED USE NON-LOAD BEARING, L/240 DEFLECTION, AND 5 PSF AIR-PRESSURE DESIGN CRITERIA UNLESS
OTHERWISE NOTED.  EVALUATE STUDS IF HIGHER DESIGN CRITERIA AND/OR LOAD BEARING PARTITIONS ARE USED.

16 NOT USED

17 SEE TYPICAL DETAILS FOR FRAMING AROUND OBSTRUCTIONS.

18 DO NOT ATTACH GWB TO RESILIENT CHANNEL (RC) AT STUD LOCATIONS.  RC MUST REMAIN FREE TO MOVE.

19 PROVIDE SIGNS OR STENCILS ABOVE ACCESSIBLE CEILINGS AT FIRE AND SMOKE ASSEMBLIES TO IDENTIFY THE REQUIREMENT TO
PROTECT OPENINGS AND PENETRATIONS.  LETTERING MIN 3-INCHES HIGH ON CONTRASTING COLOR, SIGNS 30-FEET OC, TO CONVEY
“FIRE AND/OR SMOKE BARRIER – PROTECT ALL OPENINGS”

20 ALL PARTITIONS SHALL BE TYPE "1" UNLESS NOTED OTHERWISE OR REQUIRED FOR RATED CONSTRUCTION.

GENERAL PARTITION NOTES:

BASEMENT / FOUNDATION WALLS: 
LOGIX INSULATED CONCRETE FORMS (ICF) - 13 1/2" THICKNESS

ABOVE GROUND LEVEL WALLS:
THERMOCORE STRUCTURAL INSULATED PANELS (SIP) -  6 1/2" THICKNESS

  R-VALUE = 40
ROOF:
THERMOCORE STRUCTURAL INSULATED PANELS (SIP) - 8 1/4" THICKNESS

R-VALUE = 50

BUILDING ENVELOPE BASIS OF DESIGN:
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KEYED SLAB EDGE NOTES:

1/4" = 1'-0"
1 BASEMENT LEVEL

1/4" = 1'-0"
2 FIRST FLOOR PLAN

Revisions

1 ADDENDUM #1 03/26/21

B1 CONCRETE PIER. REFER TO STRUCTURAL.

B2 TIMBER COLUMN REFER TO STRUCTURAL.

B3 STEEL COLUMN. REFER TO STRUCTURAL.

B4 CONCRETE WALK MAX SLOPE 1:12. COORDINATE W/ CIVIL.

B5
SLAB ON GRADE PATIO. COORDINATE W/ CIVIL & STRUCTURAL. STAMPED
CONCRETE W/ HERRINGBONE PATTERN AT MAIN FIELD - SEE SHEET A010
ARCHITECTURAL SITE PLAN.

B6
PORCH SLAB ON GRADE. COORDINATE W/ STRUCTURAL. STAMPED
CONCRETE . SEE FINISH PLAN ON SHEET F101 FOR PATTERN AND COLOR.

B7 BUILDING - GROUND FLOOR

B#
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N1 PROVIDE IN-WALL BLOCKING, AS REQUIRED.

N2 ROOF LADDER

N3 GENERATOR. COORDINATE W/ ELECTRICAL.

N4 FLOOR DRAIN. COORDINATE W/ PLUMBING.

N5 ELEVATOR CONTROLS. COORDINATE W/ ELEVATOR MFR & MEP.

N6 CLOSET ROD & SHELF. SEE DETAIL ON SHEET A804.

N7
2"X3" DOUWSPOUT AND DOWNSPOUT BOOT FOR CONNECTION TO
UNDERGROUND STORM LINE - SEE CIVIL PLANS.

N8 2"X3" DOWNSPOUT AND CONCRETE SPLASH BLOCK

N9
OVERFLOW ROOF DRAIN NOZZLE AND CONCRETE SPLASH BLOCK - SEE
PLUMBING PLANS

N10
(2) 3" CONDUITS FOR FUTURE PV SYSTEM POWER AND
DATA/COMMUNICATION. CONTINUE TO ROOF. COORDINATE WITH
ELECTRICAL DRAWINGS,

N11 DO NOT INSTALL SABF IN WALL

KEYED NEW WORK NOTES: N#

1/4" = 1'-0"
1 BASEMENT LEVEL

1/4" = 1'-0"
2 GROUND LEVEL

Revisions

1 ADDENDUM #1 03/26/21

NOTE:
ALL EXTERIOR DIMENSIONS 
ARE TO FACE OF SIP
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F          FLUSH PANEL DOOR
FG FULL HEIGHT, FULL WIDTH GLASS DOOR, RAILS AND STILES INDICATED BY THE 

DOOR TYPE DIAGRAM
G(#) GLAZED LITES.  (#) INDICATES NUMBER OF PANELS, SEE DOOR TYPE DIAGRAM
L LOUVER IN FLUSH PANEL DOOR
P(#) PANELIZED DOOR ASSEMBLY. (#) INDICATES NUMBER OF PANELS, SEE DOOR TYPE 

DIAGRAM
S SLIDING DOOR ASSEMBLY. SECOND CHARACTER INDICATES THE TYPE OF DOOR 

PANEL

DOOR TYPE LIST:

1 STANDARD 3-PIECE DOOR FRAME
1B DOOR FRAME AT ASSIST TRACK ASSEMBLY
2, 2A DOOR FRAME WITH SIDELIGHT - GLAZING SILL MOUNTED AT FLOOR
6B DOOR FRAME WITH SIDELIGHT AND TRANSOM - GLAZING SILL MOUNTED AT FLOOR
7 POCKET DOOR FRAME

W1 VINYL SINGLE HUNG WINDOW
W2 VINYL CASEMENT WINDOW
W3 TO W6 VINYL SINGLE HUNG WINDOW
W7 TO W9 VINYL FIXED (PICTURE) WINDOW
W10, W11 VINYL SINGLE HUNG WINDOW
W12 VINYL FIXED WINDOW (INTERIOR)
W13, W14 VINYL FIXED WINDOW

DOOR FRAME&WINDOW TYPE LIST:

GL-1T 1/4" TEMPERED FLOAT GLASS, CLEAR 
GL-2T 1" INSULATING GLASS, TINTED W/ LOW "E" COATING - TEMPERED
GL-3T TRIPLE PANE WINDOWS, TINTED W/ LOW "E" COATING - TEMPERED
GL-4T PELLA, DANBURY DECORATIVE GLASS
GL-5T PELLA  SATIN ETCH  OBSCURE  GLASS 

GLAZING TYPE NOTES:
1. ALL GLAZING IN EXTERIOR FRAMES SHALL BE GL-3T, UNO.
2. ALL INTERIOR GLAZING SHALL BE GL-1T, UNO.
3. GLAZE ALL OPENINGS IN FRAMES UNLESS SPECIFICALLY NOTED OTHERWISE.
4. REFER TO DOOR SCHEDULE FOR DOOR GLAZING AND FRAME GLAZING TYPES.

GLAZING TYPE LIST:

W3W2 W4W1
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SEE DETAIL 
FOR INTERIOR CASING 
(ON BOTH SIDES)

12 /A200

W21 INTERIOR FIXED 

BASES OF DESIGN:
ULTIMATE WOOD 
DIRECT GLAZE 
POLYGON, BY MARVIN

GL-T1

2X WD BLOCKING AT EA JAMB

PARTITION AS SCHEDULED

CASED HM FRAME
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CASING PROFILE BOD:
METRO COLLECTION
MCC213 CASING (11/16" X 3-1/2")
W/ MCBB1 BACK BAND (1-1/6"X 1-1/16")

SHIM AT BACK OF CASING; 
CAULK AND SAND SMOOTH 
ALL JOINTS

1
/4

"

4 5/16"

1"

PARTITION AS SCHEDULED

2X WD BLOCKING AT BOX HEADER

CASED HM FRAME

CASING PROFILE BOD:
METRO COLLECTION
MCC213 CASING (11/16" X 3-1/2")
W/ MCBB1 BACK BAND (1-1/6"X 1-1/16")

1/4" SHIM AT BACK OF CASING; CAULK 
AND SAND SMOOTH ALL JOINTS

4
 5

/1
6

"1
"

1. COORDINATE HEAD AND JAMB WIDTHS WITH THE SCHEDULED PARTITION.
2. ALL MDF AND SCL DOOR PANELS AND HM FRAMES SHALL BE PRIMED AND 

PAINTED WITH SEMIGLOSS PAINT TO MATCH ADJACENT WALL.
3. ALL KEYING OF DOORS, INCLUDING INTERIOR DOORS, IS TO BE PERFORMED BY 

THE OWNER'S LOCKSMITH. THIS COST IS TO BE INCLUDED AS A COMPONENT OF 
THE BASE BID. COORDINATE KEYING WITH END USER.

4. HARDWARE TYPES AND FUNCTIONS INDICATED IN HARDWARE SCHEDULE ARE 
THE BASIC INFORMATION FOR EACH DOOR OPENING. PROVIDE COMPLETE 
HARDWARE FOR EACH OPENING AS NEEDED. COORDINATE LOCKSET FUNCTIONS 
W/ OWNER PRIOR TO EXECUTION OF SUBMITTALS.

5. ALL DOOR HARDWARE MUST MEET AND BE INSTALLED IN ACCORDANCE W/ THE 
FOLLOWING REQUIREMENTS: ADAAG/ ANSI A117.1 2010/ I.C.C./ DOOR HARDWARE 
INSTITUTE (DHI)/ BUILDERS HARDWARE MFR'S. ASSOC. (BHMA)/ NFPA.

6. PROVIDE DELAYED EGRESS LOCKING MECHANISM. TIE TO THE FIRE ALARM 
SYSTEM.  LOSS OF POWER TO THE LOCKING SYSTEM SHALL AUTOMATICALLY 
UNLOCK THE DOOR ON THE EGRESS SIDE. IDENTIFY DELAYED EGRESS BY A SIGN 
THAT READS “PUSH UNTIL ALARM SOUNDS. DOOR CAN BE OPENED IN 15 
SECONDSTO EXIT”. DELAYED EGRESS LOCKING MECHANISM TO BE OF/OI; 
PROVIDE ROUGH-IN W/RING AND PULL STRING.  COORDINATE WITH OWNER AND 
SECURITY VENDOR.

7. SEE FRAME ELEVATIONS.
8. PROVIDE DOOR BELL AND AUDIO / VISUAL INTERCOM WIRING IN CONDUITS, PER 

SECURITY VENDOR REQUIREMENTS.
9. COORDINATE WITH CEILING ASSIST TRACK. REFER TO DETAIL ON SHEET 16/A801.

DOOR NOTES:

CASING PROFILE BOD:
METRO COLLECTION
LWM410 CASING (11/16" x 4-1/4")

1
/4

"
3

 1
/2

"
1

/4
"

PRE-FINISHED FLASHING 
WITH DRIP EDGE SET IN 
CONT. BED OF SEALANT 

5/4 X 4 CEMENT FIBER TRIM 
BOARD ON FLUID APPLIED AIR 
AND WATER RESISTIVE . 
INSTALL FLASHING TAPE AT 
WINDOW PERIMETER PER 
WONDOW MFR DETAILS  

CONT SEALANT

WINDOW AS SCHEDULED

CONT SEALANT

BEAM, SEE STRUCT DETAILS

WINDOW AS SCHEDULED

5/4 X 4 CEMENT FIBER TRIM BOARD

CONT SEALANT ON BOTH SIDES

WINDOW AS SCHEDULED

CONT CAULK

WOOD SILL W/ EASED EDGES 
AND CORNERS

WOOD STUDS AND 1/2" EXTERIOR 
GRADE PLYWOOD ON BOTH SIDES

1/4"
3 1/2"

1/4"

CASING PROFILE BOD:
METRO COLLECTION
LWM410 CASING (11/16" x 4-1/4")

Set #1  ENTRY DOOR

3 HINGES
CLOSER/ STOP
MOUNTING PLATE
THRESHOLD 
WEATHERSTRIPPING (?)
GASKETING SET
KICK PLATE

ELECTROMAGNETIC LOCK
DIGITAL ENTRY – KEYCARD ENTRY
ALARM
KEYPAD COVER
POWER SUPPLY

ONLY FOR DOOR 101 (FRONT DOOR ON PORCH)
AUDIO/VISUAL INTERCOM
CHIME

Set #2  HALF BATHROOMS/ POWDER ROOMS 
(PUBLIC AREAS)

3 HINGES
1 PRIVATE LOCKSET (COULD BE CLASSROOM)
1 WALL STOP/ ROLLER BUMPER
1 DOOR SILENCER

Set #3  COAT CLOSET

3  HINGES
1  DOOR PULLS / PASSAGE SET
2  MAGNETIC CATCH
3  DOOR SILENCERS

Set #4 CLOSET – BARNDOOR

BARNDOOR HARDWARE

Set #5  STORAGE ROOMS/ STAFF DEN

3 HINGES
1 STOREROOM LOCKSET 
1 CLOSER
1 WALL STOP/ ROLLER BUMPER

ONLY FOR DOOR 014 (Communication Closet):
ELECTROMAGNETIC LOCK
DIGITAL ENTRY – KEYCARD ENTRY
POWER SUPPLY 

ONLY FOR DOOR 008 (Storage Rm) AND 015 
(Machine Rm)
PROVIDE WIRING FOR FUTURE CARD READER 
INSTALLATION

HARDWARE SETS #:

Set #6  SENSORY/ LAUNDRY

3 HINGES
1 PASSAGE SET W/ LOCK FUNCTION ON HALLWAY 
SIDE
1 WALL STOP/ ROLLER BUMPER
1 DOOR SILENCER

Set #7   BEDROOM
3 HINGES
1 CLASSROOM LOCKSET
1 WALL STOP/ ROLLER BUMPER
1 GASKETING (SET)

Set #8  PRIVATE BATHROOM
3 HINGES
1 CLASSROOM LOCKSET
1 WALL STOP/ ROLLER BUMPER
1 DOOR SILENCER

Set #9  UTILITY ROOM
1 INSTITUTIONAL LOCKSET 
1 CLOSER
1 WALL STOP/ ROLLER BUMPER

ELECTROMAGNETIC LOCK
DIGITAL ENTRY – KEYCARD ENTRY 
POWER SUPPLY

2X WD BLOCKING AT EA JAMB

PARTITION AS SCHEDULED

CASED HM FRAME
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CASING PROFILE BOD:
METRO COLLECTION
MCC213 CASING (11/16" X 3-1/2")
W/ MCBB1 BACK BAND (1-1/6"X 1-1/16")

SHIM AT BACK OF CASING; 
CAULK AND SAND SMOOTH 
ALL JOINTS
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DOOR 
EXTERIOR 

TRIM  DETAIL
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2 /A201

AT STONE
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5/4 X 8 CEMENT FIBER TRIM BOARD

CONT SEALANT ON BOTH SIDES

WINDOW AS SCHEDULED

CONT CAULK

WOOD SILL W/ EASED EDGES 
AND CORNERS

WOOD COLUMN (SEE STRUC 
DRAWINGS) AND 1/2" EXTERIOR 
GRADE PLYWOOD ON BOTH SIDES

1/4" 7 1/2" 1/4"

WINDOW CASING (11/16" x 8-3/4")

HOLLOW METAL 
FRAME

DOOR AS SCHEDULED

PARTITION AS 
SCHEDULED

2X WD BLOCKING 
AT JAMB

HOLLOW METAL FRAME

DOOR AS SCHEDULED

2X WD BLOCKING AT 
BOX HEADER

PARTITION AS 
SCHEDULED

PARTITION AS SCHEDULED

CASED HM FRAME

2X WD BLOCKING 
AT BOX HEADER

SLIDING DOOR TOP HARDWARE

SLIDING DOOR FLOOR GUIDE

CASING PROFILE BOD:
METRO COLLECTION
MCC213 CASING (11/16" X 3-1/2")
W/ MCBB1 BACK BAND (1-1/6"X 1-1/16")

1/4" SHIM AT BACK OF 
CASING; CAULK AND SAND 
SMOOTH ALL JOINTS

4
 5

/1
6

"

1
"

SLIDING DOOR

CASING PROFILE BOD:
METRO COLLECTION
MCC213 CASING (11/16" X 3-1/2")
W/ MCBB1 BACK BAND (1-1/6"X 1-1/16")

1/4"

SHIM AT BACK OF CASING; CAULK 
AND SAND SMOOTH ALL JOINTS

4
 5

/1
6

"1
"

DOOR AS SCHEDULED

HOLLOW METAL FRAME

PARTITION AS SCHEDULED

DOOR AS SCHEDULED

2X WD BLOCKING 
AT JAMB

PARTITION AS SCHEDULED

CASING PROFILE BOD:
METRO COLLECTION
MCC213 CASING (11/16" X 3-1/2")
W/ MCBB1 BACK BAND (1-1/6"X 1-1/16")

SHIM AT BACK OF CASING; 
CAULK AND SAND SMOOTH 
ALL JOINTS

4 5/16"

1"

CASING PROFILE BOD:
METRO COLLECTION - MCC213 CASING (11/16" X 3-1/2")
W/ MCBB1 BACK BAND (1-1/6"X 1-1/16")

WINDOW AS SCEDULED

3/4"

CASING PROFILE BOD:
METRO COLLECTION - MCC213 CASING (11/16" X 3-1/2")

WOOD SILL W/ EASED 
EDGES AND CORNERS
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1/4" = 1'-0"

DOOR TYPE
1/4" = 1'-0"

DOOR FRAME

DOOR AND FRAME SCHEDULE
LOCATION

# OF
LEAFS

DOOR FRAME

RATING
(MIN) GLAZING

HDWR
SET REMARKSMARK FROM ROOM NAME

PANEL OPENING

TYPE MATL

DETAILS

LEAF
WIDTH TYPE MATL THK WIDTH HEIGHT HEAD JAMB SILL

BASEMENT

001 LAUNDRY 1 3' - 0" P5 SCL 1 3/4" 3' - 0" 7' - 0" 1 HM 1/A200 7/A200 - - - 6

003 BATHROOM 1 3' - 0" P5 SCL 1 3/4" 3' - 0" 7' - 0" 1 HM 1/A200 7/A200 - - - 8

004 BEDROOM 6 1 3' - 0" P5 SCL 1 3/4" 3' - 0" 7' - 0" 1 HM 1/A200 7/A200 - - - 7

006 COATS 1 2' - 6" P5 SCL 1 3/4" 2' - 6" 7' - 0" 1 HM 1/A200 7/A200 - - - 3

007 LL SENSORY ROOM 1 3' - 0" P5 SCL 1 3/4" 3' - 0" 7' - 0" 1 HM 1/A200 7/A200 - - - 6

008 STORAGE ROOM 1 3' - 0" F SCL 1 3/4" 3' - 0" 7' - 0" 1 HM 1/A200 7/A200 - - - 5

009 UTILITY ROOM 1 3' - 0" F SCL 1 3/4" 3' - 0" 7' - 0" 1 HM 2/A200 8/A200 - - - 9

010 UTILITY ROOM 1 3' - 0" F FBG 1 3/4" 3' - 0" 7' - 0" 1 HM 13/A201 17/A201 18/A201 - - 1

011 LIVING /                                                     DINING AREA 1 4' - 4" F SCL 1 3/4" 4' - 4" 7' - 0" 7 HM 3/A700 9/A200 4

014 COMM CL 1 3' - 0" F SCL 1 3/4" 3' - 0" 7' - 0" 1 HM 1/A200 7/A200 - - - 5 UNDERCUT THE DOOR LEAF TO PROVIDE 3/4" GAP AT FLOOR

015 ELEVATOR CONTROL RM 1 3' - 0" L SCL 1 3/4" 3' - 0" 7' - 0" 1 HM 1/A200 7/A200 - - - 5

GROUND LEVEL

100 FRONT PORCH 1 3' - 0" P1G1 FBG/GL 1 3/4" 3' - 0" 7' - 0" 2 FBG 4/A201 5/A201 9/A201 - - 1 SEE NOTES #6, 7

101 FRONT PORCH 1 3' - 6" FG10 FBG/GL 1 3/4" 3' - 6" 7' - 0" 2 FBG 1/A201 2/A201 6/A201 - - 1 SEE NOTES #6, 7, 8

102 DINING 1 3' - 0" P5 SCL 1 3/4" 3' - 0" 7' - 0" 1 HM 1/A200 7/A200 - - - 5

105 MUD ROOM 1 3' - 0" FG15 FBG/GL 1 3/4" 3' - 0" 7' - 0" 6A FBG 3/A201 2,7/A201 8/A201 - - 1 SEE NOTES #6, 7

106 COATS 1 3' - 0" P2S SCL 1 3/4" 3' - 0" 7' - 0" 7 HM 3/A200 9/A200 - - - 4

107 PRIVATE                                       BATH 1 3' - 0" P5 SCL 1 3/4" 3' - 0" 8' - 4" 1B HM 16/A801 7/A200 - - - 8 SEE NOTE #9

108 BEDROOM 1 1 3' - 0" P5 SCL 1 3/4" 3' - 0" 7' - 0" 1 HM 1/A200 7/A200 - - - 7

109 BEDROOM 2 1 3' - 0" P5 SCL 1 3/4" 3' - 0" 7' - 0" 1 HM 1/A200 7/A200 - - - 7

110a SHARED BATH 1 3' - 0" P5 SCL 1 3/4" 3' - 0" 8' - 4" 1B HM 16/A801 7/A200 - - - 8 SEE NOTE #9

110b SHARED BATH 1 3' - 0" P5 SCL 1 3/4" 3' - 0" 8' - 4" 1B HM 16/A801 7/A200 - - - 8 SEE NOTE #9

111 BEDROOM 3 1 3' - 0" P5 SCL 1 3/4" 3' - 0" 7' - 0" 1 HM 1/A200 7/A200 - - - 7

112 STAFF DEN 1 3' - 0" P5 SCL 1 3/4" 3' - 0" 7' - 0" 1 HM 1/A200 7/A200 - - - 5

114 LAUNDRY 1 3' - 0" P2S SCL 1 3/4" 3' - 0" 7' - 0" 7 HM 3/A700 9/A200 - - - 4

115 HALF BATH 1 3' - 0" P5 SCL 1 3/4" 3' - 0" 7' - 0" 1 HM 1/A200 7/A200 - - - 2

117 COATS 1 3' - 6" F SCL 1 3/4" 3' - 6" 7' - 0" 7 HM 3/A200 9/A200 - - - 4

LEVEL 2

203 SENSORY  ROOM 1 3' - 0" P5 SCL 1 3/4" 3' - 0" 7' - 0" 1 HM 1/A200 7/A200 - - - 6

205 LINEN                                         CLOSET 1 3' - 0" P5 SCL 1 3/4" 3' - 0" 7' - 0" 1 HM 1/A200 7/A200 - - - 6

206 BEDROOM 5 1 3' - 0" P5 SCL 1 3/4" 3' - 0" 7' - 0" 1 HM 1/A200 7/A200 - - - 7

207 PRIVATE BATH 1 3' - 0" P5 SCL 1 3/4" 3' - 0" 8' - 4" 1B HM 16/A801 7/A200 - - - 8 SEE NOTE #9

208 BEDROOM 4 1 3' - 0" P5 SCL 1 3/4" 3' - 0" 7' - 0" 1 HM 1/A200 7/A200 - - - 7

209 PRIVATE BATH 1 3' - 0" P5 SCL 1 3/4" 3' - 0" 7' - 0" 1 HM 1/A200 7/A200 - - - 8

210 SITTING ROOM 1 3' - 0" P5 SCL 1 3/4" 3' - 0" 7' - 0" 1 HM 1/A200 7/A200 - - - 6

211 STAFF STORAGE 1 2' - 10" P5 SCL 1 3/4" 2' - 10" 7' - 0" 1 HM 1/A200 7/A200 - - - 6

1/4" = 1'-0"

WINDOW TYPES

1 1/2" = 1'-0"
10 OPENING JAMB CASED

Revisions

1 ADDENDUM #1 03/26/21

1 1/2" = 1'-0"
4 OPENING HEAD CASED

1 1/2" = 1'-0"
5 WINDOW DETAIL @ SIDING

1 1/2" = 1'-0"
11 WINDOW JAMB @ SIDING

DOOR & WINDOW ENERGY 
PERFORMANCE REQUIREMENTS:
OPAQUE DOORS: 0.21 U-VALUE MAX
WINDOWS & GLASS DOOR 0.16 U-VALUE MAX

0.31 SHGC

1 1/2" = 1'-0"
9 SLIDING DOOR JAMB

1/4" = 1'-0"

TYP TRIM DETAILS

1 1/2" = 1'-0"
6 WINDOW JAMB @ SIDING 2

1 1/2" = 1'-0"
8 DOOR JAMB - HM FRAME 2

1 1/2" = 1'-0"
2 DOOR HEAD - HM FRAME 2

1 1/2" = 1'-0"
3 SLIDING DOOR - SILL & HEAD

1 1/2" = 1'-0"
1 DOOR HEAD - HM FRAME 1

1 1/2" = 1'-0"
7 DOOR JAMB - HM FRAME 1

3/4" = 1'-0"
12 WINDOW INTERIOR ELEV

1

1



SIPS SCREWS @ 24" OC, MAX

SCHEDULED CEMENT FIBER SIDING 
ON CONT FLUID APPLIED AIR AND 
WATER RESISTIVE BARRIER

STRUCTURAL INSULATED 
WALL PANEL

5/8" GYPSUM BOARD

STUCTURAL INSULATED 
PANEL (SIP)

CONTINUOUS SEALANT

5/4 X 4 FIBER CEMENT TRIM

T/O SILL

SEE ELEV

GALV PINSTRAP @EA JT, 
BLOCKING, AS REQ'D 

GALV PIN @EA JT 

STONE SILL W/ 
INTEGRAL DRIP EDGE

ADHERED STONE 
VENEER ON 1/2" CEMENT 
BOARD 
OVER FLUID APPLIED AIR 
AND WATER RESISTIVE 
BARRIER 

6 1/2" STRUCTURAL 
INSULATED WALL PANEL

PRE-FINISHED MTL 
FLASHING W/ HEMMED 
EDGE SET IN CONT 
BED OF SEALANT 

1/4" GAP, DO NOT 
CAULK

3
"

1
/2

"

1 1/2"

SELF ADHERED MEMBRANE 
LAPPED ONTO PRE-FINISHED 
FLASHING MIN 4" 

SCHEDULED CEMENT FIBER 
SIDING ON CONT FLUID 
APPLIED AIR AND WATER 
RESISTIVE BARRIER 

INSTALL BUG SCREEN 

1' - 1 1/2"

BASEMENT

SEE SECTIONS

CONC FOOTING, SEE 
STRUCTURAL

FOUNDATION 
DRAIN, SEE 
PLUMBING

2" RIGID INSULATION (R-10 MIN). 
UNDER ENTIRE BASEMENT 
FLOOR AREA

GRAVEL, OVER 
COMPACTED 
FILL 

INSUL CONC FDN WALL, 
SEE STRUCTURAL

WATERSTOP

SEALED CONC 
SLAB,  SEE 
STRUCTURAL

TAPERED INSULATION

WATERPROOFING 

DRAINAGE BOARD

VAPOR 
BARRIER

SIPS SCREWS @ 24" OC, MAX

STRUCTURAL INSULATED  
PANEL (SIP)

5/8" GYPSUM BOARD

SCHEDULED CEMENT FIBER SIDING 
ON CONT FLUID APPLIED AIR AND 
WATER RESISTIVE BARRIER

CONTINUOUS SEALANT

5/4 X 4 FIBER CEMENT TRIM

LEVEL 2

11'-4"

FLOOR JOIST, SEE 
STRUCT

SUBFLOOR

6 1/2" STRUCTURAL 
INSULATED WALL PANEL

STANDARD WIRE 
CHASE

5/8" GWB ON 2x4 WD STUD, 
WHERE OCCURS ON PLAN

CAP PLATE, AS REQ'D 
BY MFR

2x BOTTOM PLATE

JOIST HANGER, 
SEE STRUC

1/4" GAP, DO NOT CAULK

PRE-FINISHED FLASHING 
WITH DRIP EDGE SET IN 
CONT. BED OF SEALANT 

5/4 X 12 CEMENT FIBER 
TRIM BOARD

SCHEDULED CEMENT FIBER 
SIDING OVER  FLUID 
APPLIED AIR AND WATER 
RESISTIVE BARRIER

6 1/2" STRUCTURAL 
INSULATED WALL PANEL

CONT SEALANT

CEILING AS SCHEDULED

SELF ADHERED MEMBRANE 
LAPPED ONTO PRE-FINISHED 
FLASHING MIN 4" 

SCHEDULED CEMENT FIBER 
SIDING OVER FLUID 
APPLIED AIR AND WATER 
RESISTIVE BARRIER 

1/2" X 1/2" GASKET PER 
SIP MFR DETAIL, TYP

FURRING WHERE 
OCCURS ON PLAN

7 1/2"

BO TRIM

10'-4 1/2"

1" SOUND CONTROL 
TOPING FLOOR 
UNDERLAYMENT 
OVER FLOOR PRIMER, 
OVER 3/8" ACOUSTIC 
MAT

INSULATION STRIP AND SEAL 
TAPE BY SOUND CONTROL 
SYSTEM MFR

LEVEL 2

SEE SECTIONS

SELF ADHERED MEMBRANE 
LAPPED ONTO PRE-FINISHED 
FLASHING MIN 4" 

FLOOR JOIST, SEE 
STRUCT

SUBFLOOR

6 1/2" STRUCTURAL 
INSULATED WALL PANEL

5/8" GWB ON 2x4 WD STUD, 
WHERE OCCURS

CAP PLATE, AS REQ'D BY MFR

LEDGER BOARD, 
SEE STRUC

1/4" GAP, DO NOT CAULK

PRE-FINISHED FLASHING 
WITH DRIP EDGE SET IN 
CONT. BED OF SEALANT 

5/4 X 12 CEMENT FIBER 
TRIM BOARD

6 1/2" STRUCTURAL 
INSULATED WALL PANEL

CONT SEALANT
CEILING AS SCHEDULED

SCHEDULED CEMENT FIBER 
SIDING ON CONT FLUID 
APPLIED AIR AND WATER 
RESISTIVE BARRIER 

1/2" X 1/2" GASKET PER 
SIP MFR DETAIL, TYP

SCHEDULED CEMENT FIBER 
SIDING ON CONT FLUID 
APPLIED AIR AND WATER 
RESISTIVE BARRIER 

1" SOUND CONTROL TOPING 
FLOOR UNDERLAYMENT 
OVER FLOOR PRIMER, OVER 
3/8" ACOUSTIC MAT

INSULATION STRIP AND SEAL 
TAPE BY SOUND CONTROL 
SYSTEM MFR

SIP'S SCREWS @ 24" OC, MAX

STRUCTURAL INSULATED 
WALL PANEL (SIP)

5/8" GYPSUM BOARD

STONE CORNER 
ELEMENT

ADHERED STONE VENEER ON 
1/2" CEMENT BOARD 

FLUID APPLIED AIR AND 
WATER RESISTIVE BARRIER

SILL ABOVE

SIPS SCREWS @ 24" OC, MAX

STRUCTURAL INSULATED WALL PANEL

5/8" GYPSUM BOARD

FIBER CEMENT SIDING AS SCHEDULED

CONTINUOUS SEALANT

ADHERED STONE VENEER ON 
1/2" CEMENT BOARD 

FLUID APPLIED AIR AND 
WATER RESISTIVE BARRIER

SILL ABOVE

5/4X4 FIBER CEMENT TRIM

FIBER CEMENT TRIM AND SIDING ABOVE

ANGLE STOP FOR STONE VENEER

1
" 

M
IN

SIPS SCREWS @ 24" OC, MAXSCHEDULED CEMENT FIBER 
SIDING ON CONT FLUID 
APPLIED AIR AND WATER 
RESISTIVE BARRIER

STRUCTURAL INSULATED 
WALL PANEL

5/8" GYPSUM BOARD

5/4 X  FIBER CEMENT TRIM. 
CUT TO ALIGN WITH TRIM 
ABOVE

CONT SEALANT 
AND BACKER ROD

SILL ABOVE

STONE CORNER 
ELEMENT

5/4X4  FIBER CEMENT 
TRIM AT CORNER 
ABOVE SILL

FLUID APPLIED AIR AND 
WATER RESISTIVE BARRIER

ADHERED STONE VENEER ON 
1/2" CEMENT BOARD 

SIP 
SEE STRUCT 
DRAWINGS

DOOR AS 
SCHEDULED

ADHERED STONE 
VENEER ON 1/2" 
CEMENT BOARD

FLUID APPLIED AIR AND WATER 
RESISTIVE BARRIER OVER  
EXTERIOR SHEATHINGVARIES

V
A

R
IE

S

1
' 
- 

1
"

E
Q

E
Q

EQ EQ

V.I.F.

1' - 1"

WOOD FRAMING
A

L
IG

N
 W

IT
H

 
S

IP
 E

X
T

E
R

IO
R

 
S

U
R

F
A

C
E

STAMPED CONCRETE 
SLAB

COMPOSITE RAILING

COLUMN SEE 
STRUCT.

3
 1

/2
"

E
D

G
E

 O
F

 S
L
A

B
 

T
U

R
N

D
O

W
N

FLUID APPLIED AIR AND 
WATER RESISTIVE 
BARRIER LAPPED ONTO 
PRE-FINISHED METAL 
FLASHING

FIBER CEMENT SIDING ON 
WATER RESISTIVE 
BARRIER, LAPPED ONTO  
METAL FLASHING

5/4X4  FIBER CEMENT 
TRIM

STONE SILL WITH 
DRIP EDGE, W/ 
GALV.BRACKET 

8"

STAMPED 
CONCRETE

WOOD FRAMING

TO SILL

3' - 0"

1
/2

"

3
"

ADHERED STONE VENEER 
ON 1/2" CEMENT BOARD

CONT SEALANT AND 
BACKER ROD

PRE-FINISHED MTL 
FLASHING ON FULL 
BED OF SEALANT

1/4" GAP, DO NOT 
SEAL

PRE-FINISHED MTL 
FLASHING ON FULL 
BED OF SEALANT. 
PROVIDE WEEPS AT 
16" O.C.

8"

7" 7"

MAX

4"

M
IN4
"

1 1/2"

ACRYLIC PARGING

17

A500

V
A

R
IE

S

VARIES

E
Q

E
Q

EQEQ

1' - 4"

11

A500

M
A

X

3
 3

/4
"

12

A500

3 1/2"

STAMPED 
CONCRETE SLAB

EDGE OF SLAB 
TURNDOWN

3
 1

/2
"

E
D

G
E

 O
F

 S
L
A

B
 

T
U

R
N

D
O

W
N

COMPOSITE RAILING

5/8" GWB ON 2x4 WD 
STUD, WHERE OCCURS

INSUL CONC FDN 
WALL, SEE STRUCT

ANCHOR BOLT,
SEE STRUCT

WATERPROOFING

DRAINAGE BOARD

GROUND LEVEL

0' - 0"

PREFINISHED 
FLASHING W/ DRIP
EDGE IN A FULL BED 
OF SEALANT 

SCHEDULED FIBER CEMENT 
SIDING OVER  FLUID 
APPLIED AIR AND WATER 
RESISTIVE BARRIER

CONT 12" SELF ADHERED 
FLASHING MEMBRANE 
LAPPED ONTO SS 
FLASHING MIN 4" 

FLOOR JOIST, 
SEE STRUCT

FIELD INSTALLED PANEL 
BOTTOM PLATE

6 1/2" SIP

VARIES

M
IN6
"

ACRYLIC PARGING 
PER ICF MRF 
RECOMMENDATION
S AND DETAILS

SLOPE GRADE 
AWAY FROM 
BUILDING

CEILING AS 
SCHEDULED

1/4" GAP, DO NOT CAULK

1"

LEDGER ATTACHED 
TO CONCRETE WALL. 
SEE STRUCTURAL 
DETAILS

INSTALL BUG SCREEN 

1/2" X 1/2" GASKET PER 
SIP MFR DETAIL, TYP

FURRING WHERE OCCURS

1" SOUND CONTROL 
TOPING FLOOR 
UNDERLAYMENT OVER 
FLOOR PRIMER, OVER 
3/8" ACOUSTIC MAT

INSULATION STRIP AND SEAL 
TAPE BY SOUND CONTROL 
SYSTEM MFR

SUBFLOOR

INSUL CONC FDN 
WALL, SEE STRUCT

ANCHOR BOLT,
SEE STRUCT

WATERPROOFING

DRAINAGE BOARD

GROUND LEVEL

0' - 0"

SS FLASHING W/ 
DRIP EDGE IN A FULL 
BED OF SEALANT 

FLUID APPLIED AIR 
AND WATER 
RESISTIVE BARRIER

FLOOR JOIST, 
SEE STRUCT.

FIELD INSTALLED PANEL 
BOTTOM PLATE

SUBFLOOR

6 1/2" STRUCTURAL 
INSULATED WALL PANEL

ADHERED STONE 
VENEER ON 1/2" 
CEMENT BOARD 

SLOPE GRADE 
AWAY FROM 
BUILDING

CEILING AS 
SCHEDULED

4
"

ACRYLIC PARGING 
PER ICF MRF 
RECOMMENDATIONS 
AND DETAILS

CONT 12" SELF 
ADHERED FLASHING 
MEMBRANE LAPPED 
ONTO SS FLASHING 
MIN 4" 

WEEP SCREED 

LEDGER ATTACHED 
TO CONCRETE WALL. 
SEE STRUCTURAL 
DETAILS

1"

5/8" GWB ON 2x4 WD STUD,
WHERE OCCURS ON PLAN

1/2" X 1/2" GASKET PER 
SIP MFR DETAIL, TYP

FURRING WHERE OCCURS

INSULATION STRIP AND SEAL 
TAPE BY SOUND CONTROL 
SYSTEM MFR

1" SOUND CONTROL 
TOPING FLOOR 
UNDERLAYMENT OVER 
FLOOR PRIMER, OVER 
3/8" ACOUSTIC MAT

FIBER CEMENT SIDING 
AS SCHEDULED
BEYOND

STONE VENEER 
BEYOND

STONE SILL 
BEYOND

5/4X4  FIBER CEMENT 
TRIM AT CORNERS AND 
BOTTOM OF COLUMN 
BEYOND

GRAVEL

COMPACTED 
BACKFILL

SLAB 
TURNDOWN
SEE STRUCT

STAMPED 
CONCRETE

CONT SEALANT 
AND BACKER ROD
BEYOND

7" 7"

ADHERED STONE 
VENEER AS 
SCHEDULED

ACRYLIC PARGING

POST SLEEVE SKIRT

RAILING POST SLEEVE 
OVER 4X4 PRESSURE 
TREATED WOOD POST 
ATTACHED TO 
CONCRETE SLAB 

RAILING BALUSTER 

T
O

P
 O

F
 R

A
IL

IN
G

3
' 
- 

0
" 

M
IN

M
IN4
"

3
"

1
/2

"

USE WOOD FORM 
LINER TO ACHIEVE 
WOOD GRAIN 
TEXTURE AT 
CONCRETE SLAB 
EDGE

3 1/2"

13

A500

2
 1

/4
"

STAMPED CONCRETE 
SLAB ON GRADE

WATERPROOFING

CONT PREMOLDED 
EXPANSION JOINT 
WITH SEALANT

DRAINAGE BOARD

TREATED SILL 
PLATE

STAIR 
BEYOND

5/8" GYP BOARD

SCHEDULED FIBER 
CEMENT SIDING OVER 
WEATHER BARRIER

6 1/2" STRUCTURAL 
INSULATED WALL PANEL

5/8" GWB

GROUND LEVEL

0' - 0"

ANCHOR BOLT,
SEE STRUCT

STAIR 
STRINGER 

5/8" PLYWOOD 
SHEATHING

TREAD FINISH 
AS SCHEDULED

CONCRETE WALL 
SEE STRUCT.

5/4 X 4 CEMENT FIBER 
TRIM BOARD 

1/4" GAP, DO NOT CAULK

PRE-FINISHED 
FLASHING WITH DRIP 
EDGE SET IN CONT. 
BED OF SEALANT 

WOOD SILL

CONT 12" SELF ADHERED 
FLASHING MEMBRANE LAPPED 
ONTO SS FLASHING MIN 4" 

CONT 12" SELF ADHERED 
FLASHING MEMBRANE 
LAPPED ONTO
FOUNDATION WALL 
WATERPROOFING 

5/8" GYP BOARD AT 
BOTTOM OF STAIR

E
Q

E
Q

1
' 
- 

5
"

FIBER CEMENT SIDING 
ON WATER RESISTANT 
BARRIER ON 5/8" 
EXTERIOR SHEATHING

1X4  FIBER CEMENT 
TRIMS

WOOD COLUMN 
SEE STRUCT 
DRAWINGS

WOOD FRAMING

MANUFACTURED 
STONE SILL
BELOW

1 1/2" 7" 7" 1 1/2"

CONT SEALANT

1' - 5"

3
 1

/2
"

SCHEDULED STONE 
VENEER 

COLUMN BASE
SEE STRUCTURAL 
DRAWINGS

WOOD COLUMN ABOVE
SEE STRUCTURAL 
DRAWINGS

CONCRETE SLAB 
TURNDOWN
SEE STRUCTURAL 
DRAWINGS

1
' 
- 

4
"

1' - 4"

EQ EQ

E
Q

E
Q

3 1/2"
SCHEDULED STONE 
VENEER 

COMPACTED 
FILL Drawn
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Project:    19296-01

10/21/20

100% BID

1 1/2" = 1'-0"
1 SIDING/SIP OUTSIDE CORNER

1 1/2" = 1'-0"
10 SILL @ SIDING/SIP

1 1/2" = 1'-0"
16 FDN DRAIN/FOOTING

1 1/2" = 1'-0"
2 SIDING/SIP INSIDE CORNER

1 1/2" = 1'-0"
9 TJI @ SIDING/SIP

1 1/2" = 1'-0"
18 TJI @ SIDING/SIP

1 1/2" = 1'-0"
3 VENEER OUTSIDE CORNER

1 1/2" = 1'-0"
5 SIDING/VENEER INSIDE CORNER

1 1/2" = 1'-0"
4 SIDING/VENEER OUTSIDE CORNER

1 1/2" = 1'-0"
7 VENEER @ COLUMN - PLAN

1 1/2" = 1'-0"
11 VENEER @ COLUMN - SECTION

1 1/2" = 1'-0"
6 VENEER @ COLUMN - PLAN.

Revisions

1 ADDENDUM #1 03/26/211 1/2" = 1'-0"
14 FDN @ SIDING/SIP

1 1/2" = 1'-0"
15 FDN @ VENEER/SIPS

1 1/2" = 1'-0"
12 PORCH WALL SECTION

1 1/2" = 1'-0"
8 EXTERIOR WALL DETAIL @ STAIR

1 1/2" = 1'-0"
13 PORCH COLUMN - PLAN @ SIDING

1 1/2" = 1'-0"
17 PORCH COLUMN - SECTON

1



PRECAST CAP W/ 
INTEGRAL DRIP EDGE

SS DOWEL W/ SEALANT 
AROUND PENETRATION 
THROUGH FLASHING

CONT FLASHING

BACKER ROD AND 
SEALANT

CAST IN PLACE 
CONCRETE WALL

SCHEDULED MFR'D 
STONE VENEER ON 
SCRATCH COAT AND 
GALVANIZED LATH

1 1/2" 10" 1 1/2"

3
"

1
"

4
"

METAL RAILING WHERE 
NOTED ON PLAN

NON-SLIP TREAD 
NOSING, TYP"

CONCRETE STAIR 
AND WALL

RAILING BEYOND

STAMPED CONCRETE

3 1/2"

RAILING BALUSTER BY 
COMPOSITE DECK MFR

GUARDRAIL BY 
COMPOSITE DECK MFR

1 1/2" OD DIA GALV STD 
PIPE HANDRAIL PAINTED 
TO MATCH RAILING 
COLOR,  TYP 

RAILING POST SLEEVE BY 
COMPOSITE DECK MFR

RAILING POST CAP BY 
COMPOSITE DECK MFR

G
U

A
R

D
R

A
IL

3
' 
- 

0
" 

M
IN

H
A

N
D

R
A

IL

2
' 
- 

1
0
" 

M
IN

USE WOOD FORM 
LINER TO ACHIEVE 
WOOD GRAIN ALONG 
SLAB EDGE AND 
RISER SURFACE

RAILING POST SLEEVE OVER 
4X4 PRESSURE TREATED 
WOOD POST ATTACHED TO 
CONCRETE SLAB 

RAILING BY COMPOSITE 
DECK MFR

1 1/2" OD DIA GALV STD 
PIPE HANDRAIL 
PAINTED TO MATCH 
RAILING COLOR,  TYP 

RAMP SLOPE  1" PER 1'-0" MAX

STAMPED CONCRETE 
AT RAMP

1' - 0"

CMPACTED 
BACKFILL

2
' 
- 

1
0

"

RAILING 
BEYOND

STAMPED 
CONCRETE AT 
RAMP

RAMP LANDING

COORD W/ CIVIL

GROUND LEVEL

206'-0"

7" 7"

CONC WALK

PORCH COLUMN 
BEYOND

1 1/2" OD DIA GALV STD 
PIPE HANDRAIL,  
PAINTED TO MATCH 
RAILING COLOR,  TYP 

9
 1

/2
"

6" DEEP CIP GALV 
PIPE SLEEVES AT 
ALL POSTS,
TYP PROVIDE 
DRAINAGE HOLE

RAMP SLOPE  1" PER 1'-0" MAX

12

A500

2
' 
- 

1
0

"

1' - 0"

OH

MIN
1 1/2" CLR

1/8"

CLOSE END 
OF PIPE

BRACKET -  BLUM 1378 
MALLEABLE IRON (GALVANIZED)
OR EQUAL

WALL BRACKETS PLACED W/IN 6" OF RAIL ENDS EQUALLY 
SPACED BETWEEN NOT TO EXCEED 4'-0" OC

2 1/2"

3/8" DIA ANCHOR EMBED AND 
ADHESIVE

6 1/8"

1
/8

"

FACE OF CONCRETE WALL

FACE OF CONCRETE WALL

R
 3

" M
A
X 2

 1
/2

"

HANDRAIL - 1 1/2" OD DIA GALV 
STD PIPE, RADIUS ALL BENDS, 
PAINTED,  TYP 

HANDRAIL - 1 1/2" OD DIA GALV 
STD PIPE, RADIUS ALL BENDS, 
PAINTED,  TYP 

2
' -

1
0
"

1' - 0"
TO TREAD NOSE

1
 1

/2
" 

C
L

R

NON-SLIP METAL 
TREAD NOSING, TYP

CONCRETE TREADS -
BROOM FINISH

1/2" COMPRESSIBLE 
FILLER

NON SLIP BROOM 
FINISH ON CONCRETE

1"

10" MIN

11"

WIDTH

1 TREAD

M
A

X

7
 3

/4
"

1 1/2" OD DIA GALV STD 
PIPE HANDRAIL,RADIUS 
ALL BENDS, PAINTED,  TYP 

2

A501

2
' 
- 

1
0

"

STEP LIGHT. INSTALL 
BACKBOX AND CONDUIT 
IN CONCRETE SPEPS 

NON-SLIP METAL 
TREAD NOSING, TYP

CONC TREADS -
BROOM FINISH

NON SLIP BROOM FINISH 
ON CONCRETE

1"

10" MIN

11"

WIDTH

1 TREAD

1 1/2" OD DIA GALV STD 
PIPE HANDRAIL,RADIUS 
ALL BENDS, PAINTED,  
TYP 

2

A501

1' - 0"

2
' 
- 

1
0

"

M
A

X

7
 3

/4
"

STEP LIGHT. INSTALL 
BACKBOX AND CONDUIT 
IN CONCRETE SPEPS 

3
' 
- 

0
"

V
A

R
IE

S

1 1/4" OD DIA GALV STND 
PIPE GUARDRAIL, RADIUS 
ALL BENDS, PAINTED,  TYP 

6" DEEP CIP GALV PIPE 
SLEEVES AT ALL POSTS,TYP 
PROVIDE DRAINAGE HOLE

1/2"x1/2" GALV STEEL PICKETS 
AT 4" O.C. PAINTED,  TYP 

1"x1" GALV STEEL BAR, AT 
4'-0" O.C., PAINTED,  TYP 

1x1/2" GALV STEEL BARS, 
PAINTED,  TYP 

CONCRETE WALL. SEE 
STRUCT DRAWINGS

1x1/2" GALV STEEL BARS, 
PAINTED,  TYP 

3
"

1
"

4
"

4
"

1
 1

/4
"

3
 1

/2
"

EQ EQ

PRECAST CONCRETE 
CAP - SEE

ELASTOMERIC COATING

1 /A501

6" DEEP CIP GALV PIPE 
SLEEVES AT ALL POSTS,TYP 
PROVIDE DRAINAGE HOLE

4"
CONCRETE WALL AND 
STAIR. SEE STRUCT 
DRAWINGS

1 1/4" OD DIA GALV STND 
PIPE HANDRAIL, RADIUS ALL 
BENDS, PAINTED,  TYP 

1/2"x1/2" GALV STEEL 
PICKETS AT 4" O.C. 
PAINTED,  TYP 

1"x1" GALV STEEL BAR, AT 
4'-0" O.C., PAINTED,  TYP 
PAINTED,  TYP 

1x1/2" GALV STEEL BARS, 
PAINTED,  TYP 

1x1/2" GALV STEEL BARS, 
PAINTED,  TYP 

3
' 
- 

0
"

CONCRETE STAIR BEYOND 

1
 1

/4
"

3
 1

/2
"

3
 1

/2
"

1"

MIN

10"

WIDTH

1 TREAD

NON-SLIP METAL TREAD 
NOSING, TYP

CONCRETE TREADS -
BROOM FINISH

1/2" COMPRESSIBLE 
FILLER

NON SLIP BROOM FINISH 
ON CONCRETE

M
A

X

7
 3

/4
"

7

A501

.
(3) EQ

.

6" DEEP CIP GALV PIPE 
SLEEVES AT ALL POSTS,TYP 
PROVIDE DRAINAGE HOLE

TREAD WIDTH

1 1/4" OD DIA GALV STD PIPE 
HANDRAIL,RADIUS ALL BENDS, 
PAINTED,  TYP 

1"x1/2" GALV STEEL BARS, 
PAINTED,  TYP 

1/2"x1/2" GALV STEEL BARS, 
PAINTED @ 4" O.C. MAX,  TYP 

1x1" GALV STEEL BARS, PAINTED 
@ 48" O.C. MAX,  TYP 

3
' 
- 

0
"

3
 1/2"

3
"

NON-SLIP METAL 
TREAD NOSING, TYP

NON SLIP 
BROOM FINISH 
ON CONCRETE

1"

MIN

10"

MIN

10"

1 1/4" OD DIA GALV STD 
PIPE HANDRAIL,RADIUS 
ALL BENDS, PAINTED,  
TYP 

7

A501

(3) EQ = 10".

3
' 
- 

0
"

1"
6" DEEP CIP GALV PIPE 
SLEEVES AT ALL 
POSTS,TYP PROVIDE 
DRAINAGE HOLE

1"x1/2" GALV STEEL 
BARS, PAINTED,  TYP 

1/2"x1/2" GALV 
STEEL BARS, 
PAINTED @ 4" O.C. 
MAX,  TYP 

1x1" GALV STEEL 
BARS, PAINTED @ 
48" O.C. MAX,  TYP COMPRESSIBLE 

FILLER

1/2"

M
A

X

7
 3

/4
"

CONCRETE WALL, 
BEYOND

CONCRETE WALL, 
SEE STRUCT

1 1/4" OD DIA GALV STD 
PIPE HANDRAIL,RADIUS 
ALL BENDS, PAINTED,  TYP 

6

A501

4".4".4".

4
 1

/2
"

6" DEEP CIP GALV PIPE 
SLEEVES AT ALL POSTS, TYP 
PROVIDE DRAINAGE HOLE

1"x1/2" GALV STEEL 
BARS, PAINTED,  TYP 

1/2"x1/2" GALV STEEL 
BARS, PAINTED @ 4" 
O.C. MAX,  TYP 

1"x1/2" GALV STEEL 
BARS, PAINTED,  TYP 

1x1" GALV STEEL BARS, 
PAINTED @ 48" O.C. MAX,  
TYP M

A
X

3
 1

/2
"

M
A

X

3
 1

/2
"

A501

6

EQ

TO SLAB

SEE GRADING

CONC SLAB/EDGE, 
SEE STRUCTURAL

FINISH, AS NOTED

GRAVEL, OVER 
COMPACTED FILL 

GRADE, COORDINATE 
W/ CIVIL

STEP LIGHT. INSTALL 
BACKBOX AND CONDUIT 
IN CONCRETE PEPS 

NON-SLIP TREAD 
NOSING, TYP

1/2" COMPRESSIBLE 
FILL

NON SLIP BROOM 
FINISH ON CONCRETE

1 1/2" OD DIA GALV STD 
PIPE HANDRAIL PAINTED 
TO MATCH RAILING 
COLOR,  TYP 

RAILING 
POST

RAILING

RAILING BALUSTER 

STAMPED CONCRETE

RAILING BRACKET 
ATTACHED TO RAILING 
POST 

RAILING POST CAP

CONC WALK

COORD W/ CIVIL

8

A501

2
' 
- 

1
0
" 

M
IN

2
' 
- 

1
0
" 

M
IN

3
' 
- 

0
" 

M
IN

USE WOOD FORM LINER TO 
ACHIEVE WOOD GRAIN 
ALONG SLAB EDGE AND 
RISER SURFACE

11"

 M
A

X

8
 1

/4
".

GRAVEL

COMPACTED 
BACKFILL

SLAB 
TURNDOWN
SEE STRUCT

RAMP
STAMPED 
CONCRETE

ADHERED STONE 
VENEER AS 
SCHEDULED

ACRYLIC PARGING

POST SLEEVE SKIRT

RAILING POST SLEEVE 
OVER 4X4 PRESSURE 
TREATED WOOD POST 
ATTACHED TO 
CONCRETE SLAB 

RAILING BALUSTER 

T
O

P
 O

F
 R

A
IL

IN
G

3
' 
- 

0
" 

M
IN

USE WOOD FORM LINER 
TO ACHIEVE WOOD 
GRAIN TEXTURE AT 
CONCRETE SLAB EDGE

3 1/2" 4 1/2"

1 1/2" OD DIA GALV STD 
PIPE HANDRAIL PAINTED 
TO MATCH RAILING 
COLOR,  TYP 

2
 1

/4
"

TO SLAB

SEE GRADING

CONC SLAB/EDGE, 
SEE STRUCTURAL

FINISH, AS NOTED

GRAVEL, OVER 
COMPACTED FILL 

1/2" COMPRESSIBLE 
FILLER

SEALANT
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A501

EXTERIOR

DETAILS
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Project:    19296-01

10/21/20

100% BID

3" = 1'-0"
1 PRECAST CAP/CONC KNEE WALL

1" = 1'-0"
8 EXT STAIR SECTION

1" = 1'-0"
9 EXT RAMP TOP LANDING

1" = 1'-0"
10 EXT RAMP BOTTOM LANDING

3" = 1'-0"
2 PIPE HANDRAIL WALL MTD

1" = 1'-0"
4 EXT STAIR BOTTOM TREAD

1" = 1'-0"
5 EXT STAIR TOP TREAD

1" = 1'-0"
6 GUARDRAIL @ CONCRETE WALL

1" = 1'-0"
7 GUARDRAIL @ CONCRETE STAIR

1" = 1'-0"
11 EXT STAIR RAILING BOTTOM TREAD

1" = 1'-0"
12 EXT STAIR RAILING TOP TREAD

1" = 1'-0"
13 EXT RAILING DETAIL

1 1/2" = 1'-0"
14 SLAB EDGE

1" = 1'-0"
3 EXTERIOR STAIR SECTION

Revisions

1 ADDENDUM #1 03/26/21

1 1/2" = 1'-0"
15 RAMP WALL SECTION

1

1

1

1

1 1/2" = 1'-0"
16 SLAB EXPANSION JOINT

1



GROUND LEVEL
0' - 0"

LEVEL 2
11' - 4"

ROOF
24' - 0"

BASEMENT
-11' - 0"

2

A400

ELEV PIT
-12' - 6"

BC

T/O RIDGE
27' - 8"

3
' 
- 

8
"

1
2

' 
- 

8
"

1
1

' 
- 

4
"

1
1

' 
- 

0
"

1
' 
- 

6
"

1
4
" 

M
IN

STOP #1

STOP #2

STOP #3

A601

7

A601

12

A601

7

A601

12

A601

7

A601

13

C
L
E

A
R

1
3

5
" 

M
IN

T
O

T
A

L
 T

R
A

V
E

L
 D

IS
T

A
N

C
E

 =
 2

2
' -

 4
"

4

B C

3

19

A601

CONCRETE PIT 
FOUNDATION AND 
FOOTINGS. SEE 
STRUCTURAL

40"13 3/4"

33 3/4"

2 3/4"

FIN HOISTWAY DEPTH

73" MIN CLEAR

6
9

" 
M

IN
 C

L
E

A
R

 F
IN

 H
O

IS
T

W
A

Y
 W

ID
T

H

7
6
"

3
"

SUMP PUMP
COORD LOCATION 
W/ ELEVATOR MFR

1' - 6"

1
' 
- 

6
"

4

B C

3

19

A601

2 3/4"

FIN HOISTWAY DEPTH

73" MIN CLEAR
A601

8 TYP

4
2

 3
/4

"

5
"

O
P

E
N

IN
G

3
6
" 

C
L
E

A
R

2
4

 1
/2

"

CLR

3"

CLR

1 1/4"63 1/2" O/A CAR

INSIDE CAR

54" CLR DEPTH

28"

IN
S

ID
E

 C
A

R

4
8

" 
C

L
R

 W
ID

T
H

1
0

 3
/4

"

4
 3

/4
" 

M
IN

 C
L

R

8
 7

/8
" 6
9

" 
M

IN
 C

L
E

A
R

 F
IN

 H
O

IS
T

W
A

Y
 W

ID
T

H

7
2
"

4
"

5
2

 1
/2

" 
O

/A
 C

A
R

3

3

3

3

N5

3
' 
- 

7
"

4' - 10"
1C

6' - 1"015

ELEVATOR CONTROL RM

015

4

B C

3

19

A601

2 3/4"

FIN HOISTWAY DEPTH

73" MIN CLEAR

6
9

" 
M

IN
 C

L
E

A
R

 F
IN

 H
O

IS
T

W
A

Y
 W

ID
T

H

7
2
"

4
"

O
P

E
N

IN
G

3
6
" 

C
L
E

A
R

2
4

 1
/2

"

CLR

3"

CLR

1 1/4"63 1/2" O/A CAR

1
0

 3
/4

"

4
 3

/4
" 

M
IN

 C
L

R

8
 7

/8
"

A601

8

TYP

4
2

 3
/4

"

5
"

5
2

 1
/2

" 
O

/A
 C

A
R

3

3

3

3

3

4

B C

3

19

A601

2 3/4"

FIN HOISTWAY DEPTH

73" MIN CLEAR

6
9

" 
M

IN
 C

L
E

A
R

 F
IN

 H
O

IS
T

W
A

Y
 W

ID
T

H

7
1

 5
/8

"
4

"

O
P

E
N

IN
G

3
6
" 

C
L
E

A
R

2
4

 1
/2

"

CLR

3"

CLR

1 1/4"63 1/2" O/A CAR

1
0

 3
/4

"

4
 3

/4
" 

M
IN

 C
L

R

8
 7

/8
"

4
2

 3
/4

"

5
"

6
9

" 
M

IN
 C

L
E

A
R

 F
IN

 H
O

IS
T

W
A

Y
 W

ID
T

H

7
1

 5
/8

"
4

"

6
9

" 
M

IN
 C

L
E

A
R

 F
IN

 H
O

IS
T

W
A

Y
 W

ID
T

H

7
1

 5
/8

"
4

"

A601

8
TYP

5
2

 1
/2

" 
O

/A
 C

A
R

3

3

3

3

BLOCKING, AS REQ'D

PARTITION, AS SCHEDULED

FLOOR FRAMING SYSTEM, 
SEE STRUCTURAL

VERIFY W/ 
ELEVATOR MFR

5"8"

ELEVATOR DOOR PER 
ELEVATOR MFR

ELEVATOR SILL PIECE PER 
ELEVATOR MFR

ELEVATOR DOOR FRAME 
BEYOND PER ELEVATOR MFR

1x4 SILL

1' - 0"

MIN

1'-6" x 1'-6"

COMPACTED 
GRAVEL BASE, TYP.

2" RIGID 
INSULATION

1"x1/8" GALV STL    
GRATING @ 1 3/16" 
OC W/ CROSS BARS 
@ 4" OC

2"x2"x14" 
CONTINUOUS GALV 
STL ANGLES 
SECURED TO CONC. 
W/ ANCHORS 

SUMP PUMP. COORD W/ 
PLUMBING

R
E

F
E

R
 T

O
 S

E
C

T
IO

N

VAPOR BARRIER

4" DIA. PERF.  
POLY DRAIN TILE, 

POROUS FILL

FILTER FABRIC

M
IN

1
' 
- 

8
"

ELEVATOR DOOR PER 
ELEVATOR MFR

ELEVATOR HEAD PIECE PER 
ELEVATOR MFR

ELEVATOR DOOR FRAME 
BEYOND PER ELEVATOR MFR

PARTITION, AS SCHEDULEDVERIFY W/ 
ELEVATOR MFR

8" 5"

PARTITION, AS 
SCHEDULED

ELEVATOR DOOR FRAME, 
STD FRAME PER ELEVATOR MFR

ELEVATOR SILL PIECE (BELOW)
STD SILL PIECE PER ELEVATOR 
MFR

ELEVATOR DOOR, 
STD DOOR PER ELEVATOR MFR

2x KING / JACK WD STUDS

2"

OPENING

CLEAR

SEE STRUCTURAL FOR FLOOR 
SUPPORT & MISC DETAILS

ELEVATOR DOOR PER 
ELEVATOR MFR

ELEVATOR SILL PIECE PER 
ELEVATOR MFR

ELEVATOR DOOR FRAME 
BEYOND PER ELEVATOR MFR

VERIFY W/ 
ELEVATOR MFR

5"8"

2

A400

PL-4WALL PANELING

BRUSHED STAINLESS STEEL
CORNERS AND SKIRTING

1
' 
- 

8
"

1" EQ 4" EQ 1"

3/4" FLAT BAR RAIL, BRUSHED 
STAINLESS STEEL WITH 
CURVED RETURNS

STANDARD CAR 
OPERATING PANEL

3/4" FLAT BAR RAIL, 
BRUSHED STAINLESS STEEL 
WITH CURVED RETURNS

DOOR & DOOR AREA, 
BRUSHED STAINLESS STEEL

2
 3

/4
" 

V
IF

WALL PANELING

BRUSHED STAINLESS STEEL
CORNERS AND SKIRTING

PL-42
 3

/4
" 

V
IF

4
"

1"EQ4"EQ1"

RECESSED LED 
LIGHT FIXTURE

BRUSHED STAINLESS 
STEEL CEILING PANEL

E
Q

E
Q

EQ EQ
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A601

VERTICAL

CIRCULATION -

LIFT
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Project:    19296-01

12/21/20

100% BID

1/2" = 1'-0"
19 E/W SECTION @ELEVATOR

1/2" = 1'-0"
20 ELEV PIT

1/2" = 1'-0"
15 ELEV - LEVEL 0

1/2" = 1'-0"
10 ELEV - LEVEL 1

1/2" = 1'-0"
5 ELEV - LEVEL 2

1 1/2" = 1'-0"
12 ELEV SILL @TYP FLOOR

1/2" = 1'-0"
18 ELEVATOR SUMP DETAIL

1 1/2" = 1'-0"
7 ELEV HEAD DETAIL

1 1/2" = 1'-0"
8 ELEV JAMB DETAIL

1 1/2" = 1'-0"
13 ELEV SILL @CONCRETE

Revisions

1 ADDENDUM #1 03/26/21

1/2" = 1'-0"
2 ELEV CAB - SIDE

1/2" = 1'-0"
1 ELEV CAB - FRONT

1/2" = 1'-0"
3 ELEV CAB - REAR 1/2" = 1'-0"

4 ELEV - RCP

COORDINATE WITH ELEVATOR'S MANUFACTURER

PROVIDE ELEVATOR CONTROL FOR ACCESS FOR USE FROM ALL 
FLOORS AND ALSO CONTROL ACCESS BETWEEN THE BASEMENT 
LEVEL AND THE OTHER LEVELS. 

1

1

1

1



BUILT-IN MILLWORK STORAGE

CEILING ASSIST TRACK, 
SEE RCP

4

A901

3

A901

7

A901 SIM

4
' 
- 

7
 3

/8
"

PL-3

4' - 0" 4' - 0"

7
' 
- 

0
"

PROTECTIVE 
WALL PANELING 
WITH INTERGRAL 
BASE STILES AND 
RAILS

ACCENT 
PAINT

WP-2

WP-2WP-2

P-2P-2P-1

WC-1
108 109 111106

A200

4

DOOR CASING

P-9

DOOR CASING P-9DOOR CASING P-9

DOOR CASING 
TYPICAL PAINT 
PRIVATE AREASP-9CROWN MOULDING TRIMP-10CROWN MOULDING TRIM P-7

DP-3 DOOR PANEL DP-2 DOOR PANEL DP-4 DOOR PANEL 

4
' 
- 

0
"

10

A200

A801

17
TYP

2
' 
- 

1
0

"

WT-5

WT-4

P-4

TYP LAMINATE 
CABINET WITH 
LAMINATE BASE 

110b

11

A901

SIM
17

A900

CEILING ASSIST 
TRACK,
SEE RCP

TA11

SCHEDULED 
LIGHTING FIXTURE

6
' 
- 

6
"

3' - 9 1/2"

TA9

EQ EQ

TYP

WT-4

P-4

SS-1

TYPICAL RESTROOM PAINT

SOLID 
SURFACE 
COUNTERTOP
WITH 4 INCH 
BACKSPLASH 

TYPICAL WALL 
TILE 

PL-1

PL-1

2' - 10"1' - 6"

EQ EQ

EQ EQ

W6 W6

10

A901

2
' 
- 

6
"

2
' 
- 

4
"

2
' 
- 

2
"

14

A900

EQ

MAX

4' - 0" EQ

OUTSIDE CORNER

SCHEDULED 
LIGHT FIXTURE

PL-3

MILLWORK 
UPPER 
CABINETS W/ 
TAB PULLS 

TYPICAL 
WOOD BASE

WD-1

PL-3

MILLWORK 
LOWER CABINET 
DRAWERS W/ 
TAB PULLS

LAMINATE 
COUNTERTOP 

PL-3

P-1

OPEN TO 
ELEVATOR 
VESTIBULE

BEYOND

OPEN TO 
KITCHEN
BEYOND

114

P-2

WP-2

P-2

WP-2

P-1

WP-1

A801

17
TYP

PL-1

SEAM AT CENTER OF  
UPHOLSTERED SEATING

FAB-1

5 EQ SECTIONS =  5' - 0"

WOOD LOOK 
LAMINATE INTERIOR AND 
EXTERIOR 

8

A901

P-8
DOOR CASING

TYPICAL PAINT PUBLIC AREAS

DOOR CASING
SEE 4&10/A200  

TYPICAL PAINT 
PRIVATE AREAS

P-9

CROWN MOULDING TRIM 
P-7

CROWN MOULDING TRIMP-10 P-7

7
' 
- 

0
"

7
' 
- 

0
"

4
' 
- 

0
"

7
' 
- 

0
"

TA1

W7

11

A901

17

A900

CEILING ASSIST 
TRACK, SEE RCP

1'-3". 1'-3".

WT-4

P-4

SS-1

2
' 
- 

1
0

"

6
' 
- 

6
"

3
' 
- 

4
"

WT-5

TA3

SS-1

4
' 
- 

4
"

1' - 0"

TYPICAL RESTROOM 
PAINT

SOLID SURFACE 
COUNTERTOP W/ 
4" BACKSPLASH 

BULLNOSE TILE CAP 

TYPICAL WALL TILE 

PLASTIC LAMINATE 
CABINET AND BASE 

PL-1

PL-1

3
' 
- 

0
"

1' - 9" 2' - 10"

EQ EQ

CEILING ASSIST TRACK,
SEE RCP

TA9

EQEQ
TA13 TA6

WT-4

SHOWER NICHE 
WITH MOSAIC 
TILE  

T-3

TA13
TA15

3
' 
- 

8
"

EQEQ

TA5

TA4

TA8

2
"

3
' 
- 

0
" 

T
Y

P
. 

WT-4

P-4

WT-5

TYPICAL RESTROOM 
PAINT

BULLNOSE TILE CAP 

TYPICAL WALL 
TILE, INSTALL 
VERTICALLY AT 
SHOWER AND 
HORIZONTALLY 
ELSEWHERE

EQEQ

CEILING ASSIST TRACK,
SEE RCP

TA2TA14

110a

WT-4

P-4

2
' 
- 

1
0

"

P-4

TA3

4
' 
- 

4
"

WT-5

TA9

EQEQ

2
"

3
' 
- 

0
"

3' - 0"

1
' 
- 

5
"

TYPICAL RESTROOM PAINT

SOLID SURFACE 
COUNTERTOP 

SS-1
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3/8" = 1'-0"
7 TYPICAL BEDROOM MILLWORK

3/8" = 1'-0"
1 MUDROOM / HALLWAY, NORTH

3/8" = 1'-0"
5 SHARED BATH 110, EAST

3/8" = 1'-0"
9 STAFF DEN, EAST

3/8" = 1'-0"
4 MUDROOM / HALLWAY, SOUTH

3/8" = 1'-0"
2 SHARED BATH 110, NORTH

3/8" = 1'-0"
6 SHARED BATH 110, SOUTH

3/8" = 1'-0"
3 SHARED BATH 110, WEST

3/8" = 1'-0"
10 PRIVATE BATH 107, NORTH

3/8" = 1'-0"
17 PRIVATE BATH 107, EAST

3/8" = 1'-0"
16 PRIVATE BATH 107, SOUTH

3/8" = 1'-0"
11 PRIVATE BATH 107, WEST

3/8" = 1'-0"
8 STAFF DEN, SOUTH

Revisions

1 ADDENDUM #1 03/26/21

3/8" = 1'-0"
13 INTERIOR STAIR 1ST - 2ND LEVEL

3/8" = 1'-0"
14 STAIR WELL 1ST - 2ND FLOOR

3/8" = 1'-0"
12 INTERIOR STAIR 1ST - 2ND LEVEL - 2

3/8" = 1'-0"
15 INTERIOR STAIR 1ST - 2ND LEVEL - 3

1

1

1
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Revisions

1 ADDENDUM #1 03/26/21

3/8" = 1'-0"
1 LAUNDRY 001, EAST

3/8" = 1'-0"
2 LAUNDRY 001, SOUTH

3/8" = 1'-0"
7 KITCHEN 002, NORTH

3/8" = 1'-0"
8 KITCHEN 002, EAST

3/8" = 1'-0"
9 KITCHEN 002, WEST

3/8" = 1'-0"
13 BATHROOM 005, EAST

3/8" = 1'-0"
12 BATHROOM 005, NORTH

3/8" = 1'-0"
14 BATHROOM 005, SOUTH

3/8" = 1'-0"
15 BATHROOM 005, WEST

3/8" = 1'-0"
4 HALL, NORTH

3/8" = 1'-0"
3 HALL, WEST

3/8" = 1'-0"
5 SENSORY ROOM 007, NORTH

3/8" = 1'-0"
6 SENSORY ROOM 007, SOUTH

3/8" = 1'-0"
10 SENSORY ROOM 007, EAST

3/8" = 1'-0"
11 SENSORY ROOM 007, WEST

3/8" = 1'-0"
16 BEDROOM 004 - NORTH

3/8" = 1'-0"
17 ACTIVITY SPACE, NORTH

3/8" = 1'-0"
22 SITTING RM, SOUTH

3/8" = 1'-0"
18 PRIVATE BATH 207, NORTH

3/8" = 1'-0"
19 PRIVATE BATH 207, EAST

3/8" = 1'-0"
23 PRIVATE BATH 207, SOUTH

3/8" = 1'-0"
24 PRIVATE BATH 207, WEST

3/8" = 1'-0"
21 SENSORY SPACE, SOUTH

3/8" = 1'-0"
25 SENSORY SPACE, NORTH

3/8" = 1'-0"
26 SENSORY SPACE, EAST

1
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Revisions

1 ADDENDUM #1 03/26/21

SCHEDULE - EQUIPMENT (CF/CI)
TAG DESCRIPTION MANUFACTURER MODEL COMMENTS

EQ1 DISHWASHER FISHER & PAYKEL DD24DAX9N

EQ2 ELECTRIC OVEN GENERAL ELECTRIC JTS3000DN/EN/SN

EQ3 INDUCTION COOKTOP GENERAL ELECTRIC PHP9036SJ/BM

EQ4 COUNTERTOP MICROWAVE GENERAL ELECTRIC PEB9159SJSS

EQ5 ELECTRIC RANGE GENERAL ELECTRIC JS645EL/SL/FL/DL

EQ5A RANGE HOOD PROLINE PLJW 185.30 DUCTLESS W/ CHARCOAL FILTER

EQ6 TELESCOPIC DOWNDRAFT VENT GENERAL ELECTRIC UVB36DK

EQ7 COMMERCIAL REFRIGERATOR FISHER & PAYKEL RS3084SL1 ENERGY STAR

EQ8 COMMERICAL FREEZER FISHER & PAYKEL RS3084FRJ1 ENERGY STAR

EQ9 REFRIGERATOR GENERAL ELECTRIC GWE23GEN/GMN/GYN ENERGY STAR

EQ10 WASHER GENERAL ELECTRIC GFW850SPNDG ENERGY STAR

EQ11 DRYER GENERAL ELECTRIC GFT14ESSMWW VENTLESS CONDENSER
FRONTLOAD ELECTRIC DRYER

TOILET ACCESSORY SCHEDULE
TAG DESCRIPTION MANUFACTURER MODEL COMMENTS

TA1 RECTANGLE PIVOT MIRROR POTTERN BARN CHROME HEWITT PIVOT  RECTANGULAR MIRROR, 23" x 42"

TA2 TOILET PAPER HOLDER SYMMONS INDUSTRIES, INC. 673TP IDENTITY TOILET PAPER HOLDER , POLISHED CHROME

TA3 TOWEL RING SYMMONS INDUSTRIES, INC. DIA TOWEL RING 353TR POLISHED CHROME

TA4 SHOWER CURTAIN RINGS SIGNATURE HARDWARE ROLLER BALL SHOWER CURTAIN RINGS , SKU: 901078 CHROME FINISH

TA5 SHOWER CURTAIN LINER SIGNATURE HARDWARE VINYL SHOWER CURTAIN - CLEAR SKU : 900360 30"  AND   60"

TA6 ADA SHOWER SEAT TEAKWORK4U 22" WIDE TEAK ADA WALL MOUNT SHOWER SEAT SKU: TBF-220160W

TA7 SHOWER CURTAIN ROD 36"L SIGNATURE HARDWARE 36" CURVED SHOWER CURTAIN ROD, MODEL # 267216 CHROME FINISH

TA8 SHOWER CURTAIL ROD 60"L PREFERRED BATH ACCESSORIES ADJUSTABLE STAINLESS STEEL CURVED SHOWER ROD, MODEL# 112-5BP-A BRIGHT POLISHED FINISH

TA9 ROBE HOOK SYMMONS INDUSTRIES, INC. DIA DOUBLE ROBE HOOK # 353DRH

TA10 GRAB BAR - CORNER BOBRICK B-6861

TA11 GRAB BAR 30" BOBRICK B-5806 x30 AT SHARED SHOWER

TA12 GRAB BAR 18" BOBRICK B-5806 x18

TA13 GRAB BAR 36" BOBRICK B-5806 x36

TA14 GRAB BAR 42" BOBRICK 5-5806 x42

TA15 SHOWER NICHE SCHULTER KERDI-BOARD-SN FOAM BOARD SHOWER NICHE  12IN X 28IN  SKU: 100419670 AT SHARED SHOWER

TA16 SHOWER NICHE EZ NICHE MEDIUM SHOWER RECTANGULAR SHOWER NICHE SKU: 100138023

1/4" = 1'-0"

TOILET ACCESSORY MOUNTING HEIGHTS

SCHEDULE - SPECIALTY EQUIPMENT SENSORY ROOMS (CF/CI)
TAG DESCRIPTION MANUFACTURER MODEL COMMENTS

EQ200 CEILING HUNG SWING UPLIFT ACTIVE EXTENDED SIZES YOGA HAMMOCK  + RIGGING EQUIPMENT, COLOR:  LAKE BLUE,
SIZE: 6 YARDS

EQ202 WALL MOUNTED BUBBLE TUBE PLAYLEARN.COM 4 FT WALL  MOUNTED BUBBLE WALL - APP AND REMOTE CONTROL

EQ203 INTERACTIVE DIGITAL PANEL FLAGHOUSE.COM MULTIFINITY EXPLORE PANEL, ITEM # 22869R

EQ204 STAR PROJECTOR FLAGHOUSE.COM LAZER STARS ITEM # 37969 1 PER SENSORY ROOM

EQ205 VIBRATING MASSAGE MAT FLAGHOUSE.COM FULL BODY MASSAGE MAT  ITEM # 37540

EQ206 SOFT SEATING RELAX SACKS 4' ORIGINAL RELAX SACK

EQ207 FIBER OPTIC CURTAIN, WALL MOUNTED EXPERIA USA CALMING LED FIBER OPTIC WALL CASCADE

EQ208 BLUETOOTH CAPABALE SMART TV SAMSUNG 43" CLASS TU8000 CRYSTAL UHD 4K SMART TV (2020)  UN43TU8000FXZA

EQ209 BLUETOOTH SPEAKERS, CEILING MOUNTED BOWERS & WILKINS CCM362, IN CEILING SPEAKERS

EQ210 SOFT ROCKER FLAGHOUSE.COM FLAGHOUSE SOFT ROCKER - LARGE, ITEM # 1795

EQ211 WEIGHTED BLANKET FLAGHOUSE.COM SOMMERFLY WIPE CLEAN  RELAXER TRAVEL SIZE WEIGHTED BLANKET - X-LARGE;
ITEM # 43260

1 PER SENSORY ROOM

EQ212 ACRYLIC MIRROR SHEET INTERSTATE PLASTICS ACRYLIC MIRROR SHEET | CLEAR EXTRUDED MIRROR; 4' L x X' H x 0.118" W SEE ELEVATIONS FOR MIRROR
HEIGHT

EQ213 EXERCISE MAT FOLDING WESELLMATS.COM 4' X 6' GYMNASTICS TUMBLING MAT  SKU: GM4X6BKv4-35M

EQ214 SEQUIN TACTILE WALL PANEL FUNANDFUNCTION.COM SENSORY WALL PANEL  ITEM # CF7328

CASEWORK HARDWARE SPECS
DESCRIPTION MANUFACTURER MODEL FINISH MATERIAL COMMENTS

6" BAR PULLS EMTEK ASSA ABLOY WARWICK CABINET PULL #86707 FLAT BLACK FINISH (US19) @ 1ST FLOOR KITCHEN

12" BAR PULLS EMTEK ASSA ABLOY WARWIRCK CABINET PULL #86710 FLAT BLACK FINISH (US19) @ 1ST FLOOR KITCHEN

3" BAR PULLS EMTEK ASSA ABLOY WARWICK CABINET PULL #86705 FLAT BLACK FINISH (US19) @ 1ST FLOOR KITCHEN

6" BAR PULLS EMTEK ASSA ABLOY WARWICK CABINET PULL #86707 SATIN NICKEL FINISH (US15) @ BASEMENT KITCHEN

12" BAR PULLS EMTEK ASSA ABLOY WARWIRCK CABINET PULL #86710 SATIN NICKEL FINISH (US15) @ BASEMENT KITCHEN

3" BAR PULLS EMTEK ASSA ABLOY WARWICK CABINET PULL #86707 SATIN NICKEL FINISH (US15) @ BASEMENT KITCHEN

4" TAB PULL EMTEK ASSA ABLOY EDGE PULL # 87110 SATIN NICKEL FINISH (US15) TYPICAL @ OFFICE CABINETRY AND LAUNDRY
UPPER CABINETS

4" BAR PULL EMTEK ASSA ABLOY WARWICK CABINET PULLL SATIN NICKEL FINISH (US15) TYPICAL @  BATHROOM

CABINET HINGES BLUM, OR EQUAL BLUMOTION Full Overlay Screw-On Cabinet Door Hinges
with 110-Degree Opening Angle
Model: B71B3550BK

BLACK ONYX IN MAIN KITCHEN; NICKEL IN
ALL OTHER APPLICATIONS

QUIET/SOFT CLOSE, SELF-CLOSING,
CONCEALED/EUROPEAN, FULL OVERLAY

DRAWER SLIDES BLUM, OR EQUAL BLUMOTION, TANDEM LINE, UNDERMOUNT NICKEL SELF-CLOSE & SOFT-CLOSE

BLIND CORNER CABINET OPTIMIZER REV-A-SHELF OR EQUAL

50 QUART TRASH CAN GC TO PROVIDE TRASH CAN FOR SLIDING BASE
CABINET TRASH

1



4' - 0" 4' - 0"

DOUBLE STUDS AT  
JAMB

GYP. BD.

GYP. BD. BUTT 
JOINT AT STUD, 
TYP.

STUDS @ 16" O.C., TYP.

WALL BASE

NOTE:
BUTT JOINTS AT DOOR JAMBS 
WILL NOT BE ACCEPTED. 
CONSTRUCT AS DRAWN.

FULL SHEET
GYP. BD.

FULL SHEET
GYP. BD.

KING STUD. TYP AT 
ALL HEADERS

NOMINAL 2X FIRE 
TREATED WOOD 
BLOCKING

NOTE:
EXTENT OF BLOCKING 
VARIES WITH SIZE AND TYPE 
OF EQUIPMENT WHICH SHALL 
BE MOUNTED

FASTEN BLOCKING 
WITH SCREWS

5
 1

/2
" 

M
IN

.

TELEPHONE OR 
ELECTRICAL BOXES

NOTE:

1. COORDINATE WITH POWER PLAN REQUIREMENTS.
2. WRAP BACK OF BOXES W/PUTTY PACKS AT RATED PARTITIONS

2' - 0" MINIMUM

*NOTE: STAGGER VERTICAL JOINTS TO OCCUR OVER DIFFERENT STUDS ON 
OPPOSITE SIDES OF PARTITION. STAGGER JOINTS OF 2ND LAYER FROM 1ST 
LAYER.

4' - 0" GYPSUM BOARD PANEL

4' - 0" GYPSUM BOARD PANEL

4' - 0" GYPSUM BOARD PANEL

4' - 0" GYPSUM BOARD PANEL

U.N.O.

4"

U.N.O.

4"

DOUBLE 
STUDS AT 
DOOR JAMBS

CONTINUOUS GYPSUM 
BOARD AT FIRE OR 
ACOUSTICALLY RATED 
WALL

WOOD STUDS

RATED OR NON-
RATED 
PARTITION, SEE 
PLAN FOR TYPES

V
A
R
IE

S

V
A
R
IES

GYPSUM BOARD

WOOD STUD, TYP.

PREMANUFACTURED 
CORNER REINFORCEMENT

TAPE AND JOINT 
COMPOUND

GYPSUM BOARD

PARTITION AS 
SCHEDULED
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NOTE:  ALL DIMENSIONS SHOWN ARE TO TOP OF BLOCKING STRIP.

BLOCKING STRIP WIDTH IS 4". ALL BLOCKING IS 3/4" 5-PLY PLYWOOD.
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6" UON

LIFE SAFETY DEVICES-CENTER ABOVE ELEC DEVICES, 
SIGNS, OR FEC BELOW

WALL MTD SIGNAGE, WHERE SCHED

DOOR LATCH, PANIC DEVICE

THERMOSTAT, TELEPHONE, INTERCOM

SWITCHES, OCCUPANCY SENSOR, FIRE ALARM

CARD READER, DOOR CONTROL DEVICES

DOOR FRAME/WALL OPNG WHERE OCCURS

VOICE/DATA/POWER DEVICES, UNO

FIN FLR AS SCHED

LOCATE DEVICES 6" FROM DOOR/WALL OPNG, OR AS 
DIM'D.
WHERE NOT DIM'D, LOCATE @NEAREST STUD FROM 
LOCATION SHOWN ON FLOOR PLAN

ELEVATION VIEW

5/8" GWB - BF

WD STUD AS SCHED

UNDERSIDE OF STRUCTURE

CEILING WHERE OCCURS, 
SEE RCP

CONT WD PLT ANCHORED TO 
DECK

BASE

HEAD

1  

PROVIDE ACOUS SEALANT BF, T&B 
WHERE STC INDICATED

WALL PARTITION  -  NON  LOAD BEARING

SAFB AS SCHED. 
DO NOT INSTALL SAFB IN WALL 
TYPE 1C

4" WD STUD @ 16"OC - WALL TYPE 1& 1C
6" WD STUD @ 16"OC - WALL TYPE 1A
6" WD STUD @ 16"OC + 1/2" FURRING 
STRIPS @ WALL TYPE 1B

FIRESTOP AT 10FT O.C. MAX TYP 

1" SOUND CONTROL TOPING FLOOR 
UNDERLAYMENT OVER FLOOR 
PRIMER, OVER 3/8" ACOUSTIC MAT AT 
GROUND AND LEVEL 2 FLOOR

CONT WD PLT ANCHORED TO 
SLAB

ACOUSTIC WALL MAT AND SEAL TAPE 
PER ACOUSTIC FLOOR SYSTEM MFR

FLEXIBLE LATEX OR SILICONE CAULK

5/8" GWB - BF

WD STUD AS SCHED

UNDERSIDE OF STRUCTURE

CEILING WHERE OCCURS, 
SEE RCP

CONT WD PLT ANCHORED TO 
DECK

BASE

HEAD

2  

PROVIDE ACOUS SEALANT BF, T&B 
WHERE STC INDICATED

WALL PARTITION  -  LOAD BEARING

SAFB AS SCHED

4" WD STUD @ WALL TYPE 2
6" WD STUD @ WALL TYPE 2A
(SEE STRUC FOR STUD SPACING)

FIRESTOP AT 10FT O.C. MAX TYP 

1" SOUND CONTROL TOPING FLOOR 
UNDERLAYMENT OVER FLOOR 
PRIMER, OVER 3/8" ACOUSTIC MAT AT 
GROUND AND LEVEL 2 FLOOR

CONT WD PLT ANCHORED TO 
SLAB

ACOUSTIC WALL MAT AND SEAL TAPE 
PER ACOUSTIC FLOOR SYSTEM MFR

FLEXIBLE LATEX OR SILICONE CAULK

CONT WD PLT ANCHORED TO 
DECK

RESIL CHANNEL 24" OC

(2) 5/8" TYPE X GWB AS SCHED 
(BOTH SIDES)

NEOPRENE SILL GASKET

SAFB AS SCHED

BASE

HEAD

FIRESTOP AT 10FT O.C. MAX TYP 

UNDERSIDE OF STRUCTURE

CEILING WHERE OCCURS, 
SEE RCP

PROVIDE ACOUS 
SEALANT BF, T&B 

ELEVATOR SHAFT WALL

3  

4" WD STUD @ WALL TYPE 3
6" WD STUD @ WALL TYPE 3A
(SEE STRUC FOR STUD SPACING)

1" SOUND CONTROL TOPING FLOOR 
UNDERLAYMENT OVER FLOOR 
PRIMER, OVER 3/8" ACOUSTIC MAT AT 
GROUND AND LEVEL 2 FLOOR

CONT WD PLT ANCHORED TO 
SLAB

ACOUSTIC WALL MAT AND SEAL TAPE 
PER ACOUSTIC FLOOR SYSTEM MFR

FLEXIBLE LATEX OR SILICONE CAULK

5/8" GWB, BF AND EXPOSED ENDS

4" WD STUD @ 16"O.C.
ATTACH TO KNEE BRACE - TYPE 4
6" WD STUD @ 16"O.C.
ATTACH TO KNEE BRACE - TYPE 4A

2X2X3/16 STL TUBE KNEE BRACE 
& 2-1/4X6X3/16 THK STL BOLTED 
FLOOR PLATE, 5'-0" OC MAX 
2X3/8"AB PER PLATE

CONT WD BLOCKING 

5/4" PTD WD CAP MATCH WIDTH 
OF PARTITION (UNO)

BASE

HEAD

CONT EXTRUDED AL L-TRIM 
REVEAL, BF (UNO)

4  
HALF WALL

1" SOUND CONTROL TOPING FLOOR 
UNDERLAYMENT OVER FLOOR 
PRIMER, OVER 3/8" ACOUSTIC MAT AT 
GROUND AND LEVEL 2 FLOOR

CONT WD PLT ANCHORED TO 
SLAB

ACOUSTIC WALL MAT AND SEAL TAPE 
PER ACOUSTIC FLOOR SYSTEM MFR

FLEXIBLE LATEX OR SILICONE CAULK

INTERIOR

5/8" GWB 

WD STUD AS SCHED

INTERIOR

BASE

HEAD

4" WD STUD (@16"OC) @ WALL 
W/O BATT INSULATION - TYPE 5
4" WD STUD (@16"OC) @ WALL 
WITH BATT INSULATION - TYPE 5A

UNDERSIDE OF STRUCTURE

CEILING WHERE OCCURS, 
SEE RCP

CONT WD PLT ANCHORED TO 
DECK

5 
WALL FURR OUT

EXTERIOR WALL 
(WHERE OCCURS ON PLAN)

FIRESTOP AT 10FT O.C. MAX 
TYP 

1" SOUND CONTROL TOPING FLOOR 
UNDERLAYMENT OVER FLOOR 
PRIMER, OVER 3/8" ACOUSTIC MAT AT 
GROUND AND LEVEL 2 FLOOR 

CONT WD PLT ANCHORED TO SLAB

ACOUSTIC WALL MAT AND SEAL TAPE 
PER ACOUSTIC FLOOR SYSTEM MFR

FLEXIBLE LATEX OR SILICONE CAULK

2" NOMINAL LUMBER OR 
OTHER NONCOMBUSTIBLE 
FIRESTOP

SOFFIT/ BULKHEAD

2" NOMINAL LUMBER OR 
OTHER NONCOMBUSTIBLE 
FIRESTOP

DROP CEILING NONCOMBUSTIBLE FIRESTOP

5/8"  GYPSUM 
BOARD
ALL SIDES

CORNER BEAD AT 
EXPOSED CORNER

COLUMN
SEE STRUCTURAL 

SHIM AS REQUIRED 

2X WOOD STUDS 
SEE PLAN FOR 
PARTITION TYPE

CASING PROFILE BOD:
METRO COLLECTION
MCC213 CASING (11/16" X 3-1/2")
W/ MCBB1 BACK BAND (1-1/6"X 1-1/16")

SHIM AT BACK OF CASING; CAULK 
AND SAND SMOOTH ALL JOINTS

4
 5

/1
6

"1
"

WINDOW AS SCHEDULED

PARTITION AS SCHEDULED

CASING PROFILE BOD:
METRO COLLECTION

MCC213 CASING (11/16" X 3-1/2")
W/ MCBB1 BACK BAND (1-1/6"X 1-1/16")

SHIM AT BACK OF CASING; CAULK 
AND SAND SMOOTH ALL JOINTS

4
 5

/1
6

"

1
"

PARTITION AS SCHEDULED
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SPECIFIED PULL, TYP

LINE  BORING @ 1 1/4" OC W/
SPOON CLIPS

CONTINUOUS FRT WD 
BLOCKING ENTIRE LENGTH OF 
CABINET

ADJUSTABLE  SHELF, 3/4" PART 
BD WITH PLAM FINISH

SPECIFIED PULL, TYP

2X BASE FRAME

WOOD DRAWER WITH FULL 
EXTENSION. PROVIDE
SOFT-CLOSE DRAWER SLIDE. 
TYP

BASE FINISH TO MATCH 
CABINETS

PARTITION, AS SCHEDULED

LOCKSET, WHERE NOTED

EQUIPMENT, AS 
SCHEDULED

8
' 
- 

8
"

WOOD CAB DOORS, CASE & 
SHELVES (TYP). 
PROVIDE TWO SHELFS AT 
EACH CABINET

BLOCKING

4
"

3"

8
 1

/8
"

2
' 
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0
 1

/8
"

RABBET ALL JOINTS (TYP)

8
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MIN BOTTOM CLEARANCE

MIN TOP CLEARANCE
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2' - 0"

CUTOUT DEPTH

23 1/2" MIN

MOLDING
WHERE OCCURES
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T
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P

2
"

RABBET ALL JOINTS 
(TYP)

CONTINUOUS FRT WD 
BLOCKING ENTIRE 
LENGTH OF CABINET

WOOD CAB DOORS & 
CASE. 

REFRIGERATOR
- SEE EQUIPMENT 
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2' - 1"

2X BASE FRAME

3/4" PART BD WITH PLAM 
FINISH

CONTINUOUS 2X FRTW 
BLOCKING, TYP

PLAM  ON 1/4" HDBD WITH 
BACKER SHEET TO MATCH 

1/2" PART BD - PLAM BASE, TO 
MATCH CAABINET

SCRIBE TOP TO WALL

2 LAYERS 3/4" PART BD WITH 
PLAM FINISH

SPECIFIED GROMMET, 
WHERE OCCURS
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Revisions

1 ADDENDUM #1 03/26/21

1 1/2" = 1'-0"
1 FULL HEIGHT CABINET W/ OVEN

1 1/2" = 1'-0"
9 FULL HEIGHT CABINET

1 1/2" = 1'-0"
5 BASE OPEN SHELF

1 1/2" = 1'-0"
3 FULL HEIGHT CABINET

1 1/2" = 1'-0"
4 BASE CABINET W/ DOOR & 1 DRAWER

1 1/2" = 1'-0"
6 TV CREDENZA P. LAM BASE CABINET

1 1/2" = 1'-0"
8 TV CREDENZA P. LAM BASE CABINET

1 1/2" = 1'-0"
2 FULL HEIGHT CABINET 1 1/2" = 1'-0"

7 WALL CABINET - TALL

1



NEW LIGHT FIXTURE; SEE ELECTRICAL DRAWINGS

GYPSUM BOARD CEILING

2X2 ACT AND GRID

CEILING HEIGHT ABOVE FINISHED FLOOR

CEILING FINISH; SEE FINISH SCHEDULE

SEE A020 FOR GENERAL FINISH NOTES AND GENERAL CEILING NEW WORK NOTES

SEE F-SERIES FOR FINISH SCHEDULE
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1/4" = 1'-0"
2 GROUND LEVEL RCP

1/4" = 1'-0"
1 BASEMENT LEVEL RCP

C1 OPEN TO STAIRS ABOVE.

C2
PENDANT FIXTURE CENTERED ON TABLE BELOW, MOUNTED IN DOUBLE
HEIGHT SPACE. SEE INTERIOR ELEVATIONS.

C3
TRACK FOR CEILING ASSIST TROLLEY (BOD: CIRRUS LIFT BY TOLLOS INC),
TYP

C4 PROVIDE BLOCKING FOR CEILING MOUNTED SWING EQUIPMENT

KEYED RCP NOTES: C#

Revisions

1 ADDENDUM #1 03/26/21

1/4" = 1'-0"
3 SECOND LEVEL RCP
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ACT

TYPICAL MATERIAL ABBREVIATIONS

ACOUSTICAL CEILING TILE
CP CARPET
P PAINT
PL PLASTIC LAMINATE
SP SPECIALTY ITEM

VCT VINYL COMPOSITION TILE
WC WALLCOVERING
WD WOOD

TRANSITION STRIP

THRESHOLD

SEE A020 FOR GENERAL NEW WORK NOTES AND GENERAL FINISH NOTES

SEE A800s FOR INTERIOR DETAILS

SEE F100 FOR FINISH SCHEDULE
SEE A801 FOR FINISH TRANSITION DETAILS

FINISH LEGEND:
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