
4

1

B C D E F G H J

2

3

7

5

A

4" SAN OUT TO SANITARY 
MAIN @ INV = 192.67'.
REFER TO CIVIL DRAWINGS 
FOR CONTINUATION

4" SAN

ESP-1

S-1

1/2" CW & HW UP,
2" SAN UP

2" SAN UP

2" SAN UP

ELEVATOR

ELV1

UTILITY ROOM

009

LAUNDRY

001

BEDROOM 6

004

STORAGE ROOM

008

BATHROOM

005

LIVING /
DINING AREA

003

4" SAN UP

COMM CL

014

STORAGE ROOM

008

LL SENSORY ROOM

007

STAFF

010

AD-1

4" SAN UP

4
" 

S
A

N

3" SAN

2" SAN UP
3" SAN UP

3"
 S

A
N

2" SAN UP

ELEVATOR CONTROL RM

015

2" V UP

1/2" CW & 
HW UP

UP
AD-1

UP

AD-1

UP

3" SAN UP

3"
3" 3"

3" SD3" SD

3" SD DN TO 
FOUNDATION 
DRAINAGE.

4" FOUNDATION 
DRAIN. REFER TO 
ARCHITECTURAL 
PLANS FOR 
INSTALLATION 
INFORMATION

SSD

SSD

SSD

Drawn
:Checked
:

Scale
:

C
o
n
s
tr

u
c
ti
o
n
 D

o
c
u
m

e
n
ts

 f
o
r:

1902 campus commons drive
suite 101

reston, virginia 20191
Tel:  703.476.3900
www.archinc.com

Issued

A
ll 

re
p
ro

d
u
c
ti
o
n
 +

 i
n
te

lle
c
tu

a
l 
p
ro

p
e
rt

y
 r

ig
h
ts

 r
e
s
e
rv

e
d
 b

y
 A

rc
h
it
e
c
tu

re
 I
n
c
o
rp

o
ra

te
d
 ©

 2
0
1
9

C
:\
U

s
e
rs

\a
s
h
le

y
r\

D
o
c
u
m

e
n
ts

\A
C

 G
ro

u
p
 H

o
m

e
 M

E
P

 C
e

n
tr

a
l 
v
2
0
2
0

_
A

s
h
le

y
R

C
F

9
8
9
.r

v
t

3
/2

6
/2

0
2

1
 1

1
:5

5
:5

7
 A

M

1/4" = 1'-0"

P100

BELOW SLAB
PLAN -
PLUMBING

DEK

JN

A
R

L
IN

G
T

O
N

 C
O

U
N

T
Y

 D
H

S
G

R
O

U
P

 H
O

M
E

1
2

1
2

 S
. 

IR
V

IN
G

 S
T

.
A

R
L
IN

G
T

O
N

, 
V

A
 2

2
2
0

4

1
0
0

%
 B

ID
1

0
0

%
 B

ID

Project:    19296-01

10/21/20

100% BID

PROJECT

CONTACT

www.interfaceengineering.com

Kyle Rives

Arlington County Group Home

2000 M Street NW, Suite 270
Washington, DC 20036

TEL 202.370.9555

0' 2' 4' 8'

1/4" = 1'-0"

1 BELOW SLAB PLAN - PLUMBING

Revisions

1 Addendum No. 1 03.25.2021

1



B
F

P

4

1

WC-1

WB-1

L-3 FD-1

L-2

SH-1

AD-1AD-1

1-1/2" CW, 
1" HW UP
1/2" HWR UP

HPWH-1

1-1/2" WATER MAIN.
SEE CIVIL DRAWINGS 
FOR CONTINUATION

B C D E F G H J

2

3

7

5

A

ESP-1

S-1

1-1/2" SAN UP

2" SAN UP 3" SAN UP

4" SAN UP

1-1/2" SAN UP

2" SAN UP

1/2" HW DN,
1/2" CW DN,
2" SAN DN

2" SAN 
UP

3" SAN UP

1/2" HW DROP,
1/2" CW DROP,
2" SAN DN, 
1-1/2" V RISE

1/2" HW DROP,
1/2" CW DROP

1/2" CW UP,
2" SAN UP,
1/2" HW UP

3/4" CW UP

ELEVATOR

ELV1

UTILITY ROOM

009

LAUNDRY

001

BEDROOM 6

004

STORAGE ROOM

008

BATHROOM

005

LIVING /
DINING AREA

003

2" SAN 
UP

FD-2

2" SAN 
UP3" SAN 

UP

2" SAN 
UP

3" SAN 
UP

3" SAN 
UP

2" SAN UP

COMM CL

014

STORAGE ROOM

008

LL SENSORY ROOM

007

STAFF

010

4" SAN DN

2" V UP

2" V DN

1/2" CW & 
HW DN

REF.

3/4" CW DROP

AD-1

AD-1

3" SD 
CONNECT TO 
CIVIL

1-1/2" SD UP

1
 1

/2
" 

S
D

1-1/2" WATER TO FIRE 
PROTECTION SYSTEM, 

REFER TO FIRE 
PROTECTION DRAWINGS 

FOR CONTINUATION.

3" SD UP

3" BOOT CONNECTION 
FROM D.S. ABOVE 

3" BOOT CONNECTION 
FROM D.S. ABOVE 

3" SD UP

4" SD.
REFER TO CIVIL 
DRAWINGS FOR 
CONTINUATION

3" SD 
CONNECT TO 
CIVIL

LD-1

LD-1

1/2" CW UP,
2" SAN UP,
1/2" HW UP

1
/2

" 
C

W
1
/2

" 
H

W

1/2" HWR

1/2" CW

1/2" HW

2
" 

S
A

N

2
" 

S
A

N

4" SAN 4" SAN

4
" 

S
A

N

4
" 

S
A

N

4" SAN

HB-1

3
/4

" 
C

W

1/2" CW UP

3
/4

" 
C

W

3"
3" 3" 3" BOOT 

CONNECTION 
FROM D.S. 
ABOVE 

3
" 

S
D

SP-1

3/4" CW UP

2" PD

2" PD

2" PD

1

1

1

4

1

WC-1

WC-1

WC-1

L-2

L-2L-2

SH-1

L-1

L-3

WB-1

SH-1

1-1/2" CW,
1" HW DN

1/2" HWR DN

1" HW

1" CW

1" HW
1" CW

4" SAN DN

K

HB-1

B C D E F G H J

2

3

7

5

A

S-1

1/2" CW,
1/2" HW DROP, 
2" SAN DN
1-1/2" V RISE

1/2" CW,
1/2" HW DROP,
2" SAN DN
1-1/2" V RISE

1/2" CW,
1/2" HW DROP

1/2" CW,
1/2" HW DROP; 
1-1/2" V RISE,
2" SAN DN1/2" CW DROP,

1-1/2" SAN DN,
1/2" HW DROP,
1-1/2" V RISE 1" CW DROP,

1-1/2" V DROP

3" SAN UP3" SAN UP

1/2" CW UP,
1/2" HW UP

1/2" CW UP,
1-1/2" SAN UP,

1/2" HW UP

1/2" CW DROP,
1-1/2" V RISE,

2" SAN DN
1/2" HW DROP

1/2" CW DROP,
2" SAN DN

1/2" HW DROP

1/2" CW DROP,
3" SAN DN

SHARED BATH

110

HALF BATH

115
LAUNDRY

114ELEVATOR

ELV1

BEDROOM 2

109

BEDROOM 3

111

BEDROOM 1

108

PRIVATE
BATH

107

MUD ROOM

105

KITCHEN

104

DINING

103

DINING

103

STAFF DEN

112

HALLWAY

113

ELEV VEST

116

3" SD UP&DN

3" SD UP,
3" OD UP&DN

FD-1

3" V UP

2" SAN UP

2" SAN 
UP

1-1/2" 
V UP

1 1/2" V

FD-1

2" V DN

1-1/2" SD TO SPILL 
ONTO GRADE

3/4" CW DN

1/2" CW DN,
2" SAN DN,
1/2" HW DN

3" OD TO SPILL 
ONTO GRADE

1-1/2" SD DN 
FROM ELEVATOR

2"X3" D.S.
DN

2"X3" D.S.
DN

2"X3" D.S.
UP & DN

2"X3" D.S. TO SPILL 
ONTO GRADE OVER 

A SPLASH BLOCK

3" OD UP

S-2

1/2" CW DN,
2" SAN DN,
1/2" HW DN

LD-1

LD-1

LD-1
LD-1

1/2" CW DN

FREEZER

1-1/2" V UP

3/4" CW DN

HB-1

3/4" CW DROP

HB-13/4" CW

Drawn
:Checked
:

Scale
:

C
o
n
s
tr

u
c
ti
o
n
 D

o
c
u
m

e
n
ts

 f
o
r:

1902 campus commons drive
suite 101

reston, virginia 20191
Tel:  703.476.3900
www.archinc.com

Issued

A
ll 

re
p
ro

d
u
c
ti
o
n
 +

 i
n
te

lle
c
tu

a
l 
p
ro

p
e
rt

y
 r

ig
h
ts

 r
e
s
e
rv

e
d
 b

y
 A

rc
h
it
e
c
tu

re
 I
n
c
o
rp

o
ra

te
d
 ©

 2
0
1
9

C
:\
U

s
e
rs

\a
s
h
le

y
r\

D
o
c
u
m

e
n
ts

\A
C

 G
ro

u
p
 H

o
m

e
 M

E
P

 C
e

n
tr

a
l 
v
2
0
2
0

_
A

s
h
le

y
R

C
F

9
8
9
.r

v
t

3
/2

6
/2

0
2

1
 1

1
:5

6
:0

1
 A

M

1/4" = 1'-0"

P101

FLOOR PLANS -
BASEMENT &
GROUND LEVEL
- PLUMBING

DEK

JN

A
R

L
IN

G
T

O
N

 C
O

U
N

T
Y

 D
H

S
G

R
O

U
P

 H
O

M
E

1
2

1
2

 S
. 

IR
V

IN
G

 S
T

.
A

R
L
IN

G
T

O
N

, 
V

A
 2

2
2
0

4

1
0
0

%
 B

ID
1

0
0

%
 B

ID

Project:    19296-01

10/21/2020

100% BID

0' 2' 4' 8'

1/4" = 1'-0"

1 BASEMENT LEVEL PLUMBING PLAN - OVERALL
0' 2' 4' 8'

1/4" = 1'-0"

2 LEVEL 1 PLUMBING PLAN - OVERALL

PROJECT

CONTACT

www.interfaceengineering.com

Kyle Rives

Arlington County Group Home

2000 M Street NW, Suite 270
Washington, DC 20036

TEL 202.370.9555

Revisions

1 Addendum No. 1 03.25.2021



Drawn
:Checked
:

Scale
:

C
o
n
s
tr

u
c
ti
o
n
 D

o
c
u
m

e
n
ts

 f
o
r:

1902 campus commons drive
suite 101

reston, virginia 20191
Tel:  703.476.3900
www.archinc.com

Issued

A
ll 

re
p
ro

d
u
c
ti
o
n
 +

 i
n
te

lle
c
tu

a
l 
p
ro

p
e
rt

y
 r

ig
h
ts

 r
e
s
e
rv

e
d
 b

y
 A

rc
h
it
e
c
tu

re
 I
n
c
o
rp

o
ra

te
d
 ©

 2
0
1
9

C
:\
U

s
e
rs

\a
s
h
le

y
r\

D
o
c
u
m

e
n
ts

\A
C

 G
ro

u
p
 H

o
m

e
 M

E
P

 C
e

n
tr

a
l 
v
2
0
2
0

_
A

s
h
le

y
R

C
F

9
8
9
.r

v
t

3
/2

6
/2

0
2

1
 1

1
:5

6
:0

5
 A

M

P601

SCHEDULES -
PLUMBING

DEK

JN

A
R

L
IN

G
T

O
N

 C
O

U
N

T
Y

 D
H

S
G

R
O

U
P

 H
O

M
E

1
2

1
2

 S
. 

IR
V

IN
G

 S
T

.
A

R
L
IN

G
T

O
N

, 
V

A
 2

2
2
0

4

1
0
0

%
 B

ID
1

0
0

%
 B

ID

Project:    19296-01

10/21/2020

100% BID

PLUMBING FIXTURE SCHEDULE

SYMBOL FIXTURE TYPE DESCRIPTION

BASIS OF DESIGN CONNECTION

NOTESMFR MODEL ACCESSORIES W V CW HW
AD-1 AREA DRAIN

(PLANTING AREA)
CAST IRON BODY, FLASHING CLAMP, CAST IRON DOME, STAINLESS

STEEL MESH SCREEN
JR SMITH 2675-CID 4"* 2"* PRIMER

CONN.
--

FD-1 FLOOR DRAIN
(FINISHED FLOORS /

SHOWERS)

CAST IRON BODY, FLASHING COLLAR, 6-INCH ADJUSTABLE NICKEL
BRONZE STRAINER HEAD, TRAP PRIMER

JR SMITH 2005Y-
A-06-

P050-NB

3"* 1-1/2"* PRIMER
CONN.

--

FD-2 FLOOR DRAIN
(UNFINISHED

FLOORS /
MECHANICAL

ROOMS)

CAST IRON BODY, FLASHING COLLAR, 8-1/2-INCH ROUND
ADJUSTABLE TOP, BAR GRATE, SEDIMENT BUCKET, TRAP PRIMER

JR SMITH 2350Y-
P050

3"* 1-1/2"* PRIMER
CONN.

--

HB-1 HOSE BIBB EXPOSED, NON-FREEZE, ANTI-SIPHON, AUTOMATIC DRAINING,
CHROME PLATED ASSEMBLY, DOUBLE CHECK BACKFLOW

PREVENTER

WOODFORD 67-P -- -- 3/4" --

L-1 LAVATORY WALLMOUNTED, VITREOUS CHINA 4-INCH CENTERS, ROUND,
FRONT OVERFLOW

AMERICAN
STANDARD

9024 FAUCET: AMERICAN STANDARD 7455107 1-1/2" 1-1/2" 1/2" 1/2" PROVIDE P-TRAP, ANGLE
STOPS, AND

ESCUTCHEONS. PROVIDE
THERMOSTATIC MIXING

VALVE

L-2 LAVATORY WALL MOUNTED, VITREOUS CHINA,SINGLE HOLE PUNCH, 4-INCH
CENTERS, FRONT OVERFLOW

CORIAN 8254 FAUCET: AMERICAN STANDARD 7455107 1-1/2" 1-1/2" 1/2" 1/2" PROVIDE P-TRAP, ANGLE
STOPS, AND

ESCUTCHEONS. PROVIDE
THERMOSTATIC MIXING

VALVE

L-3 LAUNDRY
LAVATORY

WALL MOUNTED, 2- DECK HOLE PUNCH, 8-INCH CENTERS,
22-1/4-INCHES LENGTH X 18-1/4-INCHES WIDTH, FRONT OVERFLOW

KOHLER K-6714 1-1/2" 1-1/2" 1/2" 1/2"

LD-1 LINEAR DRAIN STAINLESS STEEL CHANNEL BODY WITH CENTER OUTLET SCHLUTER-KERDI-
LINE

KL1V60E80
KL1V60E90

KL1V60E140

2" 1-1/2" PRIMER
CONN.

---

S-1 SINK COUNTERTOP, SINGLE BOWL, 18 GAUGE STAINLESS STEEL,
33-INCHES X 22-INCHES X 9-INCHES DEEP, 36-INCH MINIMUM

CABINET SIZE, SINGLE PUNCH

AMERICAN
STANDARD

EDGEWATER RESIDENTIAL KITCHEN FAUCET (SINGLE HANDLE): KOHLER
K-22060

2" 1-1/2" 1/2" 1/2" PROVIDE P-TRAP, ANGLE
STOPS, AND

ESCUTCHEONS. PROVIDE
THERMOSTATIC MIXING

VALVE

S-2 ISLAND SINK ADA UNDERMOUNT SINGLE BOWL, 18 GAUGE STAINLESS STEEL,
17-13/16-INCHES X 13-15/16-INCHES X 6-INCHES DEEP, 1-HOLE

PUNCH

AMERICAN
STANDARD

PORTSMOUTH
18SB6181600S.075

RESIDENTIAL KITCHEN ISLAND SINK FAUCET (SINGLE HANDLE):
KOHLER K-22034

2" 1-1/2" 1/2" 1/2"

SH-1 SHOWER ONE PIECE, 37-1/4-INCHES X 36-INCHES X 79-1/4-INCHES,
SLIP-RESISTANT TEXTURED BOTTOM

COMFORT
DESIGNS

XS1363 CNTAC SHOWER TRIM: KOHLER K-TS10277-4, SHOWERHEAD AND HAND:
KOHLER K-76472-G

2" 1-1/2" 1/2" 1/2"

WB-1 WASHING MACHINE
OUTLET BOX

ABS BOX/FRAME, NO-LEAD VALVES WITH WATER HAMMER
ARRESTORS, 1/2" FEMALE SWEAT CONNECTIONS

SIOUX CHIEF 696-G2313MF 2" 1-1/2" 1/2" 1/2"

WC-1 WATER CLOSET FLOOR MOUNTED, VITREOUS CHINA, ADA COMPLIANT, ONE PIECE,
ELONGATED SEAT, 1.28 GPF

KOHLER K-3810 4" 2" 1/2" --

WATER HEATER SCHEDULE

SYMBOL EQUIPMENT TYPE
LOCATION/
SERVING

BASIS OF DESIGN TANK
CAPACITY
(GALLONS)

ELECTRICAL MAX
WT

(LBS) NOTESMFR MODEL VOLTS PH AMPS WATTS
HPWH-1 80 GALLON HEAT PUMP WATER

HEATER
STORAGE ROOM AO SMITH HPTU-80N 80 240 1 4500 0
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PLUMBING PUMP SCHEDULE

SYMBOL EQUIPMENT TYPE
LOCATION/SERVIN

G

BASIS OF DESIGN FLOW
RATE
(GPM)

HEAD
(FT H2O)

ELECTRICAL

NOTESMFR MODEL VOLTS PH WATTS HP
ESP-1 ELEVATOR SUMP PUMP ELEVATOR PIT STANCOR SE-50 50 15.00 120 1 373 PROVIDE OIL MINDER

SP-1 SUMP PUMP UNFINISHED BASEMENT
/ 3 AREA DRAINS

STANCOR SE-50 50 15.00 120 1 373 24" DIAMETER X 36" DEEP POLY BASIN

0.5

0.5
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