
Offeror Name:  _______________________________________________________________________________________________ 
 
Facility Name:  Law Enforcement Center 
   1101 North Oak Street, Myrtle Beach, SC  29577 
   POC:  Lt. Seabrook Phillips (843-918-1361) 
 
Monitored By:  Police Dispatch 
 
Note:  The information listed for each location has been included only for the convenience of the Offeror.  The City does not guarantee 
that the information provided is completely accurate.  It shall be the responsibility of each Offeror to note any discrepancies found. 
 

Control Panel Manufacturer Model Edwards EST LSS 4/36 
Number of Line Circuits 9 Initiating – Circuit Style B 

2 Signal – Circuit Style B 
Alarm Initiating Devices 13 Manual Pull Stations 

77 Photo Smoke Detectors 
2 Heat Detectors 

Alarm Indicating Appliances 20 Audio/Visual Signal 
32 Visual Signal Only 

Supervised Alarm Indicating Circuits 2 
Supervisory Signal Initiating Devices 3 Duct – Circuit Style B 
Annunciator 1 
System Power Supply (Primary/Main) Nominal Voltage:  120/208     Amps:  300 

Overcurrent Protection:  Breaker     Amps:  20 
Location:  Property Room, Panel Number A-23 
Disconnecting Means Location:  Main Breaker 

System Power Supply (Secondary/Standby) Battery, Sealed Lead-Acid 
Fire Sprinkler/Fire Pump 1 Wet System (Grinnell F-2001, 4”) 

 
 
Please indicate your response for this location: 
 
_____ All equipment listed can be serviced according to established specifications. 
 
 
_____All equipment listed can be serviced according to additional specifications. 
 
 
_____Different equipment is present at this location and can be serviced according to established specifications. 
 
 
_____Different equipment is present at this location and can be serviced according to additional specifications. 
 
 
If different equipment is present at this location, or if additional service specifications are necessary, please detail information below 
(attach additional sheet if necessary): 
 
 
 
 
 
 
 
 
 
 
 
Offeror Proposal Price for this location:  $__________/year 
 
 

Offeror Signature:  _____________________________________________________________________________________ 



Offeror Name:  _______________________________________________________________________________________________ 
 
Facility Name:  Warren S. Gall Police Annex 
   3340 Mustang Street, Myrtle Beach, SC  29577 
   POC:  Capt. Eric DiLorenzo (843-918-1306) 
 
Monitored By:  Law Enforcement Center (Alarm #215 and #230) 
 
Note:  The information listed for each location has been included only for the convenience of the Offeror.  The City does not guarantee 
that the information provided is completely accurate.  It shall be the responsibility of each Offeror to note any discrepancies found. 
 

Control Panel Manufacturer Model Edwards EST 2 
Number of Line Circuits 2 Signal – Circuit Style B 
Transmission Digital Alarm Communicator 
Alarm Initiating Devices 14 Manual Pull Stations 

3 Photo Smoke Detectors 
5 Photo Duct Detectors 
6 Heat Detectors 

Alarm Indicating Appliances 16 Audio/Visual Signal 
11 Visual Signal Only 

Alarm Indicating Circuits 2 
Local Annunciator 1 
System Power Supply (Primary/Main) Nominal Voltage:  120/240     Amps:  20 

Overcurrent Protection:  Breaker     Amps:  20 
Location:  Electrical Room, Panel Number B-16 

System Power Supply (Secondary/Standby) Battery, 12-Volt 
Fire Sprinkler/Fire Pump New Construction – Offeror MUST inspect to verify 

 
 
Please indicate your response for this location: 
 
_____ All equipment listed can be serviced according to established specifications. 
 
 
_____All equipment listed can be serviced according to additional specifications. 
 
 
_____Different equipment is present at this location and can be serviced according to established specifications. 
 
 
_____Different equipment is present at this location and can be serviced according to additional specifications. 
 
 
If different equipment is present at this location, or if additional service specifications are necessary, please detail information below 
(attach additional sheet if necessary): 
 
 
 
 
 
 
 
 
 
 
 
 
Offeror Proposal Price for this location:  $__________/year 
 
 

Offeror Signature:  _____________________________________________________________________________________ 



Offeror Name:  _______________________________________________________________________________________________ 
 
Facility Name:  Fire Station #1 
   1250 Mr. Joe White Avenue, Myrtle Beach, SC  29577 
   POC:  Gary Finkle (843-504-6120) 
 
Monitored By:  Police Dispatch (Alarm #301) 
 
Note:  The information listed for each location has been included only for the convenience of the Offeror.  The City does not guarantee 
that the information provided is completely accurate.  It shall be the responsibility of each Offeror to note any discrepancies found. 
 

Control Panel Manufacturer Model Simplex 4005 
Type of Signaling General Alarm 
Alarm Initiating Devices 10 Manual Pull Stations 

28 Photo Smoke Detectors 
10 Heat Detectors 
3 Photo Duct Detectors 

Alarm Indicating Appliances 10 Audio/Visual Signal 
4 Visual Signal Only 

Annunciator 1 (Simplex RCV Type LED) 
System Power Supply (Primary/Main) Locked Circuit Breaker, Dedicated Circuit 

Location:  Panel Number B-28 
System Power Supply (Secondary/Standby) Battery12-Volt 
Fire Sprinkler/Fire Pump 1 Wet System (Shotgun Riser, 4”) 

 
 
Please indicate your response for this location: 
 
_____ All equipment listed can be serviced according to established specifications. 
 
 
_____All equipment listed can be serviced according to additional specifications. 
 
 
_____Different equipment is present at this location and can be serviced according to established specifications. 
 
 
_____Different equipment is present at this location and can be serviced according to additional specifications. 
 
 
If different equipment is present at this location, or if additional service specifications are necessary, please detail information below 
(attach additional sheet if necessary): 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
Offeror Proposal Price for this location:  $__________/year 
 
 

Offeror Signature:  _____________________________________________________________________________________ 



Offeror Name:  _______________________________________________________________________________________________ 
 
Facility Name:  Fire Station #2 
   5338 North Kings Highway, Myrtle Beach, SC  29577 
   POC:  Jeremy Albornoz (843-458-4130) 
 
Monitored By:  Law Enforcement Center (Alarm #302) 
 
Note:  The information listed for each location has been included only for the convenience of the Offeror.  The City does not guarantee 
that the information provided is completely accurate.  It shall be the responsibility of each Offeror to note any discrepancies found. 
 

Control Panel Manufacturer Model Simplex 4006 
Alarm Initiating Devices 1 Photo Smoke Detectors 

 
System Power Supply (Primary/Main) Locked Circuit Breaker, Dedicated Circuit 

Location:  Electrical Room, Panel Number MP-23 
System Power Supply (Secondary/Standby) Battery, 12-Volt 

 
 
Please indicate your response for this location: 
 
_____ All equipment listed can be serviced according to established specifications. 
 
 
_____All equipment listed can be serviced according to additional specifications. 
 
 
_____Different equipment is present at this location and can be serviced according to established specifications. 
 
 
_____Different equipment is present at this location and can be serviced according to additional specifications. 
 
 
If different equipment is present at this location, or if additional service specifications are necessary, please detail information below 
(attach additional sheet if necessary): 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
Offeror Proposal Price for this location:  $__________/year 
 
 

Offeror Signature:  _____________________________________________________________________________________ 



Offeror Name:  _______________________________________________________________________________________________ 
 
Facility Name:  Fire Station #3 – Training Academy 
   2108 South Kings Highway, Myrtle Beach, SC  29577 
   POC:  Kenneth Chapman (843-385-3013) 
 
Monitored By:  Law Enforcement Center (Alarm #102) 
 
Note:  The information listed for each location has been included only for the convenience of the Offeror.  The City does not guarantee 
that the information provided is completely accurate.  It shall be the responsibility of each Offeror to note any discrepancies found. 
 

Control Panel Manufacturer Model Edwards LSS 4/12 
Type of Signaling General Alarm, HVAC Shutdown 
Alarm Initiating Devices 8 Manual Pull Stations 

5 Photo Smoke Detectors 
4 Photo Smoke Duct Detectors 

Alarm Indicating Appliances 16 Audio/Visual Signal 
System Power Supply (Primary/Main) Locked Circuit Breaker, Dedicated Circuit 

Location:  Panel Number LA-35 
System Power Supply (Secondary/Standby) Battery, 12-Volt 
Fire Sprinkler/Fire Pump 1 Wet System (Star, 4”) 

 
 
Please indicate your response for this location: 
 
_____ All equipment listed can be serviced according to established specifications. 
 
 
_____All equipment listed can be serviced according to additional specifications. 
 
 
_____Different equipment is present at this location and can be serviced according to established specifications. 
 
 
_____Different equipment is present at this location and can be serviced according to additional specifications. 
 
 
If different equipment is present at this location, or if additional service specifications are necessary, please detail information below 
(attach additional sheet if necessary): 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
Offeror Proposal Price for this location:  $__________/year 
 
 

Offeror Signature:  _____________________________________________________________________________________ 



Offeror Name:  _______________________________________________________________________________________________ 
 
Facility Name:  Fire Station #4/Police Substation (Emergency Operations Center) 
   1170 Howard Avenue, Myrtle Beach, SC  29577 
   POC:  Tim Walters (843-267-2758)/Capt. John Bertang (843-918-1951) 
 
Monitored By:  Law Enforcement Center (Alarm #113) 
 
Note:  The information listed for each location has been included only for the convenience of the Offeror.  The City does not guarantee 
that the information provided is completely accurate.  It shall be the responsibility of each Offeror to note any discrepancies found. 
 

Control Panel Manufacturer Model EST Quickstart 
Alarm Initiating Devices 11 Manual Pull Stations 

52 Photo Smoke Detectors 
18 RR Heat Detectors 

Alarm Indicating Appliances 21 Audio/Visual Signal 
11 Visual Signal Only 

Annunciator 1 
System Power Supply (Primary/Main) Locked Circuit Breaker, Dedicated Circuit 

Location:  Panel Number M-29 
System Power Supply (Secondary/Standby) Battery, 12-Volt 
Fire Sprinkler/Fire Pump 1 Wet System (Reliable-E, 6”) 

 
 
Please indicate your response for this location: 
 
_____ All equipment listed can be serviced according to established specifications. 
 
 
_____All equipment listed can be serviced according to additional specifications. 
 
 
_____Different equipment is present at this location and can be serviced according to established specifications. 
 
 
_____Different equipment is present at this location and can be serviced according to additional specifications. 
 
 
If different equipment is present at this location, or if additional service specifications are necessary, please detail information below 
(attach additional sheet if necessary): 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
Offeror Proposal Price for this location:  $__________/year 
 
 

Offeror Signature:  _____________________________________________________________________________________ 



Offeror Name:  _______________________________________________________________________________________________ 
 
Facility Name:  Fire Station #5 
   804 79th Avenue North, Myrtle Beach, SC  29577 
   POC:  Dan Farrar (843-360-1366) 
 
Monitored By:  Law Enforcement Center (Alarm #111) 
 
Note:  The information listed for each location has been included only for the convenience of the Offeror.  The City does not guarantee 
that the information provided is completely accurate.  It shall be the responsibility of each Offeror to note any discrepancies found. 
 

Control Panel Manufacturer Model Edwards EST 2 
Type of Signaling General Alarm, HVAC Shutdown 
Alarm Initiating Devices 11 Manual Pull Stations 

17 Photo Smoke Detectors 
17 Heat Detectors 
4 Photo Duct Smoke Detectors 

Alarm Indicating Appliances 9 Audio/Visual Signal 
3 Visual Signal Only 

Annunciator 1 (Edwards LCD) 
System Power Supply (Primary/Main) Locked Circuit Breaker, Dedicated Circuit 

Location:  Panel Number A-39 
Disconnecting Means Location:  Main Breaker 

System Power Supply (Secondary/Standby) Battery, 12- Volt 
Fire Sprinkler/Fire Pump 1 Wet System (Shotgun Riser, 4”) 

 
 
Please indicate your response for this location: 
 
_____ All equipment listed can be serviced according to established specifications. 
 
 
_____All equipment listed can be serviced according to additional specifications. 
 
 
_____Different equipment is present at this location and can be serviced according to established specifications. 
 
 
_____Different equipment is present at this location and can be serviced according to additional specifications. 
 
 
If different equipment is present at this location, or if additional service specifications are necessary, please detail information below 
(attach additional sheet if necessary): 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
Offeror Proposal Price for this location:  $__________/year 
 
 

Offeror Signature:  _____________________________________________________________________________________ 



Offeror Name:  _______________________________________________________________________________________________ 
 
Facility Name:  Fire Station #6 
   970 38th Avenue North, Myrtle Beach, SC  29577 
   POC:  Andy McClellan (843-997-6675) 
 
Monitored By:  Law Enforcement Center (Alarm #112) 
 
Note:  The information listed for each location has been included only for the convenience of the Offeror.  The City does not guarantee 
that the information provided is completely accurate.  It shall be the responsibility of each Offeror to note any discrepancies found. 
 

Control Panel Manufacturer Model Edwards EST Quickstart 
Type of Signaling General Alarm 
Alarm Initiating Devices 9 Manual Pull Stations 

27 Photo Smoke Detectors 
5 Heat Detectors 

Alarm Indicating Appliances 9 Audio/Visual Signal 
7 Visual Signal Only 

Annunciator 1 (Edwards EST, Type LED) 
System Power Supply (Primary/Main) Locked Circuit Breaker, Dedicated Circuit 

Location:  Property Room, Panel Number A-27 
System Power Supply (Secondary/Standby) Battery, 12-Volt 
Fire Sprinkler/Fire Pump 1 Wet System (Tyco TFP-CU1-FR, 4”) 

 
 
Please indicate your response for this location: 
 
_____ All equipment listed can be serviced according to established specifications. 
 
 
_____All equipment listed can be serviced according to additional specifications. 
 
 
_____Different equipment is present at this location and can be serviced according to established specifications. 
 
 
_____Different equipment is present at this location and can be serviced according to additional specifications. 
 
 
If different equipment is present at this location, or if additional service specifications are necessary, please detail information below 
(attach additional sheet if necessary): 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
Offeror Proposal Price for this location:  $__________/year 
 
 

Offeror Signature:  _____________________________________________________________________________________ 



Offeror Name:  _______________________________________________________________________________________________ 
 
Facility Name:  Chapin Memorial Library 
   400 14th Avenue North, Myrtle Beach, SC  29577 
   POC:  Gale Chestnut (843-918-1278) 
 
Monitored By:  Law Enforcement Center (Alarm #106) 
 
Note:  The information listed for each location has been included only for the convenience of the Offeror.  The City does not guarantee 
that the information provided is completely accurate.  It shall be the responsibility of each Offeror to note any discrepancies found. 
 

Control Panel Manufacturer Model Firelite Sensiscan 1000 
Type of Signaling General Alarm, HVAC Shutdown 
Alarm Initiating Devices 9 Manual Pull Stations 

32 Photo Smoke Detectors 
5 RR Heat Detectors 
5 Photo Duct Smoke Detectors 

Alarm Indicating Appliances 8 Audio/Visual Signal 
Annunciator 1 (Firelite, LED, 24-Volt, 8 Zones) 
System Power Supply (Primary/Main) Locked Circuit Breaker, Dedicated Circuit 

Location:  Property Room, Panel A @ FACP #42 
System Power Supply (Secondary/Standby) Battery, 12-Volt 

 
 
Please indicate your response for this location: 
 
_____ All equipment listed can be serviced according to established specifications. 
 
 
_____All equipment listed can be serviced according to additional specifications. 
 
 
_____Different equipment is present at this location and can be serviced according to established specifications. 
 
 
_____Different equipment is present at this location and can be serviced according to additional specifications. 
 
 
If different equipment is present at this location, or if additional service specifications are necessary, please detail information below 
(attach additional sheet if necessary): 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
Offeror Proposal Price for this location:  $__________/year 
 
 

Offeror Signature:  _____________________________________________________________________________________ 



Offeror Name:  _______________________________________________________________________________________________ 
 
Facility Name:  Myrtle Beach Historic Colored School 
   900 Dunbar Street, Myrtle Beach, SC  29577 
   POC:  April Johnson (843-918-1061) 
 
Monitored By:  Law Enforcement Center (Alarm #114) 
 
Note:  The information listed for each location has been included only for the convenience of the Offeror.  The City does not guarantee 
that the information provided is completely accurate.  It shall be the responsibility of each Offeror to note any discrepancies found. 
 

Control Panel Manufacturer Model Edwards Fireshield 502 
Alarm Initiating Devices 3 Manual Pull Stations 

10 Photo Smoke Detectors 
2 Photo Duct Smoke Detectors 
1 Heat Detectors 

Alarm Indicating Appliances 7 Audio/Visual Signal 
2 Visual Signal Only 

Annunciator 1 
System Power Supply (Primary/Main) Dedicated Circuit 

Location:  House Panel Number 35 
 
 
Please indicate your response for this location: 
 
_____ All equipment listed can be serviced according to established specifications. 
 
 
_____All equipment listed can be serviced according to additional specifications. 
 
 
_____Different equipment is present at this location and can be serviced according to established specifications. 
 
 
_____Different equipment is present at this location and can be serviced according to additional specifications. 
 
 
If different equipment is present at this location, or if additional service specifications are necessary, please detail information below 
(attach additional sheet if necessary): 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
Offeror Proposal Price for this location:  $__________/year 
 
 

Offeror Signature:  _____________________________________________________________________________________ 



Offeror Name:  _______________________________________________________________________________________________ 
 
Facility Name:  Train Depot 
   850 Broadway Street, Myrtle Beach, SC  29577 
   POC:  Blake Goss (843-918-4906) 
 
Monitored By:  Law Enforcement Center (Alarm #127) 
 
Note:  The information listed for each location has been included only for the convenience of the Offeror.  The City does not guarantee 
that the information provided is completely accurate.  It shall be the responsibility of each Offeror to note any discrepancies found. 
 

Control Panel Manufacturer Model EST  
Signaling Line Circuits 2 – Style 0.5 
Alarm Initiating Devices 7 Manual Pull Stations 

1 Photo Smoke Detectors 
Alarm Indicating Appliances 6 Audio/Visual Signal 
Local Annunciator 1 
System Power Supply (Primary/Main) Nominal Voltage:  120/208     Amps:  225 

Overcurrent Protection:  Breaker     Amps:  20 
Location:  FACP, Panel Number A-18 
Disconnecting Means Location:  Main Breaker 

System Power Supply (Secondary/Standby) Battery, 12-Volt 
 
 
Please indicate your response for this location: 
 
_____ All equipment listed can be serviced according to established specifications. 
 
 
_____All equipment listed can be serviced according to additional specifications. 
 
 
_____Different equipment is present at this location and can be serviced according to established specifications. 
 
 
_____Different equipment is present at this location and can be serviced according to additional specifications. 
 
 
If different equipment is present at this location, or if additional service specifications are necessary, please detail information below 
(attach additional sheet if necessary): 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
Offeror Proposal Price for this location:  $__________/year 
 
 

Offeror Signature:  _____________________________________________________________________________________ 



Offeror Name:  _______________________________________________________________________________________________ 
 
Facility Name:  Crabtree Memorial Gymnasium 
   1004 Crabtree Lane, Myrtle Beach, SC  29577 
   POC:  Rob Cardella (843-918-2359) 
 
Monitored By:  Law Enforcement Center (Alarm #101) 
 
Note:  The information listed for each location has been included only for the convenience of the Offeror.  The City does not guarantee 
that the information provided is completely accurate.  It shall be the responsibility of each Offeror to note any discrepancies found. 
 

Control Panel Manufacturer Model EST 
Number of Line Circuits Signal – 1     Style – Y     Class – B      
Alarm Initiating Devices 11 Manual Pull Stations 

68 Photo Smoke Detectors 
5 Duct Detectors 
2 RR Heat Detectors 

Alarm Indicating Appliances 36 Audio/Visual Signal 
10 Visual Signal Only 

Annunciator 1 (Type:  QS1) 
System Power Supply (Primary/Main) Nominal Voltage:  120     Current Rating:  225 

Overcurrent Protection:  Breaker     Current Rating:  20 
Location:  Storage Room by Gym, Panel C 
Disconnecting Means Location:  Main Breaker 

System Power Supply (Secondary/Standby) Battery, 12-Volt 
Fire Sprinkler/Fire Pump 1 Wet System 

 
 
Please indicate your response for this location: 
 
_____ All equipment listed can be serviced according to established specifications. 
 
 
_____All equipment listed can be serviced according to additional specifications. 
 
 
_____Different equipment is present at this location and can be serviced according to established specifications. 
 
 
_____Different equipment is present at this location and can be serviced according to additional specifications. 
 
 
If different equipment is present at this location, or if additional service specifications are necessary, please detail information below 
(attach additional sheet if necessary): 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
Offeror Proposal Price for this location:  $__________/year 
 
 

Offeror Signature:  _____________________________________________________________________________________ 



Offeror Name:  _______________________________________________________________________________________________ 
 
Facility Name:  Purchasing Division/Equipment Maintenance 
   3231 Mr. Joe White Avenue, Myrtle Beach, SC  29577 
   POC:  Gina Hanzel (843-918-2176) 
 
Monitored By:  Law Enforcement Center (Alarm #225) 
 
Note:  The information listed for each location has been included only for the convenience of the Offeror.  The City does not guarantee 
that the information provided is completely accurate.  It shall be the responsibility of each Offeror to note any discrepancies found. 
 

Control Panel Manufacturer Model Ademco Vista 32FB 
Alarm Initiating Devices 7 Manual Pull Stations 

4 Photo Smoke Detectors 
11 Heat Detectors 

Alarm Indicating Appliances 6 Audio/Visual Signal 
Supervised Alarm Indicating Circuits 1 
System Power Supply (Primary/Main) Nominal Voltage:  110     Amps:  225 

Overcurrent Protection:  Breaker     Amps:  20 
Location:  Electrical Room 
Disconnecting Means Location:  Breaker 

System Power Supply (Secondary/Standby) Battery, Sealed Lead-Acid 
 
 
Please indicate your response for this location: 
 
_____ All equipment listed can be serviced according to established specifications. 
 
 
_____All equipment listed can be serviced according to additional specifications. 
 
 
_____Different equipment is present at this location and can be serviced according to established specifications. 
 
 
_____Different equipment is present at this location and can be serviced according to additional specifications. 
 
 
If different equipment is present at this location, or if additional service specifications are necessary, please detail information below 
(attach additional sheet if necessary): 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
Offeror Proposal Price for this location:  $__________/year 
 
 

Offeror Signature:  _____________________________________________________________________________________ 



Offeror Name:  _______________________________________________________________________________________________ 
 
Facility Name:  City Services Building 
   921 North Oak Street, Myrtle Beach, SC  29577 
   POC:  Wanda Bodine (843-918-1188) 
 
Monitored By:  System is not monitored.  System is for HVAC shutdown only. 
 
Note:  The information listed for each location has been included only for the convenience of the Offeror.  The City does not guarantee 
that the information provided is completely accurate.  It shall be the responsibility of each Offeror to note any discrepancies found. 
 

Control Panel Manufacturer Model Edwards LSS 4/12 
Alarm Initiating Devices 15 Photo Smoke Duct Detectors 
Access Note City to provide man lift, when required, to access detectors. 

 
 
Please indicate your response for this location: 
 
_____ All equipment listed can be serviced according to established specifications. 
 
 
_____All equipment listed can be serviced according to additional specifications. 
 
 
_____Different equipment is present at this location and can be serviced according to established specifications. 
 
 
_____Different equipment is present at this location and can be serviced according to additional specifications. 
 
 
If different equipment is present at this location, or if additional service specifications are necessary, please detail information below 
(attach additional sheet if necessary): 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
Offeror Proposal Price for this location:  $__________/year 
 
 

Offeror Signature:  _____________________________________________________________________________________ 



Offeror Name:  _______________________________________________________________________________________________ 
 
Facility Name:  TicketReturn.com Field 
   1251 21st Avenue North, Myrtle Beach, SC  29577 
   POC:  Jay Hood (843-918-2353) 
 
Monitored By:  Police Dispatch 
 
Note:  The information listed for each location has been included only for the convenience of the Offeror.  The City does not guarantee 
that the information provided is completely accurate.  It shall be the responsibility of each Offeror to note any discrepancies found. 
 

Control Panel Manufacturer Model Simplex 4100U 
Type of Signaling General Alarm, Elevator Fire Recall 
Alarm Initiating Devices 13 Manual Pull Stations 

37 Photo Smoke Detectors 
2 Photo Duct Smoke Detectors 
3 Heat Detectors 

Alarm Indicating Appliances 47 Audio/Visual Signal 
9 Visual Signal Only 

Annunciator 1 
System Power Supply (Primary/Main) Nominal Voltage:  120 VAC 

Locked Circuit Breaker, Dedicated Circuit 
Location:  Panel Number EM #9 

System Power Supply (Secondary/Standby) Battery, Sealed Lead-Acid 
Fire Sprinkler/Fire Pump 1 Dry System (Central CSC-AF, 6”) 
Standpipe System Class I System 

 
 
Please indicate your response for this location: 
 
_____ All equipment listed can be serviced according to established specifications. 
 
 
_____All equipment listed can be serviced according to additional specifications. 
 
 
_____Different equipment is present at this location and can be serviced according to established specifications. 
 
 
_____Different equipment is present at this location and can be serviced according to additional specifications. 
 
 
If different equipment is present at this location, or if additional service specifications are necessary, please detail information below 
(attach additional sheet if necessary): 
 
 
 
 
 
 
 
 
 
 
 
 
 
Offeror Proposal Price for this location:  $__________/year 
 
 

Offeror Signature:  _____________________________________________________________________________________ 



Price Summary 
 
 
DIRECTIONS:  Please record the yearly price from the bottom of each of the preceding sheets onto the summary 
chart below.  If any discrepancy, the price listed on the bottom of each individual page will take precedence over 
the summary chart below. 
 
 
In accordance with the project scope and specifications in the contract, the Contractor shall provide all plant, 

supervision, labor, materials, equipment, supplies, and transportation necessary to complete this scope of work.  
Prices to include all taxes and costs, including (but not limited to):  supplies, tools, equipment, labor, supervision, 
delivery, loading/unloading, truck charges, mileage, travel time, per diem, fuel, fuel surcharges, energy 
surcharges, hazardous material handling fees, environmental impact fees, and waste disposal fees. 

All work shall comply with all federal, state, and local laws and regulations, industry and construction codes and 
standards, manufacturer’s specifications and recommendations, all contract special provisions, and terms and 
conditions.  FOB:  Destination  

 
Item # Description Quantity Unit of Issue Total Bid Price 

 
1 

 
Law Enforcement Center 
 

 
1 
 

 
yr 

 
$____________ 

 
2 

 
Warren S. Gall Police Annex 
 

 
1 

 
yr 

 
$____________ 

 
3 

 
Fire Station #1 
 

 
1 

 
yr 

 
$___________ 

 
4 
 

 
Fire Station #2 

 
1 

 
yr 

 
$____________ 

 
5 
 

 
Fire Station #3 – Training Academy 

 
1 

 
yr 

 
$____________ 

 
6 
 

 
Fire Station #4/Police Substation (Emergency 
Operations Center) 
 

 
1 

 
yr 

 
$____________ 

 
7 
 

 
Fire Station #5 

 
1 

 
yr 

 
$____________ 

 
8 
 

 
Fire Station #6 

 
1 

 
yr 

 
$____________ 

 
9 
 

 
Chapin Memorial Library 

 
1 

 
yr 

 
$____________ 

 
10 

 

 
Myrtle Beach Historic Colored School 

 
1 

 
yr 

 
$____________ 



 
11 

 

 
Train Depot 

 
1 

 
yr 

 
$____________ 

 
12 

 

 
Crabtree Memorial Gymnasium 

 
1 

 
yr 

 
$____________ 

 
13 

 

 
Purchasing Division/Equipment Maintenance 

 
1 

 
yr 

 
$____________ 

 
14 

 

 
City Services Building 

 
1 

 
yr 

 
$____________ 

 
15 

 

 
TicketReturn.com Field 

 
1 

 
yr 

 
$____________ 

 
16 

 

 
Routine Repair Labor Rate 

 
1 

 
hr 

 
$____________ 

 
17 

 

 
Emergency Repair Labor Rate 

 
1 

 
hr 

 
$____________ 

 
 
Please note below a not-to-exceed percentage of price increase to be considered, if needed, should the contract 
be renewed for additional terms: 
 
Second Year:  __________%  Applied to first year price(s) 
 
Third Year: __________%  Applied to second year price(s) 
 
Fourth Year: __________%  Applied to third year prices(s) 
 
Fifth Year: __________%  Applied to fourth year prices(s) 
 
 
Additional Parts - Percent Mark-Up (over cost):   ____________________ 
 
 


