
IFB 22-023 Air Handler Replacements
Addendum No. 1

 PKMRENG.COM PEARSON KENT MCKINLEY RAAF ENGINEERS 

13300 W. 98TH STREET LENEXA, KS 66215 

November 3, 2022 PKMR – 21.659D 

PROJECT:  KCK AHU Replacements 
Kansas City, Kansas 

Notice to Contractor: 
The following described changes, corrections, clarifications, deletions, additions and approvals for 
the Contract Documents, which comprise of Addendum No. 1, are hereby made a part of the 
Contract Documents dated August 12, 2022, and shall govern in the performance of the Work. 
The contractor shall acknowledge receipt of this Addendum. 

SPECIFICATION CHANGES 

1. SECTION 236200 – CONDENSING UNITS: Add Trane as an approved manufacturer
2. SECTION 237313 – MODULAR AIR HANDLING UNITS: Add Trane as an approved

manufacturer

MECHANICAL 

Clarification: Units are to be provided with ECM motors and controlled by DDC system.  VFD’s are 
not required. 

Sheet BME3: 

1. Added fan quantities to AHU schedules and notes for clarity.
2. Added controls schematic note for temp sensor replacement – removed from heater

schedule.

Sheet MME2: 

1. Added fan quantities to AHU schedules and notes for clarity.
2. Added controls schematic note for temp sensor replacement – removed from heater

schedule.
Sheet QME2: 

1. Added fan quantities to AHU schedules and notes for clarity.
2. Added controls schematic note for temp sensor replacement – removed from heater

schedule.

ELECTRICAL 

1. Clarification - Fire alarm systems in buildings are as follows:
Quindaro – EST/Keller 
Banneker –  Contractor shall remove and reinstall existing devices as necessary. 

New devices are not required. 
ME Pearson – Keller 

END OF ADDENDUM 
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AIR HANDLING UNIT SCHEDULE (D/X - ELECTRIC)
PLAN
MARK MANUFACTURER MODEL CFM OA CFM

SUPPLY FAN DATA RETURN FAN DATA D/X COOLING COIL FILTERS ELECTRICAL (SUPPLY) ELECTRICAL (RETURN)
NOTES

E.S.P. T.S.P. BHP HP NO. CFM E.S.P. BHP HP NO. ROWS EAT (DB/WB) LAT (DB/WB) T/S CAPACITY APD (IN WC) SQ. FT. THICKNESS NO APD (IN WC) VOLTAGE/PHASE M.C.A. M.O.C.P. VOLTAGE/PHASE M.C.A. M.O.C.P.

ELECTRIC DUCT HEATER SCHEDULE
PLAN
MARK MANUFACTURER

AIRFLOW
(CFM)

CAPACITY
(KW) ΔT (ºF) DUCT SIZE

(IN.) VOLT/PH REMARKS

1,2,3
1,2,3
1,2,3
1,2,3
1,2,3
1,2,3
1,2,3
1,2,3
1,2,3
1,2,3
1,2,3
1,2,3
1,2,3
1,2,3
1,2,3
1,2,3
1,2,3
1,2,3
1,2,3
1,2,3
1,2,3
1,2,3
1,2,3
1,2,3
1,2,3
1,2,3
1,2,3
1,2,3
1,2,3
1,2,3
1,2,3
1,2,3
1,2,3
1,2,3
1,2,3
1,2,3
1,2,3
1,2,3
1,2,3
1,2,3
1,2,3
1,2,3
1,2,3
1,2,3
1,2,3

ROOFTOP UNIT TRANSITION CURB DETAIL
NOT TO SCALE

CONDENSATE TRAP DETAIL
NOT TO SCALE

DRAW THRU UNITS

BLOW THRU UNITS

ROOFTOP UNIT SCHEDULE (ELECTRIC HEAT)
PLAN
MARK MANUFACTURER MODEL CFM O.A. CFM

FAN DATA COOLING COIL FILTERS ELECTRICAL WEIGHT
(LBS) REMARKS

E.S.P. BHP HP EAT (DB/WB) LAT (DB/WB) T/S CAPACITY NO. THICKNESS VOLTAGE/PHASE MCA MOCP SCCR (A)

CONDENSING UNIT SCHEDULE
PLAN
MARK MANUFACTURER MODEL

NUMBER
CAPACITY

(MBH)
MINIMUM

EER
AMBIENT

TEMP. (°F)
ELECTRICAL

REMARKS
VOLTS / PH M.C.A. M.O.C.P. SCCR (A)

MULTI-ZONE AIR AHU CONTROLS SCHEMATIC
NOT TO SCALE

ROOF PIPE CURB PENETRATION
NOT TO SCALE

CONDENSING UNIT CONTROLS SCHEMATIC
NOT TO SCALE

PIPE HANGER DETAIL
NOT TO SCALE

ROOF PIPE SUPPORT DETAILS
NOT TO SCALE

CONDENSING UNIT / HEAT PUMP DETAIL
NOT TO SCALE

MULTIZONE ROOFTOP UNIT CONTROLS SCHEMATIC
NOT TO SCALE

AHU D/X COIL & AIR-COOLED CONDENSING DETAIL
NOT TO SCALE
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MECHANICAL - 
SECTION - DETAILS

MME2

AIR HANDLING UNIT SCHEDULE (D/X - ELECTRIC)
PLAN
MARK MANUFACTURER MODEL CFM OA CFM

SUPPLY FAN DATA RETURN FAN DATA D/X COOLING COIL ELECTRIC HEATING COIL FILTERS ELECTRICAL (SUPPLY) ELECTRICAL (RETURN)
NOTES

E.S.P. T.S.P. BHP HP NO. CFM E.S.P. BHP HP NO. ROWS EAT (DB/WB) LAT (DB/WB) T/S CAPACITY APD (IN WC) KW STEPS EAT/LAT (°F) SQ. FT. THICKNESS NO APD (IN WC) VOLTAGE/PHASE M.C.A. M.O.C.P. VOLTAGE/PHASE M.C.A. M.O.C.P.

ELECTRIC HEATING COILS
PLAN
MARK MANUFACTURER

HEATER
SIZE (IN.) KW STEPS EAT/LAT (°F) VOLT/PH REMARKS

VAV AHU-D W/ RETURN/EXHAUST FAN CONTROL SCHEMATIC
NOT TO SCALE

VAV AHU-A,B,C W/ RETURN/EXHAUST FAN CONTROL SCHEMATIC
NOT TO SCALE

SINGLE WATER COIL DETAIL
NOT TO SCALE
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AIR HANDLING UNIT SCHEDULE (D/X - ELECTRIC)
PLAN
MARK MANUFACTURER MODEL CFM OA CFM

SUPPLY FAN DATA RETURN FAN DATA D/X COOLING COIL FILTERS ELECTRICAL (SUPPLY) ELECTRICAL (RETURN)
NOTES

E.S.P. T.S.P. BHP HP NO. CFM E.S.P. BHP HP NO. ROWS EAT (DB/WB) LAT (DB/WB) T/S CAPACITY APD (IN WC) SQ. FT. THICKNESS NO APD (IN WC) VOLTAGE/PHASE M.C.A. M.O.C.P. VOLTAGE/PHASE M.C.A. M.O.C.P.

ELECTRIC DUCT HEATER SCHEDULE
PLAN
MARK MANUFACTURER

AIRFLOW
(CFM)

CAPACITY
(KW) ΔT (ºF) DUCT SIZE

(IN.) VOLT/PH REMARKS

CONDENSATE TRAP DETAIL
NOT TO SCALE

DRAW THRU UNITS

BLOW THRU UNITS

CONDENSING UNIT SCHEDULE
PLAN
MARK MANUFACTURER MODEL

NUMBER
CAPACITY

(MBH)
MINIMUM

EER
AMBIENT

TEMP. (°F)
ELECTRICAL

REMARKS
VOLTS / PH M.C.A. M.O.C.P. SCCR (kAIC)

AIR HANDLING UNIT DETAIL (TYP)
NOT TO SCALE

·
·

·

·

MULTI-ZONE AIR AHU CONTROLS SCHEMATIC
NOT TO SCALE

AHU D/X COIL & AIR-COOLED CONDENSING DETAIL
NOT TO SCALE

ROOF PIPE CURB PENETRATION
NOT TO SCALE

CONDENSING UNIT CONTROLS SCHEMATIC
NOT TO SCALE

PIPE HANGER DETAIL
NOT TO SCALE

ROOF PIPE SUPPORT DETAILS
NOT TO SCALE

CONDENSING UNIT / HEAT PUMP DETAIL
NOT TO SCALE


