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SVA ARCHITECTS IS THE DESIGNATED ARCHITECT OF RECORD AS REQUIRED BY THE STATE OF 
CALIFORNIA. THE ARCHITECT OF RECORD SHALL REVIEW SUBMITTALS AND COORDINATE SUBMITTALS 
AND DEFERRED SUBMITTALS THROUGH THE DIVISION OF THE STATE ARCHITECT. DEFERRED 
SUBMITTALS SHALL NOT BE INSTALLED UNTIL THEIR DESIGN AND SUBMITTAL DOCUMENTS HAVE 
BEEN APPROVED BY THE DIVISION OF THE STATE ARCHITECT.

DSA SHALL BE NOTIFIED IN WRITING BY THE OWNER IF THE ARCHITECT OF RECORD IS CHANGED OR 
IS UNABLE TO CONTINUE TO PERFORM THE DUTIES. THE OWNER SHALL DESIGNATE A SUBSTITUTE 
ARCHITECT OR ENGINEER OF RECORD WHO SHALL PERFORM ALL OF THE DUTIES REQUIRED OF THE 
ORIGINAL ARCHITECT OF RECORD.

REVIEW AND COMMENT ON SUBMITTALS AND DEFERRED SUBMITTALS SHALL NOT RELIEVE THE 
AUTHOR OF THE DOCUMENTS OR THE CONTRACTOR FROM COMPLIANCE WITH ALL APPLICABLE 
CODES AND THE REQUIREMENTS OF THE DRAWINGS AND SPECIFICATIONS. THE REVIEW IS ONLY FOR 
GENERAL CONFORMANCE WITH THE DESIGN CONCEPT OF THE PROJECT AND GENERAL COMPLIANCE 
WITH INFORMATION GIVEN IN THE CONTRACT DOCUMENTS. THE CONTRACTOR IS RESPONSIBLE FOR 
CONFIRMING AND CORRELATING ALL QUANTITIES AND DIMENSIONS, SELECTING FABRICATION 
PROCESSES AND TECHNIQUES OF CONSTRUCTION, COORDINATING HIS WORK WITH THAT OF OTHER 
TRADES, AND PERFORMING HIS WORK IN A SAFE AND SATISFACTORY MANNER.

DIVISION OF THE STATE ARCHITECT 
(DSA)
DSA OAKLAND REGIONAL OFFICE
1515 CLAY ST, SUITE 1201
OAKLAND, CA 94612
P:1.510.622.3101

GENERAL NOTES

DEFERRED APPROVALS

THE FOLLOWING ITEMS ARE DESIGN-BUILD SYSTEMS AND WILL BE A DEFERRED 
SUBMITTAL BY THE CONTRACTOR AT A LATER DATE. THE CONTRACTOR SHALL BE 
RESPONSIBLE FOR ENGINEERING AND CALCULATIONS FOR APPLICABLE ITEMS. THE 
CONTRACTOR SHALL RETAIN THE SERVICES OF A CIVIL OR STRUCTURAL ENGINEER 
WHO SHALL BE RESPONSIBLE FOR THE DESIGN. THE CONTRACTOR SHALL SUBMIT 
CALCULATIONS AND SHOP DRAWINGS TO THE ARCHITECT OF RECORD, WHO SHALL 
REVIEW THEM AND FORWARD THEM TO THE DIVISION OF THE STATE ARCHITECT WITH 
NOTATION INDICATING THAT THE DEFERRED SUBMITTAL DOCUMENTS HAVE BEEN 
FOUND TO BE IN GENERAL CONFORMANCE WITH THE DESIGN OF THE BUILDING. THE 
SUBMITTAL ITEMS SHALL NOT BE INSTALLED UNTIL THEIR DESIGN AND SUBMITTAL 
DOCUMENTS HAVE BEEN APPROVED BY THE DIVISION OF THE STATE ARCHITECT.

1. NONE

LOCAL FIRE AUTHORITY
OAKLAND FIRE DEPARTMENT 
ADMINSTRATION
150 FRANK H OGAWA PLAZA
OAKLAND, CA 94612
P: 1.510.238.3856

FABRICATION OF DEFERRED SUBMITTAL ITEMS SHALL NOTE BE STARTED UNTIL 
CONTRACTOR'S DRAWINGS, SPECIFICATIONS AND ENGINEERING CALCULATIONS FOR 
THE ACTUAL SYSTEMS TO BE INSTALLED HAVE BEEN ACCEPTED AND SIGNED BY THE 
ARCHITECT OR STRUCTURAL ENGINEER OF RECORD AND APPROVED BY DSA. CAC 
SECTION 4-317[g]. 

OWNER
PERALTA COMMUNITY COLLEGE DISTRICT
333 E 8TH ,
OAKLAND, CA 94606
CONTACT: 
P: 510.436.2479

ARCHITECT
SVA ARCHITECTS
2335 BROADWAY, SUITE 301
OAKLAND, CA 94612
CONTACT: CHRIS BRADLEY
P: 510.267.3180

CIVIL
HOHBACH-LEWIN, INC
260 SHERIDAN AVE, SUITE 150
PALO ALTO, CA 94306
CONTACT: BILL HENN
P: 650.617.5930 EXT 263

ELEC/FP/LV
tk1sc
15231 LAGUNA CANYON ROAD, SUITE 100
IRVINE,CA 92618
CONTACT: BILL VOLLER 
P: 949.750.5800

PROGRAM MANAGER
SWINERTON MANAGEMENT AND 
CONSULTING
260 TOWNSEND STREET
SAN FRANCISCO, CA 94107
CONTACT: CARYLON TYLER
P: 510.381.6011

THIS PROJECT IS THE INSTALLATION OF 2 LOCKER ROOM, 3 OFFICE, 3 CLASSROOM AND 
2 RESTROOM STOCKPILE RELOCATABLE BUILDINGS TO THE EXISTING CAMPUS TENNIS 
COURTS BY 10TH STREET, TO SERVE AS INTERIM HOUSING. THE PROJECT INCLUDES 
BUT IS NOT LIMITED TO:

1. SELECTIVE DEMOLITION
2. ELECTRICAL WORK INCLUDING MAKING AN ELECTRICAL CONNECTION TO THE 

EXISTING DISTRIBUTION PANEL IN BUILDING B.
3. DATA WORK
4. CIVIL AND SITE IMPROVEMENTS WORK
5. MINOR LANDSCAPING WORK

THESE RELOCATABLE BUILDINGS ARE ONLY FOR TEMPORARY USE AND ARE LIMITED 
TO USE FOR 36 MONTHS ACCORDINGLY FROM THE DATE OF INSTALLATION. 

NOT IN SCOPE OF WORK - 2 SHOWER TRAILERS AND 2 STORAGE CONTAINERS ARE 
SHOWN FOR REFERNECE ONLY FOR DIMENSIONS ONLY.

LOCATION MAPS

VOLUME 1
GENERAL, CIVIL, ARCHITECTURAL AND ELECTRICAL DRAWINGS

OF 2

VICINITY MAP

LOCAL STREET MAP

PROJECT 
AREA

PROJECT 
AREA

ADD ALTERNATE 1-
CONTRACTOR TO PROVIDE UTILIY LOCATOR SERVICES TO CONFIRM LOCATION, DEPTH, 
APPLICABLE INVERT DEPTH AND INFORMATION REQUIRED TO VERIFY EXISTING SANITARY SEWER 
LATERAL INFORMATION NORTH AND EAST OF THE ARTS BUILDING. 

ADD ALTERNATE 2

RESULTS OF UTILITY LOCATION INFORMATION MIGHT DETERMINE ALTERNATE SITE PLAN LAYOUT 

PER SHEET A01.3-ALT  TO BE THE LAYOUT OF THE PROJECT. ALL INFORMATION NOTED DRAWINGS 

AND SPECS PER BASE BID WILL BE APPLICABLE TO THIS LAYOUT. SEE CIVIL AND ELECTRICAL 
DRAWINGS FOR ADDITIONAL INFORMATION.

ADD ALTERNATES

THIS PROJECT SHALL COMPLY WITH ALL FEDERAL, STATE AND LOCAL CODES 
INCLUDING, BUT NOT LIMITED TO, THE FOLLOWING: 

FEDERAL:
AMERICANS WITH DISABILITIES ACT (ADA)

STATE OF CALIFORNIA PARTIAL LIST OF APPLICABLE CODES AS OF JAN 1, 2020

2019 BUILDING STANDARDS ADMINISTRATIVE CODE
CALIFORNIA CODE OF REGULATIONS (CCR) PART 1, TITLE 24 C.C.R.

2019 CALIFORNIA BUILDING CODE (CBC)
CALIFORNIA CODE OF REGULATIONS (CCR) TITLE 24, PART 2
(2018 INTERNATIONAL BUILDING CODE WITH THE INTERNATIONAL CODE COUNCIL
WITH CALIFORNIA AMENDMENTS)

2019 CALIFORNIA ELECTRICAL CODE (CEC)
CALIFORNIA CODE OF REGULATIONS (CCR) TITLE 24, PART 3
(2018 NATIONAL ELECTRICAL CODE OF THE NATIONAL FIRE PROTECTION 
ASSOCIATION, NFPA)

2019 CALIFORNIA MECHANICAL CODE 
CALIFORNIA CODE OF REGULATIONS (CCR) TITLE 24, PART 4
(2018 UNIFORM MECHANICAL CODE OF THE INTERNATIONAL ASSOCIATION
OF PLUMBING AND MECHANICAL OFFICIALS, IAPMO)

2019 CALIFORNIA PLUMBING CODE
CALIFORNIA CODE OF REGULATIONS (CCR) TITLE 24, PART 5
(2018 UNIFORM PLUMBING CODE OF THE INTERNATIONAL ASSOCIATION
OF THE PLUMBING AND MECHANICAL OFFICIALS, IAPMO)

2019 CALIFORNIA ENERGY CODE
CALIFORNIA CODE OF REGULATIONS (CCR) TITLE 24, PART 6

2019 CALIFORNIA FIRE CODE
CALIFORNIA CODE OF REGULATIONS (CCR) TITLE 24, PART 9
(2018 INTERNATIONAL FIRE CODE OF THE INTERNATIONAL CODE COUNCIL)

2019 CALIFORNIA GREEN BUILDING STANDARDS CODE (CAL GREEN CODE)
CALIFORNIA CODE OF REGULATIONS (CCR) TITLE 24, PART 11

2019 CALIFORNIA REFERENCED STANDARDS CODE
CALIFORNIA CODE OF REGULATIONS (CCR) TITLE 24, PART 12

PUBLIC SAFETY, STATE FIRE MARSHAL REGULATIONS
CALIFORNIA CODE OF REGULATIONS (CCR) TITLE 19

PARTIAL LIST OF APPLICABLE STANDARDS:

2019 BUILDING CODE (FOR SFM) REFERENCED STANDARDS
CHAPTER 35

NFPA 13       AUTOMATIC SPRINKLER SYSTEM 2016 EDITION
NFPA 17            DRY CHEMICAL EXTINGUISHING SYSTEMS 2017 EDITION
NFPA 17A       WET CHEMICAL SYSTEMS 2017 EDITION
NFPA 72            NATIONAL FIRE ALARM CODE 2016 EDITION
NFPA 80            FIRE DOORS AND OTHER OPENING PROTECTIVES 2016 EDITION
NFPA 2001        CLEAN AGENT FIRE EXTINGUISHING SYSTEMS 2015 EDITION
UL 464       AUDIBLE SIGNAL APPLIANCES 2003 EDITION
UL 521       HEAT DETECTORS FOR FIRE PROTECTION SIGNAL 1999 EDITION

      SYSTEMS

GENERAL CONFORMANCE STATEMENT

ARCHITECT OF RECORD

APPLICABLE CODES

PROJECT SUMMARY

STATEMENT OF GENERAL CONFORMANCE
THE DRAWINGS OR SHEETS LISTED IN THE INDEX ON THIS SHEET HAVE 
BEEN PREPARED BY OTHER DESIGN PROFESSIONALS OR CONSULTANTS
WHO ARE LICENSED AND/OR AUTHORIZED TO PREPARE SUCH DRAWINGS
IN THIS STATE. IT HAD BEEN EXAMINED BY ME FOR:

1. DESIGN INTENT AND APPEARS TO MEET THE APPROPRIATE REQUIREMENTS
OF TITLE 24, CALIFORNIA CODE OF REGULATIONS AND THE PROJECT SPECIFICATIONS
PREPARED BY ME

2. COORDINATION WITH MY PLANS AND SPECIFICATIONS AND IS ACCEPTABLE FOR 
INCORPORATION INTO THE CONSTRUCTION OF THE PROJECT.

THIS STATEMENT OF GENERAL CONFORMANCE "SHALL" NOT BE CONSTRUED AS RELIEVING
ME OF MY RIGHTS, DUTIES AND RESPONSIBILITIES UNDER SECTION 17302 AND 81138
OF THE EDUCATION CODE AND SECTION 4-336, 4-341 AND 4-344 OF TITLE 24, PART 1 (TITLE 24, PART 1 
SECTION 4-317) (B))

I CERTIFY THAT ALL DRAWINGS OR SHEETS LISTED IN THE INDEX ON THIS SHEET (CIVIL, STRUCTURAL, 

MECHANICAL, PLUMBING, ELECTRICAL, FIRE PROTECTION) ARE IN GENERAL CONFORMANCE AND 
HAVE BEEN COORDINATED.

1. ALL WORK SHALL CONFORM TO TITLE 24, CALIFORNIA CODE OF 
REGULATIONS (CCR).

2. CHANGES TO THE APPROVED DRAWINGS AND SPECIFICATIONS SHALL BE 
MADE BY AN ADDENDUM OR A CHANGE ORDER APPROVED BY THE 
DIVISION OF THE STATE ARCHITECT (DSA), AS REQUIRED BY SECTION 
4-338, PART 1, TITLE 24, CCR.

3. A PROJECT INSPECTOR EMPLOYED BY THE DISTRICT (OWNER) AND 
APPROVED BY DSA SHALL PROVIDE CONTINUOUS INSPECTION OF THE 
WORK. THE DUTIES OF THE INSPECTOR ARE DEFINED IN SECTION 4-342, 
PART 1, TITLE 24, CCR: CLASS 1.

4. CCD MUST BE SIGNED AS REQUIRED BY DSA IR A-6.
5. A COPY OF CCR TITLE 24, PARTS 1 THROUGH 5 MUST BE KEPT ON SITE 

DURING CONSTRUCTION.
6. FIRE SAFETY DURING DEMOLITION AND CONSTRUCTION SHALL COMPLY 

WITH THE CFC CHAPTER 33.

GOVERNING AGENCIES

PROJECT DIRECTORY

DESCRIPTION DATE

DSA
D E P A R T M E N T  O F  G E N E R A L  S E R V I C E S

DIVISION OF THE STATE ARCHITECT
DSA
DIVISION OF THE STATE ARCHITECT
DSA
DIVISION OF THE STATE ARCHITECT
DSA
DIVISION OF THE STATE ARCHITECT

IDENTIFICATION STAMP
 DIV. OF THE STATE ARCHITECT

APP: INC:
REVIEWED FOR

SS FLS ACS

DATE:

✔ ✔ ✔

01-119005

12/24/2020
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GEN-1.1 PROJECT INFORMATION & CODE ANALYSIS

GEN-2.1 SHEET INDEX

GEN-3 GENERAL NOTES

GEN-4 GENERAL ACCESSIBILITY

GEN-5 PROJECT COMPLIANCE SIGNAGE

5

A01.0 CAMPUS PLAN

A01.1 SITE PLAN - INTERIM HOUSING- LFA

A01.2 SITE PLAN - INTERIM HOUSING- DEMO

A01.3 SITE PLAN - INTERIM  HOUSING

A02.1 OCCUPANCY AND SIGNAGE PLAN

A10.1 ENLARGED PLANS- DEMO

A10.2 ENLARGED PLANS- DEMO

A10.3 ENLARGED PLANS- DEMO

A11.1 ENLARGED PLANS

A11.2 ENLARGED PLANS

A11.3 ENLARGED PLANS

A11.4 ENLARGED PLANS

A11.7 SITE DETAILS

A11.8 ENLARGED PLAN DETAILS

A50.0 SCHEDULES

15

C1.0 COVER SHEET

C1.1 NOTES

C2.0 DEMOLITION PLAN

C3.0 GRADING AND DRAINAGE PLAN

C3.1 PAVEMENT PLAN

C4.0 UTILITY PLAN

C5.0 EROSION CONTROL PLAN

C6.0 DETAILS

8

E0.0 ELECTRICAL SYMBOLS LIST

E1.0 ELECTRICAL SITE PLAN

E2.0 ENLARGED ELECTRICAL PLAN - GROUNDS A,D,E

E2.1 ENLARGED ELECTRICAL PLAN - GROUNDS A,D,E

E3.0 SINGLE LINE DIAGRAM

E4.0 DETAILS

E5.0 ENLARGED TELECOM ROOM PLAN

EFA1.0 FIRE ALARM SYSTEM INFORMATION

EFA1.1 FIRE ALARM DETAILS

EFA1.2 FIIRE ALARM RISER DIAGRAM AND
CALCULATIONS

EFA2.0 FIRE ALARM PLAN- GROUPS A, D, E

EFA2.1 FIRE ALARM PLAN- GROUPS B,C

T1.0 TECHNOLOGY FACEPLATE DETAILS

T2.0 TECHNOLOGY BLOCK DIAGRAMS

T3.0 TECHNOLOGY DETAILS

15

GENERAL

CIVIL

ARCHITECTURAL

ELECTRICAL

REFERENCE DRAWINGS:

PC 3- APPL. # 02-107401 (PORTABLES - R5)

A0 (PC 3) COVER SHEET, BLDG DATA, SHEET INDEX

A1 (PC 3) FLOOR PLAN, MATERIAL SPECIFICATIONS AND NOTES

A1A (PC 3) INTERIOR AND EXTERIOR ELEVATIONS

A2 (PC 3) EXTERIOR HVAC UNIT MECHANICAL AND REFLECTED CEILING
PLAN, HVAC WALL ATTACH,, DETAILS, HVAC SPECIFICATIONS

A3A (PC 3) ELECTRICAL LIGHTING PLAN, DETAILS, ELECTRICAL NOTES

A3B (PC 3) ELECTRICAL POWER AND SIGNAL PLAN

A4 (PC 3) BI-PITCH ROOF SECTIONS AND DETAILS ( 2X4) EXTERIOR
WALLS)

A4H (PC 3) INTERIOR WALL CONNECTION DETAILS

A5 (PC 3) MISCELLANEOUS DETAILS

S1W70 (PC 3) 70 PSF WOOD FOUNDATION PLAN, PIER DETAILS, NOTES

S1W70A (PC 3) 70 PSF WOOD FOUNDATION PLANS

S2 (PC 3) BI-PITCH ROOF, CEILING, FLOOR FRAMING PLANS,
STRUCTURAL STEEL PROPERTIES, NOTES

S3 (PC 3) BI-PITCH ROOF LONGITUDINAL BUILDING SECTION, WALL
FRAMING ELEVATIONS, END FRAME ELEVATION, NAIL
SCHEDULE

S4 (PC 3) STRUCTURAL CONNECTION DETAILS

S5R (PC 3) ACCESSIBLE RAMP

A0(PC 3) COVER SHEET, BLDG DATA, SHEET INDEX

(A)A1 (PC 3) FLOOR PLAN, MATERIAL SPECIFICATIONS AND NOTES

(A)A1A (PC 3) EXTERIOR ELEEVATIONS

(A)A2 (PC 3) EXTERIOR HVAC UNIT MECHANICAL AND REFLECTED CEILING
PLAN, HVAC WALL ATTACH,, DETAILS, HVAC SPECIFICATIONS

(A)A3A (PC 3) ELECTRICAL LIGHTING PLAN, DETAILS, ELECTRICAL NOTES

(A)A3B (PC 3) ELECTRICAL POWER AND SIGNAL PLAN

(B) A1 (PC 3) FLOOR PLAN, MATERIAL SPECIFICATIONS AND NOTES

(B)A1A (PC 3) EXTERIOR ELEVATIONS

(B) A2 EXTERIOR HVAC UNIT MECHANICAL AND REFLECTED CEILING
PLAN, HVAC WALL ATTACH,, DETAILS, HVAC SPECIFICATIONS

(B)A3A (PC 3) ELECTRICAL LIGHTING PLAN, DETAILS, ELECTRICAL NOTES

(B) A3B (PC 3) ELECTRICAL POWER AND SIGNAL PLAN

(C) A1 (PC 3) FLOOR PLAN, MATERIAL SPECIFICATIONS AND NOTES

(C) A1A (PC 3) INTERIOR AND EXTERIOR ELEVATIONS

(C) A2 (PC 3) EXTERIOR HVAC UNIT MECHANICAL AND REFLECTED CEILING
PLAN, HVAC WALL ATTACH,, DETAILS, HVAC SPECIFICATIONS

(C) A3A (PC 3) ELECTRICAL LIGHTING PLAN, DETAILS, ELECTRICAL NOTES

(C) A3B (PC 3) ELECTRICAL POWER AND SIGNAL PLAN

(D) A1(PC 3) FLOOR PLAN, MATERIAL SPECIFICATIONS AND NOTES

(D)A1A (PC 3) EXTERIOR ELEVATIONS AND INTERIOR ELEVATIONS

(D)A2 (PC 3) EXTERIOR HVAC UNIT MECHANICAL AND REFLECTED CEILING
PLAN, HVAC WALL ATTACH,, DETAILS, HVAC SPECIFICATIONS

(D) A3A (PC 3) ELECTRICAL LIGHTING PLAN, DETAILS, ELECTRICAL NOTES

(E) A3B (PC 3) ELECTRICAL POWER AND SIGNAL PLAN

A4(PC 3) BI-PITCH ROOF SECTIONS AND DETAILS ( 2X4) EXTERIOR
WALLS)

A5(PC 3) MISCELLANEOUS DETAILS

S1W50(PC 3) 50 PSF WOOD FOUNDATION PLAN, PIER DETAILS, NOTES

S1W50A(PC 3) 50 PSF WOOD FOUNDATION PLANS

S2(PC 3) BI-PITCH ROOF, CEILING, FLOOR FRAMING PLANS,
STRUCTURAL STEEL PROPERTIES, NOTES

S3(PC 3) BI-PITCHED ROOF BUILDING SECTION, WALL FRAMING
ELEVATIONS, END FRAME ELEVATION, NAIL SCHEDULE

S4(PC 3) STRUCTURAL CONNECTION DETAILS

43

TS-1 (PC 4) TITLE AND BUILDING DATA NOTES

N-1  (PC 4) GENERAL NOTES

1  (PC 4) FLOOR PLAN AND NOTES

2  (PC 4) EXTERIOR ELEVATIONS

3  (PC 4) CEILING GRID, DETAILS AND NOTES

4 (PC 4) INTERIOR ELEVATIONS AND OPTIONS PLANS

S1  (PC 4) FOUNDATION PLAN WOOD, DETAILS AND NOTES 50#

S2  (PC 4) FLOOR FRAMING PLAN

S2A  (PC 4) BUILDING SECTION AND WALL DETAILS

S3  (PC 4) WALL FRAMING AND DETAILS

S3A (PC 4) ROOF FRAMING DETAILS

S4 (PC 4) FRAMIGN ELEVATIONS AND DETAILS

S5R  (PC 4) RAMP PLAN, ELEVATION AND DETAILS

M-1  (PC 4) MECHANICAL PLAN, DETAILS AND NOTES

E-1  (PC 4) ELECTRICAL PLAN, DETAILS & NOTES

15

PC 4- APPL. # 02-104636 ( PORTABLE - R6)

PC 5- APPL. # 02-100277 (PORTABLE - R7)

PC 6- APPL. # 02-106185 (PORTABLE - R8)

A-0 (PC 7) COVER SHEET

A-0.0A (PC 7) T&I FORMS

A-0.0 (PC 7) BUILDING OPTIONS SCHEDULE

A-0.1 (PC 7) SYMBOLS LEGEND, ABBREVIATION, AND ADA SIGNAGE

A-0.2 (PC 7) SCHEDULES

A-0.5A (PC 7) ENERGY COMPLIANCE FORMS

A-0.6A (PC 7) CERTIFICATE OF COMPLIANCE FORMS

A-0.6B (PC 7) CERTIFICATE OF COMPLIANCE FORMS

A-1.03  (PC 7) FLOOR PLAN - " MODEL C-1" OR " MODEL C-2"

A-2.03  (PC 7) RELECTED CEILING PLAN- " MODEL C-1" OR " MODEL C-2"

A-2.20 (PC 7) CEILING DETAILS - T-GRID

A-3.01  (PC 7) ROOF PLAN - 0/018 METAL DECK - MONO OR DUAL SLOPE

A-3.50  (PC 7) ROOF DETAILS- 0.018" METAL DECK

A-4.06 (PC 7) EXTERIOR ELEVATIONS- "MODEL C-2" - MONO OR DUAL SLOPE

A-5.02 (PC 7) CROSS SECTION -DUAL SLOPE - 0.018" OR BUILT UP ROOF DECK

A-5.05  (PC 7) CROSS SECTION

A-5.50  (PC 7) ARCHITECTURAL DETAILS - WOOD STUD- WOOD SIDING

A-5.70  (PC 7) ARCHITECTURAL DETAILS - FLOOR

A-5.81  (PC 7) ARCHITECTURAL DETAILS - MISCELLANEOUS/OPTIONS

F-0.02  (PC 7) WOOD FOUNDATION PLAN - 12'X40' ( 50+15 PSF)

F-0.50  (PC 7) FOUNDATION DETAILS -  WOOD

S-0.1 (PC 15) STRUCTURAL SPECIFICATIONS

S-1.01  (PC 7) FLOOR FRAMING PLAN- WOOD FLOOR

S-1.50  (PC 7) FLOOR FRAMING DETAILS- WOOD FLOOR

S-2.11  (PC 7) ROOF FRAMING PLAN - 0.018", BUILT UP OR TPO ROOF- DUAL SLOPE

S-2-51  (PC 7) ROOF FRMAING DETAILS- DUAL SLOPE

S-2.60  (PC 7) ROOF MISC DETAILS

S-3.02 (PC 7) BUILDING SECTION - DUAL SLOPE ROOF

S-5.00 (PC 7) WALL FRAMING ELEVATIONS - WOOD STUDS

S-5.10 (PC 17) WALL FRAMING DETAILS - WOOD STUDS

S-5.11 (PC 7) WALL FRAMING DETAILS - WOOD STUDS

P-1.03A (PC 7) PLUMBING PLAN AND ISOMETRICS- ADULT " MODULE C-1" OR "MODEL C-2"

P-2.01 (PC 7) PLUMBING DETAILS AND SCHEDULE

M-0.1 (PC 7) MECHANICAL NOTES, SCHEDULE , AND DETAILS

E-1.03 (PC 7) ELECTRICAL PLAND AND SCHEDULE- "MODEL C-1" OR " MODEL C-2"

R-1.01  (PC 7) STANDARD RAMP PLAN

R-1.02 (PC 7) OFFSET RAMP PLAN

R-1.03 (PC 7) RAMP LANDING

R-2.01 (PC 7) RAMP DETAILS

39

PC 7- APPL. # 04-118031 ( PORTABLES - R9, R10)

PC 8- APPL. # 04-116740 ( ACCESSIBLE RAMPS/LANDINGS/STAIRS)

1 (PC 8) COVER SHEET

2 (PC 8) ACCESSIBLE RAMP ELEVATIONS & DETAILS

3  (PC 8) ACCESSIBLE RAMP DETAILS & NOTES

4 (PC 8) DETAILS & NOTES

5 (PC 8) ACCESSIBLE RAMP SWITCH BACK DETAILS

7 (PC 8) ACCESSIBLE RAMP OPTIONAL ALUMINUM DECK

8 (PC 8) ACCESSIBLE RAMP ELEVATIONS & PLAN VIEWS

1A (PC 8) COVER SHEET

2A (PC 8) ACCESSIBLE RAMP ELEVATIONS & DETAILS

3A (PC 8) ACCESSIBLE RAMP DETAILS & NOTES

4A (PC 8) DETAILS & NOTES

5A (PC 8) ACCESSIBLE RAMP SWITCH BACK DETAILS

7A (PC 8) ACCESSIBLE RAMP OPTIONAL ALUMINUM DECK

8A (PC 8) ACCESSIBLE RAMP ELEVATION & PLAN VIEWS
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1.  THESE DOCUMENTS AND THE IDEAS AND DESIGNS INCORPORATED HEREIN, AS AN INSTRUMENT OF 
PROFESSIONAL SERVICE, ARE THE PROPERTY OF SVA ARCHITECTS, INC., AND ARE NOT TO BE USED, IN 
WHOLE OR IN PART FOR ANOTHER PROJECT WITHOUT THE WRITTEN AUTHORIZATION OF SVA 
ARCHITECTS, INC.

2.  THE WORK SHOWN ON THESE DRAWINGS AS EXISTING CONDITIONS WAS PREPARED FROM 
INFORMATION FURNISHED BY THE OWNER. WHILE THIS  INFORMATION IS BELIEVED TO BE RELIABLE, SVA 
ARCHITECTS,INC.. IS NOT RESPONSIBLE FOR THE ACCURACY OR ADEQUACY OF ANY WORK SHOWN AS 
EXISTING NOR IS SVA ARCHITETS, INC. RESPONSIBLE FOR ANY ERRORS OR OMISSIONS WHICH MAY HAVE 
BEEN INCORPORATED INTO THESE DRAWINGS AS A RESULT. 

3.  EACH BIDDER SHALL POSSESS AT THE TIME OF BID A CLASS B OR THE APPROPRIATE CLASS C 
CONTRACTOR'S LICENSE PURSUANT TO PUBLIC  CONTRACT CODE SECTION 3300 AND BUSINESS AND 
PROFESSIONS CODE SECTION 7028.15. THE SUCCESSFUL BIDDER MUST MAINTAIN THE LICENSE 
THROUGHOUT THE DURATION OF THIS CONTRACT. 

4.  CONTRACTOR IS RESPONSIBLE FOR FIRE SAFETY DURING CONSTRUCTION AND THE DURATION OF THIS 
CONTRACT PER 2013 CALIFORNIA FIRE CODE, CHAPTER 33. 

5.  INSPECTOR OF RECORD REQUIREMENTS: A. ONE OR MORE INSPECTORS EMPLOYED BY THE OWNER IN 
ACCORDANCE WITH THE REQUIREMENTS OF TITLE 24 OF THE CALIFORNIA CODE OF REGULATIONS WILL 
BE  ASSIGNED TO THE WORK. THE INSPECTORS DUTIES ARE SPECIFICALLY DEFINED IN SECTION 4-342 OF 
SAID TITLE 24,  PART 1.

6.  ALL CONSTRUCTION SHALL BE IN ACCORDANCE WITH THE REQUIREMENTS OF THE APPLICABLE 
CODES. ALL ENGINEERING SHALL COMFORM WITH ALL APPLICABLE  MUNICIPAL, STATE AND FEDERAL 
REGULATIONS HAVING JURISDICTION INCLUDING ACCESSIBILITY STANDARDS AND ADA REQUIREMENTS. 

7.  GRADING PLANS, DRAINAGE IMPRPOVEMENTS, ROAD AND ACCESS REQUIREMENTS AND 
ENVIROMENTAL HEALTH CONCIDERATIONS SHALL COMPLY WITH ALL LOCAL ORDINANCES. 

8.  DRINKING WATER SHALL COMPLY WITH ALL LOCAL HEALTH DEPARTMENT REQUIREMENTS. 

9.  DO NOT SCALE THE DRAWINGS. THE DRAWINGS ARE NOT NECESSARILY TO SCALE. THE CONTRACTOR 
SHALL VERIFY ALL CONDITIONS AND DIMENSIONS IN THE FIELD PRIOR TO BIDDING AND START OF 
CONSTRUCTION. IF DISCREPANCIES ARE FOUND, THE ARCHITECT SHALL BE NOTIFIED FOR CLARIFICATION 
BEFORE COMMENCING WORK. 

10.  ALL DIMENSIONS ARE TO FACE OF FINISH, UNLESS OTHERWISE NOTED. FINISH FLOOR ELEVATIONS 
ARE TO TOP OF ADJACENT FLOOR FINISH OR GRADE UNLESS NOTED OTHERWISE. CEILING HEIGHT 
DIMENSIONS ARE TO FINISHED SURFACES UNLESS NOTED OTHERWISE. 

11.  THE CIVIL ,ELECTRICAL AND MOBILE MODULAR PRE-CHECKED DRAWINGS ARE SUPPLEMENTAL TO THE 
ARCHITECTURAL DRAWINGS. IT SHALL BE THE RESPONSIBILITY OF THE CONTRACTOR TO CHECK WITH 
THE ARCHITECTURAL DRAWINGS BEFORE PROCEEDING WITH INSTALLATION OF ALL WORK. SHOULD 
THERE BE ANY DISCREPANCIES BETWEEN THE ARCHITECT'S AND THE CONSULTING ENGINEER'S 
DRAWINGS AND SPECIFICATIONS OR MOBILE MODULAR'S DRAWINGS THAT WOULD CAUSE A CONFLICT, IT 
SHALL BE  BROUGHT TO THE ARCHITECTS ATTENTION FOR CLARIFICATION PRIOR TO INSTALLATION OF 
SAID WORK. ANY WORK INSTALLED IN CONFLICT WITH THE  ARCHITECTURAL DRAWINGS SHALL BE 
CORRECTED BY THE CONTRACTOR AT THEIR EXPENSE AND AT NO ADDITIONAL COST TO THE OWNER OR 
ARCHITECT. 

12.  ALL SYMBOLS AND ABBREVIATIONS USED ON THE DRAWINGS ARE CONSIDERED TO BE 
CONSTRUCTION STANDARDS. IF THE CONTRACTOR HAS QUESTIONS REGARDING ABBREVIATIONS OR 
THEIR EXACT MEANING, THE ARCHITECT SHALL BE NOTIFIED FOR CLARIFICATION. 

13.  DETAILS MARKED "TYPICAL" SHALL APPLY IN ALL SIMILAR CASES UNLESS SPECIFICALLY INDICATED 
OTHERWISE.

14.  THERE SHALL BE NO TRENCHES OR EXCAVATIONS 5' OR MORE IN DEPTH INTO WHICH A PERSON IS 
REQUIRED TO DECEND UNLESS A PERMIT IS OBTAINED FROM THE STATE OF CALIFORNIA DIVISION OF 
INDUSTRIAL SAFETY PRIOR TO THE  ISSUANCE OF A BUILDING OR GRADING PERMIT. 

15. THE CONSTRUCTION OR DEMOLITION OF ANY BUILDING, STRUCTURE, SCAFFOLDING OR FALSEWORK 
MORE THAN 3 STORIES OR 36' IN HEIGHT REQUIRES A PERMIT FROM THE STATE OF CALIFORNIA DIVISION 
OF INDUSTRIAL SAFETY PRIOR TO THE ISSUANCE OF A BUILDING PERMIT. 

16.  ALL CONSTRUCTION SHALL PERFORMED IN ACCORDANCE WITH THE STATE CONSTRUCTION SAFETY 
ORDERS ENFORCED BY THE STATE DIVISION OF INDUSTRIAL SAFETY. 

17.  DIMENSIONS AND CONDITIONS AT THE JOB SITE SHALL BE VERIFIED BY ALL CONTRACTORS. IT IS THE 
RESPONSIBILITY OF THE CONTRACTOR TO EXAMINE THE EXISTING CONDITIONS PRIOR TO SUBMITTING 
BIDS TO THE OWNER SINCE PROPOSALS MUST TAKE INTO CONSIDERATION ALL SUCH CONDITIONS THAT 
MAY AFFECT THE WORK. DISCREPANCIES IN THE DRAWINGS OR BETWEEN THE DRAWINGS AND ACTUAL 
FIELD CONDITION SHALL BE REPORTED TO THE ARCHITECT. REVISED DRAWINGS OR INSTRUCTIONS 
SHALL BE ISSUED BY THE OWNER PRIOR TO THE INSTALLATION OF ANY WORK. 

18.   NO CHANGES ARE TO BE MADE ON THESE PLANS WITHOUT THE KNOWLEDGE OR CONSENT OF THE 
ARCHITECT/ENGINEER WHOSE SIGNATURE APPEARS HEREON. 

19.  LOCATIONS OF ALL UTILITIES SHOWN ARE APPROXIMATE AND CONTRACTOR SHALL EXERCISE 
EXTREME CAUTION IN EXCAVATING AND TRENCHING ON THIS SITE TO AVOID INTERCEPTING EXISTING 
PIPING OR CONDUITS. IT SHALL BE THE RESPONSIBILITY OF THE CONTRACTOR TO LOCATE ALL EXISTING 
UTILITIES WHETHER SHOWN HEREON OR NOT AND TO PROTECT THEM FROM DAMAGE. THE ARCHITECT IS 
NOT RESPONSIBLE FOR THE LOCATION OF UNDERGROUND  UTILITIES OR STRUCTURES WHETHER OR 
NOT SHOWN OR DETAILED AND INSTALLED BY ANY OTHER CONTRACT. THE CONTRACTOR SHALL 
IMMEDIATELY NOTIFY THE ARCHITECT SHOULD ANY UNIDENTIFIED CONDITIONS BE DISCOVERED. THE 
CONTRACTOR SHALL BEAR ALL EXPENSE OF REPAIR OR  REPLACEMENT OF UTILITIES OR OTHER 
PROPERTY DAMAGED BY OPERATIONS IN CONJUNCTION WITH THE PROSECUTION OF THIS WORK.

THIS DOCUMENT CONTAINS INFORMATION PROPRIETARY TO SVA ARCHITECTS 
INC. AND IS FURNISHED IN CONFIDENCE FOR THE LIMITED PURPOSE OF 
EVALUATION, BIDDING OR REVIEW. THIS DOCUMENT OR ITS CONTENTS MAY 
NOT BE USED FOR ANY OTHER PURPOSE AND MAY NOT BE REPRODUCED OR 
DISCLOSED TO OTHERS WITHOUT THE PRIOR WRITTEN CONSENT OF SVA 
ARCHITECTS INC. ALL RIGHTS RESERVED, © COPYRIGHT 2018.
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ABBREVIATIONS

A.B. ANCHOR BOLT (S)
A.C. ASPHALT CONCRETE PAVING
ACOUS ACOUSTIC
AC. T. ACOUSTICAL TILE
A.D. AREA DRAIN
ADJ. ADJUSTABLE
AFG ABOVE ADJACENT GRADE
AGG AGGREGATE
ALT. ALTERNATE
ALUM. ALUMINUM
APPROX. APPROXIMATE
APT. APARTMENT
ASPH. ASPHALT
A.S.T.M. AMERICAN SOCIETY OF

TESTING MATERIALS
@ AT

B.B BOTTOM OF BEAM
BD. BOARD
BLK. BLOCK
BLK'G. BLOCKING
BM. BEAM
BOT. BOTTOM
BDRM. BEDROOM
BR. BROOM

CAB. CABINET
CPT. CARPET
C.B. CATCH BASIN
CEM. CEMENT
CEM. PLAS. CEMENT PLASTER
C. CENTER LINE
CER. CERAMIC
C.I. CAST IRON
CIRC. CIRCULAR
CLG. CEILING
CLR. CLEAR
C.M.T. CERAMIC MOSAIC TILE
COMPC. COMPOSITION
CONC. CONCRETE
CONT. CONTINUOUS
CTSK. COUNTERSUNK
CU. FT. CUBIC FEET
CU. IN. CUBIC INCH
CU. YD. CUBIC YARD

D. DRYER
D.F. DOUGLAS FIR
D.F. DRINKING FOUNTAIN
DIA. DIAMETER
DIM. DIMENSION
DN. DOWN
DR. DOOR
D.S. DOWN SPOUT
DSP. DRY STANDPIPE
DUP. DUPLICATE
DW. DISHWASHER
DWGS. DRAWINGS

E. EAST
EA. EACH
E.J. EXPANSION JOINT
ELEVA. ELEVATOR
ELEV. ELEVATION
ENCL. ENCLOSURE
EQ. EQUAL
EQUIP. EQUIPMENT
E.W.W.M. ELECTRIC WELDED WIRE MESH
EXPN. EXPANSION
EXP. EXPOSED
EXT. EXTERIOR
EXTR. EXTINGUISHER

FHS FLAT HEAD SCREW
F.A.U. FORCED AIR UNIT
F.F. FINISH FLOOR
F.G. FIXED GLASS
FHWS FLAT HEAD WOOD SCREW
FIN. FINISH
FIXT. FIXTURE
FLASH. FLASHING
FLR FLOOR
FLR'G FLOORING
FLUOR. FLUORESCENT
F.O.C. FACE OF CONCRETE
F.O.M. FACE OF MASONRY
F.O.S. FACE OF STUD
F.O.W. FACE OF WALL
F.P. FIRE PLACE
F.S. FINISH SURFACE
FREQ. FREQUENCY
FT. FEET, FOOT
FTG. FOOTING
FXC FIRE EXTINGUISHER & CABINET

GA. GAUGE
GALV. GALVANIZED
G.I. GALVANIZED IRON (STEEL)
GUN. FUNITE
GYP. GYPSUM
GYP. BD. GYPSUM BOARD

H.B. HOSE BIBB
H.C. HOLLOW CORE
HD DEAD
H.M. HOWLLOW METAL
HORIZ. HORIZONTAL
HR. HOUR

I. IRON
I.D. INSIDE DIAMETER
INC. INCORPORATED
INSUL. INSULATION
INT INTERIOR

JT. JOINT
JST. JOIST

K. KITCHEN

LAM. LAMINATED
LAM. PLAS. LAMINATED PLASTIC
LAV. LAVATORY
LT. LIGHT
LVR. LOUVER

M.C. MEDICINE CABINET
MECH. MECHANICAL
MEMB. MEMBRANE
MET. METAL
MFG. MANUFACTURE
M.H. MAN HOLE
MIN. MINIMUM
MIR. MIRROR
MTG. MOUNTING
MTL. METAL

N. NORTH
NAT. NATURAL
N.I.C. NOT IN CONTRACT
NO. NUMBER
N.T.S. NOT TO SCALE

O/ OVER
O.C. ON CENTER
O.D. OVERFLOW DRAIN
OPP. OPPOSITE
OV. OVEN
OVHD. OVERHEAD

PB. PUSHBUTTON
PC PULL CHAIN
PL PLATE
P PROPERTY LINE
PLAS. PLASTER
PL. GLS. PLATE GLASS
PLAST. PLASTER
PLYWD. PLYWOOD
PNL. PANEL
PR. PAIR
PRCST. PRECAST
PREFAB. PREFABRICATED
% [ERCEMT

QRY. QUARRY
QTY. QUANTITY

RAD. RADIUS
R. RISER
R.A.G. RETURN AIR GRILLE
RD. ROAD
R.D. ROOF DRAIN
RDWD. REDWOOD
RECP. RECEPTABLE
REF. REFERENCE
REF. REFRIGERATOR
REG. REGISTER
REINF. REINFORCEMENT
REQ'D REQUIRED
RES. FLR. RESILIENT FLOORING
RET. RETAINING
RF. ROOF
RF'G. ROOFING
RM. ROOM
RO. ROUGH
R.O. ROUGH OPENING
RUB. RUBBER
R.B. RUBBER (RESILIENT) BASE

S. SOUTH
S.C. SOLID CORE
S.D. STORM DRAIN
SHT. SHEET
SHT'G SHEATHING
SIM. SIMILAR
S&P SHELF AND POLE
SPECS. SPECIFICATIONS
SPRKL. SPRINKLER
SQ. IN. SQUARE INCH
SQ. FT. SQUARE FOOT
ST. STEEL
STOR. STORAGE
STRUCT. STRUCTURAL
SUSP. SUSPENDED
SIM. SIMILAR
S4S SMOOTH FOUR SIDES

T TREAD
T&B TOP AND BOTTOM
T.B. TOP OF BEAM
T.C. TOP OF CURB
T.C. TOP OF CONCRETE
T.G. TOP OF GRATE
TEL TELEPHONE
TEMP. TEMPERED
T&G TONGUE AND GROOVE
THK. THICK
THRESH THRESHOLD
T.P. TOP OF PAVING
T.S. TOP OF SHEATHING
T.W. TOP OF WALL
TYP. TYPICAL

UL UNDERWRITER'S LABEL
ULT. ULTIMATE
UNFIN. UNFINISHED
U.R.F. UNDER ROOF FRAMING

V.A.T. VINYL ASBESTOS TILE
VENT. VENTILATOR
VERT. VERTICAL
VIT. VITREOUS
VOL. VOLUME
V.T. VINYL TILE

W. WEST
W/ WITH
W.C. WATER CLOSET
WD. WOOD
W WIDE FLANGE (STEEL)
W.G. WIRE GLASS
W.H. WATER HEATER
W.I. WROUGHT IRON
W/O WITH OUT
WP. WATERPROOFING
WS WEATHERSTRIPPING
W.S.P. WET STANDPIPE
WT. WEIGHT

YD. YARD

ARCHITECTURAL SYMBOLS LEGENDGENERAL NOTES

1.  SITE DEVELOPMENT

A.  GRADE AND DEVELOP SITE SUCH THAT ALL PRIMARY BUILDING ENTRANCES ARE 
ACCESSIBLE TO THE PHYSICALLY DISABLED FROM THE PUBLIC WAY AND DISABLED PARKING 
PROVIDED.

B.  ONE ACCESSIBLE ROUTE SHALL CONNECT ACCESSIBLE BUILDINGS, FACILITIES AND SPACES 
ON THE SAME SITE. WHERE MORE THAN ONE ROUTE IS PROVIDED, ALL ROUTES SHALL BE 
ACCESSIBLE

C.  IF AN ACCESSIBLE ROUTE HAS A CHANGE IN LEVEL GREATER THAN 1/2", THEN A CURB RAMP, 
RAMP, ELEVATOR, OR PLATFORM LIFT SHALL BE PROVIDED.

D.  ALL WALKS, HALLS, CORRIDORS, AISLES, AND OTHER SPACES THAT ARE PART OF AN 
ACCESSIBLE ROUTE SHALL PROVIDE A MINIMUM CLEAR WIDTH OF 48 INCHES AND A CLEAR 
HEIGHT OF 80 INCHES.

2.  WALKS AND SIDEWALKS

A.  WALKS AND SIDEWALKS SUBJECT TO THESE REGULATIONS SHALL HAVE A CONTINUOUS 
COMMON SURFACE, NOT INTERRUPTED BY STEPS OR BY ABRUPT CHANGES IN LEVEL 
EXCEEDING 1/2", AND SHALL BE A MINIMUM OF 48 INCHES IN WIDTH.

B.  SURFACES WITH A SLOPE OF LESS THAN 6 PERCENT GRADIENT SHALL BE AS SLIP-
RESISTANT AS THAT DESCRIBED AS A MEDIUM SALTED FINISH.

C.  SURFACES WITH A SLOPE OF 6 PERCENT GRADIENT OR GREATER SHALL BE SLIP-
RESISTANT.

D.  SURFACE CROSS SLOPES SHALL NOT EXCEED 1:48 (CBC 11B-403.3).

E.  WALKS, SIDEWALKS AND PEDESTRIAN WAYS SHALL BE FREE OF GRATINGS WHENEVER 
POSSIBLE.  GRATINGS LOCATED IN THE SURFACE OF ANY OF THESE AREAS, GRID OPENINGS IN 
THE GRATING
SHALL BE LIMITED TO 1/2" IN THE DIRECTION OF TRAFFIC FLOW.

F.  ABRUPT CHANGES IN LEVEL ALONG ANY ACCESSIBLE ROUTE SHALL NOT EXCEED 1/2".  
WHEN CHANGES DO OCCUR, THEY SHALL BE BEVELED WITH A SLOPE NO GREATER THAN 1:2 
EXCEPT THAT LEVELS NOT EXCEEDING 1/4" MAY BE VERTICAL.

G.  WHEN CHANGES IN LEVELS GREATER THAN 1/2" ARE NECESSARY THEY SHALL COMPLY WITH 
THE REQUIREMENTS FOR CURB RAMPS OR RAMPS AS REQUIRED.

H.  WALKS SHALL BE PROVIDED WITH A LEVEL AREA NOT LESS THAN 60" SQUARE AT A DOOR OR 
GATE THAT SWINGS TOWARD THE WALK, AND NOT LESS THAN 48" WIDE BY 48" DEEP AT A DOOR
OR GATE THAT SWINGS AWAY FROM THE WALK.  SUCH WALKS SHALL EXTEND 24" TO THE SIDE 
OF
THE STRIKE EDGE OF A DOOR OR GATE THAT SWINGS TOWARD THE WALK.

J.  WHEN THE SLOPE IN THE DIRECTION OF TRAVEL OF ANY WALK EXCEEDS 5%, IT MUST 
COMPLY WITH THE PROVISIONS FOR PEDESTRIAN RAMPS (PER CBC 11B-405).

K.  ALL WALKS WITH CONTINUOUS GRADIENTS SHALL HAVE LEVEL AREAS AT LEAST 5 FEET IN 
LENGTH AT INTERVALS NOT EXCEEDING 400 FEET.

3.  ENTRANCES AND DOORWAYS

A.  PRIMARY ENTRANCES TO BUILDINGS AND FACILITIES SHALL BE MADE ACCESSIBLE TO THE 
DISABLED.

B.  NOT USED.

C.  ACCESSIBLE ENTRANCES SHALL BE IDENTIFIED WITH AT LEAST ONE "ISA" SIGN AND WITH 
ADDITIONAL DIRECTIONAL SIGNS AS REQUIRED VISIBLE FROM APPROACHING PEDESTRIAN 
WAYS.

D.  LATCHING AND LOCKING DOORS THAT ARE HAND ACTIVATED SHALL BE OPERABLE WITH A 
SINGLE EFFORT BY LEVER TYPE HARDWARE, PANIC BARS, PUSH-PULL ACTIVATING BARS OR 
OTHER HARDWARE DESIGNED TO PROVIDE PASSAGE WITHOUT REQUIRING THE ABILITY TO 
GRASP THE OPENING HARDWARE.

E.  HAND ACTIVATED DOOR HARDWARE SHALL BE CENTERED BETWEEN 34" AND 44" ABOVE THE 
FLOOR (CBC 11B-404.2.7).

F.  THE FLOOR OR LANDING ON EACH SIDE OF AN ENTRANCE OR PASSAGE DOOR SHALL BE 
LEVEL AND CLEAR.  THE LEVEL AND CLEAR AREA SHALL BE A MINIMUM 60" SQUARE IN THE 
DIRECTION OF THE DOOR SWING AND A MINIMUM 48" SQUARE OPPOSITE THE DIRECTION OF 
DOOR SWING (36" X 48" IF THE DOOR HAS ONLY A LATCH OR A CLOSER). THE SQUARES SHALL 
BE MEASURED AT RIGHT ANGLES TO THE PLANE OF THE DOOR IN ITS CLOSED POSITION. SEE 
NOTE I BELOW FOR STRIKE SIDE REQUIREMENTS.

G.  NOT USED.

H.  THE WIDTH OF THE LEVEL AND CLEAR AREA ON THE SIDE TO WHICH THE DOOR SWINGS 
SHALL EXTEND 24" PAST THE STRIKE EDGE OF THE DOOR FOR EXTERIOR DOORS AND 18" PAST 
THE STRIKE EDGE FOR INTERIOR DOORS.

I.  THE FLOOR OR LANDING SHALL BE NOT MORE THAN 1/2" LOWER THAN THE THRESHOLD OF 
THE DOORWAY.  CHANGE IN LEVEL BETWEEN 1/4" AND 1/2" SHALL BE BEVELED NO GREATER 
THAN 1:2.

J.  THE BOTTOM 10 INCHES OF ALL DOORS EXCEPT SLIDING AND POCKET DOORS SHALL HAVE A
SMOOTH UNINTERRUPTED SURFACE TO ALLOW THE DOOR TO BE OPENED BY A WHEELCHAIR 
FOOTREST WITHOUT CREATING A TRAP OR HAZARDOUS CONDITION.

K.  MAXIMUM EFFORT TO OPERATE DOORS SHALL NOT EXCEED 5 LBS FOR EXTERIOR DOORS 
AND
5 LBS FOR INTERIOR DOORS, SUCH PULL OR PUSH EFFORT SHALL BE APPLIED AT RIGHT 
ANGLES TO HINGED DOORS AND AT THE CENTER PLANE OF SLIDING OR FOLDING DOORS.  
COMPENSATING DEVICES OR AUTOMATIC DOOR OPERATORS MAY BE UTILIZED TO MEET THE 
ABOVE STANDARDS. THE AUTHORITY HAVING JURISDICTION MAY INCREASE THE MAXIMUM 
EFFORT TO OPERATE FIRE DOORS TO ACHIEVE POSITIVE LATCHING, BUT NOT TO EXCEED 15 
LBS MAX.

L.  EXIT DOORS MUST OPEN FROM THE INSIDE WITHOUT A KEY, OR ANY SPECIAL KNOWLEDGE 
OR EFFORT.  EXIT DOORS FROM BUILDINGS OR ROOMS SERVING 10 OR FEWER OCCUPANTS 
MAY HAVE A NIGHT LATCH, DEADBOLT , AS LONG AS THE DOORS CAN STILL BE OPENED FROM 
THE INSIDE WITHOUT A KEY, SPECIAL KNOWLEDGE OR EFFORT.  IN ADDITION, THESE DEVICES 
ARE NOT MOUNTED MORE THAN 48" ABOVE THE FLOOR.  MANUALLY OPERATED EDGE BOLTS, 
SURFACE MOUNTED FLUSH BOLTS AND SURFACE BOLTS ARE PROHIBITED.  WHEN EXIT DOORS 
ARE USED IN PAIRS AND AUTOMATIC FLUSH BOLTS ARE USED, THE DOOR LEAF WITH THE 
FLUSH BOLT MUST HAVE NO DOORKNOB OR SURFACE MOUNTED HARDWARE. THE 
UNLATCHING OF ANY LEAF MUST NOT REQUIRE MORE THAN ONE OPERATION.

M.  EVERY REQUIRED EXIT MUST BE LARGE ENOUGH TO PERMIT A DOOR AT LEAST 3'-0" WIDE BY 
6'-8" HIGH.  EXIT DOORS SHALL OPEN AT LEAST 90 DEGREES AND PROVIDE A CLEAR WIDTH OF 
AT LEAST 32".

N.  THRESHOLDS AT EXTERIOR DOORS SHALL BE NO HIGHER THAN 1/2". SUCH THRESHOLDS 
SHALL BE BEVELED NO GREATER THAN 1:2.

O.  THE FLOOR LANDING IMMEDIATELY OUTSIDE THE ENTRY MAY BE SLOPED UP TO 1/8" PER 
FOOT IN THE DIRECTION AWAY FROM THE PRIMARY ENTRANCE FOR DRAINAGE.

P.  THE SPACE BETWEEN TWO CONSECUTIVE DOOR OPENINGS IN A VESTIBULE, SERVING 
OTHER THAN A REQUIRED EXIT STAIRWAY, MUST HAVE AT LEAST 48" OF CLEAR SPACE FROM 
ANY DOOR OPENING INTO THE VESTIBULE WHEN THE DOOR IS OPEN 90 DEGREES FROM ITS 
CLOSED POSITION.  DOORS IN SERIES MUST SWING IN THE SAME DIRECTION OR AWAY FROM 
THE SPACE BETWEEN THE DOORS OR HAVE 48" CLEAR BETWEEN DOOR ARCS.

4.  STAIRWAYS- NOT USED

5.  SANITARY FACILITIES- NOT USED

6.  SWITCHES CONTROLS AND ELECTRICAL OUTLETS

A.  RECEPTACLE OUTLETS SHALL BE 15" MIN ABOVE THE FINISHED FLOOR TO THE BOTTOM OF 
THE BOX PER CBC 11B-308.1.1.

B.  SWITCHES SHALL BE 48" MAX. ABOVE THE FINISHED FLOOR TO THE TOP OF THE BOX
(11B-308.1.2).

C.  IF REACH IS OVER AN OBSTRUCTION ( FOR EXAMPLE, A BASE CABINET ) BETWEEN 20" AND 
25" IN DEPTH, THE MAXIMUM HEIGHT IS REDUCED TO 44" FOR FORWARD APPROACH, OR 46" 
FOR SIDE APPROACH PROVIDED THE OBSTRUCTION IS NO MORE THAN 24" IN DEPTH.  THE 
OBSTRUCTION MAY NOT EXTEND MORE THAN 25" FROM THE WALL BENEATH THE CONTROL.

D.  THE CENTER OF FIRE ALARM INITIATING DEVICES (BOXES) SHALL BE LOCATED 48" ABOVE 
THE LEVEL OF THE FLOOR, WORKING PLATFORM, GROUND SURFACE OR SIDEWALK.

E.  IF EMERGENCY WARNING SYSTEMS ARE REQUIRED THEY SHALL ACTIVATE A MEANS OF 
WARNINGTHE HEARING IMPAIRED.  FLASHING VISUAL WARNING SHALL HAVE A FREQUENCY 
OF NOT MORE THAN 60 FLASHES PER MINUTE.
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8. ACCESSIBLE TOILET COMPARTMENTS:

A. SEE TOILET ROOM FLOOR PLAN FOR ACCESSIBLE TOILET STALL LOCATION.

B.VERIFY TOILET ACCESSORIES & TYPE OF PARTITION IN SPECS.

C. PROVIDE BACKING IN WALL & TOILET PARTITION FOR GRAB BAR ANCHORAGE.

D. COMPARTMENT DOOR TO PROVIDE MINIMUM 18" STRIKE-SIDE CLEARANCE (CBC 11B-604.8.1).

E. DOOR PULL AT ACCESSIBLE COMPARTMENT SHALL COMPLY WITH CBC SECTION 11B-404.2.7 AND 
NOT REQUIRE GRASPING OR TWISTING.

F. OPENING HARDWARE IS CENTERED BETWEEN 34" AND 44" ABOVE FINISH FLOOR (CBC 11B-404.2.7).

G. TOILET PAPER DISPENSER SHALL PERMIT CONTINUOUS PAPER FLOW AND SHALL NOT CONTROL 
DELIVERY (CBC 11B-604.9.6).

H. ACCESSIBLE COMPARTMENT DOOR EQUIPPED WITH AN SELF- CLOSING DEVICES.

I. SEE ACCESSIBILITY NOTES FOR ADDITIONAL REQUIREMENTS.

J. FLUSH CONTROL SHALL BE ON WIDE SIDE OF TOILET COMPARTMENT AT ALL ACCESSIBLE STALLS, 
TYP.

K. WHERE ONLY ONE TYPE OF TOILET FIXTURE OR ACCESSORY IS USED, IT SHALL BE POSITIONED 
FOR ACCESSIBILITY.

6. SWITCHES, CONTROLS AND ELECTRICAL OUTLETS: (REFER TO DETAIL )

A. ELECTRICAL AND COMMUNICATION SYSTEMS OUTLETS SHALL BE MOUNTED NOT LESS THAN 15 
INCHES ABOVE THE FLOOR OR WORKING PLATFORM TO THE BOTTOM OF THE OUTLET.

B. THE HIGHEST OPERABLE PART OF ALL CONTROLS, DISPENSERS, RECEPTACLES AND OTHER 
OPERABLE EQUIPMENT SHALL BE NOT LESS THAN 15 INCHES NOR MORE THAN 4 FEET ABOVE THE 
FLOOR OR WORKING PLATFORM AT BOTH FORWARD AND PARALLEL APPROACH.

C. IF REACH IS OVER AN OBSTRUCTION (FOR EXAMPLE, A BASE CABINET) BETWEEN 20" AND 25" IN 
DEPTH, THE MAXIMUM HEIGHT IS REDUCED TO 44" FOR FORWARD APPROACH.  FOR SIDE APPROACH 
PROVIDED THE OBSTRUCTION IS NO MORE THAN 24" IN DEPTH, THE MAXIMUM HEIGHT IS REDUCED 
TO 46".  THE OBSTURCTION MAY NOT EXTEND MORE THAN 24" FROM THE WALL BENEATH THE 
CONTROL.

D. FIRE ALARM INITIATING DEVICES (BOXES) SHALL BE LOCATED 48" ABOVE THE LEVEL OF THE 
FLOOR, WORKING PLATFORM, GROUND SURFACE, OR SIDEWALK.

E. IF EMERGENCY WARNING SYSTEMS ARE REQUIRED THEY SHALL ACTIVATE A MEANS OF WARNING 
THE HEARING IMPAIRED. FLASHING VISUAL WARNING SHALL HAVE A FREQUENCY OF NOT MORE 
THAN 60 FLASHES PER MINUTE.

7. ADDITIONAL COMPLIANCE REQUIREMENTS:

A. COUNTERTOPS AND WORK SURFACES SHALL BE ACCESSIBLE (HEIGHT BETWEEN 28" AND 34" AFF) 
W/ ACCESSIBLE CLEAR SPACE BELOW PER CBC 11B-902.1.

B. WARNING SYSTEMS SHALL COMPLY WITH NFPA 72 AND 72G (AS AMENDED BY CHAPTER 35) AND 
SHALL PROVIDE VISUAL ALARMS (I.E. STROBES) IN RESTROOMS, CORRIDORS, MULTI-PURPOSES 
ROOMS, LOBBIES, MEETING ROOMS, AND ANY OTHER COMMON USE ROOMS (CBC 1007.12).

1. RAMPS AND STAIRWAYS
REFER TO ACCESSIBILITY NOTES ON SHEET GEN-2 AND  ELSEWHERE IN THESE DRAWINGS

2. ENTRANCES AND DOORWAYS: (REFER TO DETAIL                )

A. PRIMARY ENTRANCES TO BUILDINGS AND FACILITIES SHALL BE MADE ACCESSIBLE TO THE 
DISABLED.

B.  RECESSED DOOR MATS SHALL BE ANCHORED TO PREVENT INTERFERENCE WITH WHEELCHAIRS.

C. ACCESSIBLE ENTRANCES SHALL BE IDENTIFIED WITH AT LEAST ONE SIGN (INTERNATION SYMBOL 
OF ACCESSIBILITY) AND WITH ADDITIONAL DIRECTIONAL SIGNS AS REQUIRED VISIBLE FROM 
APPROACHING PEDESTRIAN WAYS.

D. THE FLOOR OR LANDING ON EACH SIDE OF AN ENTRANCE OR PASSAGE DOOR SHALL BE LEVEL 
AND CLEAR. THE LEVEL AND CLEAR AREA SHALL BE A MINIMUM 60" SQUARE IN THE DIRECTION OF THE 
DOOR SWING AND A MINIMUM 44" SQUARE OPPOSITE THE DIRECTION OF DOOR SWING. THE SQUARES 
SHALL BE MEASURED AT RIGHT ANGLES TO THE PLANE OF THE DOOR IN ITS CLOSED POSITION. SEE 
NOTE E BELOW FOR STRIKE SIDE CLEARANCES.

E. THE WIDTH OF THE LEVEL AND CLEAR AREA ON THE SIDE TO WHICH THE DOOR SWINGS SHALL 
EXTEND 24" PAST THE STRIKE EDGE OF THE DOOR FOR EXTERIOR DOORS AND 18" PAST THE STRIKE 
EDGE FOR INTERIOR DOORS.

F. THE FLOOR OR LANDING SHALL BE NOT MORE THAN 1/2" LOWER THAN THE THRESHOLD OF THE 
DOORWAY. CHANGE IN LEVEL BETWEEN 1/4" AND 1/2" SHALL BE BEVELED NO GREATER THAN 1:2.

G. THE SPACE BETWEEN TWO CONSECUTIVE DOOR OPENINGS IN A VESTIBULE, SERVING OTHER 
THAN A REQUIRED EXIT STAIRWAY, MUST HAVE AT LEAST 48" OF CLEAR SPACE FROM ANY DOOR 
OPENING INTO THE VESTIBULE WHEN THE DOOR IS OPEN 90 DEGREES FROM ITS CLOSED POSITION. 
DOOR IN SERIES MUST SWING IN THE SAME DIRECTION OR AWAY FROM THE SPACE BETWEEN THE 
DOORS.

H. WHERE A PAIR OF DOORS, MANUALLY OR AUTOMATICALLY OPERATED, IS UTILIZED, AT LEAST ONE 
OF THE DOORS SHALL PROVIDE A CLEAR, UNOBSTRUCTED OPENING 32" WIDE W/ THE LEAF 
POSITIONED 90 DEGREES FROM ITS CLOSED POSITION.

I. THE BOTTOM 10" OF ALL DOORS EXCEPT AUTMOATIC AND SLIDING SHALL HAVE A SMOOTH, 
UNINTERRUPTED SURFACE TO ALLOW THE DOOR TO OPEN BY A WHEELCHAIR FOOTREST WITHOUT 
CREATING A TRAP OR HAZARDOUS CONDITION.  WHERE NARROW FRAME DOORS ARE USED A 10" 
HIGH SMOOTH PANEL SHALL BE INSTALLED ON THE PUSH SIDE OF THE DOOR, WHICH WILL ALLOW 
THE DOOR TO BE OPENED BY A WHEELCHAIR FOOTREST WITHOUT CREATED A TRAP OR HAZARDOUS 
CONDITION.

J. MAXIMUM EFFORT TO OPERATED DOORS SHALL NOT EXCEED 5 LB.  SUCH PULL OR PUSH EFFORT 
SHALL BE APPLIED AT RIGHT ANGLES TO HINGED DOORS AND AT THE CENTER PLANE OF SLIDING OR 
FOLDING DOORS. COMPENSATING DEVICES OR AUTOMATIC DOOR OPERATORS MAY BE UTILIZED TO 
MEET THE ABOVE STANDARDS.  WHEN FIRE DOORS ARE REQUIRED, THE MAXIMUM EFFORT TO 
OPERATE THE DOOR MAY BE INCREASED TO THE MAXIMUM ALLOWABLE BY THE APPROPRIATE 
ADMINISTRATIVE AUTHORITY, NOT TO EXCEED 15 POUNDS.

3. SANITARY FACILITIES: (REFER TO DETAIL           )

A. WATER CLOSET COMPARTMENTS SHALL BE EQUIPPED WITH A DOOR THAT HAS AN AUTOMATIC 
CLOSING DEVICE, AND SHALL HAVE A CLEAR UNOBSTRUCTED OPENING WIDTH OF 32" INCHES WHEN 
LOCATED AT THE END AND 34" INCHES WHEN LOCATED AT THE SIDE WITH THE DOOR POSITION AT AN 
ANGLE OF 90 DEGREES AWAY FROM ITS CLOSED POSITION.

B. TOILET FLUSH CONTROLS SHALL BE OPERABLE WITH ONE HAND, AND SHALL NOT REQUIRE TIGHT 
GRASPING, PINCHING, OR TWISTING OF THE WIRST. CONTROLS FOR FLUSH VALVES SHALL BE 
MOUNTED ON THE WIDE SIDE OF THE TOILET AREAS, NO MORE THAN 44" INCHES ABOVE THE FLOOR. 
THE FORCE REQUIRED TO ACTIVATE CONTROLS SHALL BE NO GREATER THAN 5 POUNDS PER FOOT.

C. WHERE URINALS ARE PROVIDED AT LEAST ONE WITH A RIM PROJECTING A MINIMUM OF 14 INCHES 
FROM THE WALL AND AT A MAXIMUM OF 17 INCHES ABOVE THE FLOOR SHALL BE PROVIDED.

D. URINAL FLUSH CONTROLS SHALL BE OPERABLE WITH ONE HAND, AND SHALL NOT REQUIRE TIGHT 
GRASPING, PINCHING, OR TWISTING OF THE WRIST AND SHALL BE MOUNTED NO MORE THAN 44" 
ABOVE THE FLOOR. THE FORCE REQUIRED TO ACTIVE CONTROLS SHALL BE NO GREATER THAN 5 
POUNDS PER FOOT.

E. HOT WATER AND DRAIN PIPES UNDER LAVATORIES SHALL BE INSULATED OR OTHERWISE 
COVERED.

F. FAUCET CONTROLS AND OPEARTING MECHANISMS SHALL BE OPERABLE WITH ONE HAND AND 
SHALL NOT REQUIRE TIGHT GRASPING, PINCHING, OR TWISTING OF THE WRIST. THE FORCE 
REQUIRED TO ACTIVATE CONTROLS SHALL BE NO GREATER THAN 5 POUNDS PER FOOT. LEVEL 
OPERATED, PUSH-TYPE AND ELECTRONICALLY CONTROLLED MECHANISMS ARE EXAMPLES OF 
ACCEPTABLE DESIGNS. SELF-CLOSING VALVES ARE ALLOWED IF THE FAUCET REMAINS OPEN FOR AT 
LEAST 10 SECONDS.

G. MIRRORS SHALL BE MOUNTED WITH THE BOTTOM EDGE OF GLASS NOT MORE THAN 40 INCHES 
ABOVE THE FLOOR.

H. LOCATE TOWEL, SANITARY NAPKIN, AND WASTE RECEPTACLES WITH ALL OPERABLE 
PARTS NOT MORE THAN 40 INCHES FROM THE FLOOR.

I. LOCATE TOILET TISSUE DISPENSERS ON THE WALL OR PARTITION 7" TO 9" INCHES FROM 
CENTERLINE TO THE FRONT EDGE OF THE TOILET SEAT AT A MINIMUM HEIGHT OF 19 INCHES 
TO OUTLET (CBC 11B-308.3.2)

J. GRAB BARS, TUB AND SHOWER SEATS, FASTENERS AND MOUNTING DEVICES SHALL BE 
DESIGNED FOR 250 LB. PER LINEAR FOOT LOAD.

K. GRAB BARS (REFER DETAIL ):
1) THE OUTSIDE DIAMETER OR WIDTH OF THE GRIPPING SURFACE OF A GRAB BAR 
SHALL BE 1-1/4" TO 2" MAX OR THE SHAPE SHALL PROVIDE EQUIVALENT GRIPPING 
SURFACE.
2) IF THE GRAB BARS ARE MOUNTED ADJACENT TO A WALL, THE SPACE BETWEEN 
THE WALL AND GRAB BARS SHAL LBE 1-1/2".
3) A GRAB BAR AND ANY WALL OR OTHER SURFACE ADJACENT SHALL BE FREE OF 
ANY SHARP OR ABRASIVE ELEMENTS.
4) GRAB BARS SHALL NOT ROTATE WITHIN THEIR FITTINGS.
5) EDGES SHALL HAVE A MINIMUM RADIUS OF 1/8".

L. THERE SHALL BE NO SHARP OR ABRASIVE SURFACES UNDER LAVATORIES.

4. DRINKING FOUNTAINS: (REFER TO DETAIL )

A. ON ANY FLOOR WHERE DRINKING FOUNTAINS ARE PROVIDED, THERE SHALL BE A 
DRINKING FOUNTAIN THAT IS ACCESSIBLE TO INDIVIDUALS WHO USE WHEELCHAIRS AND ONE 
ACCESSIBLE TO THOSE WHO HAVE DIFFICULTY BENDING OR STOOPING ("HI-LO" FOUNTAIN) 
PER CBC 11B-211.2) WHERE MORE THAN ONE IS PROVIDED ON A FLOOR, 50% SHALL COMPLY 
WITH THESE REQUIREMENTS.(CBC  11B-211.3)

B. THE DRINKING FOUNTAIN SHALL BE A MINIMUM OF 18 INCHES AND A MAXIMUM OF 19 
INCHES IN DEPTH AND THERE SHALL BE A CLEAR AND UNOBSTRUCTED KNEE SPACE UNDER 
THE DRINKING FOUNTAIN NOT LESS THAN 27 INCHES IN HEIGHT, 30 INCHES IN WIDTH, AND 8 
INCHES IN DEPTH, THE DEPTH MEASUREMENT BEING TAKEN FROM THE FRONT EDGE OF THE 
FOUNTAIN. ADDITIONALLY THERE SHALL BE TOE CLEARANCE OF 9 INCHES IN HEIGHT ABOVE 
THE FLOOR, AND 17 INCHES IN DEPTH FROM THE FRONT EDGE OF THE FOUNTAIN. A SIDE 
APPROACH DRINKING FOUNTAIN IS NOT ACCEPTABLE.

C. THE BUBBLER SHALL BE ACTIVATED BY A CONTROL WHICH IS EASILY OPERATED BY A 
DISABLED PERSON SUCH AS A HAND-OEPRATED LEVER TYPE LOCATED WITHIN T INCHES OF 
THE FRONT OF THE DRINKING FOUNTAIN, ETC. THE BUBBLER OUTLET ORIFICE SHALL BE 
LOCATED WITHIN 6 INCHES OF THE FRONT OF THE DRINKING FOUNTAIN AND SHALL BE 
WITHIN 36 INCHES OF THE FLOOR. THE WATER STREAM FROM THE BUBBLER SHALL BE 
SUBSTANTIALLY PARALLEL TO THE FRONT EDGE OF THE DRINKING FOUNTAIN. THE SPOUT 
SHALL PROVIDE A FLOW OF WATER THAT IS AT LEAST 4 INCHES HIGH SO AS TO ALLOW THE 
INSERTION OF A CUP OR GLASS UNDER THE FLOW OF WATER. THE FORCE REQUIRED TO 
ACTIVATE THE CONTROLS SHALL BE NO GREATER THAN 5 LB.

5. PUBLIC TELEPHONES:

A. ON FLOORS WHERE PUBLIC TELEPHONES ARE PROVIDED, AT LEAST ONE TELEPHONE 
SHALL BE ACCESSIBLE. ON ANY FLOOR WHERE TWO OR MORE BANKS OF TELEPHONES ARE 
PROVIDED, EACH BANK SHALL HAVE AN ACCESSIBLE TELEPHONE.

B. THE HIGHEST OPERABLE PART OF THE TELEPHONE SHALL BE WITHIN 48 INCHES OF THE 
FLOOR FOR BOTH FORWARD AND SIDE APPROACHED.

C. FRONTAL APPROACH TELEPHONES REQUIRE A 30 INCH CLEAR WIDTH ENCLOSURE IF 
ACOUNTER OVERHAND EXCEEDS 12 INCHSE IN DEPTH OR 27 INCHES IN HEIGHT.

D. THE CORD FROM THE TELEPHONE TO THE HANDSET SHALL BE AT LEAST 2'-5" LONG.

E. TELEPHONES SHALL BE EQUIPPED WITH AR ECEIVER THAT GENERATES A MAGNETIC FIELD 
IN THE AREA OF THE RECEIVER CAP. IF BANKS OF PUBLIC TELEPHONES ARE PROVIDED, 
THEN A REASONABLE NUMBER, BUT AT LEAST ONE, SHALL BE EQUIPPED WITH A VOLUME 
CONTROL.

F. TELEHPONES SHALL HAVE PUSH-BUTTON CONTROLS.

G. IF A TOTAL OF FOUR OR MORE PUBLIC PAY TELEPHONES ARE PROVIDED AT THE INTERIOR 
AND EXTERIOR OF A SITE, AND AT LEAST ONE OF THE TOTAL IS AN INTERIOR LOCATION, 
THEN AT LEAST ONE INTERIOR PUBLIC TEXT TELPHONE SHALL BE PROVIDED.

H. IF TELEPHONE BOOKS ARE PROVIDED THEY SHALL BE MADE ACCESSIBLE AND LOCATED IN 
A POSITION THAT COMPLIES WITH ACESSIBLE REACH RANGES.

I. A CLEAR FLOOR OR GROUND SPACE AT LEAST 30" X 48" THAT ALLOWS EITHER A FORWARD 
OR PARALLEL APPROACH BY A PERSON USING A WHEELCHAIR SHALL BE PROVIDED AT THE 
TELEPHONES. CLEAR FLOOR OR GROUND SPACE FOR WHEELCHAIRS MAY BE PART OF THE 
KNEE SPACE REQUIRED UNDER SOME OBJECTS.
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MIN. CLR

2' - 10" CLOSERS & LATCH
12" MIN. CLR AT DOORS W/

LEVEL LANDING AT BOTH SIDES OF 
DOOR (@ EXTERIOR - 2% MAX SLOPE 
ALLOWED IN EITHER DIRECTION) -
CLEARANCES PER CBC FIGURE 
11B-404.2.4.1

24" MIN. CLR @ EXTERIOR DOORS
18" MIN. CLR @ INTERIOR DOORS

1' - 6"

A. >20" TO 25"

A. 48" CLR MIN.
B. 36" CLR MIN.

B. >10" TO 24" MAX.
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ELEC.
SWITCH

T-STAT

TELE/CRT

POWER

1' - 0" MAX.

1' - 0"2'-0" AT PARTY WALLS 
AND AREA 
SEPEARATIONS

OUTLETS SECTION

HORIZONTAL METAL 
STRAP BETWEEN 
STUDS

1' - 0" MAX.

TELE/DATA/POWER
J-BOXES

4' - 0"

A. FORWARD APPROACH (KNEE SIDE UNDER COUNTER)
B. SIDE APPROACH OF ACCESSIBLE COUNTER HT.
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WALL STUD TYPE PER PLAN

THE GRAB BAR SHALL BE CAPABLE OF 
WITHSTANDING A SHEAR FORCE OF 250# 
WITHOUT BENDING OR PULLING OUT OF THE 
WALL. SEE RESTROOM PC DRAWINGS FOR 
REQUIRED BACKING DETAILS.

1-1/2" DIA.
1 1/2"

5/8" TYPE "X' GYP. BD.

(3) #12 SMS @ EA. 
BRACKET INTO BACKING

BUBBLER
HIGH @ 43" A.F.F. MAX.
          @ 38" A.F.F. MIN.
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ELEVATION

ALCOVE
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48" CLEAR MIN.
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30" WIDE MIN. CLEAR SPACE 
CENTERED ON LOW 
FOUNTAIN

BUBBLER
LOW @ 36" A.F.F.

15" MIN

16"

42" HIGH WALL (ONE 
SIDE AT FIRST FLOOR, 
BOTH SIDES AT 
SECOND FLOOR)

WALL STUD TYPE PER PLAN

THE GRAB BAR SHALL BE CAPABLE OF 
WITHSTANDING A SHEAR FORCE OF 250# 
WITHOUT BENDING OR PULLING OUT OF THE 
WALL

1-1/2" DIA.

WALL TILE FLUSHED WITH FACE OF DISPENSER

1 1/2"

SURFACED MOUNTED TOILET PAPER 
DISPENSER, SEE 2B/- FOR MORE INFO.

SEE 2, 17/GEN-4 FOR 
ADDITIONAL INFORMATION
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1 : 1 1COMMON AREA ACCESSIBILITY NOTES

3/8" = 1'-0" 2TOILET ROOM ACCESSORY & PLUMBING FIXTURE HEIGHTS1

3/8" = 1'-0" 3DOOR LANDINGS

3/8" = 1'-0" 5REACH RANGES AND MOUNTING HEIGHTS

3" = 1'-0" 4GRAB BARS

3/8" = 1'-0" 6ACCESSIBLE DRINKING FOUNTAIN

3" = 1'-0" 7GRAB BARS @ DISPENSER 12" = 1'-0" 8CHANGES IN LEVEL
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CLEAR ACRYLIC PLASTIC

OPAQUE COLORED ACRYLIC
PLASTIC BACKING

GRAPHIC PAINTED ON INTERIOR
FACE OF CLEAR PLASTIC

BACKGROUND COLOR SHALL CONTRAST
70% WITH DOOR COLOR. WHEN ISA IS USED,
COLOR TO BE BLUE IN COLOR EQUAL TO 
15090  PER FEDERAL STD. 595B

INTERNATIONAL SYMBOL OF ACCESSIBILITY
(ISA) AT ALL RESTROOMS, WHITE IN COLOR

NOTE:
ATTACH SIGNS USING THREE FLATHEAD VANDAL 
RESISTANT COUNTERSUNK SCREWS AND ADHESIVE. 
SIGNS SHALL BE CENTERED ON THE DOOR AND 
MOUNTED 5'-0" ABOVE FINISH FLOOR LINE TO CENTER 
OF SIGN.
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1/4" 1/4"

CLEAR ACRYLIC PLASTIC

OPAQUE COLORED ACRYLIC
PLASTIC BACKING

GRAPHIC PAINTED ON INTERIOR
FACE OF CLEAR PLASTIC
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RADIUS CORNER, TYP.

BACKGROUND COLOR SHALL CONTRAST
70% WITH DOOR COLOR. WHEN ISA IS USED,
COLOR TO BE BLUE IN COLOR EQUAL TO 
15090  PER FEDERAL STD. 595B

INTERNATIONAL SYMBOL OF ACCESSIBILITY
(ISA) AT ALL RESTROOMS, WHITE IN COLOR

NOTE:
ATTACH SIGNS USING THREE FLATHEAD VANDAL 
RESISTANT COUNTERSUNK SCREWS AND ADHESIVE. 
SIGNS SHALL BE CENTERED ON THE DOOR AND 
MOUNTED 5'-0" ABOVE FINISH FLOOR LINE TO CENTER 
OF SIGN.
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CLEAR ACRYLIC PLASTIC

OPAQUE COLORED ACRYLIC
PLASTIC BACKING

GRAPHIC PAINTED ON INTERIOR
FACE OF CLEAR PLASTIC

RADIUS CORNER, TYP.

BACKGROUND COLOR SHALL CONTRAST
70% WITH DOOR COLOR. WHEN ISA IS USED,
COLOR TO BE BLUE IN COLOR EQUAL TO 15090  
PER FEDERAL STD. 595B

INTERNATIONAL SYMBOL OF ACCESSIBILITY
(ISA) AT ALL RESTROOMS, WHITE IN COLOR
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TRIANGLE COLOR SHALL CONTRAST THE 
CIRCLE COLOR

NOTE:
ATTACH SIGNS USING THREE FLATHEAD VANDAL 
RESISTANT COUNTERSUNK SCREWS AND ADHESIVE. 
SIGNS SHALL BE CENTERED ON THE DOOR AND 
MOUNTED 5'-0" ABOVE FINISH FLOOR LINE TO CENTER 
OF SIGN.

.

F.F. NOTE:
1.  AT ALL DOUBLE DOORS, LOCATE SIGNAGE 
ADJACENT TO JAMB OF INACTIVE LEAF OF 
DOOR PAIR.  PROVIDE 90 DEGREE INHIBITOR 
TYPE CLOSER ON INACTIVE DOOR.

2.  FOR TYPE OF DOOR SIGNAGE AT ALL 
DOORS, SEE SHEETS A02.D, A02.E1 AND A02.E2.

RESTROOM SYMBOL @ ALL 
RESTROOM DOORS, SEE DETAIL
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GEN-5

TYP
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GEN-5

TYP

REQUIRED ROOM OR ENTRY SIGNAGE,
SEE PLANS & DOOR SCHEDULE FOR TYPES
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FIGURE 703.3.1
Braille Measurement

DISTANCE BETWEEN CORRESPONDING DOTS
IN ADJACENT CELLS 

DISTANCE BETWEEN DOTS
IN SAME CELLS 

SINGLE BRAILLE
CELL

BLANK CELL SPACE
BETWEEN WORDS

RAISED DOT

BASE DIAMETER

NO RAISED DOT

DISTANCE BETWEEN DOTS
IN THE SAME CELL

DISTANCE BETWEEN CORRESPONDING DOTS
FROM ONE CELL DIRECTLY BELOW
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1' - 4"

EXIT

SIGN 2
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EXIT< >

SIGN 1

EXIT

SIGN 4 EXIT

SIGN 3
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TYPICAL NOTE- EXTERNALLY ILLUMINATED 
SIGN. SIGN SHALL CONFORM TO 
REQUIREMENTS OF CBC 1013.6., TYP. 

COLOR- GREEN

FACE OF SIGN SHALL BE ILLIMINATED FRON 
AN EXTERNAL SOURCE WITH INTENSITY OF 
NOT LESS THAN 5 FOOTCANDLES. SEE ELEC 
DRAWINGS FOR EXTERIOR LIGHT FIXTURE 
LOCATIONS.
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15, TYP

4, TYP

CHARACTER PROPORTIONS STROKE THICKNESS

3/16"2/10" SPACE BETWEEN 
CELLS (LETTERS)

CALIFORNIA CONTRACTED GRADE 2 BRAILLE SHALL 
BE USED WHEREVER BRAILLE IS REQUIRED. 
INDIVIDUAL BRAILLE DOTS SHALL EACH BE DISTINCT 
AND SEPARATE. EACH DOT SHALL BE ROUNDED OR 
DOMED IN LIEU OF SQUARE SIDED AND FLAT 
TOPPED. PER CBC TABLE 11B-703.3.1, DOT BASE 

DIAMETER SHALL BE 0.059" TO 0.063", DISTANCE 

BETWEN TWO DOTS IN THE SAME CELL SHALL BE 

0.100", DISTANCE BETWEEN CORRESPONDING DOTS 

IN ADJACENT CELLS SHALL BE 0.300", DOT HEIGHT 

SHAL BE 0.025" TO 0.037", AND DISTANCE BETWEEN 

CORRESPONDING DOTS FROM ONCE CELL 

DIRECTLY BELOW SHALL BE 0.395" TO 0.400"

WIDTH TO HEIGHT PROPORTION TEMPLATE

BRAILLE SPACING TEMPLATE PER CALIFORNIA BUILDING CODE (CBC)
AND CALIFORNIA CODE OF REGULATIONS (CCR), TITLE 24, PART 2.

RAISED CHARACTERS ON SIGNS SHALL BE 

SELECTED FROM FONTS WHERE THE WIDTH 

OF THE UPPERCASE LETTER "O" IS 60 

PERCENT MINIMUM AND 110 PERCENT 

MAXIMUM OF THE HEIGHT OF THE 

UPPERCASE LETTER "I".

STROKE THICKNESS OF THE 

UPPERCASE LETTER "I" SHALL BE 

15% MAXIMUM OF THE HEIGHT OF 

THE CHARACTER.

H

110% H - MAX.

60% H - MIN

H

15% H MAX.
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1. 1/8" THICK PAINTED ACRYLIC BACKER PANEL. COLOR WHITE

2. 3/16.THICK ACRYLIC HEADER PANEL WITH DADOED BOTTOM EDGE TO ACCCEPT CLEAR ACRYLIC 
PLASTIC PANEL. COLOR PER DISTRICT STANDARD FOR COLLEGE.

3. SILK-SCREENED, SINGLE COLOR, WHITE SCHOOL SPECIFIC LOG, NOT TO EXCEED HEIGHT OF 1 
1/8"

4. 1/8" THICK CLEAR,NON-CLARE ACRYLIC WINDOW W/ NOTCHED TOP ANDBOTTOM EDGES, SLOT-
FIT W/ UPPER ACRYLIC PANEL WITH THUMB NOTCH  FOR PAPER INSERT.

5. PAPER INSERT WITH INTERCHANGABLE MESSAGE, TYPE FACE- ENGRAVERS GOTHIC BOLD, 
COLOR - BLACK, VERITICALLY CENTERED. 

6. 1/32" THICK WHITE ACRYLIC ROOM NUMBER: TYPEFACE- TRADE GOTHIC LH BOLD EXTENDED

7. 1/32" THICK RAISED GRADE 2 CLEAR BRAILLE. BRAILLE FONT: CALIFORNIA ROUND TOP 
CONTRACTED GRADE 2 BRAILLE DOTS 1/10" O.C., 2/10" BETWEEN CELLS, RAISED MIN. 1/40" ABOVE 
BACKGROUND.

8. 1/4” THICK PAINTED ACRYLIC PANEL. COLOR=COLLEGE SPECIFIC; FLUSH MOUNTED TO WALL 
WITH CONSTRUCTION ADHESIVE.

9. 1/32” THICK WHITE ACRYLIC PICTOGRAM; FLUSH MOUNTED TO ACRYLIC PANEL WITH 
CONSTRUCTION ADHESIVE.

10. 1/32” THICK WHITE ACRYLIC COPY; TYPEFACE=TRADE GOTHIC BOLD NO. 2; FLUSH MOUNTED TO 
ACRYLIC PANEL WITH CONSTRUCTION ADHESIVE.

11. 1/4” THICK PAINTED ACRYLIC PANEL. COLOR=COLLEGE SPECIFIC; FLUSH MOUNTED TO DOOR 
WITH CONSTRUCTION ADHESIVE.

12. 1/8” THICK PAINTED ACRYLIC PANEL. COLOR=COLLEGE SPECIFIC; FLUSH MOUNTED TO WALL 
WITH CONSTRUCTION ADHESIVE.

13. 1/32“ THICK WHITE ACRYLIC COPY, HORIZONTALLY CENTERED; TYPEFACE=TRADE GOTHIC BOLD 
NO. 2

14. 1/8” THICK PAINTED ACRYLIC PANEL. COLOR=COLLEGE SPECIFIC; FLUSH MOUNTED TO WALL 
WITH CONSTRUCTION ADHESIVE

15. WHITE SILKSCREENED COPY; TYPEFACE=TRADE GOTHIC BOLD NO. 2

16. WHITE SILKSCREENED PICTOGRAM.

17. 1/8” THICK PAINTED ACRYLIC PANEL. COLOR=COLLEGE SPECIFIC; MECHANICALLY MOUNTED TO 
CHAIN LINK FENCE.

18. SILKSCREENED DISTRICT LOGO, NOT TO EXCEED HEIGHT OF 3/8“

A. SEE 1/GEN-5 FOR  ADDITIONAL INFORMATION.

B. CONTRACTOR TO COORDINATE SIGNAGE DESIGN WITH DISTRICT'S 2008 SIGNAGE 
STANDARDS MANUAL. COPY OF MANUAL IS SAVED ONLINE PER THIS LINK-
https://tinyurl.com/yamberdv

C. DISTRICT STANDARD COLOR FOR LANEY COLLEGE- PMS 357

D. INTERIOR SIGNS TO BE FLUSH MOUNTED WITH CONSTRUCTION ADHESIVE.

E. EXTERIOR SIGNS TO BE MECHANICALLY FASTENED W/ VANDAL RESISTANT FASTENERES. 

F. ATTACH SIGNS USING THREE FLATHEAD VANDAL RESISTANT COUNTERSUNK SCREWS AND 
ADHESIVE. SIGNS SHALL BE CENTERED ON THE DOOR AND MOUNTED 5'-0" ABOVE FINISH 
FLOOR LINE TO CENTER OF SIGN.

G. PROVIDE ADHESIVE MOUNTING SYSTEM WHEN ATTACHED TO GLAZING.
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AND HAVE NOT BEEN INDEPENDENTLY VERIFIED BY HOHBACH-LEWIN, INC.
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C1.0 COVER SHEET
C1.1 NOTES
C2.0 DEMOLITION PLAN
C3.0 GRADING AND DRAINAGE PLAN
C3.1 PAVEMENT PLAN
C4.0 UTILITY PLAN
C5.0 EROSION CONTROL PLAN
C6.0 DETAILS

ABBREVIATIONS
AB AGGREGATE BASE
AC ASPHALTIC CONCRETE
AD AREA DRAIN
ATT AT&T
BC BACK OF CURB
BFP BACKFLOW PREVENTER
BLDG BUILDING
BOL BOLLARD
BOW BACK OF WALK
BW BOTTOM OF WALL
BW/FS BOTTOM OF WALL/FINISHED SURFACE
C CONCRETE
CATV CABLE TV
CB CATCH BASIN
CONC CONCRETE
COTG CLEANOUT TO GRADE
DI DRAIN INLET
DS DOWN SPOUT
E ELECTRIC OR EAST
EW EACH WAY
EX. EXISTING
(E) EXISTING
ELEC ELECTRIC
ESMT EASEMENT
G GAS
GB GRADE BREAK
FF FINISHED FLOOR
FG FINISHED GRADE
FL FLOWLINE
FM FORCE MAIN
FNC FENCE
FS FINISHED SURFACE
GRN GROUND
HP HIGH POINT
INV INVERT
JP JOINT POLE
LF LINEAR FEET
LIP LIP OF GUTTER
LT LIGHT
M MAPS
N NORTH
NE NORTHEAST
NW NORTHWEST
OC ON CENTER
OH OVERHEAD
OR OF RECORD
PERF PERFORATED PIPE
PGE PACIFIC GAS & ELECTRIC
POC POINT OF CONNECTION
PV PAVEMENT
RC RELATIVE COMPACTION
RW RECYCLED WATER
RIM RIM OF UTILITY OBJECT
S SOUTH
SD STORMDRAIN
SE SOUTHEAST
SJWC SAN JOSE WATER COMPANY
SS SANITARY SEWER
SL STREET LIGHT
SW SOUTHWEST
T TREE
TC TOP OF CURB
TW TOP OF WALL
TW/FS TOP OF WALL/FINISHED SURFACE
TYP. TYPICAL
UON UNLESS OTHERWISE NOTED
USA UNDERGROUND SERVICE ALERT
VG VALLEY GUTTER
W WATER/WEST/WITH
WM WATER METER
WTR WATER
WV WATER VALVE

ABBREVIATIONSLEGEND

CENTER LINE

EASEMENT LINE

PROPERTY LINE

ADJACENT PROPERTY LINE

ELECTRIC

FIBER OPTIC

FIRE SERVICE

GAS LINE

IRRIGATION LINE

JOINT TRENCH

NITROGEN GAS

OVERHEAD

RECYCLED WATER

STORM DRAIN

SANITARY SEWER

TELEPHONE

WATER

FENCE-WIRE

LIP OF GUTTER

SIDEWALK

UTILITY LINES

MISCELLANEOUS LINES

BOUNDARY LINES

BIORETENTION AREA

LANEY COLLEGE INTERIM HOUSING

OAKLAND, CA 94607

900 FALLON STREET

IMPROVEMENT PLANS

   GENERAL CIVIL NOTES
GENERAL:

1. ALL PERMITS WILL BE SECURED BY THE OWNER AND IT IS THE RESPONSIBILITY OF THE CONTRACTOR TO COMPLY WITH THE CONDITIONS
AND REQUIREMENTS OF THE PERMITS.

2. THE CONTRACTOR SHALL TAKE EFFECTIVE ACTION TO PREVENT THE FORMATION OF AN AIRBORNE DUST NUISANCE AND SHALL BE
RESPONSIBLE FOR DAMAGE RESULTING FROM THEIR FAILURE TO DO SO.

3. THE CONTRACTOR SHALL PROVIDE ALL LIGHTS, SIGNS, BARRICADES, FLAGMEN OR OTHER DEVICES NECESSARY TO PROVIDE FOR
SAFETY.

4. THE CONTRACTOR SHALL POST EMERGENCY TELEPHONE NUMBERS FOR THE POLICE, FIRE AMBULANCE, AND THOSE AGENCIES
RESPONSIBLE FOR MAINTENANCE OF UTILITIES IN THE VICINITY OF THE JOB SITE.

5. LENGTHS OF SANITARY SEWERS AND STORM DRAINS SPECIFIED ARE HORIZONTAL DISTANCES AS MEASURED FROM CENTERS OF
STRUCTURES ROUNDED TO THE NEAREST FOOT.

6. EXISTING UNDERGROUND UTILITIES AND IMPROVEMENTS ARE SHOWN IN THEIR APPROXIMATE LOCATIONS BASED UPON RECORD
INFORMATION AVAILABLE TO THE ENGINEER AT THE TIME OF PREPARATION OF THESE PLANS. LOCATIONS MAY NOT HAVE BEEN VERIFIED
IN THE FIELD AND NO GUARANTEE IS MADE AS TO THE ACCURACY OR COMPLETENESS OF THE INFORMATION SHOWN. THE CONTRACTOR
SHALL PERFORM AT THEIR EXPENSE A FIELD  OBSERVATION LOCATING ALL EXISTING UTILITIES INCLUDING ELEVATIONS AND NOTIFY THE
OWNER AND THE ENGINEER OF ANY CONFLICTS PRIOR TO CONSTRUCTION. IT SHALL BE THE  RESPONSIBILITY OF THE CONTRACTOR TO
DETERMINE THE EXISTING LOCATIONS OF UTILITIES SHOWN ON THESE PLANS. ANY ADDITIONAL COST INCURRED AS A RESULT OF THE
CONTRACTOR'S FAILURE TO VERIFY LOCATIONS OF THE EXISTING UTILITIES PRIOR TO BEGINNING CONSTRUCTION SHALL BE BORNE BY
THE CONTRACTOR.

7. CONTRACTOR TO VERIFY ALL EXISTING INVERT ELEVATIONS FOR STORM DRAIN AND SANITARY SEWER CONSTRUCTION PRIOR TO ANY
WORK.  ALL WORK FOR STORM DRAIN AND SANITARY SEWER INSTALLATION SHALL BEGIN AT THE DOWNSTREAM CONNECTION POINT.
THIS WILL ALLOW FOR ANY NECESSARY ADJUSTMENTS TO BE MADE PRIOR TO THE INSTALLATION OF THE ENTIRE LINE. IF THE
CONTRACTOR FAILS TO BEGIN AT THE DOWNSTREAM CONNECTION POINT AND WORKS UPSTREAM, HE SHALL PROCEED AT HIS OWN RISK
AND BE RESPONSIBLE FOR ANY ADJUSTMENTS NECESSARY.

8. CONTRACTOR SHALL UNCOVER AND EXPOSE ALL EXISTING UTILITY AND SEWER LINES WHERE THEY ARE CROSSED ABOVE OR BELOW BY
THE NEW FACILITY BEING CONSTRUCTED IN ORDER TO VERIFY THE GRADE AND TO ASSURE THAT THERE IS SUFFICIENT CLEARANCE.
PIPES SHALL NOT BE STRUNG NOR TRENCHING COMMENCED UNTIL ALL CROSSINGS HAVE BEEN VERIFIED FOR CLEARANCE.  IF THE
CONTRACTOR FAILS TO FOLLOW THIS PROCEDURE HE WILL BE SOLELY RESPONSIBLE FOR ANY EXTRA WORK OR MATERIAL REQUIRED IF
MODIFICATIONS TO THE DESIGN ARE NECESSARY.

9. ALL EXISTING UTILITIES AND IMPROVEMENTS THAT BECOME DAMAGED DURING CONSTRUCTION SHALL BE COMPLETELY RESTORED TO
THE SATISFACTION OF THE OWNER AT THE CONTRACTOR'S SOLE EXPENSE.

10. CONTRACTOR TO TAKE NECESSARY PRECAUTIONARY MEASURES TO PREVENT SOIL EROSION AND SEDIMENTATION. EXISTING AND
PROPOSED DRAINAGE STRUCTURES TO BE TEMPORARILY COVERED WITH FILTER FABRIC OR EQUAL UNTIL SURROUNDING PAVEMENT IS
INSTALLED.

11. ANY RELOCATION OF UTILITIES SHALL BE COORDINATED WITH THE OWNER AND CONDUCTED IN ACCORDANCE WITH ANY AND ALL
REQUIREMENTS OF THE OWNER, INCLUDING FEES, BONDS.  PERMITS AND WORKING CONDITIONS, ETC. THE OWNER SHALL PAY THE FEES,
BONDS, AND FILE  THE APPROPRIATE PERMITS FOR ALL SUCH RELOCATION WORK. ALL ON- SITE UTILITY WORK IS THE RESPONSIBILITY
OF THE CONTRACTOR (MATERIALS AND INSTALLATION).

12. IF ARCHAEOLOGICAL MATERIALS ARE UNCOVERED DURING GRADING. TRENCHING OR OTHER EXCAVATION, EARTHWORK WITHIN 100
FEET OF THESE MATERIALS SHALL BE STOPPED UNTIL A PROFESSIONAL ARCHAEOLOGIST WHO IS CERTIFIED BY THE SOCIETY OF
CALIFORNIA ARCHAEOLOGY (SCA) AND/OR THE SOCIETY OF PROFESSIONAL ARCHAEOLOGY (SOPA) HAS HAD AN OPPORTUNITY TO
EVALUATE THE SIGNIFICANCE OF THE FIND AND SUGGEST APPROPRIATE MITIGATION MEASURES, IF THEY ARE DEEMED NECESSARY.

13. THESE PLANS DO NOT SPECIFY NOR RECOMMEND THE USE OR INSTALLATION OF ANY MATERIAL OR EQUIPMENT WHICH IS MADE FROM,
OR WHICH CONTAINS ASBESTOS FOR USE IN THE CONSTRUCTION OF THESE IMPROVEMENTS. ANY PARTY INSTALLING OR USING SUCH
MATERIALS OR EQUIPMENT SHALL BE SOLELY RESPONSIBLE FOR ALL INJURES. DAMAGES, OR LIABILITIES, OF ANY KIND, CAUSED BY THE
USE OF SUCH MATERIALS, OR EQUIPMENT. NOTIFY OWNER WHEN DISCOVERING ASBESTOS MATERIALS. REFER TO SPECIFICATION
'HAZARDOUS MATERIALS PROCEDURES AND CONTROL' AND 'HAZARDOUS MATERIALS ABATEMENT AND CONTROL.'

14. THE CONTRACTOR SHALL MEET AND FOLLOW ALL (NPDES) NATIONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM REQUIREMENTS IN
EFFECT AT THE TIME OF CONSTRUCTION.

15. SHOULD IT APPEAR THAT THE WORK TO BE DONE OR ANY MATTER RELATIVE THERETO IS NOT SUFFICIENTLY DETAILED OR EXPLAINED
ON THESE PLANS, THE CONTRACTOR SHALL CONTACT THE ENGINEER FOR SUCH FURTHER EXPLANATIONS AS MAY BE NECESSARY.

16. CONTRACTOR SHALL ARRANGE, INSTALL, AND PAY FOR ANY TEMPORARY UTILITIES, INCLUDING BUT NOT LIMITED TO TELEPHONE,
ELECTRIC, SEWER, WATER, ETC.. THE CONTRACTOR IS TO COORDINATE ANY SUCH UTILITY NEEDS WITH THE OWNER.

17. ALL SITE AREAS SHALL BE GRADED AT 1% MINIMUM FOR DRAINAGE UNLESS OTHERWISE NOTED OR ALONG FLOWLINES OF CONCRETE
LINED GUTTERS AND VALLEY GUTTERS.

18. ESTIMATED EARTHWORK QUANTITIES SHOWN ARE APPROXIMATE ONLY AND SHOWN FOR THE PURPOSES OF ESTIMATING GRADING
PERMIT FEES, HOHBACH-LEWIN ASSUMES NO LIABILITY FOR THE ACCURACY OF THESE QUANTITIES.

19. WHERE EXISTING STRUCTURES ARE TO REMAIN IN CONSTRUCTION ZONE AREA, CONTRACTOR SHALL ADJUST RIMS OF THESE
STRUCTURES, I.E. CATCH BASINS, VALVE BOXES, CLEAN OUTS, UTILITY BOXES, ETC. TO NEW FINISH GRADE.

20. CONTRACTOR SHALL CONTACT UNDERGROUND SERVICE ALERT FOR NORTHERN CALIFORNIA  AT LEAST 48 HOURS (2 WORKING DAY)
PRIOR TO COMMENCEMENT OF CONSTRUCTION. (800) 227-2600.

21. THE ORGANIC MATERIAL COVERING THE SITE SHALL BE STRIPPED AND STOCKPILED. THE STRIPPINGS SHALL BE USED TO BACKFILL ALL
LANDSCAPE PLANTERS AND ROUGH GRADE MOUND AREAS, AS SHOWN ON LANDSCAPE DRAWINGS, TO WITHIN 1" OF GRADES SHOWN.
EXCESS STRIPPINGS AND EXCAVATED MATERIAL SHALL BE REMOVED FROM THE SITE BY THE CONTRACTOR.

22. ADJUSTMENTS TO PAD ELEVATIONS OR PARKING LOT GRADES TO ACHIEVE EARTHWORK BALANCE SHALL BE MADE ONLY WITH
APPROVAL OF THE ENGINEER.

23. COMPACTION TO BE DETERMINED USING ASTM D1557-LATEST EDITION.

24. STORM DRAIN PIPES DESIGNATED AS SD FROM 4" TO 24" IN DIAMETER SHALL BE SDR-35 PVC. (GREEN-TITE PIPE BY MANVILLE OR
APPROVED EQUAL), CLASS HDPE SMOOTH INTERIOR PIPE PER ASTM D3212 HANCOR SURE-L0K WT PIPE OR APPROVED EQUAL WITH
CLASS 1 BACKFILL OR DUCTILE IRON PIPE DIP, IF SPECIFIED ON PLANS. NO MATERIAL SUBSTITUTE SHALL BE ALLOWED FOR DUCTILE IRON
PIPE.  ANY PIPES LARGER THAN 24" IN DIAMETER SHALL BE CLASS III REINFORCED CONCRETE PIPE RCP. PVC PIPE EXCEEDING 24"
DIAMETER SHALL ONLY BE USED WHEN APPROVED BY MANUFACTURER IN THIS JURISDICTION.

25. PROPOSED SPOT GRADES (ELEVATIONS) SHOWN HEREON ARE FINISHED PAVEMENT GRADES, NOT TOP OF CURB GRADES, UNLESS
NOTED OTHERWISE.

26. THE CONTRACTOR SHALL VERIFY THE CONTENTS AND THICKNESS OF THE BUILDING SLAB SECTION (IE: CONCRETE, SAND, ROCK) WITH
THE STRUCTURAL PLANS AND THE ELEVATIONS SHOWN HEREON PRIOR TO COMMENCEMENT OF GRADING.

27. ALL WORK SHALL BE PERFORMED IN ACCORDANCE WITH APPLICABLE O.S.H.A. REGULATIONS.

28. CONSTRUCTION CONTRACTOR AGREES THAT IN ACCORDANCE WITH GENERALLY ACCEPTED CONSTRUCTION PRACTICES,
CONSTRUCTION CONTRACTOR WILL BE REQUIRED TO ASSUME SOLE AND COMPLETE RESPONSIBILITY FOR JOB SITE CONDITIONS DURING
THE COURSE OF CONSTRUCTION OF THE PROJECT, INCLUDING SAFETY OF ALL PERSONS AND PROPERTY; THAT THIS REQUIREMENT
SHALL BE MADE TO APPLY CONTINUOUSLY AND NOT BE LIMITED TO NORMAL WORKING HOURS, AND CONSTRUCTION CONTRACTOR
FURTHER AGREES TO DEFEND, INDEMNIFY AND HOLD DESIGN PROFESSIONAL HARMLESS FROM ANY AND ALL LIABILITY, REAL OR
ALLEGED, IN CONNECTION WITH THE PERFORMANCE OF WORK ON THIS PROJECT, EXCEPTING LIABILITY ARISING FROM THE SOLE
NEGLIGENCE OF DESIGN PROFESSIONAL.

29. WHERE OFF-SITE DRIVEWAY APPROACHES ARE TO BE CONSTRUCTED THE ON-SITE DRIVEWAY SHALL NOT BE CONSTRUCTED UNTIL THE
OFF-SITE IMPROVEMENTS ARE INSTALLED. THE ON-SITE DRIVEWAY SHALL CONFORM TO THE COMPLETED OFF-SITE DRIVEWAY.

ADA COMPLIANCE:

1. ALL NEW WORK SHALL CONFORM TO TITLE 24 OF THE CALIFORNIA ADMINISTRATIVE CODE AND THE AMERICANS WITH DISABILITIES
ACT 2010 ADA STANDARDS FOR ACCESSIBLE DESIGN, AND ANY LOCAL OR STATE AMENDMENTS THEREOF.

2. ALL NEW CURB RAMPS SHALL NOT EXCEED A SLOPE OF 1:12 (8.33%).

3. ALL NEW ENTRANCE WALKS TO THE BUILDINGS SHALL NOT EXCEED A SLOPE OF 1:20 (5%) LONGITUDINALLY UNLESS RAILINGS ARE
PROVIDED IN WHICH CASE THE SLOPE SHALL NOT EXCEED 1:12 (8.33%). SEE ARCHITECTURAL PLANS FOR RAILING REQUIREMENTS.

4. LANDINGS SHALL BE PROVIDED AT PRIMARY ENTRANCES TO BUILDINGS WITH A 2% MAXIMUM SLOPE THE LANDINGS SHALL HAVE A
MINIMUM WIDTH OF 60" AND A MINIMUM DEPTH OF 60" WHEN THE DOOR OPENS INTO THE BUILDING, AND 42" PLUS THE WIDTH OF THE
DOOR WHEN THE DOOR OPENS ONTO THE LANDING.

5. RAMPS ARE DEFINED AS ANY WALKWAY BETWEEN SLOPES OF 1:20 (5%) AND 1:12 (8.33%), AND SHALL HAVE A MINIMUM WIDTH OF 48"
AND A MAXIMUM CROSS-SLOPE OF 2%. RAMPS EXCEEDING 30" VERTICAL DROP SHALL HAVE INTERMEDIATE (2% MAXIMUM SLOPE)
LANDINGS HAVING A MINIMUM LENGTH IN THE DIRECTION OF TRAVEL OF 60". BOTTOM LANDINGS AND LANDINGS AT CHANGES IN RAMP
DIRECTION SHALL HAVE A MINIMUM LENGTH OF 72".

6. MAXIMUM CROSS-SLOPE ON ANY SIDEWALK OR RAMP SHALL BE 2%. MAXIMUM SLOPE IN ANY DIRECTION WITHIN PARKING STALLS
DESIGNATED AS ACCESSIBLE PARKING STALL SHALL BE 2%.

GRADING NOTES:

1. UNDERGROUND UTILITY LOCATIONS SHOWN HEREON WERE TAKEN FROM RECORD DATA.  NO GUARANTEE IS MADE OR IMPLIED AS TO
THE ACCURACY OF SUCH RECORD DATA.  NO EXCAVATIONS WERE MADE TO CONFIRM LOCATIONS.  CONTRACTORS ARE CAUTIONED
TO CONTACT U.S.A. UNDERGROUND AND TO EXERCISE EXTREME CARE IN VERIFYING ALL LOCATIONS PRIOR TO COMMENCING
EXCAVATIONS OR OTHER WORK WHICH MAY AFFECT THESE UTILITIES.

2. IRRIGATION LATERALS, PARKING LOT LIGHTING WIRING AND SIGNAL WIRING NOT SHOWN.  VERIFY LOCATION BEFORE COMMENCING
TRENCHING.  REPLACE OR REPAIR IMMEDIATELY WHERE BROKEN TO PROVIDE UNINTERRUPTED SERVICE.

3. ALL FINISH GRADES SHOWN ARE FINISH GRADE ELEVATIONS UNLESS NOTED OTHERWISE.

UTILITY NOTES:

1. THIS SURVEY IS NOT INTENDED TO REPRESENT THE EXACT LOCATIONS, SIZES OR EXTENT OF THE UTILITIES WITHIN THE AREA
ENCOMPASSED BY THIS SURVEY.  THEREFORE, IT IS THE RESPONSIBILITY OF THE OWNER AND/OR CONTRACTOR TO VERIFY THE
LOCATION, SIZE AND EXTENT OF ANY EXISTING UTILITIES PRIOR TO DESIGN OR CONSTRUCTION. CONTRACTORS ARE CAUTIONED TO
CONTACT U.S.A. UNDERGROUND AND TO EXERCISE EXTREME CARE IN VERIFYING ALL LOCATIONS PRIOR TO COMMENCING
EXCAVATIONS OR OTHER WORK WHICH MAY AFFECT THESE UTILITIES.

2. IRRIGATION LATERALS, PARKING LOT LIGHTING WIRING AND SIGNAL WIRING NOT SHOWN.  VERIFY LOCATION BEFORE COMMENCING
TRENCHING. REPLACE OR REPAIR IMMEDIATELY WHERE BROKEN TO PROVIDE UNINTERRUPTED SERVICE.

3. UTILITY ABANDONMENT/REMOVAL: DISCONNECT AND CAP PIPES AND SERVICES TO REMAIN.  REMOVE ALL PORTIONS OF ALL UTILITIES
WITHIN NEW BUILDING FOOTPRINT AND DISPOSE OF OFF-SITE. OTHERWISE ABANDON IN PLACE UNLESS NOTED OTHERWISE.

4. NOTIFY THE ENGINEER IMMEDIATELY OF ANY UTILITIES ENCOUNTERED THAT ARE NOT SHOWN ON THE DRAWINGS. PRESERVE AND
REPAIR ANY UTILITIES THAT ARE DAMAGED AND THAT ARE TO REMAIN.

5. CONTRACTOR IS RESPONSIBLE FOR COORDINATING ALL CROSSINGS OF NEW UTILITIES WITH EACH OTHER, AND WITH EXISTING
UTILITIES. VERIFY EXISTING PIPE LOCATION AND INVERT PRIOR TO INSTALLING NEW UTILITIES. NOTIFY THE ENGINEER IMMEDIATELY
OF ANY DISCREPANCIES OR DEVIATIONS.

6. PRIOR TO CONNECTING TO EXISTING UTILITIES FIELD VERIFY LOCATION 6. & INVERT OR DEPTH PRIOR TO INSTALLING NEW PIPE OR
EQUIPMENT.

7. EACH BUILDING WATER SERVICE CONNECTION SHALL BE WITH VALVE AND VALVE BOX SET AT GRADE.

8. ALL BUILDING SEWER LATERALS SHALL BE WITH CLEANOUT TO GRADE.

9. ALL CATCH BASINS WITHIN VEHICULAR AREAS SHALL BE TRAFFIC RATED FOR H20 VEHICULAR LOADS.  FOR CATCH BASINS IN
WALKWAY AREAS, INCLUDING EXISTING CATCH BASINS, USE HEEL PROOF AND ADA GRATE.

GEOTECHNICAL CRITERIA:

1. ALL WORK INCLUDING GRADING, TRENCHING, COMPACTION, AND SUBBASES SHALL FOLLOW  THE RECOMMENDATIONS OF THE
PROJECT GEOTECHNICAL REPORT.

2. ALL ENGINEERED FILL SHALL HAVE A MINIMUM RELATIVE COMPACTION PER PROJECT GEOTECHNICAL REPORT.
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NOTES

GRADING & EARTHWORK NOTES:

GENERAL UTILITY SYSTEM NOTES :

DUST CONTROL:

SITE MAINTENANCE:

DEMOLITION NOTES :

EARTHWORK QUANTITY NOTES:

GENERAL SITE NOTES:

CAUTION: EROSION AND SEDIMENTATION
CONTROL NOTES:

TREE/PLANT PROTECTION NOTES:

SITE FENCING NOTES :

WATER SYSTEM NOTES:

CONDUITS:

STORM DRAIN NOTES:

SANITARY SEWER NOTES:

1. CONDUITS FOR POWER, SITE LIGHTING, LOW VOLTAGE SYSTEMS, TELEPHONE, SECURITY, DATA, CABLE
TV, CLOSED CIRCUIT TV, FIRE ALARM SYSTEMS, ETC SHALL BE INSTALLED PER THE ELECTRICAL SITE
PLANS & DETAILS.

2. ALL CONDUITS SHALL INCLUDE PULL STRINGS.

3. ALL CONDUITS STUBBED TO A SPECIFIC LOCATION FOR FUTURE USE OR USE BY A SEPARATE
CONTRACTOR SHALL BE CLEARLY MARKED IN THE FIELD AND DOCUMENTED IN THE CONTRACTOR'S
RECORD DOCUMENTS AS TO BOTH DEPTH AND LOCATION.

1. ALL TRENCHES SHALL BE BACKFILLED PER THE SPECIFICATIONS WITH APPROPRIATE TESTS TO VERIFY
COMPACTION VALUES.

2. CONTRACTOR SHALL STAKE LOCATION OF ABOVE GROUND UTILITY  EQUIPMENT (HYDRANTS,
TRANSFORMERS, ETC.) AND MEET WITH  THE APPROPRIATE GOVERNMENTAL AUTHORITY AND PROPER
UTILITY  AUTHORITY TO REVIEW LOCATION PRIOR TO INSTALLATION. THE  APPROPRIATE
GOVERNMENTAL AUTHORITY AND PROPER UTILITY AUTHORITY MUST SPECIFICALLY AGREE WITH
LOCATION PRIOR TO  PROCEEDING WITH THE INSTALLATION.

3. CONTRACTOR SHALL VERIFY (POTHOLE IF NECESSARY) SIZE, MATERIAL, LOCATION AND DEPTH OF ALL
SYSTEMS THAT ARE TO BE CONNECTED TO OR CROSSED PRIOR TO THE TRENCHING OR INSTALLATION
OF PROPOSED UTILITIES, AND INFORM ENGINEER OF ANY CONFLICTS BEFORE PROCEEDING WITH
WORK.

4. CATHODIC PROTECTION IS REQUIRED ON ALL METALLIC FITTINGS AND ASSEMBLIES THAT ARE IN
CONTACT WITH THE SOIL. CONTRACTOR IS RESPONSIBLE FOR FULLY ENGINEERING AND INSTALLING
THIS SYSTEM AND COORDINATE ANODE AND TEST STATION LOCATIONS WITH OWNER'S ENGINEER. SEE
PROJECT SPECIFICATIONS FOR ADDITIONAL CORROSION PROTECTION REQUIREMENTS.

5. CONTRACTOR SHALL VERIFY ALL EXISTING UTILITIES, INVERTS AND LOCATIONS PRIOR TO BEGINNING
ANY WORK ON THIS SITE.

6. ALL DRAINAGE STRUCTURES LOCATED IN VEHICULAR TRAFFIC AREAS SHALL HAVE TRAFFIC RATED
COVERS AND BOLT-DOWN GRATES. ALL DRAINAGE STRUCTURES IN PEDESTRIAN ACCESSIBLE AREAS
SHALL HAVE ADA APPROVED BOLT-DOWN GRATES.

7. ALL UTILITY STRUCTURES WITHIN THE AREA OF WORK SHALL HAVE THE LIDS, GRATES, COVERS, ETC.
ADJUSTED TO  BE FLUSH WITH FINISHED GRADES. CONTRACTOR SHALL IDENTIFY  ALL SUCH ITEMS BY
USE OF THESE PLANS AND  FIELD INVESTIGATION.

8. SEE LANDSCAPE LAYOUT PLANS FOR IRRIGATION SLEEVE LOCATIONS.

9. ALL EXISTING UTILITY STRUCTURES (CLEANOUTS, VALVES, BOXES, MANHOLES, CB'S, ETC.) SHALL BE
RAISED TO FINAL FINISH GRADE AND COMPLETED WITH THE NECESSARY LABOR AND MATERIALS TO BE
IN ACCORDANCE WITH DETAILS SHOWN ON THESE PLANS.

10. CLEANOUTS, CATCH BASINS, MANHOLES AND AREA DRAINS ARE TO BE ACCURATELY LOCATED BY
THEIR RELATIONSHIP TO THE BUILDING, FLATWORK, BUILDING UTILITIES, AND/OR CURB LAYOUT. NOT BY
THE LENGTH OF PIPE SPECIFIED ON THE DRAWINGS. (WHICH IS APPROXIMATE)

1. THE CONTRACTOR IS RESPONSIBLE FOR DETERMINING THE QUANTITIES OF ALL  FORMS OF
EARTHWORK ON THIS PROJECT AND BASING THE BID ON THOSE  QUANTITIES WITH FULL KNOWLEDGE
THAT ADDITIONAL PROCESSES - INCLUDING  ENGINEERING - AND QUANTITIES ARE ALSO TO BE
INCLUDED IN THE BID PER THE  FOLLOWING NOTES.

2. THE CONTRACTOR SHALL MAKE AN INITIAL DETERMINATION OF THE QUANTITIES,  BASED ON A
DETAILED SITE VISIT, THE TOPOGRAPHIC SURVEY, THE GEOTECHNICAL REPORT, THE FINISH GRADES
SHOWN ON THESE DRAWINGS, THE SIZE AND EXTENT OF FOOTINGS, THE PREPARATION AND
MATERIALS USED FOR BUILDING SLABS, PAVEMENT SECTIONS, AND THE SIZE AND DEPTH OF UTILITY
TRENCHES, INCLUDING THE UTILITY CONTRACTORS ANTICIPATED RE-USE OF EXISTING MATERIAL FOR
BACKFILL IF ANY.

3. THE CONTRACTOR SHALL MEET THE GRADES SHOWN ON THE DRAWINGS, ADJUSTING THE AMOUNT OF
IMPORT OR EXPORT AS REQUIRED TO DO SO. NO ASSUMPTIONS SHOULD BE MADE ABOUT THE SITE
BALANCING.  NO ADJUSTMENTS TO THE GRADES SHALL BE PERMITTED UNLESS SPECIFICALLY
APPROVED BY THE ARCH/ENGR IN WRITING AFTER THE IMPACT OF ANY GRADE CHANGES (IMPACT TO
RAMPS, STAIRS, WORK BY OTHERS, ETC.) HAS BEEN THOROUGHLY REVIEWED BY THE ARCH/ENGR.
WHEN PREPARING THE EARTHWORK BIDS, DO NOT ASSUME ANY CHANGES TO THE FINISHED GRADES
SHOWN ON THESE DRAWINGS WILL BE PERMITTED.

4. THE EARTHWORK SPECIFICATIONS AND GEOTECHNICAL REPORT HAVE SPECIFIC REQUIREMENTS FOR
BRINGING FILL MATERIAL ONTO THE SITE (IMPORT) SINCE THE EXISTING SOILS ARE NOT SUITABLE FOR
FILL MATERIAL IN CERTAIN AREAS.  THE EARTHWORK SPECIFICATIONS AND GEOTECHNICAL REPORT
MAY IDENTIFY ALTERNATIVES THAT ALLOW TREATMENT OF EXISTING SOILS TO MINIMIZE IMPORT,
HOWEVER MEETING THE GRADES SHOWN ON THESE DRAWINGS MUST ALSO BE CONSIDERED WHEN
DETERMINING THE METHOD.

5. AFTER THE BID IS AWARDED THE CONTRACTOR SHALL SUBMIT A DETAILED EARTHWORK HANDLING
PLAN THAT SHOWS THE INTENT AND LOCATIONS OF EARTH MOVEMENT AND QUANTITIES OF CUT, FILL,
IMPORT AND EXPORT AS THE PROJECT WAS BID. PROPOSING ALTERNATIVE PLANS THAT MAY IDENTIFY
GRADE ADJUSTMENTS TO MINIMIZE THE DISTANCE SOIL IS MOVED OR TO MINIMIZE IMPORT OR EXPORT
WILL NOT RELIEVE THE CONTRACTOR OF THE RESPONSIBILITY OF PREPARING AN EARTHWORK PLAN
AS BID.

1. ALL PAVED AREAS ARE TO SLOPE A MINIMUM OF 1%. ACCESSIBLE STALLS AND LOADING ZONES ARE TO
SLOPE AT A MAXIMUM OF 2% IN ANY DIRECTION AND ACCESSIBLE PATHWAYS ARE TO SLOPE AT A
MAXIMUM OF 8.33%, WITH A MAXIMUM CROSS-SLOPE OF 2%.  ANY AREAS ON THE SITE NOT
CONFORMING TO THESE BASIC RULES DUE TO EXISTING CONDITIONS OR DISCREPANCIES IN THE
DOCUMENTS ARE TO BE REPORTED TO THE ARCHITECT/ENGINEER PRIOR TO PROCEEDING WITH
FORMWORK FOR CURBS AND/OR FLATWORK.

2. CONTRACTOR SHALL DETERMINE EARTHWORK QUANTITIES BASED ON THE TOPOGRAPHIC SURVEY,
THE SOILS INVESTIGATION AND THE PROPOSED SURFACE GRADES AND BASE THE BID ACCORDINGLY.
ANY DIFFERENCES BETWEEN THE STATE  IN WHICH THE PROJECT SITE IS DELIVERED TO THE
CONTRACTOR AND THESE DOCUMENTS SHOULD BE NOTED TO THE CIVIL ENGINEER.

3. ALL FILL SHALL BE COMPACTED PER THE CONSTRUCTION SPECIFICATIONS AND THE CONTRACTOR
SHALL COORDINATE AND COMPLY WITH THE OWNER'S TESTING AGENCY TO TAKE THE APPROPRIATE
TESTS TO VERIFY COMPACTION VALUES.

4. IMPORT SOILS MUST MEET THE REQUIREMENTS OF THE CONSTRUCTION SPECIFICATIONS.

5. COORDINATE THE PLACEMENT OF ALL SLEEVES FOR LANDSCAPE IRRIGATION (WATER AND CONTROL
WIRING) AND STREET LIGHTING PRIOR TO THE PLACEMENT OF ANY ASPHALT, BASEROCK OR
CONCRETE SURFACING. SEE LANDSCAPE AND SITE ELECTRICAL DRAWINGS.

6. DO NOT ADJUST GRADES ON THIS PLAN WITHOUT PRIOR WRITTEN APPROVAL OF ARCHITECT &
ENGINEER.

7. SPOT ELEVATIONS ARE TO FINISHED SURFACE.

8. TOP OF CONCRETE CURBS ARE 0.50' ABOVE TOP OF PAVING ELEVATIONS, U.N.O.

9. ROUGH GRADING TO BE WITHIN 0.1' AND FINISH GRADES ARE TO BE WITHIN 0.05'.

10. SUBGRADES SHALL BE PROOF ROLLED, OR AS INSTRUCTED PER THE CONSTRUCTION SPECIFICATIONS.

11. CONTRACTOR TO GRADE  LANDSCAPED (NON PAVED)  AREAS TO A FINISH GRADE OF 8" BELOW
PROPOSED FINISH GRADE SHOWN ON THE GRADING PLANS.  DISTRICT WILL INSTALL TOP 8 INCHES OF
TOPSOIL AND PERFORM FINISH GRADING.  CONTRACTOR TO GRADE PLANTER & LANDSCAPED AREAS
(NON-PAVED AREAS ADJACENT TO BUILDINGS) TO FINISH GRADE 24" BELOW FINISH FLOOR OF BUILDING.
DISTRICT TO INSTALL FINAL FILL MATERIAL, AND INSTALL IRRIGATION SYSTEMS.

12. AFTER STAKING FOR HORIZONTAL CONTROL CONTRACTOR SHALL  FIELD CHECK ALL ELEVATIONS
MARKED WITH (E) AND REPORT  ANY DISCREPANCIES GREATER THAN 0.05' TO ARCH/ENGR.

13. ALL EXISTING UTILITY STRUCTURES WITHIN THE AREA OF WORK SHALL HAVE THE LIDS, GRATES,
COVERS, ETC. ADJUSTED TO  BE FLUSH WITH FINISHED GRADES. CONTRACTOR SHALL IDENTIFY ALL
SUCH ITEMS BY USE OF THESE PLANS AND THOROUGH  FIELD INVESTIGATION.

14. GEOTECHNICAL CONSULTANT TO BE NOTIFIED OF DELIVERY OF ALL IMPORTED SOILS TO SITE FOR
HIS/HER INSPECTION AND APPROVAL PRIOR TO PLACING BY CONTRACTOR.

1. CONTRACTOR SHALL PROVIDE A CONSTRUCTION FENCE AROUND THE ENTIRE AREA OF DEMOLITION
AND CONSTRUCTION, INCLUDING ALL STAGING, STORAGE, CONSTRUCTION OFFICE AND LAYDOWN
AREAS.

2. FENCE LOCATION MAY BE ADJUSTED FROM TIME TO TIME AS CONSTRUCTION PROCEEDS TO EXCLUDE
SOME AREAS WHERE CONSTRUCTION WORK IS NOT BEING DONE AND THE AREA IS NOT
OBJECTIONABLE IN VISUAL APPEARANCE, AT THE DISCRETION AND APPROVAL OF THE DISTRICT STAFF.
CONSTRUCTION FENCE SHALL BE A MINIMUM OF A 6' HIGH GALVANIZED CHAIN LINK.

3. CONSTRUCTION FENCE ADDRESSED IN THESE NOTES IS TO MEET MINIMUM SEPARATION
REQUIREMENTS FROM CONSTRUCTION SITE AND THE CAMPUS. CONTRACTOR IS REQUIRED TO INSTALL
ANY ADDITIONAL FENCING, BARRICADES OR OTHER SAFETY DEVICES NEEDED TO KEEP THE SITE
SECURE & SAFE AT ALL TIMES.

4. ALL FENCING SHALL BE INSTALLED AT ONLY LOCATIONS DESIGNATED AND APPROVED BY DISTRICT
PERSONNEL, WITH PARTICULAR CARE GIVEN SUCH THAT THE FENCING DOES NOT CREATE A TRAFFIC
HAZARD OR NUISANCE, OR RESTRICT CAMPUS CIRCULATION & FIRE EXITING.

1. INSTALL DETECTABLE METALIZED WARNING TAPE APPROXIMATELY 18'' BELOW THE SURFACE IN
NON-PAVED AREAS, AND AT BOTTOM OF BASEROCK FOR PAVED AREAS. BLUE, IMPRINTED WITH
''CAUTION-WATER-LINE BELOW'', CALPICO TYPE 2 OR EQUAL.

2. PROVIDE THRUST BLOCKS OR COMPARABLE RESTRAINTS PER THE LOCAL WATER AGENCY, AT BENDS
OF 22 1/2 DEGREES OR GREATER (HORIZONTAL AND VERTICAL), AT SIZE CHANGES AND AT FIRE
HYDRANTS PER CITY STANDARD. AWWA C600, SECTION 3.8 UNLESSS NOTED OTHERWISE.

3. PROVIDE MINIMUM OF 3 FEET OF COVER OVER WATER LINES, UNLESS NOTED OTHERWISE.

4. MAINTAIN PUBLIC WATER LINES 10' AWAY FROM PUBLIC SANITARY SEWER LINES.

5. WHERE WATER LINES HAVE TO CROSS SANITARY SEWER LINES, DO SO AT A 90 DEGREE ANGLE AND
WATER LINES SHALL BE MINIMUM OF 12'' ABOVE TOP OF SANITARY SEWER LINES AND WATERLINE
JOINTS SHALL BE A MINIMUM OF 10 FEET FROM SANITARY SEWERS.

6. WATER LINES ARE SHOWN SCHEMATICALLY. CONTRACTOR SHALL IDENTIFY EACH ANGLE AND/OR BEND
WITH APPROPRIATE FITTINGS THAT MAY BE REQUIRED TO ACCOMPLISH THE INTENDED DESIGN.

7. BOTTOM OF BACKFLOW PREVENTOR ASSEMBLY TO BE INSTALLED NO GREATER OR LESS THAN 12"
FROM FINISH GRADE.

8. THE UNDERGROUND DOMESTIC WATER SYSTEM INSTALLER SHALL OBTAIN ALL APPROVALS AND
PERMITS PRIOR TO ORDERING MATERIALS, FABRICATING SYSTEMS OR ANY INSTALLATION.

9. CONTRACTOR TO POTHOLE AND VERIFY LOCATION, DEPTH & SIZE OF P.O.C. TO EXISTING WATERMAIN
PRIOR TO INSTALLING ANY NEW WATERMAIN AND ADVISE THE OWNER ENGINEER OF ANY FIELD
DISCREPANCIES THAT WILL IMPACT THE DESIGN.

10. REFER TO DOMESTIC WATER SPECIFICATIONS FOR LABOR AND MATERIAL, TESTING AND QUALITY
CONTROL REQUIREMENTS.

11. PUBLIC AND PRIVATE WATER MAIN AND WATER SERVICE LINE 4-INCH THROUGH 12-INCH SHALL BE
POLYVINYL CHLORIDE (PVC) AND SHALL MEET AWWA C900, RATED FOR 200 PSI CLASS PIPE WITH EPOXY
COATED DUCTILE IRON FITTINGS AND FUSION EPOXY COATED GATE VALVES.

12. ALL WATER LINES 3" OR SMALLER SHALL BE TYPE K COPPER WITH SILVER BRAZED JOINTS.
CONTRACTOR TO VERIFY PRESSURES FROM EXISTING LINES ARE ADEQUATE TO SERVICE BUILDINGS
AS SPECIFIED BY THE PLUMBING PLANS.

1. INSTALL DETECTABLE METALIZED WARNING TAPE APPROXIMATELY 18'' BELOW THE SURFACE IN
NON-PAVED AREAS, AND AT BOTTOM OF BASEROCK FOR PAVED AREAS. GREEN, IMPRINTED WITH
''CAUTION-STORM DRAIN LINE BELOW'', CALPICO TYPE 2 OR EQUAL.

2. PAINT THE TOP OF THE CURBS ADJACENT TO EACH CATCH BASIN INSTALLED UNDER THIS WORK OR
ADJACENT TO THIS SITE WITH THE WORDS ''NO DUMPING - DRAINS TO BAY''.  WORDING TO BE BLUE 4''
HIGH LETTERS ON A PAINTED WHITE BACKGROUND.

3. INSTALL ADA APPROVED GRATES ON ALL DRAINAGE STRUCTURES WITHIN PEDESTRIAN ACCESSIBLE
PAVED AREAS. INSTALL BOLT-DOWN GRATES ON ALL DRAINAGE STRUCTURES.

4. WHERE CONNECTION IS TO BE MADE TO AN EXISTING SEWER OR STRUCTURE, SAID EXISTING SEWER
OR STRUCTURE SHALL BE UNCOVERED AND CHECKED FOR LOCATION AND ELEVATION PRIOR TO
STAKING NEW SEWER DEPTH AND LOCATION. ANY DISCREPANCY BETWEEN THE PLANS AND FIELD
INFORMATION SHALL BE REPORTED IMMEDIATELY TO THE ENGINEER.

5. REFER TO STORM SEWER SPECIFICATIONS FOR LABOR AND MATERIAL, TESTING AND QUALITY
CONTROL REQUIREMENTS.

6. MINIMUM SLOPE FOR SITE STORM DRAIN PIPES SHALL BE:

4" @ 2%
6" @ 1%
8" & LARGER @ 0.5%
UNLESS INDICATED OTHERWISE

7. PRIVATE STORM DRAIN LINE 4-INCH THROUGH 12-INCH WITH A MINIMUM OF TWO (2) FEET OF COVER IN
NON-TRAFFIC AREAS SHALL BE POLYVINYL CHLORIDE (PVC) SDR 35.

8. PRIVATE STORM DRAIN LINE 6-INCH THROUGH 12-INCH WITH LESS THAN THREE (3) FEET OF COVER IN
VEHICULAR TRAFFIC AREAS SHALL BE POLYVINYL CHLORIDE (PVC) C900, RATED 150 PSI CLASS PIPE.

1. INSTALL DETECTABLE METALIZED WARNING TAPE APPROXIMATELY 18'' BELOW THE SURFACE IN
NON-PAVED AREAS, AND AT BOTTOM OF BASEROCK FOR PAVED AREAS.  GREEN, IMPRINTED WITH
''CAUTION-SANITARY SEWER LINE BELOW", CALPICO TYPE 2 OR EQUAL.

2. PUBLIC AND PRIVATE SANITARY SEWER MAIN AND SERVICE LINE 4-INCH THROUGH 8-INCH SHALL BE
POLYVINYL CHLORIDE (PVC) SDR 26 SEWER PIPE.

3. WHERE CONNECTION IS TO BE MADE TO AN EXISTING SEWER OR STRUCTURE, SAID EXISTING SEWER
OR STRUCTURE SHALL BE UNCOVERED AND CHECKED FOR LOCATION AND ELEVATION PRIOR TO
STAKING NEW SEWER DEPTH AND LOCATION. ANY DISCREPANCY BETWEEN THE PLANS AND FIELD
INFORMATION SHALL BE REPORTED IMMEDIATELY TO THE ENGINEER.

4. ALL SANITARY SEWER DESIGNED AT 1% OR FLATTER SHALL BE STAKED BY A CIVIL ENGINEER OR LAND
SURVEYOR.

5. REFER TO SANITARY SEWER SPECIFICATIONS FOR LABOR AND MATERIAL, TESTING, AND QUALITY
CONTROL REQUIREMENTS.

6. MINIMUM SLOPE FOR SITE SANITARY SEWER PIPES SHALL BE PER CURRENT UPC REQUIREMENTS:

4" @ 2%
6" @ 1%
8" & LARGER @ 0.5%

1. THE LOCATIONS, SIZES AND/OR DEPTHS OF EXISTING UNDERGROUND UTILITIES AS SHOWN ON THIS
PLAN WERE OBTAINED FROM SOURCES OF VARYING RELIABILITY.  THE CONTRACTOR IS CAUTIONED
THAT ONLY ACTUAL EXCAVATION WILL REVEAL THE TYPES, EXTENT, SIZES, LOCATIONS AND DEPTHS OF
SUCH UNDERGROUND UTILITIES.  (A REASONABLE EFFORT HAS BEEN MADE TO LOCATE AND DELINEATE
ALL KNOWN UNDERGROUND UTILITIES). CONTRACTOR SHALL VERIFY LOCATION AND DEPTH PRIOR TO
ANY EXCAVATION OR IMPROVEMENT.

2. CONTRACTOR SHALL CONTACT UNDERGROUND SERVICE ALERT FOR LOCATION OF UNDERGROUND
UTILITIES AT LEAST 48 HOURS PRIOR TO COMMENCEMENT OF CONSTRUCTION-PHONE (800) 642-2444.
CONTRACTOR SHALL VERIFY ALL EXISTING UTILITIES PRIOR TO BEGINNING ANY WORK ON THIS SITE.

3. THESE DRAWINGS DO NOT ADDRESS CONTRACTOR MEANS, METHODS OR PROCESSES THAT MAY BE
ASSOCIATED WITH ANY TOXIC SOILS IF FOUND ON SITE. THE CONTRACTOR IS RESPONSIBLE FOR
COMPLYING WITH ALL CITY AND COUNTY STANDARDS AND APPROPRIATE REGULATIONS IF TOXIC SOILS
ARE ENCOUNTERED. CONTRACTOR MUST NOTIFY THE OWNER'S PROJECT MANAGER IMMEDIATELY IF
ANY SOILS ARE EVEN SUSPECTED OF BEING CONTAMINATED.

1. DEMOLITION AND CONSTRUCTION WORK MAY BE PERFORMED OVER THE TOP OF AND AROUND
TELEPHONE AND POWER SERVICES. CONTRACTOR SHALL WORK BY HAND IN ALL AREAS WHERE THESE
SERVICES MIGHT BE HARMED BY LARGER LESS PRECISE EQUIPMENT.

2. THE CONTRACTOR SHALL LOCATE AND CLEARLY MARK (AND THEN PRESERVE THESE MARKERS) FOR
THE DURATION OF CONSTRUCTION OF ALL TELEPHONE, DATA, STREET LIGHT, SIGNAL LIGHT AND
POWER FACILITIES THAT ARE IN OR NEAR THE AREA OF CONSTRUCTION.

3. CONTRACTOR'S BID IS TO INCLUDE ALL VISIBLE SURFACE AND ALL SUBSURFACE FEATURES IDENTIFIED
TO BE REMOVED OR ABANDONED IN THESE DOCUMENTS.

4. THE CONTRACTOR SHALL BE RESPONSIBLE FOR A SITE INSPECTION TO FULLY ACKNOWLEDGE THE
EXTENT OF THE DEMOLITION WORK.

5. THE CONTRACTOR SHALL BE RESPONSIBLE FOR OBTAINING ANY AND ALL PERMITS NECESSARY FOR
ENCROACHMENT, GRADING, DEMOLITION, AND DISPOSAL OF SAID MATERIALS AS REQUIRED BY
PRIVATE, LOCAL AND STATE JURISDICTIONS. THE CONTRACTOR SHALL PAY ALL FEES ASSOCIATED
WITH THE DEMOLITION WORK.

6. CONTRACTOR SHALL PAY DISPOSAL FEES.

7. BACKFILL ALL DEPRESSIONS AND TRENCHES FROM DEMOLITION OF FOUNDATIONS & UTILITIES TO THE
SATISFACTION OF THE GEOTECHNICAL ENGINEER.

8. WITHIN LIMITS OF WORK, REMOVE CURBS, GUTTERS, LANDSCAPING, SIGNAGE, TREES, SHRUBS,
ASPHALT, UNDERGROUND PIPES, ETC. AS INDICATED ON THE DRAWINGS.

9. REMOVAL OF LANDSCAPING SHALL INCLUDE ROOTS AND ORGANIC MATERIALS TO THE SATISFACTION
OF THE GEOTECHNICAL ENGINEER.

10. PRIOR TO BEGINNING DEMOLITION WORK ACTIVITIES, CONTRACTOR SHALL INSTALL EROSION CONTROL
MEASURES OUTLINED IN THE EROSION CONTROL PLAN & DETAILS.

11. CONTRACTOR SHALL BE RESPONSIBLE FOR DISPOSING ALL DEMOLITION MATERIALS, OR STORING
SELECTED ITEMS BY OWNER'S REPRESENTATIVE AT DESIGNATED LOCATIONS.

12. ABANDONED UTILITIES WITHIN 6 FEET OF THE PROPOSED BUILDING FOOTPRINT SHOULD BE REMOVED
IN THEIR ENTIRETY. UTILITIES OUTSIDE THE BUILDING AREA SHOULD BE REMOVED OR ABANDONED
IN-PLACE BY LOCATING AND PLUGGING ALL LATERALS AND ENDS OF PIPES WITH CONCRETE, AND THEN
FILLING THE ENTIRE PIPE WITH GROUT. REMOVAL OF ANY UTILITIES WILL REQUIRE THAT ALL TRENCHES
BE BACKFILLED PER THE SPECIFICATIONS WITH APPROPRIATE TESTS BY THE GEOTECHNICAL
ENGINEER TO VERIFY COMPACTION VALUES.

1. PRIOR TO BEGINNING CONSTRUCTION ON SITE, CONTRACTOR SHALL IDENTIFY, CONFIRM WITH OWNER
AND PROTECT EXISTING TREES AND PLANTS DESIGNATED AS TO REMAIN.

2. PROVIDE 6 FOOT TALL TREE PROTECTION FENCE WITH DISTINCTIVE MARKING VISIBLE TO
CONSTRUCION EQUIPMENT, ENCLOSING DRIP LINES OF TREES DESIGNATED TO REMAIN.

3. WORK REQUIRED WITHIN FENCE LINE SHALL BE HELD TO A  MINIMUM, AVOID UNNECESSARY MOVEMENT
OF HEAVY EQUIPMENT WITHIN FENCED AREA AND DO NOT PARK ANY VEHICLES UNDER DRIP LINE OF
TREES. DO NOT STORE EQUIPMENT OR MATERIALS WITHIN FENCE LINE.

4. PRIOR TO REMOVING ROOTS AND BRANCHES LARGER THAN 2'' IN DIAMETER OF TREES OR PLANTS
THAT ARE TO REMAIN, CONSULT WITH THE OWNER'S PROJECT MANAGER.

5. ANY GRADE CHANGES GREATER THAN 6'' WITHIN THE DRIPLINE OF  EXISTING TREES SHALL NOT BE
MADE WITHOUT FIRST CONSULTING THE LANDSCAPE ARCHITECT / CIVIL ENGINEER.

6. PROTECT EXISTING TREES TO REMAIN FROM SPILLED CHEMICALS, FUEL OIL, MOTOR OIL, GASOLINE
AND ALL OTHER CHEMICALLY INJURIOUS MATERIAL; AS WELL AS FROM PUDDLING OR CONTINUOUSLY
RUNNING WATER.  SHOULD A SPILL OCCUR, STOP WORK IN THAT AREA AND CONTACT THE CITY'S
ENGINEER / INSPECTOR IMMEDIATELY.  CONTRACTOR SHALL BE RESPONSIBLE TO MITIGATE DAMAGE
FROM SPILLED MATERIAL AS WELL AS MATERIAL CLEAN UP.

7. PROVIDE TEMPORARY IRRIGATION TO ALL TREES AND PLANTS THAT ARE IN OR ADJACENT TO
CONSTRUCTION AREAS WHERE EXISTING IRRIGATION SYSTEMS MAY BE AFFECTED BY THE
CONSTRUCTION.  ALSO PROVIDE TEMPORARY IRRIGATION TO RELOCATED TREES.

8. CONTRACTOR SHALL BE RESPONSIBLE FOR ONGOING MAINTENANCE OF ALL TREES DESIGNATED TO
REMAIN AND FOR MAINTENANCE OF RELOCATED TREES STOCKPILED DURING CONSTRUCTION.
CONTRACTOR WILL BE REQUIRED TO REPLACE TREES THAT DIE DUE TO LACK OF MAINTENANCE.

9. CONSULT WITH LANDSCAPE ARCHITECT SHOULD SPECIAL CIRCUMSTANCES ARISE OR QUESTIONS
ARISE REGARDING THESE PROCEDURES.

1. EROSION CONTROL MEASURES ARE INTENDED TO PREVENT SEDIMENT AND DEBRIS FROM ENTERING
THE CITY, COUNTY STORM DRAIN SYSTEM, SANITARY SEWER SYSTEM OR FROM LEAVING THE SITE.
THE CONTRACTOR SHALL MAKE ADJUSTMENTS IN THE FIELD TO MAKE SURE THAT THIS CONCEPT IS
CARRIED OUT.

2. EROSION CONTROL FACILITIES AND MEASURES ARE TO BE INSTALLED AND OPERABLE BY OCTOBER 1st
AND SHALL CONTINUE IN EFFECT UNTIL DISTURBED AREAS ARE STABILIZED OR UNTIL INSTALLATION OF
THE PERMANENT SITE IMPROVEMENTS.

3. CONTRACTOR SHALL ASSUME THE CONCEPTS ON THE EROSION CONTROL PLAN, C5.1, ARE SCHEMATIC
MINIMUM REQUIREMENTS, THE FULL EXTENT OF WHICH ARE TO BE DETERMINED BY THE CONTRACTOR.
CONTRACTOR IS RESPONSIBLE FOR THE EXACT DESIGN AND EXTENT OF THE EROSION CONTROL
SYSTEM SO THAT IT WORKS WITH THE CONTRACTOR'S INTENDED USE AND MANAGEMENT OF THE
CONSTRUCTION SITE, AND IS APPROVAL BY THE APPROPRIATE GOVERNMENTAL AGENCIES.

4. ALL EROSION CONTROL FACILITIES SHALL BE INSPECTED BY THE CONTRACTOR AND REPAIRED, AS
REQUIRED, AT THE CONCLUSION OF EACH WORKING DAY DURING THE RAINY SEASON.  THE
CONTRACTOR SHALL INSPECT THE EROSION CONTROL FACILITIES AND MAKE NECESSARY REPAIRS
PRIOR TO ANTICIPATED STORMS AND AT REASONABLE INTERVALS DURING STORMS OF EXTENDED
DURATION.  REPAIRS TO DAMAGED FACILITIES SHALL BE MADE IMMEDIATELY UPON DISCOVERY.

5. AS SOON AS PRACTICAL FOLLOWING EACH STORM, THE CONTRACTOR SHALL REMOVE ANY
ACCUMULATION OF SILT OR DEBRIS FROM THE EROSION CONTROL SEDIMENT BASINS AND SHALL
CLEAR THE OUTLET PIPES OF ANY BLOCKAGE.

6. PROVISION SHALL BE MADE TO ASSURE THAT BORROW AREAS AND STOCK PILED SOILS ARE
PROTECTED FROM EROSION WITH EROSION CONTROL MEASURES SATISFACTORY TO THE
APPROPRIATE GOVERNMENTAL AGENCIES.

7. ALL STOCKPILE MATERIALS SHALL BE COVERED AND PROTECTED FROM THE ELEMENTS WITH A
NON-PERMEABLE PLASTIC MEMBRANE SO AS TO PREVENT SOIL EROSION FROM OCCURRING. THIS
COVER SHALL BE SECURED WITH ANCHORS OR WEIGHTS OF SUFFICIENT SIZE AND FREQUENCY TO
PREVENT DISRUPTION OR REMOVAL BY WIND OR RAIN. ANCHORAGE AT THE BASE OF THE SLOPE SHALL
BE AS INDICATED BY DETAIL ON THIS SHEET. ALL MEMBRANE AND COVERINGS SHALL BE INSPECTED
AND MAINTAINED BY THE CONTRACTOR OR HIS REPRESENTATIVE ON A FREQUENT AND REGULAR
BASIS. SPECIFICALLY BEFORE AND AFTER ANY INCLEMENT WEATHER, WITH ANY NECESSARY REPAIRS
BEING IMMEDIATELY PERFORMED. COVERINGS SHALL REMAIN IN PLACE UNTIL THE STOCKPILE(S) IS
READY TO BE REMOVED FROM THE SITE, AT WHICH TIME THEY MAY BE REMOVED AND DISPOSED OF BY
THE CONTRACTOR.

8. EARTHEN BERMS, STRAW-FIBER FILLED TUBES AND/OR GEOTEXTILE FABRIC BARRIER (SILT FENCING)
SHALL BE CONSTRUCTED AS SHOWN TO PREVENT OFF-FLOW OF SEDIMENT-LADEN RUNOFF, OR THE
EROSION OF BANKS OR ROADWAYS. ALL SUCH TEMPORARY EROSION CONTROL MEASURES SHALL BE
REMOVED BY THE CONTRACTOR AS SOON AS CONSTRUCTION IS COMPLETED AND VEGETATION IS
ESTABLISHED. HAY BALES SHALL NOT BE USED.

9. ALL PAVED AREAS SHALL BE KEPT CLEAR OF EARTH MATERIAL AND DEBRIS, SWEPT ON A REGULAR
BASIS, TO THE SATISFACTION OF THE ON-SITE INSPECTORS.

10. SWEEP OR VACUUM THE STREET PAVEMENT AND SIDEWALKS ADJOINING THE PROJECT SITE AND THE
ON-SITE PAVED AREAS ON A DAILY BASIS OR AS REQUIRED BY THE CITY. SCRAPE CAKED-ON MUD AND
DIRT FROM THESE AREAS BEFORE SWEEPING. CORNERS AND HARD TO REACH AREAS SHALL BE SWEPT
MANUALLY.

11. PERSON RESPONSIBLE FOR EROSION CONTROL IMPLEMENTATION, TO BE DETERMINED.

12. WHEEL WASHERS SHALL BE INSTALLED AND USED TO CLEAN ALL TRUCKS AND EQUIPMENT LEAVING
THE CONSTRUCTION SITE. IF WHEEL WASHERS CANNOT BE INSTALLED, TIRES OR TRACKS OF ALL
TRUCKS AND EQUIPMENT SHALL BE WASHED OFF BEFORE LEAVING THE CONSTRUCTION SITE.

1. WATER TRUCKS SHALL BE PRESENT AND IN USE AT THE CONSTRUCTION SITE.  ALL PORTIONS OF THE
SITE SUBJECT TO BLOWING DUST SHALL BE WATERED AS OFTEN AS DEEMED NECESSARY BY THE
APPROPRIATE GOVERNMENTAL AGENCY IN ORDER TO ENSURE PROPER CONTROL OF BLOWING DUST
FOR THE DURATION OF THE PROJECT.

2. WATERING ASSOCIATED WITH ON-SITE CONSTRUCTION ACTIVITY SHALL TAKE PLACE BETWEEN THE
ESTABLISHED CONSTRUCTION HOURS AND SHALL INCLUDE AT LEAST ONE LATE-AFTERNOON
WATERING TO MINIMIZE THE EFFECTS OF BLOWING DUST.

3. ALL PUBLIC STREETS AND MEDIANS SOILED OR LITTERED DUE TO THIS CONSTRUCTION ACTIVITY SHALL
BE CLEANED AND SWEPT ON A DAILY BASIS DURING THE WORK WEEK, OR AS OFTEN AS DEEMED
NECESSARY BY THE OWNER'S ENGINEER/INSPECTOR, TO THE SATISFACTION OF THE CITY'S
DEPARTMENT OF PUBLIC WORKS.

4. WATERING ON PUBLIC STREETS OR POWER WASHING SEDIMENTATION ON STREETS SHALL NOT OCCUR,
UNLESS CONTRACTOR COLLECTS AND FILTERS THE WASH WATER PRIOR TO ITS ENTERING THE CITY'S
STORM DRAIN SYSTEM.

5. ON-SITE PAVED ACCESS ROADS, PARKING AREAS, AND STAGING AREAS SHALL BE SWEPT DAILY WITH A
WATER SWEEPER.

6. ALL TRUCKS HAULING SOIL, SAND, AND OTHER LOOSE MATERIALS SHALL BE COVERED WITH
TARPAULINS OR OTHER EFFECTIVE COVERS.

7. THE SPEED OF ALL VEHICLES DRIVING ON UNPAVED ROADS OR PORTIONS OF THE SITE SHALL BE
LIMITED TO 10 MPH.

1. CONTRACTOR SHALL: GATHER ALL CONSTRUCTION DEBRIS ON A REGULAR BASIS AND PLACE IT IN A
DUMPSTER OR OTHER CONTAINER WHICH IS EMPTIED OR REMOVED ON A REGULAR BASIS.  WHEN
APPROPRIATE, USE TARPS ON THE GROUND TO COLLECT FALLEN DEBRIS OR SPLATTERS THAT COULD
CONTRIBUTE TO STORM WATER RUNOFF POLLUTION.

2. REMOVE ALL DIRT, GRAVEL, RUBBISH, REFUSE, AND GREEN WASTE  FROM STREET PAVEMENT AND
STORM DRAINS ADJOINING THE SITE.  LIMIT CONSTRUCTION ACCESS ROUTES ONTO THE SITE AND
PLACE GRAVEL PADS AT THESE LOCATIONS.  DO NOT DRIVE VEHICLES AND EQUIPMENT OFF THE PAVED
OR GRAVELED AREAS DURING WET WEATHER.

3. SWEEP OR VACUUM THE STREET PAVEMENT AND SIDEWALKS ADJOINING THE PROJECT SITE AND THE
ON-SITE PAVED AREAS ON A DAILY BASIS. SCRAPE CAKED-ON MUD AND DIRT FROM THESE AREAS
BEFORE SWEEPING. CORNERS AND HARD TO REACH AREAS SHALL BE SWEPT MANUALLY.

4. IF THE STREETS, SIDEWALKS AND/OR PARKING LOT ARE PRESSURE WASHED, DEBRIS MUST BE
TRAPPED AND COLLECTED TO PREVENT ENTRY INTO THE STORM DRAIN SYSTEM. NO CLEANING AGENT
MAY BE DISCHARGED INTO THE STORM DRAIN. IF ANY CLEANING AGENT OR DEGREASER IS USED, WASH
WATER MUST BE COLLECTED AND DISCHARGED TO THE SANITARY SEWER, SUBJECT TO THE APPROVAL
OF THE OWNER'S PROJECT MANAGER, OR OTHERWISE DISPOSED OF THROUGH APPROVED DISPOSAL
METHODS.

5. CREATE A CONTAINED AND COVERED AREA ON THE SITE FOR THE  STORAGE OF BAGS, CEMENT,
PAINTS, OILS, FERTILIZERS, PESTICIDES,  OR OTHER MATERIALS USED ON THE SITE THAT HAVE THE
POTENTIAL  OF BEING DISCHARGED INTO THE STORM DRAIN SYSTEM THROUGH EITHER BEING
WIND-BLOWN OR IN THE EVENT OF A MATERIAL SPILL.

6. NEVER CLEAN MACHINERY, EQUIPMENT OR TOOLS INTO A STREET, GUTTER OR STORM DRAIN.

7. ENSURE THAT CEMENT TRUCKS, PAINTERS, OR STUCCO/PLASTER FINISHING CONTRACTORS DO NOT
DISCHARGE WASH WATER FROM EQUIPMENT, TOOLS OR RINSE CONTAINERS INTO GUTTERS OR
DRAINS.

8. PREVENT DUST FROM LEAVING THE SITE AND ACCUMULATING ON ADJACENT AREAS AS REQUIRED IN
THE DUST CONTROL NOTES ON THIS SHEET.

9. PREVENT SEDIMENT LADEN STORM RUN-OFF FROM LEAVING THE SITE OR ENTERING STORM DRAIN OR
SANITARY SEWER SYSTEMS AS REQUIRED IN THE EROSION AND SEDIMENTATION CONTROL NOTES ON
THIS SHEET.

10. MAINTAIN EXISTING TREES AND PLANTS THAT ARE TO REMAIN AS REQUIRED BY THE TREE AND PLANT
PROTECTION NOTES ON THIS SHEET.

1. CONTRACTOR SHALL VISIT THE SITE PRIOR TO BIDDING ON THIS WORK AND CONSIDER THE EXISTING
CONDITIONS AND SITE CONSTRAINTS IN THE BID. CONTRACTOR SHALL BE IN THE POSSESSION OF AND
FAMILIAR WITH ALL APPLICABLE GOVERNING AGENCIES STANDARD DETAILS AND SPECIFICATIONS
PRIOR TO SUBMITTING OF A BID.

2. ALL WORK IN THE PUBLIC RIGHT-OF-WAY SHALL CONFORM TO ALL APPLICABLE GOVERNING AGENCIES
STANDARD DETAILS & SPECIFICATIONS.

3. PRIOR TO BEGINNING WORK, AND AFTER INITIAL HORIZONTAL CONTROL STAKING, CONTRACTOR SHALL
FIELD CHECK ALL ELEVATIONS MARKED WITH (E) AND REPORT ANY DISCREPANCIES GREATER THAN
0.05' TO OWNER'S PROJECT MANAGER.

4. DAMAGE TO ANY EXISTING SITE IMPROVEMENTS, UTILITIES AND/OR SERVICES TO REMAIN SHALL BE
RESPONSIBILITY OF THE CONTRACTOR. CONTRACTOR SHALL REPAIR AND/OR REPLACE IN KIND.

5. CONTRACTOR SHALL REPLACE ALL STRUCTURES AND GRATE LIDS FOR VAULTS, CATCH BASINS, ETC..,
WITH VEHICULAR-RATED STRUCTURES IN ALL TRAFFIC ACCESSIBLE AREAS.

6. CONTRACTOR SHALL MAINTAIN THE EXISTING SITE IN A SAFE AND USABLE MANNER SUCH THAT
EMERGENCY VEHICLE ACCESS IS AVAILABLE AT ALL TIMES. CONTRACTOR TO SUPPLY, INSTALL AND
MAINTAIN ALL NECESSARY FENCING, GATES, SIGNAGE, TEMPORARY WALKWAYS, AND PROVISIONS FOR
ENSURING THE PROJECT'S SECURITY AND SAFE PASSAGEWAY AROUND IT BY CAMPUS STAFF,
STUDENTS AND VISITORS AT ALL TIMES.

7. CONTRACTOR TO BE RESPONSIBLE FOR OBTAINING ALL NECESSARY & REQUIRED PERMITS FOR THIS
WORK.

8. NOTIFICATION PRIOR TO THE START OF THE WORK MUST BE GIVEN TO THE UNDERGROUND SERVICE
ALERT (USA).

9. CONTRACTOR SHALL BE RESPONSIBLE FOR ACQUIRING APPROVAL FROM DISTRICT PERSONNEL AND
PROJECT ARCHITECT FOR THE LOCATION OF ALL STAGING, STORAGE, CONSTRUCTION OFFICE AND LAY
DOWN AREAS.

10. CONSTRUCTION HOURS TO BE VERIFIED AND APPROVED BY DISTRICT AND LOCAL AGENCIES.

11. CONTRACTOR MUST HAVE OWNER'S REPRESENTATIVE OR ENGINEER/ARCHITECT FIELD REVIEW AND
APPROVE FORMWORK PRIOR TO PLACING SITE CONCRETE FOR CURBS, RAMPS, STAIRS, WALKS,
DRIVEWAYS AND RELATED FLATWORK.

12. IF ARCHEOLOGICAL MATERIALS ARE UNCOVERED DURING GRADING, TRENCHING OR OTHER ON-SITE
EXCAVATION, ALL WORK ON THE SITE SHALL BE STOPPED AND THE CITY IMMEDIATELY NOTIFIED. THE
COUNTY CORONER & THE NATIVE AMERICAN HERITAGE COMMISSION SHALL ALSO BE NOTIFIED AND
PROCEDURES FOLLOWED AS REQUIRED IN APPENDIX "K" OF THE CALIFORNIA ENVIRONMENTAL ACT.

13. CONTRACTOR TO COORDINATE WITH SCHOOL PERSONNEL AND ENSURE HIS/HER WORK DOES NOT
IMPACT SCHOOL OPERATION AND TRAFFIC CIRCULATION OF BUSSES, EMERGENCY VEHICLES, STAFF
AND STUDENT VEHICLES.

11. SEE ELECTRICAL PLANS FOR SITE ELECTRICAL WORK. ADVISE ENGINEER OF ANY CONFLICTS WITH
OTHER UTILITIES PRIOR TO BEGINNING WORK.

12. COMPLETE SYSTEMS: ALL UTILITY SYSTEMS ARE DELINEATED IN A SCHEMATIC MANNER ON THESE
PLANS. CONTRACTOR IS TO PROVIDE ALL FITTINGS, ACCESSORIES & WORK NECESSARY TO COMPLETE
THE UTILITY SYSTEM SO THAT IT IS FULLY FUNCTIONING FOR THE PURPOSE INTENDED.

13. SEE SPECIFICATION SECTION 01300 FOR SUBMITTAL REQUIREMENTS OF UTILITY COMPONENTS.

GENERAL UTILITY SYSTEM NOTES (Cont.) :
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DISCLAIMER: TOPOGRAPHIC INFORMATION, INCLUDING PROPERTY LINES,
EASEMENTS, EXISTING GRADES, EXISTING UTILITIES LOCATIONS, ETC., SHOWN
ARE FOR GENERAL REFERENCE ONLY AND HAVE BEEN PROVIDED BY OTHERS
AND HAVE NOT BEEN INDEPENDENTLY VERIFIED BY HOHBACH-LEWIN, INC.
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DEMOLITION

PLAN
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H

DEMOLITION KEYNOTESDEMOLITION NOTES
1. SEE ELECTRICAL PLANS FOR REMOVAL OR RELOCATION OF ALL

ELEC/COMM CONDUITS, BOXES, LINE ETC.

2. SEE UTILITY PLAN FOR ALL NEW TIE-IN LOCATIONS AND ANY
INSTANCES OF STORM, SANITARY SEWER, OR WATER BEING
RELOCATED. ANY EXISTING UTILITIES NOT BEING USED ARE TO
BE REMOVED.

3. ALL EXISTING SERVICES AND UTILITIES THAT ARE TO REMAIN
OPERATIONAL SHALL BE RELOCATED AS NECESSARY.

4. ALL TREES THAT ARE TO REMAIN SHALL BE PROTECTED DURING
CONSTRUCTION.

5. CONTRACTOR SHALL VERIFY (POTHOLE IF NECESSARY) SIZE,
MATERIAL, LOCATION AND DEPTH OF ALL SYSTEMS THAT ARE
TO BE CONNECTED TO OR CROSSED PRIOR TO THE TRENCHING
OR INSTALLATION OF PROPOSED UTILITIES, AND INFORM
ENGINEER OF ANY CONFLICTS BEFORE PROCEEDING WITH
WORK.

6. CONTRACTOR SHALL VERIFY ALL EXISTING UTILITIES, INVERTS
AND LOCATIONS PRIOR TO BEGINNING ANY WORK ON THIS SITE.

7. CONTRACTOR TO REMOVE ALL EXISTING LIGHT BASES AND
CONDUITS TO LIGHTS.

8. CONTRACTOR TO REMOVE ALL EXISTING FOOTING/BASES TO
TENNIS COURT NET POST.

9. SEE ARCHITECTURAL PLANS FOR EXISTING FENCE TO BE
REMOVED FOR NEW GATE.

SAWCUT AND CONFORM / LIMIT OF WORK.

EXISTING WALL/FENCE TO REMAIN AND BE PROTECTED.

EXISTING STORM DRAIN LINE TO REMAIN AND BE
PROTECTED DURING CONSTRUCTION.

1

2

DEMOLITION LEGEND
DEMOLITION AREA - ALL SITE FEATURES WITHIN
THIS AREA ARE TO BE REMOVED, UNLESS
NOTED TO REMAIN. SEE ARCHITECTURAL AND
ELECTRICAL DRAWINGS FOR ADDITIONAL
INFORMATION.
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UTILITY PLAN

N

O

R

T

H

UTILITY LEGENDUTILITY KEYNOTES
CONNECT TO EXISTING SANITARY SEWER PUMP
LOCATED IN ARTS BUILDING. CONTRACTOR WILL NEED
TO BORE AND JACK UNDER BUILDING FOUNDATION TO
MAKE CONNECTION TO SEWER PUMP STATION INSIDE
OF BUILDING.

CONNECT NEW DOMESTIC WATER SERVICE TO EXISTING WATER
LINE.

INSTALL HOSEBIB AT END OF WATER LINE.

NEW DRINKING FOUNTAIN, SEE ARCHITECTURAL
DRAWINGS FOR INFORMATION.

CONTRACTOR TO GIVE BID ALTERNATIVE FOR THIS
SEWER CONNECTION. CONTRACTOR WILL NEED TO
REPLACE ANY PAVEMENT SURFACES DAMAGED
DURING CONSTRUCTION OF SEWER LINE.

CONNECT NEW STORM DRAIN LINE TO EXISTING
STORM DRAIN LINE.

INSTALL NEW CATCH BASIN, SEE DETAIL 4/C6.0.

INSTALL  NDS DURA SLOPE TRENCH DRAIN WITH CAST
IRON GRATE

UTILITY CONNECTION POINT FOR PORTABLES.

WATER VALVE

WATER METER

STORM DRAIN MANHOLE

CATCH BASIN

AREA DRAIN

CLEANOUT TO GRADE

1

2

3

UTILITY NOTES
1. CONTRACTOR SHALL VERIFY (POTHOLE IF NECESSARY)

SIZE, MATERIAL, LOCATION AND DEPTH OF ALL SYSTEMS
THAT ARE TO BE CONNECTED TO OR CROSSED PRIOR TO
THE TRENCHING OR INSTALLATION OF PROPOSED UTILITIES,
AND INFORM ENGINEER OF ANY CONFLICTS BEFORE
PROCEEDING WITH WORK.

2. CONTRACTOR SHALL VERIFY ALL EXISTING UTILITIES,
INVERTS AND LOCATIONS PRIOR TO BEGINNING ANY WORK
ON THIS SITE.

3. THE CONTRACTOR TO COORDINATE LOCATION OF UTILITIES
WITH REQUIREMENTS IN PC DRAWINGS BEFORE
INSTALLATION.

4. THE SHOWER TRAILERS ARE OWNER FURNISHED AND
OWNER INSTALLED. CONTRACTOR TO COORDINATE
LOCATION OF REQUIRED UTILITIES WITH OWNER BEFORE
FINAL INSTALLATION.

4

5

6

7

8

9
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EROSION

CONTROL

PLAN
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O

R

T

H

CATCH BASIN PROTECTION (SEE DETAIL 2/-)

FIBER ROLL (SEE DETAIL 3/-)

CONCRETE WASHOUT (SEE DETAIL 1/-)

CATCH BASIN PROTECTION ALONG GUTTERS (SEE DETAIL 4/-)

LEGEND

STABILIZED CONSTRUCTION ENTRANCE (SEE DETAIL 5/-)

7'-8'

LOT HINGE POINT

U-STAPLES

18" x 24"

NOTES:

1. WHEN WASHING ON-SITE, USE DESIGNATED, BERMED WASH AREAS TO  PREVENT
WASHWATER CONTACT WITH STORM WATER, CREEKS, RIVERS, AND OTHER  WATER
BODIES.  THE WASH AREA CAN BE SLOPED FOR WASH WATER COLLECTION  AND
SUBSEQUENT INFILTRATION INTO THE GROUND.

2. LOCATE WASHOUT AREA AT LEAST 50 FEET FROM STORM DRAINS, OPEN  DITCHES,
OR WATER BODIES.  DO NOT ALLOW RUNOFF FROM THIS AREA BY  CONSTRUCTING
A TEMPORARY PIT OR BERMED AREA LARGE ENOUGH FOR LIQUID  AND SOLID
WASTE.

3. WASH OUT WASTES INTO THE TEMPORARY PIT WHERE THE CONCRETE 
CAN SET, BE BROKEN UP, AND THEN DISPOSED OF PROPERLY.

SECTION

15
' M

IN
.

20
' M

AX
.

6 MIL. PLASTIC LINER
STRAWBALE
(TYP)

30" MIN 3/8" STEEL
STAKE NONE EXPOSED
(TYP)

STRAWBALE
(TYP)

CONCRETE WASH AREA

PROFILE

PLAN

STORM INLET

FIBER ROLL
AROUND INLET

3/4" GRAVEL OR
3/4" GRAVEL
FILLED SANDBAGS

STRAW FIBER ROLL

BACKFILL WITH 3/4"
GRAVEL OR 3/4" GRAVEL
FILLED BAGS

FINISH GRADE

FILTER FABRIC
PROTECTOR
EXTEND UNDER
BAGS

(E) OR (N) CATCH BASIN
WITH FILTER FABRIC
UNDER GRATE

B

A

NOTE:

1. IF SITEWORK SURROUNDING THE CATCH BASINS
HAVE BEEN CONSTRUCTED, CONTRACTOR MAY
REMOVE THE STRAW FIBER ROLLS AND GRAVEL
BACKFILL. FILTER FABRIC SHALL REMAIN IN PLACE
UNTIL COMPLETION OF THE PROJECT.

CATCH BASIN PROTECTION (TYP.)

3/4" x 3/4" WOOD STAKE AT 4" O.C.

FINISHED GRADE

STRAW FIBER ROLL
WRAPPED IN A TUBULAR
BLACK PLASTING NETTING
WITH A DIAMMETER OF
8"-10".

3"
 M

IN
.

5"
 M

AX
.

12
" M

IN
.

DIRECTION OF FLOW

NOTES:

1. FIBER ROLL COMPOSED OF BIO-DEGRADEABLE FIBERS STUFFED INTO A PHOTO-DEGRADABLE OPEN WEAVE NETTING.

2. FIBER ROLL EROSION BARRIER TRAPS SEDIMENT AND REDUCES SHEET AND HILL SIDE EROSIONS BY REDUCING SLOPE
GRADIENT. IT INCREASING INFILTRATION RATES AND BY PRODUCING A FAVORABLE ENVIRONMENT FOR PLANT
ESTABLISHMENT.

3. FIBER ROLL INSTALLATION REQUIRES THE PLACEMENT AND SECURE STAKING OF THE FIBER ROLL IN A TRENCH 3"-5"
DEEP, DUG ON CONTOUR , RUNOFF MUST NOT BE ALLOWED TO RUN UNDER OR AROUND FIBER ROLL.

FIBER ROLL

EDGE OF PAVEMENT

EDGE OF PAVEMENT
INLET

SANDBAGS
2-BAGS HIGH

SANDBAGS
2-BAGS HIGH

FLOWFLOW

SPILLWAY, 1-BAG HIGH

SPILLWAY,

FLOW

TYPICAL PROTECTION FOR INLET

TYPICAL PROTECTION FOR INLET 
ON GRADE

INLET

FLOW

A

B

NOTES:

1. INTENDED FOR SHORT-TERM USE.

2. USE TO INHIBIT NON-STORM WATER FLOW.

3. ALLOW FOR PROPER MAINTENANCE AND CLEANUP.

4. BAGS MUST BE REMOVED AFTER ADJACENT OPERATION IS COMPLETED.

5. NOT APPLICABLE IN AREAS WITH HIGH SILTS AND CLAYS WITHOUT FILTER FABRIC.

CATCH BASIN PROTECTION ALONG GUTTERS

1-BAG HIGH

STABILIZED CONTRUCTION ENTRANCE

FILTER FABRIC EXISTING
GROUND

12
" M

IN
 U

NL
ES

S
OT

HE
RW

IS
E

SP
EC

IF
IE

D

3" TO 6"
CRUSHED
ROCK PUBLIC

RIGHT-OF-WAY

EXISTING
GROUND

PROVIDE APPROPRIATE TRANSITION
BETWEEN STABILIZED CONSTURCTION
ENTRANCE AND PUBLIC RIGHT-OF-WAY

WIDTH AS REQUIRED TO
ACCOMODATE ANTICIPATED
TRAFFIC

TEMPORARY PIPE
CULVERT AS NEEDED

24"

24"

DIAGRAMATIC SLOPE RUNOFF AWAY
FROM PUBLIC RIGHT-OF-WAY

PLAN

PROFILE

MAINTENANCE:

1. THE ENTRANCE SHALL BE MAINTAINED IN A CONDITION THAT WILL PREVENT TRACKING OR FLOWING SEDIMENT ONTO PUBLIC
RIGHTS-OF-WAY. THIS MAY REQUIRE PERIODIC TOP DRESSING WITH ADDITIONAL STONE AND REPAIR OR CLEAN OUT OF TRAPPED
SEDIMENT.

2. ALL SEDIMENT SPILLED, DROPPED, WASHED, OR TRACKED ONTO THE PUBLIC RIGHT-OF-WAY SHALL BE REMOVED IMMEDIATELY.

3. WHEN NECESSARY, WHEELS SHALL BE CLEANED TO REMOVE SEDIMENT PRIOR TO ENTRANCE ONTO PUBLIC RIGHTS-OF-WAY.
THIS SHALL BE DONE AT AN AREA STABILIZED WITH CRUSHED STONE, WHICH DRAINS INTO AN APRROVED SEDIMENT TRAP OR
SEDIMENT BASIN.

PUBLIC
RIGHT-OF -WAY

50'-0" MIN  OR FOUR TIMES THE CIRCUMFERENCE OF
THE LARGEST CONSTRUCTION VEHICLE TIRE,

WHICHEVER IS GREATER

1

2

3

4

5

SCALE: 1" = 20'

0 10' 30' 40'20'
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DETAILS

3 CLEANOUT TO GRADE

INSTALL PLUG

1/8" RADIUS BEND

FINISHED GRADE

WYE

PAVED AREAS LANDSCAPED AREAS

BEDDING
MATERIAL

REMOVABLE
STOPPER AT END
OF LINE

CONCRETE
COLLAR

MOLDED RUBBER COMPRESSION
COUPLING WITH STAINLESS STEEL

BLDG. SEWER
(WHERE
APPLICABLE)

BEDDING MATERIAL
NOTES:

1. FOR PAVED AREAS, INSTALL ROUND, CAST IRON FRAME AND COVER, MARKED "SEWER" OR "STORM"
AS APPLICABLE.

2. FOR LANDSCAPED AREAS, INSTALL ROUND, CONCRETE VALVE BOX WITH CAST IRON FACE AND
COVER, MARKER "SEWER" OR "STORM" AS APPLICABLE.

CLAMPS. PLACE AT FINISHED GRADE

6"

1 1
/2"

6"

2 AREA DRAIN DETAIL

8" X 8" PLASTIC GALVANIZED STEEL

8" OR 6" PIPE RISER CUT 8" BELOW
FINISH GRADE

PVC OR HDPE TEE

STORM DRAIN LINE

LUBE GASKET AND PIPE-SET TOP TO
GRADE AND ORIENT GRATE TO MATCH
SURFACE IMPROVEMENTS.

90 DEGREE ELBOW

P-6 OR P-8 DURA DRAIN INLET TOP

1 UTILITY TRENCH

18
" M

IN
. O

R
O.

D.
4"

 to
 6"

MIN: 4"

CO
NC

. C
AP

 R
EQ

'D
.

6"

PI
PE

BE
DD

IN
G

MAX: 4"+25% O.D.ASTM-D-3034 SDR 35 PVC
PIPE, J-M RING TITE OR
APP. EQUAL

A.C. PAVING/CONC
TO BE REPLACED

AGGREGATE BASE
MATCH EXISTING

WARNING MARKING
TAPE

BACKFILL TO BE
COMPACTED TO 95%

CLEAN SAND OR
GRAVEL w/MAX.
PARTICLE SIZE OF
1-1/2" AND 90%
COMPACTION

LIMITS OF CONCRETE
CAP, IF REQ'D. (PAVED
AREA ONLY)

CATCH BASIN

NOTE: US CONCRETE PRECAST GROUP (925)-960-8740

MODEL A B C

CB1212 12" 12" 4"

CB1818 18" 18" 5"

PLAN

C

HE
IG

TH
 A

S 
RE

QU
IR

ED
6"

B

AC

PIPE OPENING

LIFT HOLE

CB2424 24" 24" 5"

GALVANIZED STEEL OR
CAST IRON GRATE TO 
BE LOCKED TO FRAME

US CONRETE PRECAST GROUP H20
HEAVY TRAFFIC FRAME & GRATE FOR
GRATES IN TRAFFIC AREAS (SOLID
FRAME FOR JUNCTION BOXES)

STORM PIPE

GROUT PIPE IN
PLACE

4

T&G JOINT AS
REQUIRED ON
STRUCTURES OVER
4" DEEP

FOR DOMESTIC WATER LINE
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(E) ART CENTER

(E) BUILDING B

(E) BEST 

BUILDING

EXIT

XX

(E) FORUM

(E) BUILDING A

(E) LIBRARY

(E) ADMIN

TOWER

(E) BUILDING C

(E) GYMNASIUM

(E) BUILDING D

(E) BUILDING E

(E) STUDENT 

CENTER

(E) THEATER

(E) BUILDING F

(E
) 

B
U

IL
D

IN
G

 G

(E) EAGLE VILLAGE PORTABLES

(E) ADA PARKING STALLS

(E) ADA PARKING STALLS

EAST 10TH STREET

F
A

L
L

O
N

 S
T

R
E

E
T

7TH STREET

(E) FAB LAB

(E) 

COURTYARD

(E) ADA PARKING STALLS

BUILDING DSA A# DATE CLOSED OUT
BUILDING A 28951 3/15/1968

BUILDING B 28951 3/15/1968

BUILDING C 28951 3/15/1968

BUILDING D 28951 3/15/1968

BUILDING E 28951 3/15/1968

BUILDING F 28951 3/15/1968

BUILDING G 28951 3/15/1968

ADMIN TOWER 28951 3/15/1968

ART'S CENTER 01-106719 4/3/2013

BEST CENTER 01-113827 5/27/2020

EAGLE VILLAGE 01-109201 7/25/2013

GYMNASIUM 28951 3/15/1968

FORUM BUILDING 28951 3/15/1968

THEATER 28951 3/15/1968
35962 5/22/1973

PATH OF TRAVEL
PATH OF TRAVEL (P.O.T) AS INDICATED MEETS THE FOLLOWING 
REQUIREMENTS:
1.  IS A BARRIER-FREE ACCESSIBLE ROUTE WITHOUT ANY ABRUPT LEVEL
CHANGES EXCEEDING 1/2" BEVELED AT A SLOPE NOT STEEPER THAN 1:2
EXCEPT THAT LEVEL CHANGES ARE 1/4" MAX VERTICAL & IS AT LEAST 48" 
WIDE. 
2. SURFACE SHALL BE STABLE, FIRM AND SLIP RESISTAN.

3. CLOSS-SLOPE SHALL NOT BE STEEPER THAN 1:48 AND RUNNING SLOPE 
SHALL NOT BE STEEPER THAN 1:20 UNLESS OTHERWISE INDICATED (SEC 
11B-403.3)
4. P.O.T. SHALL BE MAINTAINED FREE OF OVERHANGING OBSTRUCTIONS TO 
80" MINIMUM (SECTION 11B-307.4) AND PROTURDING OBJECTS GREATER THAN 
4"
PROJECTION FROM WALL SURFACE BETWEEN 27" AND 80" ABOVE FINISH 
FLOOR
OR GROUND (SECTION 11B-307.2)
5. PROVIDE FLUSH TRANSITIONS AT ANY ADJOINING JOINTS BETWEEN 
DIFFERENT WALK SURFACES IN P.O.T.

DESIGN PROFESSIONAL IN GENERAL RESPONSIBLE CHARGE STATEMENT:
THE P.O.T. IDENTIFIED IN THESE CONSTRUCTION DOCUMENTS IN COMPLIANT 
WITH THE CURRENT APPLICABLE CALIFORNIA BUILDING CODE ACCESIBILITY 
PROVISIONS FOR PATH OF TRAVEL REQUIREMENTS FOR ALTERATIONS, 

ADDITIONS AND STRUCTURAL REPAIRS. AS PART OF THE DESIGN OF THIS 
PROJECT, THE POT WAS EXAMINED AND ANY ELEMENTS, COMPONENTS OR 
PORTIONS OF THE P.O.T. THAT WERE DETERMINED TO BE NONCOMPLIANT 1) 
HAVE BEEN IDENTIFIED AND 2) THE CORRECIVE WORK NECESSARY TO BRING 
THEM INTO COMPLIANCE HAS BEEN INCLUDED WITHIN THE SCOPE OF THIS 
PROJECT'S WORK THROUGH DETAILS, DRAWIGNS AND SPECIFICATIONS 
INCORPORATED INTO THESE CONSTRUCTION DOCUMENTS. ANY 
NONCOMPLIANT ELEMENTS, COMPONENTS OR PORTIONS OF THE POT THAT 
WILL NOT BE CORRECTED BY THIS PROJECT BASED UPON THE VALUATION 
THRESHOLD OR A FINDING OF UNREASONABLE HARDSHIP ARE SO INDICATED IN 
THESE CONSTRUCTION DOCUMENTS.

DURING CONSTRUCTION, IF P.O.T. ITEMS WITHIN THE SCOPE OF THE PROJECT 
REPRESENTED AS CODE COMPLIANT ARE FOUND TO BE NONCONFORMING 
BEYOND REASONABLE CONSTRUCTION TOLERANCES, THEY SHALL BE GROUGH 
INTO COMPLIANCE WITH THE CBC AS PART OF THIS PROJECT BY MEANS OF A 
CONSTRUCTION CHANGE DOCUMENT.

THIS DOCUMENT CONTAINS INFORMATION PROPRIETARY TO SVA ARCHITECTS 
INC. AND IS FURNISHED IN CONFIDENCE FOR THE LIMITED PURPOSE OF 
EVALUATION, BIDDING OR REVIEW. THIS DOCUMENT OR ITS CONTENTS MAY 
NOT BE USED FOR ANY OTHER PURPOSE AND MAY NOT BE REPRODUCED OR 
DISCLOSED TO OTHERS WITHOUT THE PRIOR WRITTEN CONSENT OF SVA 
ARCHITECTS INC. ALL RIGHTS RESERVED, © COPYRIGHT 2018.
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DSA APPLICATION HISTORY SITE PLAN LEGEND - DSA

DESCRIPTION DATE

PN

(E)
ELECTRICAL
ROOM

(E) ART CENTER

(E) BUILDING B

(E) BEST 

BUILDING

EXIT

XX

(E) FORUM

(E) BUILDING A

(E) LIBRARY

(E) ADMIN

TOWER

(E) BUILDING C

(E) GYMNASIUM

(E) BUILDING D

(E) BUILDING E

(E) STUDENT 

CENTER

(E) THEATER

(E) BUILDING F

(E
) 

B
U

IL
D

IN
G

 G

(E) EAGLE VILLAGE PORTABLES

(E) ADA PARKING STALLS
7 REGULAR AND 3 VAN 
ACCESSIBLE STALLS

EAST 10TH STREET

F
A

L
L

O
N

 S
T

R
E

E
T

7TH STREET

(E) FAB LAB

(E) 

COURTYARD

(E) ADA PARKING STALLS
8 REGULAR AND 1 VAN 
ACCESSIBLE STALLS PER DSA 
01-113827

VAN

(E) ADA PARKING STALLS
8 REGULAR AND 1 VAN 
ACCESSIBLE STALLS

V
A

N

V
A

N
V

A
N

V
A

N

BUILDING DSA A# DATE CLOSED OUT
BUILDING A 28951 3/15/1968

BUILDING B 28951 3/15/1968

BUILDING C 28951 3/15/1968

BUILDING D 28951 3/15/1968

BUILDING E 28951 3/15/1968

BUILDING F 28951 3/15/1968

BUILDING G 28951 3/15/1968

ADMIN TOWER 28951 3/15/1968

ART'S CENTER 01-106719 4/3/2013

BEST CENTER 01-113827 5/27/2020

EAGLE VILLAGE 01-109201 7/25/2013

GYMNASIUM 28951 3/15/1968

FORUM BUILDING 28951 3/15/1968

THEATER 28951 3/15/1968
35962 5/22/1973

PATH OF TRAVEL
PATH OF TRAVEL (P.O.T) AS INDICATED MEETS THE FOLLOWING 
REQUIREMENTS:
1.  IS A BARRIER-FREE ACCESSIBLE ROUTE WITHOUT ANY ABRUPT LEVEL
CHANGES EXCEEDING 1/2" BEVELED AT A SLOPE NOT STEEPER THAN 1:2
EXCEPT THAT LEVEL CHANGES ARE 1/4" MAX VERTICAL & IS AT LEAST 48" 
WIDE. 
2. SURFACE SHALL BE STABLE, FIRM AND SLIP RESISTAN.

3. CLOSS-SLOPE SHALL NOT BE STEEPER THAN 1:48 AND RUNNING SLOPE 
SHALL NOT BE STEEPER THAN 1:20 UNLESS OTHERWISE INDICATED (SEC 
11B-403.3)
4. P.O.T. SHALL BE MAINTAINED FREE OF OVERHANGING OBSTRUCTIONS TO 
80" MINIMUM (SECTION 11B-307.4) AND PROTURDING OBJECTS GREATER THAN 
4"
PROJECTION FROM WALL SURFACE BETWEEN 27" AND 80" ABOVE FINISH 
FLOOR
OR GROUND (SECTION 11B-307.2)
5. PROVIDE FLUSH TRANSITIONS AT ANY ADJOINING JOINTS BETWEEN 
DIFFERENT WALK SURFACES IN P.O.T.

LIMITS OF WORK FOR THIS PROJECT

DESIGN PROFESSIONAL IN GENERAL RESPONSIBLE CHARGE STATEMENT:
THE P.O.T. IDENTIFIED IN THESE CONSTRUCTION DOCUMENTS IN COMPLIANT 
WITH THE CURRENT APPLICABLE CALIFORNIA BUILDING CODE ACCESIBILITY 
PROVISIONS FOR PATH OF TRAVEL REQUIREMENTS FOR ALTERATIONS, 

ADDITIONS AND STRUCTURAL REPAIRS. AS PART OF THE DESIGN OF THIS 
PROJECT, THE POT WAS EXAMINED AND ANY ELEMENTS, COMPONENTS OR 
PORTIONS OF THE P.O.T. THAT WERE DETERMINED TO BE NONCOMPLIANT 1) 
HAVE BEEN IDENTIFIED AND 2) THE CORRECIVE WORK NECESSARY TO BRING 
THEM INTO COMPLIANCE HAS BEEN INCLUDED WITHIN THE SCOPE OF THIS 
PROJECT'S WORK THROUGH DETAILS, DRAWIGNS AND SPECIFICATIONS 
INCORPORATED INTO THESE CONSTRUCTION DOCUMENTS. ANY 
NONCOMPLIANT ELEMENTS, COMPONENTS OR PORTIONS OF THE POT THAT 
WILL NOT BE CORRECTED BY THIS PROJECT BASED UPON THE VALUATION 
THRESHOLD OR A FINDING OF UNREASONABLE HARDSHIP ARE SO INDICATED IN 
THESE CONSTRUCTION DOCUMENTS.

DURING CONSTRUCTION, IF P.O.T. ITEMS WITHIN THE SCOPE OF THE PROJECT 
REPRESENTED AS CODE COMPLIANT ARE FOUND TO BE NONCONFORMING 
BEYOND REASONABLE CONSTRUCTION TOLERANCES, THEY SHALL BE GROUGH 
INTO COMPLIANCE WITH THE CBC AS PART OF THIS PROJECT BY MEANS OF A 
CONSTRUCTION CHANGE DOCUMENT.

EXISTING BUILDINGS

PROPERTY LINE

SCOPE OF WORK

THIS DOCUMENT CONTAINS INFORMATION PROPRIETARY TO SVA ARCHITECTS 
INC. AND IS FURNISHED IN CONFIDENCE FOR THE LIMITED PURPOSE OF 
EVALUATION, BIDDING OR REVIEW. THIS DOCUMENT OR ITS CONTENTS MAY 
NOT BE USED FOR ANY OTHER PURPOSE AND MAY NOT BE REPRODUCED OR 
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ARCHITECTS INC. ALL RIGHTS RESERVED, © COPYRIGHT 2018.
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ASPHALT SURFACE

FIRE APPARATUS ACCESS ROAD, SEE CIVIL 
DRAWINGS

PROPERTY LINE

SITE KEYNOTE
?

FIRE HOSE LAY FROM FIRE 
HYDRANT 

FHL400'

FIRE TRUCK LANE

EXISTING BUILDINGS TO REMAIN

EXISTING LANDSCAPE TO REMAIN

NOT IN CONTRACT/PROJECT. ITEM 
SHOWN FOR REFERENCE ONLY.

NICS1

S2 CHAIN LINK FENCE GATE WITH KNOX BOX, 
SEE DETAILS

S3 ASPHALT SURFACE, SEE CIVIL DRAWINGS

S4 EXISTING CHAIN LINK FENCE

S5A KNOX BOX- TYPE 1

EXISTING FIRE HYDRANT

S6 EXISTING BOLLARDS

KNOX BOX- TYPE 2- FOR EXISTING 
BOLLARDS

S7 EXISTING 12'-0 WIDE ROLLING CHAIN LINK 
FENCE GATE

S8 EXISTING SITE LIGHT POLE

S9 PEDESTRIAN CHAIN LINK FENCE 
GATE, TYP

S10 DRINKING FOUNTAIN

S11 EXISTING TRASH AREA

S12

S13 CONCRETE STEPS WITH HANDRAIL. NOT A 
MEANS OF EGRESS.

CHAIN LINK FENCE FOR FIRE ACCESS. 
NOT A MEANS OF EGRESS

S5B KNOX BOX - TYPE 2- ELECTRIFIED 

S5C

S2A CHAIN LINK FENCE, SEE DETAILS

S14 " NOT AN EXIT " SIGN SEE SHEET GEN-5 
FOR DETAILS

S15 5' WIDE CONCRETE PATH

10' - 0" 20' - 0"
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 0
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S2A
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A11.7

15
TYP

S14

S15

1. SEE GENERAL NOTES ON GEN-3 FOR ADDITIONAL INFORMATION.
2. SEE GENERAL NOTE 11 ON GEN-3 FOR MORE INFORMATION ON COORDINATING ALL DRAWINGS.
3. SEE GEN-4 FOR GENERAL ACCESSIBILITY INFORMATION.
4. SEE GEN-5 FOR MORE INFORMATION ON PROJECT SIGNAGE.
5. SEE A01.1 FOR TYPICAL APPLICABLE LFA DESIGN INFORMATION AND LFA SIGN OFF.
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SHEET NOTES
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Oakland Fire Department

Anita Tsui

Fire Protection Engineer

atsui@oaklandca.gov

510-238-3866

11/02/2020

OFD 2020-41903
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D13

D20

D14
D14 D14

D15D15

D16

TYP

D17

TYP

D18

D21

02 41 00.B

02 41 00.B

D14

02 41 00.E

02 41 00.E02 41 00.D

02 41 00.N

D14

02 41 00.P

02 41 00.P
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TYP

D9

02 41 00.S

1
2

' -
 0

"

VIF

50' - 0"

V
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D22
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.

1. DEMOLITION DRAWINGS PREPARED BY THE ARCHITECT ARE FOR A GENERAL 
DESCRIPTION OF EXISTING BUILDING COMPONENTS, ASSEMBLIES AND MATERIALS TO BE 
REMOVED. DEMOLITION CONTRACTOR IS RESPONSIBLE FOR VERIFYING ALL EXISTING 
CONDITION AND QUANTITIES.

2. DEMOLITION CONTRACTOR IS RESPONSIBLE FOR PROVIDING NECESSARY PERMITS 
REQUIRED BY FEDERAL, STATE AND LOCAL MUNICIPAL AGENCIES HAVING 
JURISDICTIONAL AUTHORITY OVER ANY ASPECT OF THE DEMOLITION SCOPE.

3. CONTRACTOR TO VERIFY ALL EXISTING CONDITIONS PRIOR TO DEMOLITION WORK.

4. DEMOLITION CONTRACTOR IS RESPONSIBLE FOR REMOVAL AND DISPOSAL OF ALL 
DEMOLISHED MATERIALS IN A MANNER COMPLIANT TO FEDERAL, STATE AND LOCAL 
MUNICIPAL REQUIREMENTS AND GUIDELINES.

5. DEMOLITION CONTRACTOR SHALL COORDINATE ALL WORK SCHEDULES WITH OWNER. IN 
NO CASE SHALL DEMOLITION WORK BE CONDUCTED DURING HOURS PROHIBITED BY 
LOCAL MUNICIPALITY.

6. PLANS ARE BASED ON EXISTING RECORD DRAWINGS AND VISUAL OBSERVATION. 
UNIDENTIFIED ITEMS SHALL BE BROUGHT TO THE ATTENTION OF THE OWNERS 
REPRESENTATIVE PRIOR TO REMOVAL.

7. CONTACT OWNER'S REPRESENTATIVE FOR LIST OF SALVAGEABLE ITEMS.

8. NOT DEMOLITION WORK SHALL BEGIN UNTIL PLANS INCLUDING DEMOLITION WORK HAVE 
BEEN APPROVED BY DSA.

9. CONTRACTOR TO COORDINATE DEMOLITION SCOPE OF PORTABLE WITH NEW WORK. 
CONTRACTOR TO DEMOLISH PORTIONS OF EXISTING PORTABLES AS REQUIRED TO 
INSTALL NEW WORK. CONTRACTO TO PREPARE SURFACE OF PORTABLE AS REQUIRED 
TO INSTALL NEW WORK.

10. NOT USED.

11. NOT USED

12. ALSO REFERENCE CIVIL AND ELECTRICAL DRAWINGS FOR ADDITIONAL COORDINATION 
OF ITEMS TO BE REMOVED OR PROTECTED IN PLACE. REVIEW NEW WORK TO CAPTURE 
ANY ADDITIONAL REQUIRED DEMOLITION WORK.

THIS DOCUMENT CONTAINS INFORMATION PROPRIETARY TO SVA ARCHITECTS 
INC. AND IS FURNISHED IN CONFIDENCE FOR THE LIMITED PURPOSE OF 
EVALUATION, BIDDING OR REVIEW. THIS DOCUMENT OR ITS CONTENTS MAY 
NOT BE USED FOR ANY OTHER PURPOSE AND MAY NOT BE REPRODUCED OR 
DISCLOSED TO OTHERS WITHOUT THE PRIOR WRITTEN CONSENT OF SVA 
ARCHITECTS INC. ALL RIGHTS RESERVED, © COPYRIGHT 2018.
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1" = 20'-0" 1SITE PLAN- INTERIM HOUSING - DEMO

PNPN

D13 REMOVE PORTION OF ASPHALT SURFACE AND PAVERS AS
REQUIRED TO TRENCH FOR NEW WORK. PATCH ADJACENT
AREAS TO MATCH EXISTING, SED.

D14 REMOVE EXISTING PEDESTRIAN GATE IN EXISTING CHAIN LINK
FENCE SYSTEM, PREP FOR WORK.

D15 REMOVE PORTION OF EXISTING CHAIN LINK FENCE SYSTEM.
PREP FOR NEW WORK. COORDINATE WITH REQUIREMENTS FOR
NEW GATE SYSTEM BEFORE REMOVAL.

D16 EXISTING PARTIAL HEIGHT CONCRETE RETAINING WALL WITH
PAINTED EXTERIOR GRADE PLYWOOD OVER 1X6 PT VERTICAL
BOARDS, WOOD STRUCTURE AND
CHAIN LINK FENCE.  REPLACE PORTION OF FALLEN OF PLYWOOD
BOARDS AND/OR DRY-ROTTED WOODEN COMPONENTS AS
REQUIRED. FINISH TO MATCH EXISTING.

D17 TYPICAL BUILDING PAD FOR PORTABLES, SCD

D18 TYPICAL PAD AS REQUIRED FOR RAMPS, SAD, SCD

D20 REMOVE EXISTING STOREFRONT TOP GLASS PANE AS
REQUIRED FOR CONDUIT TO PASS THROUGH. SED, SCD.
CAREFULLY REMOVED GLASS PANE AND SALVAGE GLASS PANE
FOR DISTRICT.

D21 REMOVE PORTION OF EXISTING CONCRETE AND STEEL STUD
WALLS AS REQUIRED FOR NEW CEILING MOUNTED ELEC
CONDUITS, SED, SCD

D22 REMOVE PORTION OF EXISTING DEFORMED ASPHALT
PEDESTRIAN SURFACE. PATCH TO MATCH EXISTING. SLOPE TO
BE 5% MAX MAIN SLOPE WITH 2% MAX CROSS SLOPE.

D23 REMOVE PORTION IF EXISTING LANDSCAPING AS REQUIRED FOR
NEW WORK. SEE SITE PLAN FOR MORE INFORMAITON.

D24 REMOVE PORTION OF FENCE AS REQUIRED FOR NEW WORK.
SEE DRAWINGS FOR MORE INFO.

02 41 00.B EXISTING ELECTRICAL AND OR IDF ROOM, SED FOR NEW WORK

02 41 00.D EXISTING ACCESSIBLE CONCRETE SURFACE WALKWAY

02 41 00.E EXISTING FIRE HYDRANT

02 41 00.N EXISTING ACCESSIBLE ASHPALT SURFACE WALKWAY

02 41 00.P EXISTING CHAINLINK FENCE, TYP

02 41 00.Q EXISTING 4" OD CHAIN LINK FENCE POST, TYP, VIF

02 41 00.S EXISTING EXTERIOR LIGHT FIXTURE TO BE REMOVED TO
FACILITATE MOBILE MODULAR DELIVERY TRUCK ACCESS AND
TO BE REINSTALLED. CONTRACTOR TO COORDINARE
REQUIREMENTS WITH DISTRICT.

D1 REMOVE EXISTING TENNIS COURT LIGHT POLES AND PEDESTAL
( 7 COUNT, VIF), SED FOR SCOPE OF WORK. PREP SURFACE FOR
NEW WORK- SCD, SED

D2 REMOVE EXISTING CHAIN LINK FENCE WING WALL ( 10 COUNT,
VIF), PREP SURFACE FOR NEW WORK

D4 REMOVE EXISTING TENNIS COURT SURFACE AS REQUIRED FOR
NEW WORK, SCD

D5 PRUNE EXISTING LANDSCAPING AND WILLOW TREES (VERIFY
SPECIE IN FIELD) AS REQUIRED TO CLEAR ACCESSIBLE PATH OF
TRAVEL. COORDINATE PRUNNING REQUIREMENTS WITH
DISTRICT.

D6 REMOVE EXISTING LANDSCAPING AS REQUIRED FOR NEW
WORK. PREP AND/OR PATCH SURFACE FOR NEW WORK, SCD

D7 REMOVE/MODIFY PORTION OF EXISTING LANDSCAPING  AS
REQUIRED FOR NEW WORK. SCD, SED

D9 PRUNE EXISTING TREES (VERIFY SPECIE IN FIELD) AS REQUIRED
TO CLEAR TENNIS COURTS. COORDINATE PRUNNING
REQUIREMENTS WITH DISTRICT AND WITH THE CITY OF
OAKLAND IF REQUIRED. CONTRACTOR RESPONSIBLE FOR ANY
REQUIRED PERMIT.
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PATH OF TRAVEL
PATH OF TRAVEL (P.O.T) AS INDICATED MEETS THE FOLLOWING 
REQUIREMENTS:
1.  IS A BARRIER-FREE ACCESSIBLE ROUTE WITHOUT ANY ABRUPT LEVEL
CHANGES EXCEEDING 1/2" BEVELED AT A SLOPE NOT STEEPER THAN 1:2
EXCEPT THAT LEVEL CHANGES ARE 1/4" MAX VERTICAL & IS AT LEAST 48" 
WIDE. 
2. SURFACE SHALL BE STABLE, FIRM AND SLIP RESISTAN.

3. CLOSS-SLOPE SHALL NOT BE STEEPER THAN 1:48 AND RUNNING SLOPE 
SHALL NOT BE STEEPER THAN 1:20 UNLESS OTHERWISE INDICATED (SEC 
11B-403.3)
4. P.O.T. SHALL BE MAINTAINED FREE OF OVERHANGING OBSTRUCTIONS TO 
80" MINIMUM (SECTION 11B-307.4) AND PROTURDING OBJECTS GREATER THAN 
4"
PROJECTION FROM WALL SURFACE BETWEEN 27" AND 80" ABOVE FINISH 
FLOOR
OR GROUND (SECTION 11B-307.2)
5. PROVIDE FLUSH TRANSITIONS AT ANY ADJOINING JOINTS BETWEEN 
DIFFERENT WALK SURFACES IN P.O.T.

LIMITS OF WORK FOR THIS PROJECT

DESIGN PROFESSIONAL IN GENERAL RESPONSIBLE CHARGE STATEMENT:
THE P.O.T. IDENTIFIED IN THESE CONSTRUCTION DOCUMENTS IN COMPLIANT 
WITH THE CURRENT APPLICABLE CALIFORNIA BUILDING CODE ACCESIBILITY 
PROVISIONS FOR PATH OF TRAVEL REQUIREMENTS FOR ALTERATIONS, 

ADDITIONS AND STRUCTURAL REPAIRS. AS PART OF THE DESIGN OF THIS 
PROJECT, THE POT WAS EXAMINED AND ANY ELEMENTS, COMPONENTS OR 
PORTIONS OF THE P.O.T. THAT WERE DETERMINED TO BE NONCOMPLIANT 1) 
HAVE BEEN IDENTIFIED AND 2) THE CORRECIVE WORK NECESSARY TO BRING 
THEM INTO COMPLIANCE HAS BEEN INCLUDED WITHIN THE SCOPE OF THIS 
PROJECT'S WORK THROUGH DETAILS, DRAWIGNS AND SPECIFICATIONS 
INCORPORATED INTO THESE CONSTRUCTION DOCUMENTS. ANY 
NONCOMPLIANT ELEMENTS, COMPONENTS OR PORTIONS OF THE POT THAT 
WILL NOT BE CORRECTED BY THIS PROJECT BASED UPON THE VALUATION 
THRESHOLD OR A FINDING OF UNREASONABLE HARDSHIP ARE SO INDICATED IN 
THESE CONSTRUCTION DOCUMENTS.

DURING CONSTRUCTION, IF P.O.T. ITEMS WITHIN THE SCOPE OF THE PROJECT 
REPRESENTED AS CODE COMPLIANT ARE FOUND TO BE NONCONFORMING 
BEYOND REASONABLE CONSTRUCTION TOLERANCES, THEY SHALL BE GROUGH 
INTO COMPLIANCE WITH THE CBC AS PART OF THIS PROJECT BY MEANS OF A 
CONSTRUCTION CHANGE DOCUMENT.

EXISTING BUILDINGS

PROPERTY LINE

R6

R8 R7
R5R10 R9

10' - 0"

GROUP A- 6300 SF

G
R

O
U

P
 C

-
3
6
0
0
 S

F

GROUP B- 3600 SF 

GROUP D- 3600 SF

R1

R3 R4

20' - 0"

R2

GROUP E- 1200 SF

GATE SYSTEM, VIF

50' - 10 1/2" CHAINK LINK FENCE

(E) ART CENTER

(E) BEST CENTER

(E) BUILDING B

EXIT

XX

A11.1

3

13' - 2"

23' - 0"

25' - 2"

32 00 00.B

32 00 00.K

32 00 00.J

32 00 00.K

32 00 00.K

-

TYP

06 20 00.A

TYP

06 20 00.A

TYP

06 20 00.A

06 20 00.A

TYP

06 20 00.A

22 00 00.B

10 00 00.A

10 00 00.A

A11.7
9

-

-

32 00 00.K

32 00 00.L

02 41 00.G

32 00 00.K

02 41 00.G

32 00 00.F

02 41 00.I

02 41 00.O

08 00 00.A

.32 00 00.M

2
0

' -
 0

"

3
2
 0

0
 0

0
.N

03 31 00.C
09 96 70.A

09 96 70.B

TYP

06 20 00.ATYPE A

TYPE A

TYPE B

TYPE B

TYPE B

22 00 00.C22 00 00.C

02 41 00.S

32 00 00.E

34' - 1 1/2"

(E) 307' - 6 1/2"  VIF

09 96 20.A

A11.7

14

A11.7
15

TYP

32 00 00.G

V
IF

2
3

' -
 8

"

5' - 0"

1. SEE GENERAL NOTES ON GEN-3 FOR ADDITIONAL INFORMATION.
2. SEE GENERAL NOTE 11 ON GEN-3 FOR MORE INFORMATION ON COORDINATING ALL DRAWINGS.
3. SEE GEN-4 FOR GENERAL ACCESSIBILITY INFORMATION.
4. SEE GEN-5 FOR MORE INFORMATION ON PROJECT SIGNAGE.
5. SEE A01.1 FOR TYPICAL APPLICABLE LFA DESIGN INFORMATION AND LFA SIGN OFF.

OCC.

ALLOWABLE

AREA PER

TABLE 506.2
(At)

9,000 SF

ALLOWABLE AREA CALCULATION

FIRE-RESISTIVE REQUIREMENTS

RATINGELEMENT

BEARING WALLS - EXTERIOR

PER CBC TABLE 601

NOTES

BEARING WALLS - INTERIOR

NON-BEARING WALLS - EXTERIOR

STRUCTURAL FRAME

NON-BEARING WALLS - INTERIOR

ROOF/CEILING ASSEMBLIES

ROOFING

0 HR

CLASS B

BUILDING 

HEIGHT

~13'-0" 

FIRE 

SPRINKLE-
RED? ***

NS

PORTABLE 

GROUPING

GROUP A

GROUP B

GROUP C

GROUP D

GROUP E

B

ACUTAL 

AREA****

6,300 SF

3,600 SF

3,600 SF

3,600 SF

1,200 SF

0 HR

0 HR

0 HR

0 HR

0 HR

PORTABLE 

LABELS

R1

R2

R3

R4

R5

R6

R7

R8

R9

R10

FUNCTION

LOCKER ROOM

(NO PLUMBING UTILTIES)

LOCKER ROOM

(NO PLUMBING UTILTIES)

OFFICES/ MEETING AREA

CLASSROOM

CLASSROOM

CLASSROOM

RESTROOM

RESTROOM

B

B

B

B

NS

NS

NS

NS

NS

NS

NS

NS

NS

CONST. 

TYPE

V-B

V-B

V-B

V-B

V-B

V-B

V-B

V-B

V-B

V-B

ASSIGNED PC 

DRAWINGS PKG**

PC 1a-  # 02-106737*

PC 2-  # 02-106215

PC 3- # 02-107401

PC 4- # 02-104636

PC 5- # 04-100277

PC 6- # 02-106185 

PC 7- # 04-118031

PC 7- # 04-118031

~13'-0" 

~13'-0" 

~13'-0" 

~13'-0" 

~13'-0" 

~13'-0" 

~13'-0" 

~15'-0" 

~15'-0" 

MFR

PORTABLE 

BLDG 

SERIAL 
NUMBER

AMERICAN 
MODULAR

353 A,B,C,D

AMERICAN 
MODULAR

350 A,B,C,D

AMERICAN 
MODULAR

456A,B,C

AMERICAN 
MODULAR

457A,B,C

ENVIRONPLEX 7844, -45, 
-46

AMERICAN 
MODULAR

187A,B,C

AMERICAN 
MODULAR

549A,B,C

AMERICAN 
MODULAR

514A,B,C

SILVER 
CREEK

14560

SILVER 
CREEK

14558

(PC 1b-  # 02-106184 for ref)

PC 1a-  # 02-106737*
(PC 1b-  # 02-106184 for ref)

*BOTH PC1a- #02-106373  and PC1b-#02-106184 are based on PC 04-104917, therefore the details are the same in both packages. Due to the 
illegibility of the available existing PC 02-106373 drawings, PC1b is provided for cross reference purposes only. Relocatable buildings R1 and R2 , 
even though the PC drawings provided herewith are illegible, will be based on the drawings and verified reports for PC1a. 

**ALTERATION PCs- FOR ALTERATION TO RELOCATABLE BUILDINGS, SEE PC9- #04-117462  and PC10-#04-114454  

PC 2-  # 02-106215

OFFICES/ MEETING AREA

OFFICES/ MEETING AREA

9,000 SF

9,000 SF

9,000 SF

9,000 SF

*** BUILDINGS ARE NOT FIRE SPRINKLERED AS  THE 2019 CBC 903.2 DOES NOT REQUIRE FIRE SPRINKLERS IN B OCCPANCY. ALSO, 
AREA INCREASES ARE NOT USED FOR THE BUILDINGS.

SHEET REF.

1/A10.1, 1/A11.1

2/A10.1, 1/A11.2

1/A10.3, 1/A11.3

2/A10.3, 1/A11.3

1/A10.3, 1/A11.4

2/A10.3, 1/A11.4

2/A11.4

2/A11.4

**** AREA INCREASES ARE NOT UTILIZED FOR THIS PROJECT.

THIS DOCUMENT CONTAINS INFORMATION PROPRIETARY TO SVA ARCHITECTS 
INC. AND IS FURNISHED IN CONFIDENCE FOR THE LIMITED PURPOSE OF 
EVALUATION, BIDDING OR REVIEW. THIS DOCUMENT OR ITS CONTENTS MAY 
NOT BE USED FOR ANY OTHER PURPOSE AND MAY NOT BE REPRODUCED OR 
DISCLOSED TO OTHERS WITHOUT THE PRIOR WRITTEN CONSENT OF SVA 
ARCHITECTS INC. ALL RIGHTS RESERVED, © COPYRIGHT 2018.

SCALE:

SHEET TITLE:

2030 FRANKLIN ST, #210                            OAKLAND, CA 94612

T 510.267.3180                          WWW.SVA-ARCHITECTS.COM

NUMBER:

REVISIONS:

O
W

N
E

R
:

P
R

O
J
E

C
T

 N
A

M
E

:

C
L

IE
N

T
 A

D
D

R
E

S
S

:

SHEET

DATE ISSUED:

PROJECT NO:

As indicated

6/5/2020

A01.3

SITE PLAN -
INTERIM
HOUSING

2020-40124

P
E

R
A

L
T

A
 C

O
M

M
U

N
IT

Y
 C

O
L

L
E

G
E

D
IS

T
R

IC
T

L
A

N
E

Y
 C

O
L

L
E

G
E

 L
O

C
K

E
R

 R
O

O
M

IN
T

E
R

IM
 H

O
U

S
IN

G
9
0
0
 F

A
L

L
O

N
 S

T
, 
O

A
K

L
A

N
D

, 
C

A
 9

4
6
0
7

D
S

A
 S

U
B

M
IT

T
A

L

SITE PLAN LEGEND - DSA

1" = 20'-0" 1SITE PLAN- INTERIM HOUSING (BASE BID)

PN

22 00 00.C SHOWER TRAILERS ARE NIC. SEE CIVIL AND ELECTRICAL
DRAWINGS FOR WATER, SEWER AND ELECTRICAL SCOPE OF
WORK IN CONTRACT. CONTRACTOR TO COORDINATE WITH
DISTRICT PER REQUIREMENTS FOR CONNECTING THE NIC
SHOWER TRAILERS TO THE SANITARY SEWER SYSTEM.

32 00 00.B EXTERIOR DRINKING FOUNTAING WITH BOTTLE FILLER
INSTALLED ON CONCRETE PAD. SEE CIVIL DRAWINGS AND SITE
DETAILS SHEETS. 8" THICK CONCRETE PAD- 3000 PSI NORMAL
WEIGHT CONCRETE, #5 TRANSVERSE REBAR @ 18" O.C EACH
WAY. SEE 1/A11.8.

32 00 00.E PATCH ASPHALT SURFACE TO MATCH EXISTING. SLOPE TO BE
5% MAX MAIN SLOPE WITH 2% MAX CROSS SLOPE.

32 00 00.F PATCH EXISTING ASPHALT AND PAVERS AS REQUIRED TO
MATCH EXISTING.

32 00 00.G GATE, CONCRETE STEPS AND RAILINGS FOR FIRE ACCESS. NOT
A MEANS OF EGRESS. SEE 14,15/A11.7 FOR MORE INFO.

32 00 00.J CHAIN LINK GATE AND FENCE WITH WHEELS, LOCKABLE LATCH,
KNOX BOX AND ACCESSORIES REQUIRED FOR COMPLETE
INSTALLATION, SEE 1,9/A11.7  AND SPECS

32 00 00.K NEW CHAIN LINK FENCE PEDESTRIAN GATE WITH PANIC
HARDWARE IN EXISTING CHAIN LINK FENCE, SEE 3, 11/A11.7 AND
SPECS

32 00 00.L MODIFY PORTION OF EXISTING CHAINLINK FENCE AS REQUIRED
FOR NEW WORK, SEE 4/A11.7 AND SPECS.

32 00 00.M REPLACE PORTION OF EXISTING VANDALIZED VINYL COVERED
CHAIN LINK FENCE FABRIC, APPROXIMATE AREA - 20'X20', VIF

32 00 00.N REPLACE PORTION OF EXISTING VANDALIZED CHAIN LINK
FENCE PRIVACY SPATS TO MATCH EXISTING , APPROXIMATE
AREA- 20'X30', VIF

02 41 00.G EXISTING ELECTRICAL EQUIPMENT, SED

02 41 00.I EXISTING ELECTRICAL PULLBOX, SED

02 41 00.O EXISTING CONCRETE SURFACE TO REMAIN, PROTECT IN PLACE

02 41 00.S EXISTING EXTERIOR LIGHT FIXTURE TO BE REMOVED TO
FACILITATE MOBILE MODULAR DELIVERY TRUCK ACCESS AND
TO BE REINSTALLED. CONTRACTOR TO COORDINARE
REQUIREMENTS WITH DISTRICT.

03 31 00.C PATCH EXISTING CONCRETE WALLS AS REQUIRED FOR NEW
WORK. PAINT TO MATCH ADJACENT SURFACE IF REQUIRED.

06 20 00.A TYPICAL CLOSURE PANEL LOCATED WHERE PORTABLES ABUT
CLOSELY TO EXISTING PERIMETER FENCING OR INBETWEEN
CLOSELY LOCATED PORTABLES, SEE PLAN FOR LOCATION, SEE
10/A11.7

08 00 00.A PATCH EXISTING STOREFRONT TOP PANE/PANELS AS
REQUIRED FOR CONDUIT TO PASS THROUGH. SEE ELECTRICAL
DRAWINGS FOR INFORMATION ON CONDUITS. PROVIDE
PREFINISHED INFILL ALUMINUM INSULATED PANEL PAINTED FOR
EXISTING STOREFRONT SYSTEM  WITH REQUIRED SEALANTS,
ESCUTCHEON COVERS, SEALS, HARDWARE AND ACCESSORIES
AS REQUIRED FOR INSTALLATION. COLOR TO MATCH EXISTING
STOREFRONT.

09 96 20.A REPAINT BOTH SIDES OF EXISTING WOOD FRAMED FENCE
SYSTEM INCLUDING PLYWOOD BOARDS FENCE PANELS ( 10TH
STREET AND TENNIS COURTS SIDES)  WITH GRAFFIT RESISTANT
PAINT FINISH WITH COLOR TO MATCH EXISTING.

09 96 70.A PAINT TO MATCH EXISTING ADJACENT CONDUIT SYSTEM- OFF
WHITE, VIF.

09 96 70.B PAINT TO MATCH EXISTING ADJACENT CONCRETE SURFACE, VIF

10 00 00.A SITE SIGNAGE, SEE DETAILS AND SCHEDULE

22 00 00.B ELKAY OUTDOOR EZH2O BOTTLE FILLING STATION
LK4430BF1UFRKYLW, OR EQ. PROVIDE WORK REQUIRED FOR
FULL INSTALLATION OF DRINKING FOUNTAIN. SEE 1/A11.8.
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RESTROOM DOOR SIGNAGE - WOMEN 2/GEN-4

RESTROOM DOOR SIGNAGE - MEN 3/GEN-4

C RESTROOM DOOR SIGNAGE - UNISEX 4/GEN-4

D ASSISTIVE LISTENING SIGN 14/GEN-4

E

F RESTROOM SIGN - WOMEN 6/GEN-4

G RESTROOM SIGN - MEN 7/GEN-4

H RESTROOM SIGN - UNISEX 8/GEN-4

J

K

L TACTILE ROOM IDENTIFICATION SIGN 11/GEN-4

M OCCUPANT LOAD SIGN 15/GEN-4

N TACTILE EXIT ACCESS SIGN 20/GEN-4

O

P POSTING SIGN 10/GEN-4

Q

R

S

DESTINATION SIGN 19/GEN-4

T

U

V

DESCRIPTION SHT.NO.

X

PHOTOLUMINESCENT EXIT SIGN 1 12/GEN-4

PHOTOLUMINESCENT EXIT SIGN 2 12/GEN-4

PHOTOLUMINESCENT EXIT SIGN 3 12/GEN-4

PHOTOLUMINESCENT EXIT SIGN 4 12/GEN-4

NOT AN EXIT SIGN 15/GEN-4

1. SEE GENERAL NOTES ON GEN-3 FOR ADDITIONAL INFORMATION.
2. SEE GENERAL NOTE 11 ON GEN-3 FOR MORE INFORMATION ON COORDINATING ALL DRAWINGS.
3. SEE GEN-4 FOR GENERAL ACCESSIBILITY INFORMATION.
4. SEE GEN-5 FOR MORE INFORMATION ON PROJECT SIGNAGE.
5. SEE A01.1 FOR TYPICAL APPLICABLE LFA DESIGN INFORMATION AND LFA SIGN OFF.

EXISTING BUILDINGS TO REMAIN

EXISTING LANDSCAPE TO REMAIN

FIRE APPARATUS ACCESS ROAD, SEE CIVIL 
DRAWINGS

ACCESSIBLE PATH OF TRAVEL AS 
REQUIRED BY SCOPE OF WORK
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PHOTOLUMINESCENT 
SIGN TAG
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WIDTH FACTOR

MIN WIDTH 
REQUIRED

WIDTH PROVIDE

SIGNAGE TAG
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REMOVE PORTION OF EXTERIOR 
WALL FOR EXTERIOR DOOR 
INSTALLATION AT R4 ONLY.

REMOVE INTERIOR 
PARTITION WALL, SINK, 
CASEWORK.

REMOVE RAMP AND EXTERIOR 
DOORREMOVE EXTERIOR WINDOW

REMOVE PORTION OF EXTERIOR 
WALL FOR EXTERIOR DOOR 
INSTALLATION AT R4 ONLY.

REMOVE INTERIOR PARTITION 
AND DOOR

REMOVE EXTERIOR WINDOW, 
RAMP AND EXTERIOR DOOR

REMOVE PORTION 
OF EXTERIOR WALL 
FOR EXTERIOR 
DOOR INSTALLATION 
AT R3 ONLY.

REMOVE PORTION OF EXTERIOR 
WALL FOR WINDOW 
INSTALLATION

REMOVE PORTION OF EXTERIOR 
WALL FOR WINDOW 
INSTALLATION

REMOVE CASEWORK, SINK, 
RESTROOM PLUMBING, 
RESTROOM FINISHES, 
PARTITION WALLS AND DOORS .

REMOVE EXTERIOR WINDOW, 
RAMP AND EXTERIOR DOOR

REMOVE PORTION OF EXTERIOR 
WALL FOR EXTERIOR DOOR AND 
WINDOW INSTALLATION.

1. DEMOLITION DRAWINGS PREPARED BY THE ARCHITECT ARE FOR A GENERAL 
DESCRIPTION OF EXISTING BUILDING COMPONENTS, ASSEMBLIES AND MATERIALS TO BE 
REMOVED. DEMOLITION CONTRACTOR IS RESPONSIBLE FOR VERIFYING ALL EXISTING 
CONDITION AND QUANTITIES.

2. DEMOLITION CONTRACTOR IS RESPONSIBLE FOR PROVIDING NECESSARY PERMITS 
REQUIRED BY FEDERAL, STATE AND LOCAL MUNICIPAL AGENCIES HAVING 
JURISDICTIONAL AUTHORITY OVER ANY ASPECT OF THE DEMOLITION SCOPE.

3. CONTRACTOR TO VERIFY ALL EXISTING CONDITIONS PRIOR TO DEMOLITION WORK.

4. DEMOLITION CONTRACTOR IS RESPONSIBLE FOR REMOVAL AND DISPOSAL OF ALL 
DEMOLISHED MATERIALS IN A MANNER COMPLIANT TO FEDERAL, STATE AND LOCAL 
MUNICIPAL REQUIREMENTS AND GUIDELINES.

5. DEMOLITION CONTRACTOR SHALL COORDINATE ALL WORK SCHEDULES WITH OWNER. IN 
NO CASE SHALL DEMOLITION WORK BE CONDUCTED DURING HOURS PROHIBITED BY 
LOCAL MUNICIPALITY.

6. PLANS ARE BASED ON EXISTING RECORD DRAWINGS AND VISUAL OBSERVATION. 
UNIDENTIFIED ITEMS SHALL BE BROUGHT TO THE ATTENTION OF THE OWNERS 
REPRESENTATIVE PRIOR TO REMOVAL.

7. CONTACT OWNER'S REPRESENTATIVE FOR LIST OF SALVAGEABLE ITEMS.

8. NOT DEMOLITION WORK SHALL BEGIN UNTIL PLANS INCLUDING DEMOLITION WORK HAVE 
BEEN APPROVED BY DSA.

9. CONTRACTOR TO COORDINATE DEMOLITION SCOPE OF PORTABLE WITH NEW WORK. 
CONTRACTOR TO DEMOLISH PORTIONS OF EXISTING PORTABLES AS REQUIRED TO 
INSTALL NEW WORK. CONTRACTO TO PREPARE SURFACE OF PORTABLE AS REQUIRED 
TO INSTALL NEW WORK.

10. NOT USED.

11. NOT USED

12. ALSO REFERENCE CIVIL AND ELECTRICAL DRAWINGS FOR ADDITIONAL COORDINATION 
OF ITEMS TO BE REMOVED OR PROTECTED IN PLACE. REVIEW NEW WORK TO CAPTURE 
ANY ADDITIONAL REQUIRED DEMOLITION WORK.

THIS DOCUMENT CONTAINS INFORMATION PROPRIETARY TO SVA ARCHITECTS 
INC. AND IS FURNISHED IN CONFIDENCE FOR THE LIMITED PURPOSE OF 
EVALUATION, BIDDING OR REVIEW. THIS DOCUMENT OR ITS CONTENTS MAY 
NOT BE USED FOR ANY OTHER PURPOSE AND MAY NOT BE REPRODUCED OR 
DISCLOSED TO OTHERS WITHOUT THE PRIOR WRITTEN CONSENT OF SVA 
ARCHITECTS INC. ALL RIGHTS RESERVED, © COPYRIGHT 2018.
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1. DEMOLITION DRAWINGS PREPARED BY THE ARCHITECT ARE FOR A GENERAL 
DESCRIPTION OF EXISTING BUILDING COMPONENTS, ASSEMBLIES AND MATERIALS TO BE 
REMOVED. DEMOLITION CONTRACTOR IS RESPONSIBLE FOR VERIFYING ALL EXISTING 
CONDITION AND QUANTITIES.

2. DEMOLITION CONTRACTOR IS RESPONSIBLE FOR PROVIDING NECESSARY PERMITS 
REQUIRED BY FEDERAL, STATE AND LOCAL MUNICIPAL AGENCIES HAVING 
JURISDICTIONAL AUTHORITY OVER ANY ASPECT OF THE DEMOLITION SCOPE.

3. CONTRACTOR TO VERIFY ALL EXISTING CONDITIONS PRIOR TO DEMOLITION WORK.

4. DEMOLITION CONTRACTOR IS RESPONSIBLE FOR REMOVAL AND DISPOSAL OF ALL 
DEMOLISHED MATERIALS IN A MANNER COMPLIANT TO FEDERAL, STATE AND LOCAL 
MUNICIPAL REQUIREMENTS AND GUIDELINES.

5. DEMOLITION CONTRACTOR SHALL COORDINATE ALL WORK SCHEDULES WITH OWNER. IN 
NO CASE SHALL DEMOLITION WORK BE CONDUCTED DURING HOURS PROHIBITED BY 
LOCAL MUNICIPALITY.

6. PLANS ARE BASED ON EXISTING RECORD DRAWINGS AND VISUAL OBSERVATION. 
UNIDENTIFIED ITEMS SHALL BE BROUGHT TO THE ATTENTION OF THE OWNERS 
REPRESENTATIVE PRIOR TO REMOVAL.

7. CONTACT OWNER'S REPRESENTATIVE FOR LIST OF SALVAGEABLE ITEMS.

8. NOT DEMOLITION WORK SHALL BEGIN UNTIL PLANS INCLUDING DEMOLITION WORK HAVE 
BEEN APPROVED BY DSA.

9. CONTRACTOR TO COORDINATE DEMOLITION SCOPE OF PORTABLE WITH NEW WORK. 
CONTRACTOR TO DEMOLISH PORTIONS OF EXISTING PORTABLES AS REQUIRED TO 
INSTALL NEW WORK. CONTRACTO TO PREPARE SURFACE OF PORTABLE AS REQUIRED 
TO INSTALL NEW WORK.

10. NOT USED.

11. NOT USED

12. ALSO REFERENCE CIVIL AND ELECTRICAL DRAWINGS FOR ADDITIONAL COORDINATION 
OF ITEMS TO BE REMOVED OR PROTECTED IN PLACE. REVIEW NEW WORK TO CAPTURE 
ANY ADDITIONAL REQUIRED DEMOLITION WORK.

REMOVE INTERIOR PARTITION 
AND DOOR

REMOVE PORTION OF EXTERIOR 
WALL FOR EXTERIOR DOOR 
INSTALLATION .

REMOVE PORTION OF EXTERIOR 
WALL FOR WINDOW 
INSTALLATION

REMOVE RESTROOM PLUMBING, 
RESTROOM FINISHES, 
PARTITION WALLS AND DOORS.

REMOVE EXTERIOR WINDOW, 
RAMP AND EXTERIOR DOOR

REMOVE PORTION OF EXTERIOR 
WALL FOR EXTERIOR DOOR 
INSTALLATION .

REMOVE PORTION OF EXTERIOR 
WALL FOR WINDOW 
INSTALLATION

REMOVE CASEWORK AND 
ASSOCIATED PLUMBING

REMOVE EXTERIOR WINDOWS, 
RAMP AND EXTERIOR DOOR.

REMOVE CASEWORK AND 
ASSOCIATED PLUMBING

THIS DOCUMENT CONTAINS INFORMATION PROPRIETARY TO SVA ARCHITECTS 
INC. AND IS FURNISHED IN CONFIDENCE FOR THE LIMITED PURPOSE OF 
EVALUATION, BIDDING OR REVIEW. THIS DOCUMENT OR ITS CONTENTS MAY 
NOT BE USED FOR ANY OTHER PURPOSE AND MAY NOT BE REPRODUCED OR 
DISCLOSED TO OTHERS WITHOUT THE PRIOR WRITTEN CONSENT OF SVA 
ARCHITECTS INC. ALL RIGHTS RESERVED, © COPYRIGHT 2018.
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REMOVE PORTION OF EXTERIOR 
WALL FOR EXTERIOR DOOR 
INSTALLATION .

REMOVE CASEWORK AND 
ASSOCIATED PLUMBING

REMOVE EXTERIOR WINDOWS,  
AND EXTERIOR DOOR. REMOVE 
PORTION OF EXTERIOR WALL 
FOR WINDOW INSTALLATION.

REMOVE EXTERIOR WINDOWS.

REMOVE CASEWORK

REMOVE PORTION OF EXTERIOR 
WALL FOR EXTERIOR DOOR  
INSTALLATION .

REMOVE PORTION OF EXTERIOR 
WALL FOR WINDOW 
INSTALLATION

REMOVE EXTERIOR DOOR.

1. DEMOLITION DRAWINGS PREPARED BY THE ARCHITECT ARE FOR A GENERAL 
DESCRIPTION OF EXISTING BUILDING COMPONENTS, ASSEMBLIES AND MATERIALS TO BE 
REMOVED. DEMOLITION CONTRACTOR IS RESPONSIBLE FOR VERIFYING ALL EXISTING 
CONDITION AND QUANTITIES.

2. DEMOLITION CONTRACTOR IS RESPONSIBLE FOR PROVIDING NECESSARY PERMITS 
REQUIRED BY FEDERAL, STATE AND LOCAL MUNICIPAL AGENCIES HAVING 
JURISDICTIONAL AUTHORITY OVER ANY ASPECT OF THE DEMOLITION SCOPE.

3. CONTRACTOR TO VERIFY ALL EXISTING CONDITIONS PRIOR TO DEMOLITION WORK.

4. DEMOLITION CONTRACTOR IS RESPONSIBLE FOR REMOVAL AND DISPOSAL OF ALL 
DEMOLISHED MATERIALS IN A MANNER COMPLIANT TO FEDERAL, STATE AND LOCAL 
MUNICIPAL REQUIREMENTS AND GUIDELINES.

5. DEMOLITION CONTRACTOR SHALL COORDINATE ALL WORK SCHEDULES WITH OWNER. IN 
NO CASE SHALL DEMOLITION WORK BE CONDUCTED DURING HOURS PROHIBITED BY 
LOCAL MUNICIPALITY.

6. PLANS ARE BASED ON EXISTING RECORD DRAWINGS AND VISUAL OBSERVATION. 
UNIDENTIFIED ITEMS SHALL BE BROUGHT TO THE ATTENTION OF THE OWNERS 
REPRESENTATIVE PRIOR TO REMOVAL.

7. CONTACT OWNER'S REPRESENTATIVE FOR LIST OF SALVAGEABLE ITEMS.

8. NOT DEMOLITION WORK SHALL BEGIN UNTIL PLANS INCLUDING DEMOLITION WORK HAVE 
BEEN APPROVED BY DSA.

9. CONTRACTOR TO COORDINATE DEMOLITION SCOPE OF PORTABLE WITH NEW WORK. 
CONTRACTOR TO DEMOLISH PORTIONS OF EXISTING PORTABLES AS REQUIRED TO 
INSTALL NEW WORK. CONTRACTO TO PREPARE SURFACE OF PORTABLE AS REQUIRED 
TO INSTALL NEW WORK.

10. NOT USED.

11. NOT USED

12. ALSO REFERENCE CIVIL AND ELECTRICAL DRAWINGS FOR ADDITIONAL COORDINATION 
OF ITEMS TO BE REMOVED OR PROTECTED IN PLACE. REVIEW NEW WORK TO CAPTURE 
ANY ADDITIONAL REQUIRED DEMOLITION WORK.

THIS DOCUMENT CONTAINS INFORMATION PROPRIETARY TO SVA ARCHITECTS 
INC. AND IS FURNISHED IN CONFIDENCE FOR THE LIMITED PURPOSE OF 
EVALUATION, BIDDING OR REVIEW. THIS DOCUMENT OR ITS CONTENTS MAY 
NOT BE USED FOR ANY OTHER PURPOSE AND MAY NOT BE REPRODUCED OR 
DISCLOSED TO OTHERS WITHOUT THE PRIOR WRITTEN CONSENT OF SVA 
ARCHITECTS INC. ALL RIGHTS RESERVED, © COPYRIGHT 2018.
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LOCKER

RM- W

R2-1

1692 SF

R1

R26

R27

OFFICE

R2-2

100 SF
R28

R16

R12

TYP

06 00 00.A

TYP

06 00 00.B

TYP

06 00 00.C

R18

18' - 8"

1
' 
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4
"

10 11 00.A

TYP

4' - 0"
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Y
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"

HVACHVAC
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1' - 6"

1
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R30
R30

R16

W2

W2

R2-2

R2-1

R2-3

46' - 10 1/2"

3
8

' -
 1

0
 1

/2
"

TYP

10 51 00.D

# OF LOCKERS PROVIDED= 80
5% OF 80 LOCKERS= 4 LOCKERS
4 ACCESSIBLE LOCKERS PROVIDED IN EACH LOCKER ROOM BUILDING.
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P

5
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X
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0
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15' - 0"

1' - 6"

TYP

10 51 00.D

10 51 00.E

4
"

MFR 16GA U-SHAPED SPACER CHANNEL 
WELDED TO LOCKER, MIN 2 PER LOCKER 
UNIT. SECURE TO LOCKER SLEEPERS WITH 
WITH 2 X #14 X 4" CAD PLATED WOOD 
SCREWS, NUTS AND WASHERS PER MFR

TYP

2 3/4"

1' - 6" 1' - 6"

TYP
1 3/8"

BACK TO BACK METAL LOCKER 
WITH SLOPED TOP, SEE 
DRAWINGS AND SPECS

LOCKER PLATFORM - 1/2" PLYWOOD OVER 4x6 FLAT 
SLEEPERS. SECURE SLEEPERS TO MTL BLKG/JOIST 
BELOW W/ COUNTERSUNK 1/4" x 6" TEKS SCREWS W/ 
STANDARD WASHER AT 3'-0" O.C. SECURE PLYWOOD 
TO SILL PLATES WITH 10d NAILS AT 12" O.C. 

4" WALL BASE, SEE ALTERATION PC .

FLOOR FINISH, SEE ALTERATION PC

RELOCATABLE BUILDING FLOOR 
ASSEMBLY, SEE PC

.

1/4" X 2" CAD PLATED BOLTS, 
NUTS AND WASHERS PER MFR

6
' 
- 

0
"

5
' 
- 

3
 1

/2
"

BLOCKING TYPE 2- AT BACK-TO-BACK LOCKERS

1
' 
- 

3
"

2
' 
- 

9
"

SHELF HEIGHT AT ACCESSIBLE 
LOCKER LOCATIONS

SHELF HEIGHT AT ACCESSIBLE 
LOCKER LOCATIONS

3/4"

1 1/2"

3/4"

3
/4

"
3
"

3
/4

"

6"

14 GA X           GALV 
CLIP ANGLE W/6-#12 
TEKS SCREWS, TYP

6"

3"

600S200-54 GALV 
BLKG @ 36" O.C, TYP 
ALONG LENGTH OF 
LOCKERS

(E) Z-JOISTS @ 48" 
O.C SEE PC 
DRAWINGS.

BLOCKING TYPE 3- AT TYPICAL ADA BENCH

SECURE 1 1/8" PLYWOOD TO UNDERSIDE OF 
SUB-FLOOR FOR BENCH ATTACHMENT W/#10 
SWS @ 6" O.C EACH SIDE AND 2 1/2" MIN 
EMBED

TYP ADA BENCH PEDESTAL

PEDESTAL ATTACHMENT PER MFR

BLOCKING TYPE 1- AT TYPICAL BENCH

SECURE 1 1/8" PLYWOOD TO SUB-FLOOR 
FOR BENCH ATTACHMENT W/#10 
COUNTERSUNK SWS @ 6" O.C EACH SIDE 
AND 2 1/2" MIN EMBED

1' - 0"

1
' 
- 

0
"

1"

CAST IRON PEDESTAL MOUNTING FLANGE

SEE ATTACHMENT INFO 
ABOVE

1 1/2" SCH 40 PIPE

1/2" DIA X 7" MIN THREADED ROD WITH 
NUTS AND WASHERS

BENCH SEAT ABOVE

TYP BENCH PEDESTAL

1 1/8" PLYWOOD 
BLOCKING UNDER BENCH 
WITH 1/2" ROUNDED 
CORNERS. PRIME AND 
PAINT TO MATCH FLOOR 
FINISH.

COUNTERSUNCK WS 
FASTENER

1 1/8" PLYWOOD BLOCKING UNDER 
EACH BENCH PEDESTAL WITH 1/2" 
ROUNDED CORNERS. PRIME AND PAINT 
TO MATCH FLOOR FINISH.

/#10 SWS @ 6" O.C EACH SIDE 
AND 2 1/2" MIN EMBED

BENCH SEAT ABOVE

NEW WALL, SEE ALTERATION PC 

1

101 NEW DOOR, SEE ALTERATION PC

NEW WINDOW, SEE ALTERATION PC

SURFACE MOUNTED FIRE EXTINGUISHER MOUNTED AT 48" AFF MAX

FLOOR PLAN GENERAL NOTES:

1. ALL DIMENSIONS ARE TO FACE OF FINISH, U.N.O.

2. SEE ALTERATION PC FOR HEIGHT OF INTERIOR PARTITIONS. 

3. REFER TO SHEET GEN-4 FOR TYPICAL ACCESSIBILTY REQUIREMENTS AND 
DIMENSIONS. 

4. NOT USED

60" MIN. ACCESSIBLE WHEELCHAIR 
CLEAR TURNING SPACE

CLR. 
60" M

IN.

30"X48" MIN. ACCESSIBLE WHEELCHAIR 
CLEAR FLOOR SPACE 

30"X48" 
   CLR. 

ILLUMINATED EXIT SIGN, SEE ALTERATION PC

RECESSED 2'X4' CEILING LIGHT FIXTURE, SEE ALTERATION PC

RECESSED 2'X2' SUPPLY REGISTER, SEE ALTERATION PC

FE

INFILL DOOR OR WINDOW OPENING. 
PROVIDE R-19 MIN BATT INSULATION 

1. SEE GENERAL NOTES ON GEN-3 FOR ADDITIONAL INFORMATION.
2. SEE GENERAL NOTE 11 ON GEN-3 FOR MORE INFORMATION ON COORDINATING ALL DRAWINGS.
3. SEE GEN-4 FOR GENERAL ACCESSIBILITY INFORMATION.
4. SEE GEN-5 FOR MORE INFORMATION ON PROJECT SIGNAGE.
5. SEE A01.1 FOR TYPICAL APPLICABLE LFA DESIGN INFORMATION AND LFA SIGN OFF.

LOCKER RM- W

R2-1

1692 SF

OFFICE

R2-2

100 SF

TYP

R10

TYP

R11

HVACHVAC

TYP

R29

- -

1
' 
- 

6
"

M
A

X
2

"

M
IN

1
' 
- 

6
"

MAX
2 1/2"

20" MIN-24" MAX
1' - 8"
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L

1/4" = 1'-0" 1ENLARGED PLANS - TYPICAL LOCKER ROOM- R1 AND R2

06 00 00.A BLOCKING TYPE 1 - FLOOR BLOCKING FOR TYPICAL FLOOR
MOUNTED LOCKER ROOM BENCH

06 00 00.B BLOCKING TYPE 2 - FLOOR MOUNTED BLOCKING AND PAD FOR
LOCKERS WITH 4" RESILIENT BASE PER ALTERATION PC

06 00 00.C BLOCKING TYPE 3- FLOOR BLOCKING FOR TYPICAL FLOOR
MOUNTED ADA LOCKER ROOM BENCH

10 11 00.A ROOM IDENTIFICATION SIGNAGE, SEE DETAILS AND SCHEDULE

10 11 00.E 3'X8' FULL HEIGHT MIRROR, SEE 3/A11.8 FOR BACKING DETAIL

10 51 00.A 18"X18" X48" DOUBLE STACKED METAL LOCKERS ON WOOD
FRAMED HOUSEKEEPING PAD, SAD AND SPECS

10 51 00.B 20X48 FLOOR MOUNTED LOCKER ROOM BENCH WITH BACK REST,
SAD AND SPECS. BENCH TO BE 20" MIN- 24" MAX DEEP,

10 51 00.C FLOOR MOUNTED LOCKER ROOM BENCH, SAD AND SPECS

10 51 00.D ACCESSIBLE LOCKER WITH SHELVES AT 15" AFF MIN AND 48" AFF
MAX

10 51 00.E COAT HOOK AT ACCESSBILE LOCKERS AT 48" AFF MAX.

12 00 00.A TYPICAL OFOI FURNISHING

R1 PATCH WALL, FLOOR AND CEILING FINISHES AND SURFACES AS
REQUIRED FOR NEW WORK PER ALTERATION PC9 AND PC10.
MODIFY LOCATION OF LIGHT FIXTURES AS REQUIRED.

R6 WINDOW TYPE W2, 6' WIDE X4' TALL. INSTALL PER ALTERATION
PC9. MOUNT AT 36" AFF.

R10 ACOUSTIC CEIING FINISH WITH LIGHT FIXTURES AND CEILING
SUPPLY REGISTERS. SEE ELECTRICAL AND MECHANICAL PLANS
IN ALTERATION PC9 FOR ADDITIONAL CEILING INFORMATION.

R11 ILLUMINATED EXIT SIGN, SEE ALTERATION PC FOR ADDITIONAL
CEILING INFORMATION

R12 INSTALL RAMP PER RAMP IN TYPICAL 36"X40" PC. SEE 4/A11.8 FOR
MORE INFO

R16 INFILL EXISTING WALL OPENING. COORDINATE WITH DEMOLITION
DRAWINGS. FINISH TO MATCH ADJANCENT EXTERIOR FINISH.

R18 WALL MOUNTED FIRE EXTINGUISHER- WITH WALL MOUNT
BRACKET, TYPE 2A 10B:C WITH CERTIFIED TAG, TYP

R26 INTERIOR WALL WITH VINYL COVERED TACKBOARD FINISH PER
PER ALTERATION PC9

R27 VCT FLOOR FINISH AND WALL BASE PER ALTERATION PC9

R28 CLASSROOM FINISH PER FINISH SCHEDULE PER ALTERATION PC9

R29 TYPICAL MECHANICAL DUCTWORK. SEE MECHANICAL PLANS IN
ALTERATION PC9 FOR ADDITIONAL CEILING INFORMATION.

R30 COVER EXISTING WINDOWS IN LOCKER ROOM WITH 100%
OPAQUE FILM OR BOARD UP WINDOW WITH WOOD FINISH TO
MATCH EXISTING ADJACENT FINISH.

R31 PROVIDE BACKING FOR FULL HEIGHT MIRROR, SEE 3/A11.8 FOR
BACKING DETAIL.

1/4" = 1'-0" 3PARTIAL INTERIOR ELEVATION- LOCKERS1 1/2" = 1'-0" 11METAL LOCKER FLOOR MOUNTING ATTACHEMENT DETAIL

1 1/2" = 1'-0" 4TYPICLA FLOOR MOUNTED BENCH ATTACHEMENT

KEYNOTES

FLOOR PLAN LEGEND

SHEET NOTES

DESCRIPTION DATE

1/4" = 1'-0" 9ENLARGED RCP - TYPICAL LOCKER ROOM- R1 AND R2

PN

1/2" = 1'-0" 6ACCESSIBLE BENCH

17
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19
"

FE

R18

TYP

R15

11 52 00.A

11 52 00.A

R15

11 52 00.A WALL MOUNTED PROJECTOR SCREEN, SEE SPECS. SEE 3,5/A11.4
FOR BACKING DETAIL. CONTRACTOR OPTION TO SURFACE MOUNT
7/1 BACKING OVER FINISH SURFACE. COORDINATE REQUIRED
LENGTH OF BACKING WITH PROJECTOR SCREEN LENGTH.

06 00 00.A BLOCKING TYPE 1 - FLOOR BLOCKING FOR TYPICAL FLOOR
MOUNTED LOCKER ROOM BENCH

06 00 00.B BLOCKING TYPE 2 - FLOOR MOUNTED BLOCKING AND PAD FOR
LOCKERS WITH 4" RESILIENT BASE PER ALTERATION PC

06 00 00.C BLOCKING TYPE 3- FLOOR BLOCKING FOR TYPICAL FLOOR
MOUNTED ADA LOCKER ROOM BENCH

10 11 00.A ROOM IDENTIFICATION SIGNAGE, SEE DETAILS AND SCHEDULE

10 11 00.E 3'X8' FULL HEIGHT MIRROR, SEE 3/A11.8 FOR BACKING DETAIL

10 51 00.A 18"X18" X48" DOUBLE STACKED METAL LOCKERS ON WOOD
FRAMED HOUSEKEEPING PAD, SAD AND SPECS

10 51 00.B 20X48 FLOOR MOUNTED LOCKER ROOM BENCH WITH BACK REST,
SAD AND SPECS. BENCH TO BE 20" MIN- 24" MAX DEEP,

10 51 00.C FLOOR MOUNTED LOCKER ROOM BENCH, SAD AND SPECS

10 51 00.D ACCESSIBLE LOCKER WITH SHELVES AT 15" AFF MIN AND 48" AFF
MAX

10 51 00.E COAT HOOK AT ACCESSBILE LOCKERS AT 48" AFF MAX.
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1. SEE GENERAL NOTES ON GEN-3 FOR ADDITIONAL INFORMATION.
2. SEE GENERAL NOTE 11 ON GEN-3 FOR MORE INFORMATION ON COORDINATING ALL DRAWINGS.
3. SEE GEN-4 FOR GENERAL ACCESSIBILITY INFORMATION.
4. SEE GEN-5 FOR MORE INFORMATION ON PROJECT SIGNAGE.
5. SEE A01.1 FOR TYPICAL APPLICABLE LFA DESIGN INFORMATION AND LFA SIGN OFF.
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NEW WALL, SEE ALTERATION PC 

1

101 NEW DOOR, SEE ALTERATION PC

NEW WINDOW, SEE ALTERATION PC

SURFACE MOUNTED FIRE EXTINGUISHER MOUNTED AT 48" AFF MAX

FLOOR PLAN GENERAL NOTES:

1. ALL DIMENSIONS ARE TO FACE OF FINISH, U.N.O.

2. SEE ALTERATION PC FOR HEIGHT OF INTERIOR PARTITIONS. 

3. REFER TO SHEET GEN-4 FOR TYPICAL ACCESSIBILTY REQUIREMENTS AND 
DIMENSIONS. 

4. NOT USED

60" MIN. ACCESSIBLE WHEELCHAIR 
CLEAR TURNING SPACE

CLR. 
60" M

IN.

30"X48" MIN. ACCESSIBLE WHEELCHAIR 
CLEAR FLOOR SPACE 

30"X48" 
   CLR. 

ILLUMINATED EXIT SIGN, SEE ALTERATION PC

RECESSED 2'X4' CEILING LIGHT FIXTURE, SEE ALTERATION PC

RECESSED 2'X2' SUPPLY REGISTER, SEE ALTERATION PC

FE

INFILL DOOR OR WINDOW OPENING. 
PROVIDE R-19 MIN BATT INSULATION 
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1/4" = 1'-0" 1ENLARGED PLANS - CLASSROOM PORTABLES- R3 AND R4

10 11 00.B DOOR SIGNAGE, SEE DETAILS AND SCHEDULE

10 51 00.F CONTRACTOR FURNISHED PORTABLE ASSISSTIVE LISTENING
SYSTEM TO BE PROVIDED FOR 4% OF TOTAL NUMBER OF SEATS
PROVIDED IN ROOM PER OFOI. OWNER TO PROVIDE A MIN OF 2
RECEIVERS.

12 00 00.A TYPICAL OFOI FURNISHING

R1 PATCH WALL, FLOOR AND CEILING FINISHES AND SURFACES AS
REQUIRED FOR NEW WORK PER ALTERATION PC9 AND PC10.
MODIFY LOCATION OF LIGHT FIXTURES AS REQUIRED.

R5 WINDOW TYPE W1 PER ALTERATION PC9. MOUNT AT 36" AFF.

R7 NEW DOOR. INSTALL PER ALTERATION PC9

R10 ACOUSTIC CEIING FINISH WITH LIGHT FIXTURES AND CEILING
SUPPLY REGISTERS. SEE ELECTRICAL AND MECHANICAL PLANS IN
ALTERATION PC9 FOR ADDITIONAL CEILING INFORMATION.

R11 ILLUMINATED EXIT SIGN, SEE ALTERATION PC FOR ADDITIONAL
CEILING INFORMATION

R12 INSTALL RAMP PER RAMP IN TYPICAL 36"X40" PC. SEE 4/A11.8 FOR
MORE INFO

R13 INFILL EXISTING WINDOW OPENING. COORDINATE WITH DEMOLITION
DRAWINGS. FINISH TO MATCH ADJANCENT EXTERIOR FINISH.

R15 VISUAL DISPLAY BOARD WITH ACCESSORIES  - 8' LENGTH, SEE
SPECS

R16 INFILL EXISTING WALL OPENING. COORDINATE WITH DEMOLITION
DRAWINGS. FINISH TO MATCH ADJANCENT EXTERIOR FINISH.

R18 WALL MOUNTED FIRE EXTINGUISHER- WITH WALL MOUNT BRACKET,
TYPE 2A 10B:C WITH CERTIFIED TAG, TYP

R28 CLASSROOM FINISH PER FINISH SCHEDULE PER ALTERATION PC9

R29 TYPICAL MECHANICAL DUCTWORK. SEE MECHANICAL PLANS IN
ALTERATION PC9 FOR ADDITIONAL CEILING INFORMATION.
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NEW WALL, SEE ALTERATION PC 
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101 NEW DOOR, SEE ALTERATION PC

NEW WINDOW, SEE ALTERATION PC

SURFACE MOUNTED FIRE EXTINGUISHER MOUNTED AT 48" AFF MAX

FLOOR PLAN GENERAL NOTES:

1. ALL DIMENSIONS ARE TO FACE OF FINISH, U.N.O.

2. SEE ALTERATION PC FOR HEIGHT OF INTERIOR PARTITIONS. 

3. REFER TO SHEET GEN-4 FOR TYPICAL ACCESSIBILTY REQUIREMENTS AND 
DIMENSIONS. 

4. NOT USED

60" MIN. ACCESSIBLE WHEELCHAIR 
CLEAR TURNING SPACE

CLR. 
60" M

IN.

30"X48" MIN. ACCESSIBLE WHEELCHAIR 
CLEAR FLOOR SPACE 

30"X48" 
   CLR. 

ILLUMINATED EXIT SIGN, SEE ALTERATION PC

RECESSED 2'X4' CEILING LIGHT FIXTURE, SEE ALTERATION PC

RECESSED 2'X2' SUPPLY REGISTER, SEE ALTERATION PC

FE

INFILL DOOR OR WINDOW OPENING. 
PROVIDE R-19 MIN BATT INSULATION 

1. SEE GENERAL NOTES ON GEN-3 FOR ADDITIONAL INFORMATION.
2. SEE GENERAL NOTE 11 ON GEN-3 FOR MORE INFORMATION ON COORDINATING ALL DRAWINGS.
3. SEE GEN-4 FOR GENERAL ACCESSIBILITY INFORMATION.
4. SEE GEN-5 FOR MORE INFORMATION ON PROJECT SIGNAGE.
5. SEE A01.1 FOR TYPICAL APPLICABLE LFA DESIGN INFORMATION AND LFA SIGN OFF.
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DESCRIPTION DATE

1/4" = 1'-0" 1ENLARGED PLANS - CLASSROOM PORTABLES- R5 AND R6 KEYNOTES

FLOOR PLAN LEGEND

10 11 00.A ROOM IDENTIFICATION SIGNAGE, SEE DETAILS AND SCHEDULE

10 51 00.F CONTRACTOR FURNISHED PORTABLE ASSISSTIVE LISTENING
SYSTEM TO BE PROVIDED FOR 4% OF TOTAL NUMBER OF SEATS
PROVIDED IN ROOM PER OFOI. OWNER TO PROVIDE A MIN OF 2
RECEIVERS.

11 52 00.A WALL MOUNTED PROJECTOR SCREEN, SEE SPECS. SEE 3,5/A11.4
FOR BACKING DETAIL. CONTRACTOR OPTION TO SURFACE MOUNT
7/1 BACKING OVER FINISH SURFACE. COORDINATE REQUIRED
LENGTH OF BACKING WITH PROJECTOR SCREEN LENGTH.

12 00 00.B OFOI LAPTOP CHARGING STATIONS

R4 INTERIOR WALL WITH GYPSUM BOARD FINISH PER PER
ALTERATION PC9 AND PC10

R5 WINDOW TYPE W1 PER ALTERATION PC9. MOUNT AT 36" AFF.

R10 ACOUSTIC CEIING FINISH WITH LIGHT FIXTURES AND CEILING
SUPPLY REGISTERS. SEE ELECTRICAL AND MECHANICAL PLANS IN
ALTERATION PC9 FOR ADDITIONAL CEILING INFORMATION.

R11 ILLUMINATED EXIT SIGN, SEE ALTERATION PC FOR ADDITIONAL
CEILING INFORMATION

R12 INSTALL RAMP PER RAMP IN TYPICAL 36"X40" PC. SEE 4/A11.8 FOR
MORE INFO

R13 INFILL EXISTING WINDOW OPENING. COORDINATE WITH
DEMOLITION DRAWINGS. FINISH TO MATCH ADJANCENT EXTERIOR
FINISH.

R15 VISUAL DISPLAY BOARD WITH ACCESSORIES  - 8' LENGTH, SEE
SPECS

R16 INFILL EXISTING WALL OPENING. COORDINATE WITH DEMOLITION
DRAWINGS. FINISH TO MATCH ADJANCENT EXTERIOR FINISH.

R18 WALL MOUNTED FIRE EXTINGUISHER- WITH WALL MOUNT
BRACKET, TYPE 2A 10B:C WITH CERTIFIED TAG, TYP

R28 CLASSROOM FINISH PER FINISH SCHEDULE PER ALTERATION PC9

R29 TYPICAL MECHANICAL DUCTWORK. SEE MECHANICAL PLANS IN
ALTERATION PC9 FOR ADDITIONAL CEILING INFORMATION.
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NEW WALL, SEE ALTERATION PC 

1

101 NEW DOOR, SEE ALTERATION PC

NEW WINDOW, SEE ALTERATION PC

SURFACE MOUNTED FIRE EXTINGUISHER MOUNTED AT 48" AFF MAX

FLOOR PLAN GENERAL NOTES:

1. ALL DIMENSIONS ARE TO FACE OF FINISH, U.N.O.

2. SEE ALTERATION PC FOR HEIGHT OF INTERIOR PARTITIONS. 

3. REFER TO SHEET GEN-4 FOR TYPICAL ACCESSIBILTY REQUIREMENTS AND 
DIMENSIONS. 

4. NOT USED
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CLEAR TURNING SPACE

CLR. 
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30"X48" MIN. ACCESSIBLE WHEELCHAIR 
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30"X48" 
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ILLUMINATED EXIT SIGN, SEE ALTERATION PC

RECESSED 2'X4' CEILING LIGHT FIXTURE, SEE ALTERATION PC

RECESSED 2'X2' SUPPLY REGISTER, SEE ALTERATION PC

FE

INFILL DOOR OR WINDOW OPENING. 
PROVIDE R-19 MIN BATT INSULATION 
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1/4" = 1'-0" 1ENLARGED PLANS - CLASSROOM PORTABLES- R7 AND R8

1/4" = 1'-0" 2ENLARGED PLANS - RESTROOM PORTABLES- R9 AND R10

10 11 00.C UTILITY SHELF WITH MOP/BROOM HOLDERS AND RAG HOOKS,
BOBRICK B-239 x 34 OR EQUAL. MOUNT TOP SHELF AT 6'-0AFF.
CONFIRM HEIGHT WITH DISTRICT PRIOR TO INSTALLATION.

10 11 00.D "STORAGE  SHELVING- 4 X 1" PLYWOOD SHELVING WITH
TRANSPARENT WOOD FINISH. SUPPORT WITH KNAPE & VOGT
82/182  HEAVY DUTY WALL STANDARDS AND BRACKETS OR EQ.
WHITE WALL STANDARDS AND BRAKCETS. PROVIDE WALL
STANDARDS AT 12" O.C. FASTEN TO WALL AT WOOD WITH #10
FHWS W/ 2"" MIN EMBED.

10 51 00.F CONTRACTOR FURNISHED PORTABLE ASSISSTIVE LISTENING
SYSTEM TO BE PROVIDED FOR 4% OF TOTAL NUMBER OF SEATS
PROVIDED IN ROOM PER OFOI. OWNER TO PROVIDE A MIN OF 2
RECEIVERS.

11 10 00.B OFOI LAPTOP CHARGING STATION, SED

22 00 00.A CUSTODIAN SINK. CONTRACTOR TO CONFIRM SINK CONFORMS
TO EXISTING PLUMBING CONNECTIONS AND LOCATIONS WORK
WITH BEFORE PURCHASE AND INSTALLATION. CONTRACTOR TO
PROVIDE ALTERNATE PRODUCT AND INSTALLATION IF REQUIRED
AT NO ADDITIONAL COST.

R5 WINDOW TYPE W1 PER ALTERATION PC9. MOUNT AT 36" AFF.

R13 INFILL EXISTING WINDOW OPENING. COORDINATE WITH
DEMOLITION DRAWINGS. FINISH TO MATCH ADJANCENT
EXTERIOR FINISH.

R16 INFILL EXISTING WALL OPENING. COORDINATE WITH DEMOLITION
DRAWINGS. FINISH TO MATCH ADJANCENT EXTERIOR FINISH.

R28 CLASSROOM FINISH PER FINISH SCHEDULE PER ALTERATION
PC9
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#3 HORIZONTAL 
REBAR TIES @12" 
MAX O.C.

(4) #5 VERTICAL 
REINFORCEMENT 
EQUALLY SPACED.
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TO

135 DEG HOOK

SECTION A-A

2" DIA. GALVANIZED 
STEEL GATE FRAME. 
TOP OF GATE TO ALIGN 
W/ TOP OF ADJACENT 
FENCE.

NOTES:
1. OPEN MESH FENCES ARE NOT PART OF DSA REVIEW AND APPROVAL PER 
2016 CALIFORNIA BUILDING STANDARD ADMINISTARTIVE CODE SEC. 4-314.
2. ALL CHAIN LINK FABRIC SHALL BE GALVANIZED. POSTS, RAILS AND 
CONNECTING HARDWARE SHALL BE GALVANIZED. PROVIDE SHOP DRAWINGS 
FOR APPROVAL.
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CAST IN PLACE CONCRETE FOOTING 
AT LOCKABLE CENTER DROP ROD 
ASSEMBLY WITH SLEEVE AS REQUIRED 
WITH PADLOCKS

TRUSS ROD AND 
TURNBUCKLE, TYP

TYP HEAVY DUTY FRONT WHEEL WITH 
HEAVY DUTY 360 DEG CASTERS
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10'-0"  TYPICAL GATE PANEL

HEAVY DUTY 
MALLEABLE IRON "FULL 
BACK' GATE HINGE -
QUANTITY (4) 

2" DIA. HORIZ RAIL 
@ MID-HEIGHT

2" MESH 9 GAUGE  LINK 
FABRIC. KNUCKLE 
SELVAGE @ TOP AND 
BOTTOM (TYP).

4" O.D. DIA. SCH. 40 
GALVANIZED STEEL GATE 
POST W/ WELDED BALL 
CAP

TYPICAL FOOTING

TYPICAL 
FOOTING 
DETAIL

CANE BOLT

4
' -
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"

T
Y

P
3

"
A A

(E) GATE POSTS, TYP

1 7/8" DIA. GALV.  STEEL GATE 
FRAME. TOP OF GATE TO ALIGN 
W/ TOP OF ADJACENT FENCE.

2" MESH 9 GAUGE CHAIN LINK 
FABRIC. KNUCKLE SELVAGE @ 
TOP AND BOTTOM (TYP).

6 GAUGE ALUMINUM 
WIRE TIES @ 12" O.C.

HEAVY DUTY MALLEABLE IRON 
'FULL-BACK' GATE HINGE (2) 
PER GATE REQUIRED.

10" HIGH, 18 GA. STEEL KICK PLATE. WELD TO 
PUSH SIDE OF GATE FRAME.

ADJUSTABLE WIDTH PANIC BAR w/ MORTISE 
LOCK & STRIKE PLATE (PUSH SIDE) AND LEVER 
HANDLE ON OUTSIDE (PULL SIDE) OF GATE 
PER APPROVED DISTRICT STANDARD WHEN 
LOCATED ALONG ACCESSIBLE PATH OF 
TRAVEL.  INSTALL PER MANUF. REC. WITH 3/16" 
STEEL PANEL

TYPE B= 3' - 0", VIF

TYPE A= 3' - 6", VIF
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NOTES:
1. OPEN MESH FENCES ARE NOT PART OF DSA 
REVIEW AND APPROVAL PER 2016 CALIFORNIA 
BUILDING STANDARD ADMINISTARTIVE CODE 
SEC. 4-314.
2. SEE SPECS FOR MORE INFO ON CHAIN LINK 
FABRIC. UNCOATED CHAIN LINK FENCE 
CONNECTING HARDWARE AND ACCESSORIES 
SHALL BE SHALL BE GALVANIZED. PROVIDE 
SHOP DRAWINGS FOR APPROVAL.

PROVIDE HYDRAULIC GATE CLOSURE ( VON 
DUPRIN 4040XP) OR SPRING LOADED HINGES AT 
ALL ACCESSIBLE GATES. ADJUST TO OPERATE 
W/ 5# FORCE.

3
' -

 4
"

2
' -

 8
"

1
' -

 4
" 8

"
8
"

(E
) 

1
2
' -

 0
" 

V
IF

1
' -

 0
"

A11.7
11

1
2
' V

IF
, 
M

A
T

C
H

 E
X

IS
T

IN
G

4" DIA. SCH. 40 GALVANIZED 
STEEL POST. PAINT TO MATCH 
EXISTING

2" DIA. SCH. 40 
GALVANIZED TOP RAIL

WELDED BALL CAP 
AT FENCE ENDS

FENCE PANEL TO MATCH 
EXISTING. SEE 1/- FOR TYPICAL 

FENCING PANEL INFO.

CONCRETE FOOTING. SEE 1/- FOR 
TYPICAL FOOTING DETAIL

TENSION WIRE W/ 6 
GAUGE GALVANIZED HOG 
RINGS @ 18" O.C.

HORIZ. BRACE @ MID-
HEIGHT, TYP.

8'-0" MAX

TIE NEW FENCING INTO 
EXISTING FENCING

NOTES:
1. OPEN MESH FENCES ARE NOT PART OF DSA 
REVIEW AND APPROVAL PER 2016 CALIFORNIA 
BUILDING STANDARD ADMINISTARTIVE CODE SEC. 
4-314.
2. ALL CHAIN LINK FABRIC SHALL BE GALVANIZED. 
POSTS, RAILS AND CONNECTING HARDWARE SHALL 
BE GALVANIZED. PROVIDE SHOP DRAWINGS FOR 
APPROVAL.

TYPICAL RELOCATABLE 
BUILDING

TYP

3' - 0"

2
"

EXTERIOR GRADE 5/8" PLYWOOD 
SHEATHING- 8' TALL PANEL. 
INSTALL 4" MAX ABOVE ADJACENT 
GRADE. FASTEN TO NAILER W/ #10 
FHWS 12" O.C. PAINT EXPOSED 
SIDE ONLY.

PRESSURE TREATED 2X4 NAILER. 
SET IN SEALANT. FASTEN TO 
BUILDING WITH # 10 FHWS @ 2" MIN 
EMBED @ 12" O.C

CHAIN LINK FENCE WITH FRONT 
ROLLING WHEEL ACCESSORIES. 
FABRIC TO MATCH EXISTING. 
PROVIDE ACCESSORIES FOR 
LOCKABLE LATCH

PORTION OF 
EXISTING CHAIN LINK 
FENCE TO REMAIN

TYP (E) 4" OD 12' TALL 
POST, VIF

PORTION OF EXISTING 
CHAIN LINK 

POTENTIALLY TO BE 
MODIFIED TO 

ACCOMODATE NEW 
GATE. VIF

10' - 0" VIF

PATCH EXISTING CHAIN 
LINK FENCE FABRIC AS 
REQUIRED

KNOX BOX

R5

V
IF

5
' -

 5
"

V
IF

2
' -

 1
0

"

(E) TENNIS COURTS LIGHT 
POLE. PROTECT IN PLACE.

(E) CHAIN LINK 
FENCE POST TO 
REMAIN

(E) TENNIS COURTS 
LIGHT POLE. 
PROTECT IN PLACE.

A11.7

1

TYPICAL SLEEVE IN 
ASPHALT FOR CANE BOLT 
AT BOTH GATES

1
0

' -
 0

"

51' - 1" VIF

20' CLEAR GATE OPENING

1. SEE GENERAL NOTES ON GEN-3 FOR ADDITIONAL INFORMATION.
2. SEE GENERAL NOTE 11 ON GEN-3 FOR MORE INFORMATION ON COORDINATING ALL DRAWINGS.
3. SEE GEN-4 FOR GENERAL ACCESSIBILITY INFORMATION.
4. SEE GEN-5 FOR MORE INFORMATION ON PROJECT SIGNAGE.
5. SEE A01.1 FOR TYPICAL APPLICABLE LFA DESIGN INFORMATION AND LFA SIGN OFF.

2" DIA STEEL PIPE HANDRAIL, 
GALVANIZE, MINIMUM 1.75 LB/FT

(E) 6X6 LUMBER

(E) GRADENEW 3" ASPHALT OVER 
COMPACTED BASEROCK AC 
SECTION, SEE CIVIL DRAWINGS

#5 REBAR @12" MAX, TYP
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(E) 3X8 LUMBER

(E) 1/4" THICK, 
2"X2"GALV METAL 
ANGLE 

(E) 4"X6" WOOD POST

(E) 4"X6" WOOD FRAMING TO REMAIN, VIF

V
IF

2
' -
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"

(E) CHAIN LINK FENCE AND POST ATTACHED TO EACH 
VERTICAL WOOD POST TO REMAIN, TYP

(N) 4"X6" (VIF) WOOD 
FRAMING 

(N) CHAIN LINK 
FENCE GATE

V
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R
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S

1
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V
IF

(N) INFILL PLYWOOD BOARD TO MATCH 
EXISTING 

1
' -

 0
"

GROUT POST IN 3" 
DIAMETER SLEEVE, TYP

MIN 1-1/2" CLR TO ALL BARS

LAP 12" MIN, TYP

#5 REBAR @12" O.C, TYP

#3 NOSING 
BAR, TYP

1
' -
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"

10"

10" DIAMETER CONCRETE PIER. 
TYP 3 1/2"Ø  SLEEVE W/  #4 BENT 
BAR  EA WAY

8
"

8" THICK CONCRETE PAD- #5 LONGITUDINAL AND 
TRANSVERS BARS @ 12" O.C EACH WAY. SEE 
DETAIL NOTES FOR MORE INFO.

CONCRETE SPECIFICATIONS
1. STRENGHT AT 28 DAYS : 3000 PSI
2. MAX AGGREGATE: 1 1/2"  HARD ROCK
3. MINIMUM SLUMP: 3 1/2"
4. MINIMUM CEMENT CONTENT: 15 SACKS
5. MAX WATER CONTENT: 36 GALLONS
6. MAX WATER/CEMENT RATION: 0:60
7. FLY-ASH CONTENT: 20% MIN, 35% MAX

4' WIDE CONCRETE STAIR AND PAD, SEE 
DETAIL NOTES FOR MORE INFO

12"

12"
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"

(E) CHAIN LINK FENCE AND POST ATTACHED 
TO EACH VERTICAL WOOD POST TO 
REMAIN, TYP
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(E) TOP WOOD BEAM TO REMAIN, TYP

(E) GRADE, VIF

(E) VISIBLE PORTION OF CONCRETE RETAINING WALL

(E) MID SPAN WOOD FRAMING TO REMAIN, TYP

(E) PLYWOOD INFILL PANEL, TYP

(E) WOOD POST TO REMAIN, TYP

REMOVE AND RELOCATE EXISTING 
MID-SPAN WOOD BEAM. 

RELOCATED WOOD BEAM TO MATCH EXISTING, 
ATTACH TO (E) WOOD POST WITH 1/4" THICK, 3"X3" 
GALV ANGLE EACH END, TOP AND BOTTOM WITH 2d 
NAILS WITH 2" MIN EMBED. IF REPLACE BEAM WITH 
NEW BEAM MATCHING EXISTING IS THERE IS DRY ROT.

PROVIDE INFILL CHAIN LINK GATE SYSTEM. SEE3/- FOR 
SIMILAR DETAIL. SEE DETAIL NOTES FOR MORE INFO.

CHAIN LINK GATE SYSTEM FOR FIRE ACCESS
1. THIS GATE IS NOT A MEANS OF EGRESS. IT IS 

PROVIDED FOR FIRE FIGHTER ACCESS ONLY.

2. SEE DETAIL 3/- FOR TYPICAL DETAIL. PROVIDE 
GATE WITHOUT PANIC HARDWARE.

3. CONTRACTOR TO PROVIDE EQUIVALENT 
ATTACHEMENT ACCESSORIES TO SECURE 
GATE TO THE EXISTING WOOD FRAMING. 
TAMPER RESISTANT FASTERNERS ARE TO BE 
USED FOR THIS GATE SYSTEM.

(N) TAMPER RESISTANT 
KNOX BOX. INSTALL WITH 
TAMPER-RESISTANT 
FASTENERS

V
IF

1
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 1

/2
"

(E) SILL WOOD FRAMING
15

A11.7

TYP

INFILL REMAINING OPENING TO MATCH EXISTING

(E)

4 '- 0" VIF

LATCH PROTECTOR/ SLAM 
PLATE. WELD TO LATCH SIDE 
POST ON DUMMY PULL SIDE

LOCK HOUSING, 
SEE NOTE BELOW

FENCE POST

LATCH BOLT

GATE LEVER (DUMMY PULL 
WITH NIGHT LATCH LOCK

3/16" STEEL 
PANEL

CAMPUS/PULL SIDE

PUBLIC/PUSH SIDE

S
W

IN
G

 

D
IR

E
C
TIO

N

STRIKE BOLT HOUSING 
WELD TO FENCE POST

6" WIDE X6" LONG MIN LATCH 
PROTECTOR/ SLAM PLATE. 
COORDINATE SIZE WITH LOCK 
DIMENSIONS.

FENCE POST

GATE FRAME
STRIKE BOLT HOUSING 

GATE FRAME

NOTE- PROVIDE SCHLAGE L9082-06A INSTITUTIONAL LOCK. KEY CORES: SCHLAGE LV SERIES X 17A. 
CONFIRM KEY CORES WITH DISTRICT. ALL KEYING AND KEYWAYS MUST BE COORDINATED WITH 
DISTRICT.

GATE FRAME

VIF
2"

(E) PORTLAND CEMENT 
CONCRETE PAVING

AC PAVING

(E) BEVELED EDGE TRANSITION

1
/4

"
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1/2" = 1'-0" 1CHAINLINK HOLDING GATE (VEHICLE)

1/2" = 1'-0" 3PEDESTRIAN CHAINLINK GATE IN EXISTING FENCE

1/2" = 1'-0" 4CHAIN LINK FENCE

3/4" = 1'-0" 10CLOSURE PANEL DETAIL

1/8" = 1'-0" 9PARTIAL ENLARGED SITE PLAN- FIRE TRUCK ACCESS GATE

SHEET NOTES

DESCRIPTION DATE

3/4" = 1'-0" 15STAIR FOR FIRE ACCESS

1/4" = 1'-0" 14FIRE ACCESS THROUGH EXISTING 10TH STREET FENCE

1" = 1'-0" 11CHAINLINK GATE LATCH DETAIL
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TOP LANDING

ASPHALT BOTTOM LANDING
MAX2% CROSS SLOPE, SEE CIVIL DRAWINGS

RAMP/ASPHALT TRANSITION, SEE 8/GEN-4

RAMP AND HANDRAIL 
PER PORTABLE PC OR 
RAMP PC8

RAMP LANDING / PORTABLE 
TRANSITION SEE 8/GEN-4

1:12 SLOPE MAX 
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STOCKPILE OR RELOCATED PORTABLE

1' - 10"

6' - 11"

4
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L
R

LEVEL

6' - 0" MIN

DOOR

RAMP / LANDING 
TRANSITION, SEE 8/GEN-4

TYPICAL CLASSROOM PORTABLE

TOP LANDING

ASPHALT BOTTOM LANDING
MAX2% CROSS SLOPE, SEE CIVIL DRAWINGS

RAMP/ASPHALT TRANSITION, 
SEE 8/GEN-4

RAMP AND HANDRAIL PER 
PORTABLE PC OR RAMP 
PC8

TYP RAMP LANDING / 
PORTABLE THRESHOLD, 
SEE 8/GEN-4

1:12 SLOPE MAX 
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A
X

 

STOCKPILE RESTROOM 
PORTABLE

5' - 0" MIN 6' - 0" MIN

DOOR

RAMP / LANDING 
THRESHOLD, SEE 8/GEN-4

TYPICAL RESTROOM  PORTABLE
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TYP RAMP LANDING / 
LANDING THRESHOLD, SEE 
8/GEN-4 HANDRAIL/GUARDRAIL
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NOTE:
SEE 6/GEN-4 FOR ADDITIONAL 
ADA REQUIREMENTS

PLAN

FRONT RIGHT SIDE 

30X48

DRINKING FOUNTAIN MOUNTING PLATE 
FLUSH WITH CONCRETE PAD. ANCHOR W/ 
(6) 3/8" DIA ANCHOR BOLTS, 4" MIN EMBED.

M
A

X

6
".

4
3

" 
A

F
F

 M
A

X

3
8

" 
A

F
F

 M
IN

1
0
"

1
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 6
"

6' - 0"

8" THICK CONCRETE PAD- 3000 PSI NORMAL 
WEIGHT CONCRETE. SEE NOTES FOR MORE INFO.

ASPHALT SURFACE, 
SEE CIVIL DRAWINGS

6' - 6"

(3) #5 LONGITUDINAL BARS

(8) #5 TRANSVERSE BARS @ 18" O.C EACH 
WAY

BOTTLE FILLER BUTTON

BUBBLER BUTTON

TOP OF CONC SURFACE FLUSH WITH 
ADJACENT SURFACE.

3' - 0"

1 1/2" DIA GALVANIZED 
DRINKING FOUNTAIN CANE 
DETECTION RAILING ON 
BOTH SIDES

4
"

1. STRENGHT AT 28 DAYS : 3000 PSI
2. MAX AGGREGATE: 1 1/2"  HARD ROCK
3. MINIMUM SLUMP: 3 1/2"
4. MINIMUM CEMENT CONTENT: 5 SACKS
5. MAX WATER CONTENT: 36 GALLONS
6. MAX WATER/CEMENT RATION: 0:60
7. FLY-ASH CONTENT: 20% MIN, 35% MAX

FOR SURFACE MOUNTED MIRRORS, WASTE RECEPTACLES, TOWEL 
DISPENSERS, WALL MOUNTED DOOR STOPS, ETC. MEETING  LOAD MAX

FINISH WO, SEE FINISH 
SCHEDULE 

GWB

NOTES:

1. USE FOR MISC ITEMS AS NEEDED MAX. WT.-50 LBS/ LIN. FT.
2. LENGTH, HEIGHT AND LOCATION TO SUIT ITEMS BEING FASTENED. SEE ANCHORAGE 

DETAIL OF SPECIFIC ITEMS FOR ADDITIONAL INFORMATION.
3. ATTACH TO THREE STUDS MIN.
4. USE DBL. STUDS WHEN STUD IS SUPPORTING MORE THAN (2) BLOCKING STUDS

(4) SIMPSON  A34 CLIPS OR EQ
(2 AT TOP AND 2 AT BOTTOM 
OF BLOCKING TYP).
ATTACH STUD TO BLOCKING 
WITH (4) #8 WS EACH

2x4 BLOCKING, OR REQ 
FRAMING CONTINUOUS 
BEHIND COMPONENT TO 
BE ATTACHED

GWB WO

NOTES:

1. FOR SURFACE MOUNTED MIRRORS, WASTE RECEPTACLES, TOWEL DISPENSERS, WALL 
MOUNTED DOOR STOPS, ETC. WITH MAX. WEIGHT 50LBS/ LIN. FT.

2. LENGTH, HEIGHT AND LOCATION TO SUIT ITEMS BEING FASTENED. SEE ANCHORAGE DETAIL OF 
SPECIFIC ITEMS FOR ADDITIONAL INFORMATION.

3. ATTACH TO THREE STUDS MIN.
4. USE DBL. STUDS WHEN STUD IS SUPPORTING MORE THAN (2) BLOCKING STUDS

TYP WOOD STUD, SEE WALL TYPE

18 GA.X 6" PLATE ACROSS 3 STUDS 
MIN.  CONTINUOUS BEHIND 
COMPONENT TO BE ATTACHED. 
ATTACH TRACK TO 3 STUDS MIN.

3 X #10 SWS, EACH 
STUD, CENTERED ON 
STUD, WITH 1" MIN 
EMBED

NOTCH STUD AS REQUIRED TO 
INSTALL PLATE FLUSH WITH 
STUD, TYP

1" MIN AT 
END

3/8" MIN, TYP

SPLICE CONDITION

1. SEE GENERAL NOTES ON GEN-3 FOR ADDITIONAL INFORMATION.
2. SEE GENERAL NOTE 11 ON GEN-3 FOR MORE INFORMATION ON COORDINATING ALL DRAWINGS.
3. SEE GEN-4 FOR GENERAL ACCESSIBILITY INFORMATION.
4. SEE GEN-5 FOR MORE INFORMATION ON PROJECT SIGNAGE.
5. SEE A01.1 FOR TYPICAL APPLICABLE LFA DESIGN INFORMATION AND LFA SIGN OFF.
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DOOR SCHEDULE

NUMBER WIDTH HEIGHT

DOOR

TYPE

R1-1 3' - 2" 7' - 0" A

R1-2 3' - 0" 7' - 0" A

R1-3 3' - 0" 7' - 0" B

R2-1 3' - 0" 7' - 0" A

R2-2 3' - 0" 7' - 0" A

R2-3 3' - 0" 7' - 0" B

R3-1 3' - 0" 7' - 0" A

R3-2 3' - 0" 7' - 0" A

R3-3 3' - 0" 7' - 0" B

R3-4 3' - 0" 7' - 0" B

R3-5 3' - 0" 7' - 0" B

R3-6 3' - 0" 7' - 0" B

R3-7 3' - 0" 7' - 0" B

R4-1 3' - 0" 7' - 0" A

R4-2 3' - 0" 7' - 0" A

R4-3 3' - 0" 7' - 0" B

R4-4 3' - 0" 7' - 0" B

R4-5 3' - 0" 7' - 0" B

R4-6 3' - 0" 7' - 0" B

R4-7 3' - 0" 7' - 0" B

R5-1 3' - 0" 7' - 0" A

R5-2 3' - 0" 7' - 0" A

R5-3 3' - 0" 7' - 0" B

R5-4 3' - 0" 7' - 0" B

R5-5 3' - 0" 7' - 0" B

R5-6 3' - 0" 7' - 0" B

R6-1 3' - 0" 7' - 0" A

R6-2 3' - 0" 7' - 0" A

R6-3 3' - 0" 7' - 0" A

R6-4 3' - 0" 7' - 0" A

R7-1 3' - 0" 7' - 0" A

R7-2 3' - 0" 7' - 0" A

R7-3 3' - 0" 7' - 0" A

R8-1 3' - 0" 7' - 0" A

R8-2 3' - 0" 7' - 0" A

R8-3 3' - 0" 7' - 0" B

R9-1 3' - 0" 7' - 0" A

R9-2 3' - 0" 7' - 0" A

R9-3 3' - 0" 7' - 0" A

R9-4 3' - 0" 7' - 0" A

R10-1 3' - 0" 7' - 0" A

R10-2 3' - 0" 7' - 0" A

R10-3 3' - 0" 7' - 0" A

R10-4 3' - 0" 7' - 0" A

DOOR LEGEND

DOOR SCHEDULE

WINDOW SCHEDULE

FINISH SCHEDULE

NOTE:
1. SEE SHEET A-5 IN PC9 FOR ADDITIONAL INFORMATION
2. SEE DOOR NO. 1 IN DOOR LEGEND ON SHEET A-5 IN PC 9 FOR TYPICAL DOOR AND FRAME DETAILS.

A. THRESHOLDS
a. FOR EXTERIOR DOORS- SEE 5/S-1 IN PC9.
b. FOR INTERIOR DOORS- NO THRESHOLD REQUIRED.

B. DOOR HARDWARE GROUPS
a. ALL EXTERIOR DOORS- HARDWARE GROUP #1
b. ALL INTERIOR DOORS- HARDWARE GROUP #3
c.          ALL EXTERIOR DOORS ARE TO RECEIVE PANIC HARDWARE PER CBC 1010.1.10. 

1. ALL SPACES ARE TO RECEIVE THE CLASSROOM FINISH PACKAGE PER ROOM 101 - CLASSROOM IN FINISH SCHEDULE ON 
SHEET A-2 IN PC9 UNLESS OTHERWISE NOTED.

2. FOR TYPICAL RESTROOMS, SEE FINISIH SCHEDULE ON SHEET A-0.2 IN PC7.
3. FOR TYPICAL LOCKER ROOMS, SEE KEYNOTSE R26, R27 AND R28 ON SHEET A11.1

MOUNT PANIC HARDWARE AT 40" AFF O.C. MANUFACTURER- VON DUPRIN 98-AX 626 EXIT DEVICE
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