
2'

PIPE ABANDONMENT

PARGING MINIMUM 1/2"
THICK

EXISTING PIPE
TO REMAIN

MASONRY
BULKHEAD

PIPE TO BE
ABANDONED

REMOVE
MINIMUM

4" MIN. AT PIPE STUB AND
DISCONNECTED PIPE

CLASS B-2 CONCRETE

REMOVE VAULT CONE
OR FLAT TOP

REMOVE VAULT FRAME AND
COVER RETURN TO
ARLINGTON COUNTY

RESTORE TO
EXISTING/FINISH GRADE

FILL AND COMPACT REMAINDER OF
VAULT SOLID WITH SAND OR # 57
AGGREGATE MATERIAL TO FINISH
GRADE

FILL VAULT BASE WITH CLASS B-2
CONCRETE OR FLOWABLE FILL TO
CROWN OF HIGHEST PIPE AFTER
SETTING BULKHEADS

LEAVE EXISTING PIPING
AND VALVES IN PLACE

N.T.S.

DEMO MANHOLE WALLS TO
A MIN. 2' BELOW GRADE

EXISTING VAULT ABANDONMENT DETAIL
N.T.S.
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