
Indian River County Purchasing Division 
purchasing@ircgov.com   
 

ADDENDUM NO. 1 

Issue Date:  September 6, 2023 

Project Name:  Kiwanis Hobart Park Restroom and Sewer 

Bid Number: 2023047 

Bid Opening Date: September 19, 2023 
      

This addendum is being released to provide minutes to the pre-bid meeting and make changes to the bid 
documents. The information and documents contained in this addendum are hereby incorporated in the 
Bid Documents. This addendum must be acknowledged where indicated on the Bid Form, or the bid 
may be declared non-responsive.  
 
The following topics were discussed at the pre-bid meeting: 
Scope of work to include removal of septic, placement of fill, demo of existing restroom, and sod.  
 
The western roadway loop may be closed during installation of the Force Main, after coordination with 
the Parks Superintendent. 
 
Water line size change is reflected in revised plansheet C-300. 
 
Staging may take place in the southern portion of the parking lot to the west of the new restroom 
location. 
 
Geotechnical testing at the new restroom site will be completed by the County’s consultant. 
 
Adding changing table to men’s restroom and bottle filler to drinking fountain, as reflected in revised 
plansheets A-1 and MEP-1. 
 
Budget estimate is $400,000 
 
The following documents are attached: 
Revised A-1 Plansheet Addendum #1 
Revised MEP-1 Plansheet Addendum #1 
Revised C-100 Plansheet 
Revised C-300 Plansheet  
IRFWMD Permit & Modification: U-21-01 
SJRWMD Permit Exemption 

IRC UCP Permit 
IRC AA Permit 
FDEP WW Permit 
Pre-bid sign in sheet 
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C-100

Know what'sbelow.
Callbefore you dig.

CALL 48 HOURS
BEFORE YOU DIG

IT'S THE LAW!
DIAL 811

SUNSHINE STATE ONE CALL OF FLORIDA, INC.

THE PRESENCE OF GROUNDWATER SHOULD BE
ANTICIPATED ON THIS PROJECT. CONTRACTOR'S
BID SHALL INCLUDE CONSIDERATION FOR
ADDRESSING THIS ISSUE.

NORTH

TRACT LINE

LEGEND
PROPERTY LINE

EXISTING CIRCULATION PATH

SITE NOTES
1. CONTRACTOR SHALL BE RESPONSIBLE FOR ALL RELOCATIONS, (UNLESS OTHERWISE NOTED ON PLANS) INCLUDING BUT

NOT LIMITED TO, ALL UTILITIES, STORM DRAINAGE, SIGNS, TRAFFIC SIGNALS & POLES, ETC. AS REQUIRED.  ALL WORK
SHALL BE IN ACCORDANCE WITH GOVERNING AUTHORITIES REQUIREMENTS AND PROJECT SITE WORK SPECIFICATIONS
AND SHALL BE APPROVED BY SUCH. ALL COST SHALL BE INCLUDED IN BASE BID.

2. SITE BOUNDARY, TOPOGRAPHY, UTILITY AND ROAD INFORMATION TAKEN FROM A SURVEY BY COUNTY,  
DATED: 04/28/2020.

3. TOTAL SITE WORK AREA IS 1.22 ACRES.
4. NO WETLANDS ARE PRESENT.
5. EXISTING CIRCULATION PATH TO BE REMOVED AS NEEDED FOR INSTALLATION OF UTILITY, AND REPLACED WITH

PROPOSED GRAVEL ROAD DETAIL.
6. FULL SITE INSPECTIONS AND SITE COMPLIANCE WILL BE REQUIRED PRIOR TO BUILDING CO.

KEYNOTES

CANAL RIGHT OF WAY LINE

EXISTING UTILITY POLE TO REMAIN

SITE DATA
LOCATION:                                      SECTION  4 , TOWNSHIP 32S, RANGE 39 E 

ADDRESS:                                         5555 77TH STREET, VERO BEACH, FL 32962

ZONING:                                           

LAND USE:                                         

HOBART PARK SITE AREA:                                        

F

G

C

A

D

REPLACE OR REPAIR THE EXISTING CIRCULATION PATH AS NEEDED TO CONSTRUCT FORCE MAIN

PROPOSED  RESTROOM BUILDING (REFER TO SHEET A-1)

LIMIT OF DISTURBANCE:

41.43 ACRES

1.22 ACRES

A-1 AGRICULTURAL DISTRICT

8600 (COUNTY FORECLOSED/OWNED)

LIMIT OF DISTURBANCE
(1.22 AC)

PROPOSED CONCRETE SIDEWALK

TREE LINE TO REMAIN

CONTRACTOR TO REPLACE EXISTING GRAVEL ROADWAY IN THIS AREA
IN ORDER TO INSTALL UTILITY (REFER TO DETAIL SHEET C-350)

H EXISTING WOODEN BARRIER TO REMAIN

I EXISTING WATER SPIGOT TO REMAIN

EXISTING TREES TO REMAIN

RIGHT OF WAYE

PROPERTY LINEB

TRACT LINE

 RIGHT OF WAY

ROADWAY

J  DRAINAGE STRUCTURES TO REMAIN

K WOOD POST TO BE REMOVED

L EXISTING SIGNS TO REMAIN

M EXISTING WOODEN BUILDING TO REMAIN

N PROPOSED LIFT STATION

EXISTING PAVEMENT

DEVELOPMENT STATEMENT
THE PROPOSED DEVELOPMENT WILL CONSIST OF THE CONSTRUCTION OF APPROXIMATELY 1,221 SF OF PUBLIC RESTROOMS,
CONCRETE ENTRANCE AND SIDEWALKS. THE RESTROOM BUILDING ALONE IS APPROXIMATELY 483 SF AND THE CONCRETE
ENTRANCE IS APPROXIMATELY 165 SF. THE DEVELOPMENT WILL ALSO INCLUDE UTILITY CONNECTIONS AND A PROPOSED LIFT
STATION FOR THE EXISTING PUBLIC PARK.

O PROPOSED SIDEWALK

CRITERIA RESPONSE:
1. THE EXISTING BATHROOMS ON SITE WILL REMAIN THE SAME USE FROM THE PROPOSED DEVELOPMENT ON-SITE.
2. THE EXISTING PAVILIONS ON-SITE WILL REMAIN THE SAME USE FROM THE PROPOSED DEVELOPMENT ON-SITE.
3. THE EXISTING BASKETBALL COURTS, VOLLEYBALL COURTS, AND OTHER PUBLIC ACTIVITIES WILL REMAIN THE SAME

FROM THE PROPOSED DEVELOPMENT ON-SITE.

Tr TREE PROTECTION

P CONTRACTOR TO CLEAR SAW PALMETTOS IN THIS AREA AND SEED AREA
AFTER PERMANENT GRADES ARE ESTABLISHED.

Q 12" PVC TEMPORARY STORM DRAIN TO REMAIN

R EXISTING RESTROOM

Tr

PROPOSED UNDERGROUND ELECTRIC UTILITIES

PROPOSED WATER PIPE

PROPOSED SANITARY SEWER PIPE

PROPOSED FORCE MAIN PIPE

S EXISTING TREE LINE

©

T EXISTING TREES TO BE REMOVED

SILT FENCE
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C-300

Know what'sbelow.
Callbefore you dig.

CALL 48 HOURS
BEFORE YOU DIG

IT'S THE LAW!
DIAL 811

SUNSHINE STATE ONE CALL OF FLORIDA, INC.

THE PRESENCE OF GROUNDWATER SHOULD BE
ANTICIPATED ON THIS PROJECT. CONTRACTOR'S
BID SHALL INCLUDE CONSIDERATION FOR
ADDRESSING THIS ISSUE.

NORTH

PROPOSED WATER LINE

PROPOSED SANITARY SEWER LINE

EXISTING SANITARY SEWER LINE

EXISTING WATER MAIN

PROPOSED UNDERGROUND ELECTRIC

PROPOSED SANITARY SEWER LINE

EXISTING SANITARY SEWER LINE

EXISTING OVERHEAD ELECTRIC/TELEPHONE LINE

PROPERTY LINE

TRACT LINE

 RIGHT OF WAY

ROADWAY

LEGEND

PROPOSED FORCE MAIN

EXISTING FORCE MAIN

EXISTING  WATER RECLAIM

©







































 

 
 
 

 

FLORIDA DEPARTMENT OF 
Environmental Protection 

 
Southeast District Office 

3301 Gun Club Road, MSC 7210-1 
West Palm Beach, FL 33406 

561-681-6600 

Ron DeSantis 
Governor 

 
Jeanette Nuñez 

Lt. Governor 
 

Shawn Hamilton 
Secretary 

 
March 1, 2023 
 
          NOTIFICATION OF ACCEPTANCE OF USE OF A GENERAL PERMIT 
 

PERMITTEE:                PERMIT NUMBER: 0039002-136-DWC-CG 
AJ Fasano, Authorized Agent    ISSUE DATE: March 1, 2023 
Indian River County 
1590 9th Street SW 
Vero Beach, FL 32962 
Email: AJ.Fasano@kimley-horn.com       
                                           

  EXPIRATION DATE: 
  COUNTY: 
  PROJECT NAME: 
CONNECTED TO:                                                  

    FACILITY ID:     
 
                                                    
    
 

February 29, 2028 
Indian River 
Hobart Park  
IRCUD Central WWTF                
FLA010431   
                                                 
 

 
Dear Mr. Fasano: 

 
This letter acknowledges receipt of your Notification/Application for Constructing a Domestic 
Wastewater Collection/Transmission System for the subject project.  Our Office received the 
Notice on February 7, 2023. 

  
 
This is to advise you that the Department does not object to your use of such General Permit. 
 
Please note the attached requirements apply to your use of this General Permit for constructing 
the proposed domestic wastewater collection/transmission system.  
 

You are further advised that the construction activity must conform to the description contained in 
your Notification/Application for Constructing a Domestic Wastewater Collection/Transmission 
System and that any deviation will subject the Permittee to enforcement action and possible 
penalties.  
 
 
 
 
 

mailto:AJ.Fasano@kimley-horn.com
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If you have any questions, please contact Ayyad Kit at telephone number (561) 681-6689 or by 
email Ayyad.kit@floridadep.gov  
 
Sincerely, 
 

 
                                                                                       March 1, 2023 
Margie DeBerry      Date 
Environmental Manager 
Southeast District 
 
 

 
    Electronic copies furnished to: 
 

     DEP: Norva Blandin, Margie DeBerry, Ayyad Kit 
  Sara Battles, Kimley-Horn & Associates,  Sara.battles@kimley-horn.com   
  Jesse Roland, Indian River County Department of Utility Services, jroland@ircgov.com 

 
REQUIREMENTS FOR USE OF THE GENERAL PERMIT FOR DOMESTIC 
WASTEWATER COLLECTION/TRANSMISSION SYSTEMS:  
 
1. This general permit is subject to the general permit conditions of Rule 62-4.540, F.A.C., as 

applicable.  [62-4.540] 
 
2. This general permit does not relieve the permittee of the responsibility for obtaining a dredge 

and fill permit where it is required. [62-604.600(6)(b)1] 
 
3. This general permit cannot be revised, except to transfer the permit. [62-604.600(6)(b)2] 
 
4. This general permit will expire five years from the date of issuance.  If the project has been 

started and not completed by that time, a new permit must be obtained before the expiration 
date in order to continue work on the project. [62-4.030]  

 
5. Upon completion of construction of the collection/transmission system project, and before 

placing the facilities into operation for any purpose other than testing for leaks or testing 
equipment operation, the permittee shall submit Form 62-604.300(3)(b), Notification of 
Completion of Construction for a Domestic Wastewater Collection/Transmission System.  
The form shall be submitted electronically by using the Department’s Business Portal at 
https://www.fldepportal.com/go/ (via “Submit” then “Registration/Notification” and “Submit 
Notifications to DEP.” The submission is “Division of Water Resource Management 
Domestic/Industrial Wastewater”, and the submittal type is “Notification of Completion of 
Construction for a Domestic Wastewater Collection/Transmission System.”). This form is 
available at the Department’s Internet site at: https://floridadep.gov/water/domestic-
wastewater/content/domestic-wastewater-forms. [62-604.700(2)] 

mailto:Ayyad.kit@floridadep.gov
mailto:Sara.battles@kimley-horn.com
mailto:jroland@ircgov.com
https://www.flrules.org/gateway/ChapterHome.asp?Chapter=62-4
https://www.flrules.org/gateway/ChapterHome.asp?Chapter=62-4
https://www.flrules.org/gateway/ChapterHome.asp?Chapter=62-604
https://www.flrules.org/gateway/ChapterHome.asp?Chapter=62-604
https://www.flrules.org/gateway/ChapterHome.asp?Chapter=62-4
https://floridadep.gov/water/domestic-wastewater/forms/notification-completion-construction-domestic-wastewater
https://floridadep.gov/water/domestic-wastewater/forms/notification-completion-construction-domestic-wastewater
https://floridadep.gov/water/domestic-wastewater/content/domestic-wastewater-forms
https://floridadep.gov/water/domestic-wastewater/content/domestic-wastewater-forms
https://www.flrules.org/gateway/ChapterHome.asp?Chapter=62-604
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6. Abnormal events shall be reported to the Department’s Southeast District Office in 

accordance with Rule 62-604.550, F.A.C.  For unauthorized spills of wastewater in excess of 
1000 gallons per incident, or where information indicates that public health or the 
environment may be endangered, oral reports shall be provided to the STATE WATCH 
OFFICE TOLL FREE NUMBER (800)320-0519 as soon as practical, but no later than 24 
hours from the time the permittee or other designee becomes aware of the circumstances.  
Unauthorized releases or spills less than 1000 gallons per incident are to be reported orally to 
the Department Southeast District Office within 24 hours from the time the permittee, or 
other designee becomes aware of the circumstances.  

 
The oral notification shall be followed by a written submission, which shall be provided 
within five days of the time that the owner/operator becomes aware of the circumstances. 
The written submission shall contain: a description of the spill, release or abnormal event and 
its cause; the period and duration of noncompliance including exact dates and times, and if 
the noncompliance has not been corrected, the anticipated time it is expected to continue; 
clean-up actions taken and status; steps taken or planned to reduce, eliminate, and prevent 
recurrence; the type of sanitary sewer overflow structure (e.g., manhole); the discharge 
location address and latitude/longitude; type of water discharged; discharge volumes and 
volumes recovered; volume discharged to surface waters and receiving waterbody name; 
types of human health and environmental impacts of the sanitary sewer overflow (e.g., beach 
closure); whether the noncompliance was caused by a third party (e.g., contractor); and, 
whether the sanitary sewer overflow was related to wet weather. The written submission shall 
be provided electronically. Electronic submission is available using the Department’s 
Business Portal at https://www.fldepportal.com/go/ (via “Submit” followed by “Report” or 
“Registration/Notification”).  

 
In accordance with Section 403.077, F.S., unauthorized releases or spills reportable to the 
State Watch Office shall also require a public notice of pollution report. Reporting may be 
made or by reporting electronically using the Department’s Business Portal at 
https://www.fldepportal.com/go/ (via “Submit” followed by “Report” or 
“Registration/Notification”) and selecting the option to also submit the public notice of 
pollution report, or reporting may be made to the Department’s Public Notice of Pollution 
web page at https://floridadep.gov/pollutionnotice. [62-604.550] 
 

  7. The owner shall be responsible for contracting with a licensed and insured environmental 
services company to provide routine inspection, maintenance and operation of the lift station 
and force main, located within owners’ properties.  The cost of the environmental services 
company described in this paragraph shall be an individual owner expense. 
 

https://www.flrules.org/gateway/ChapterHome.asp?Chapter=62-604
https://www.fldepportal.com/DepPortal/go/home
https://www.fldepportal.com/DepPortal/go/home
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ADDITIONAL INFORMATION: 
 
Once a collection/transmission system is cleared for operation, the provisions below shall be met by the 
owner/operator of the system in accordance with Rule 62-604.500, F.A.C. 

 
1. All collection/transmission systems shall be operated and maintained to provide uninterrupted 

service. All pump stations shall be operated and maintained to provide the emergency pumping 
capability requirements in paragraph 62-604.400(2)(a), F.A.C., the lightning and transient voltage 
surge protections in paragraph 62-604.400(2)(b), F.A.C., and the design and signage requirements in 
paragraph 62-604.400(2)(d), F.A.C. Also, all equipment, pipes, manholes, pump stations, and other 
appurtenances necessary for the collection/transmission of domestic wastewater, including equipment 
provided pursuant to subsection 62-604.400(2), F.A.C., shall be maintained to function as intended. 
[62-604.500(2) and (3)] 

 
2. The owner/operator of a collection/transmission system shall evaluate and update the emergency 

response plan portion of the operation and maintenance manual annually. The emergency response 
plan shall assess system security including cybersecurity; water quality monitoring for sanitary sewer 
overflows affecting surface waters; and hurricane and severe storm preparedness and response. [62-
604.500(4)] 

 
3. Collection/transmission systems shall be maintained to minimize excessive infiltration and inflow 

into the collection/transmission system, as well as excessive leakage from the collection/transmission 
system. The owner/operator of a collection/transmission system shall take corrective actions when 
infiltration, inflow, or leakage is excessive. Infiltration and inflow are considered excessive if one or 
both cause or contribute to sanitary sewer overflows.  Leakage, or exfiltration, is considered excessive 
if it causes or contributes to a violation of surface water quality standards or ground water quality 
standards. [62-604.500(5)] 

 
4. All collection/transmission systems shall be operated and maintained to prevent sanitary sewer 

overflows. Owners/operators shall evaluate the cause of all sanitary sewer overflows and evaluate 
potential corrective measures to avoid future sanitary sewer overflows. Corrective actions shall be 
taken by the owner/operator of the collection/transmission system if excessive inflow and infiltration 
causes or contributes to a sanitary sewer overflow. The owner/operator of a satellite collection system 
shall take corrective actions for a sanitary sewer overflow in the receiving collection system caused 
by excessive inflow and infiltration in the satellite collection system. [62-604.500(6)] 

 
5. The approved Operation and Maintenance Manual and emergency response plan pursuant to Rule 62-

604.500(4), F.A.C., shall be kept available at a site convenient for use by operation and maintenance 
personnel and for inspection by the Florida Department of Environmental Protection personnel. 
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