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ADVERTISEMENT FOR BIDS 
 

BID PROPOSAL 

 

Sealed bids, in triplicate, for the Central Elementary School Bid Package 4, for Portage Public Schools, will be received 

until noon local time, Wednesday, June 21st, 2023 at Owen-Ames-Kimball Co., 2700 Stadium Dr. Suite 2, Kalamazoo, 

MI 49008. Bids received after this time will neither be considered nor accepted. 

 

All proposals received by the time and date stated above will be opened and read publicly at 2:00 pm local time, 

Wednesday, June 21st, 2023 at Portage Central High School, Auditorium 8422 S. Westnedge Ave, Portage, MI 49002.  

 

Bids may be mailed to Owen-Ames-Kimball Co., 2700 Stadium Dr. Suite 2, Kalamazoo, MI 49008. Mailed bids must be 

received by noon, Wednesday, June 21st, 2023. FAXED, EMAILED OR UPLOADED TO BUILDING CONNECTED BIDS 

WILL NOT BE ACCEPTED. 

 

In accordance with Section 1267 of the Revised School Code each bid must be accompanied by a sworn and 

notarized Familial Disclosure Statement completed by the bidder disclosing any familial relationship between the 

Owner or any employee of the Bidder and any member of the District’s Board of Education or the Superintendent of 

the District. 

 

SITE INSPECTION 

 

A construction pre-bid meeting will be held at Portage Central Elementary School Cafeteria, 2:00pm local time, 

Monday, June 12th, 2023. All bidders are encouraged to attend. 

 

BID DOCUMENTS 

 

The Bidding Documents may be examined at the following locations: 

• Owen-Ames-Kimball Co. Website: http://www.owen-ames-kimball.com/subcontractors/ 

• Builders Exchange plan rooms in Grand Rapids, Kalamazoo, Lansing and Traverse City. 

 

BIDDER QUALIFICATIONS 

 

Bidders submitting a Bid for this Project shall have qualifications as follows: 

a. Shall be a reputable, recognized organization, with at least five (5) years successful experience on work of 

this type and scope of this project. 

b.  Shall have a license where required by public authorities having jurisdiction. 

c. Shall have ample financial resources for work of this magnitude. 

 

BID SECURITY - PERFORMANCE BONDS 

 

Each bid shall be accompanied by good and sufficient bid security or bid bond in an amount not less than 5% of the 

Bid amount and shall secure the Owner from loss or damage by reason of the withdrawal of the Bid by a Bidder or by 

failure of the successful Bidder to enter into a Contract with the Owner if his Bid is accepted by the Owner. 

 

Bid securities will not be released or returned until the bid “hold-firm” date or a subcontract has been successfully 

executed for the specific bid category of work, whichever occurs first.   

 

Bid security may be provided by furnishing a bond from a surety company having a rating of A- or better or certified 

check.  Owen-Ames-Kimball is not responsible for the loss of bid security if provided by certified check. 

 

The successful Bidder will be required to secure Performance, Labor and Material bonds for all contracts exceeding 

$50,000, from a surety company having a rating of A- or better, for the full amount of the Contract. 

http://www.owen-ames-kimball.com/subcontractors/
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SUPPLEMENT TO INSTRUCTIONS TO BIDDERS 

STANDARD AIA FORMS 

 

The Instructions to Bidders (AIA Document A701-2018 Edition), Articles 1 through 8, and as herein amended or added 

to, are a part of the Contract Documents, and shall apply to all Contractors, and/or Subcontractors. 

 

ARTICLE 1 – DEFINITIONS Add Subparagraph 1.10 as follows: 

1.10 All references made to Owner shall be implied to refer to the Construction Manager. 

ARTICLE 3 – BIDDING DOCUMENTS 

3.1 Distribution Add Subparagraph 3.1.6 as follows: 

3.1.6 The Bidding Documents, including drawings, specifications, and necessary forms, can be examined at the 

following locations. 

 

• Owen-Ames-Kimball Co. website: www.owen-ames-kimball.com/subcontractors/  

• Builders Exchange plan rooms in Grand Rapids, Kalamazoo, Lansing, and Traverse City.  

 

3.2 MODIFICATION OR INTERPRETATION OF BIDDING DOCUMENTS Revise Subparagraph 3.2.2. as follows: 

Line 2 shall read “…ten days…” 

ARTICLE 4 – BIDDING PROCEDURES 

4.1 PREPARATION OF BIDS Revise Subparagraph 4.1.1. and Add Subparagraph 4.1.6.1, 4.1.9 and 4.1.10 as 

follows: 

 

Bids shall be submitted, in triplicate, on the Bid Proposal Form included within the bidding Documents. 

 

4.1.6.1 Proposals will be accepted for one (1) Bid Category only, or a combination of two (2) or more Categories.  If 

the Bidders wish to have their combined bid considered for separate categories, they must submit separate 

proposals for the individual category along with their combined bid proposal. 

4.1.9 A Pre-Bid Conference will be held in accordance with the following schedule: 

  Date:  Monday, June 12, 2023 

  Place:  Cafeteria of Portage Central Elementary School, 8422 S Westnedge Ave, Portage, MI 49002 

  Time:  2:00pm 

 

4.1.10 In accordance with Section 1267 of the Revised School Code each bid must be accompanied by a sworn and 

notarized Familial Disclosure Statement completed by the bidder disclosing any familial relationship between 

the Owner or any employee of the Bidder and any member of the District’s Board of Education or the 

Superintendent of the District.  

 

4.2 BID SECURITY Add Subparagraphs 4.2.1.1, 4.2.1.2 and Revise Subparagraph 4.2.3 as follows: 

 

4.2.1.1 Bid security shall be required for each bid tendered. 

4.2.1.2 Bid security shall be in the form of either a CERTIFIED or CASHIER’S CHECK on an open and solvent bank or 

bid bond issued by surety company payable to the Owner in an amount equal to five percent (5%) of the 

base bid. 

4.2.3 Revise Lines 1 and 2 to read “If a surety bond is provided the attorney-in-fact who …”. 

 

4.3 ADDENDA Revise Subparagraph 4.3.3 as follows: 

4.3.3 Addenda will be issued no later than two days prior to the date for receipt of Bids except an Addendum 

withdrawing the request for Bids or one which includes postponement of the date for receipt of Bids. 

http://www.owen-ames-kimball.com/subcontractors/
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4.4 MODIFICATION OR WITHDRAWAL OF BIDS Revise Subparagraph 4.4.3 as follows: 

4.4.3 After the time and date of receipt of Bids, a bid may not be modified, withdrawn or cancelled by the Bidder 

for sixty (60) days. 

ARTICLE 5 – CONSIDERATION OF BIDS 

5.3 ACCEPTANCE OF BID (AWARD) Revise Subparagraph 5.3.2 and add Subparagraph 5.3.4 as follows: 

5.3.2 Revise Line 1 to read “…right to accept Mandatory and Voluntary Alternates in any order…” 

5.3.3  Owner reserves the right determine which bidders are considered the lowest qualified bidder and to award 

to said bidder. 

5.3.4 After the Owner has awarded the Bid Categories the Construction Manager will prepare and send a Notice of 

Pending Award to the successful Bidders. 

ARTICLE 6 – POST-BID INFORMATION 

6.1 CONTRACTOR’S QUALIFICATION STATEMENT Revise Subparagraph 6.1 as follows: 

 The Owner, Architect and Construction Manager may make such investigations as they deem necessary to 

determine the ability of the Bidder to perform the work.  The Bidder shall furnish all such information and 

data for this purpose as the Construction Manager may request within twenty-four (24) hours, including, but 

not limited to, lists of projects completed, financial statements for the past two (2) years, a current list of 

work in progress.  The Owner reserves the right, based on the advice of the Construction Manager and 

Architect, to reject any bid if the evidence submitted, or investigation of such Bidder, fails to prove that such 

Bidder is properly qualified to carry out the obligations of the contract and to complete the work 

contemplated therein. 

 

6.3 SUBMITTALS Revise Subparagraph 6.3.1, replace Subparagraphs 6.3.1.1 thru 6.3.1.3 and add 

Subparagraphs 6.3.1.4 thru 6.3.1.6 as follows: 

6.3.1 The Bidder shall within ten (10) days upon issuance of a Notice of Pending Award furnish to the Owner 

through the Construction Manager the following: 

6.3.1.1 The necessary insurance forms as specified in the Bidding Documents. 

6.3.1.2 A cost breakdown on the continuation sheets of the “Application and Certificate for Payment”, AIA 

Document G703 showing all major work items, separated by both material and labor. 

6.3.1.3 A list of the work which will be performed with the Bidder’s own forces, a list of their subcontractors and a 

list of work that will be performed by the subcontractor’s forces. 

6.3.1.4 Names of the manufacturer’s, products and suppliers of principle items, materials or systems proposed for 

the work. 

6.3.1.5 Schedule information. 

6.3.1.6 The Bidder will be notified in writing if any of the above items are not acceptable. 

ARTICLE 7 – PERFORMANCE BOND AND PAYMENT BOND 

7.1 BOND REQUIREMENTS Revise Subparagraph 7.1.1 as follows and Delete Subparagraph 7.1.3 

7.1.1 Revise first sentence to read “For Contracts exceeding $50,000 the Bidder shall furnish separate Performance 

and Payment Bonds covering the…”  

 

7.1.1 The Owner may, prior to execution of the Contract, require the successful Bidder(s) to furnish separate 

Performance and Payment Bonds covering the faithful performance of the Contract and the payment of all 

obligations arising thereunder in an acceptable form to the Owner and the Construction Manager.  Such 

bonds can be secured through the Bidder’s usual sources provided that they fulfill requirements specified 

elsewhere in these Documents.  The cost of such bonds shall be paid for by the Bidder.  A space has been 

provided on the Proposal Form for the Bidder to identify the amount that shall be added to their proposal 

should the bonds be required.  Should they be required the Bidder shall deliver the bonds to the 

Construction Manager not later than the date of execution of the Contract.  
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7.2 TIME OF DELIVERY AND FORM OF BONDS Delete Subparagraph 7.2.2  

 

ARTICLE 8 – ENUMERARTION OF THE PROPOSED CONTRACT DOCUMENTS 

8.1 Revise sentence to read: Copies of the proposed Contract Documents will be made available to the Awarded 

Bidder as modified and would include but not limited to the following documents as issued by the Construction 

Manager. 

ARTICLE 9 – INSURANCE 

9.1 INSURANCE REQUIREMENTS The required insurance will name Owen-Ames-Kimball Co., Owner and 

Architect, along with their respective officers, agents and employees are named as additional insureds for 

the auto liability and general liability on a primary and non-contributory basis for ongoing and completed 

operations. The ONLY acceptable endorsement for the additional insureds requirements is ISO form CG 20 

37 07 04. 

9.1.1 Commercial General Liability – ISO Occurrence form CG 20 10 07 04 and CG 20 37 07 04 are the required 

forms. 

 

ARTICLE 10 – DESCRIPTION OF WORK  Add paragraph 10.1 and 10.2 

10.1 BID CATEGORIES Add Subparagraphs 10.1.1, 10.1.1.1., 10.1.1.2, 10.1.1.3 as follows: 

10.1.1 Bid Categories have been established to guide Bidders in determining scope of work where trade jurisdiction 

is not clearly defined.  These descriptions are not meant to be all inclusive of work to be included in the Bid.  

If a conflict in the assignment of work exists between the Bidding Documents and the descriptions of these 

bid categories, the requirements of the bid category description(s) shall take precedence and the 

Construction Manager shall immediately be notified of the conflict.  Bidders are to familiarize themselves 

with all Bid Categories. 

10.1.1.1 Requirements for a specific Bid Category, trade or contract will generally be described in that portion of the 

Specifications or Drawings related to that trade or contract.  Such requirements may, however, be described 

in other sections of the contract documents.  Contractors will be held responsible for having carefully 

examined all drawings and read all divisions of the specifications and all contract documents to avoid 

omissions or duplications and to ensure a complete job. 

10.1.1.2 There is not necessarily a direct relationship between the Bid Category numbers or names and the 

Specification Division or Section numbers. 

10.1.1.3 Unless specifically noted as being furnished only, scopes include the complete installation including materials, 

labor, equipment, interface with the work of other trades, etc. 
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10.2 INDEX OF BID CATEGORIES Add paragraph 10.2 

 

Bid Category No. 01 – Earthwork (Previously bid & awarded to Lounsbury Excavating) 

Bid Category No. 02 - Asphalt Paving (To be bid at later date) 

Bid Category No. 03– Landscaping (To be bid at later date) 

Bid Category No. 04 – Fencing (To be bid at later date) 

Bid Category No. 05 – Irrigation (To be bid at later date) 

Bid Category No. 06 - Concrete 

Bid Category No. 07- Polished Concrete 

Bid Category No. 08 – Pre-Cast Structural Concrete 

Bid Category No. 09 - Masonry 

Bid Category No. 10 – Structural Metals 

Bid Category No. 11 – Miscellaneous Metals 

Bid Category No. 12 – General Trades 

Bid Category No. 13 – Metal Wall Panels 

Bid Category No. 14 - Roofing 

Bid Category No. 15 – Joint Sealants 

Bid Category No. 16 – Doors, Frames and Hardware 

Bid Category No. 17 – Overhead Doors 

Bid Category No. 18 – Aluminum, Glass and Glazing 

Bid Category No. 19 – Lath, Plaster, Drywall and Acoustical (LPDA) 

Bid Category No. 20 - Painting 

Bid Category No. 21 - Flooring 

Bid Category No. 22 – Resilient Athletic Flooring 

Bid Category No. 23 – Wood Athletic Flooring 

Bid Category No. 24 – Visual Display Units 

Bid Category No. 25 - Signage 

Bid Category No. 26 – Toilet, Bath, and Laundry Accessories 

Bid Category No. 27 – Food Service Equipment 

Bid Category No. 28 – Gymnasium Equipment 

Bid Category No. 29 – Playground Equipment 

Bid Category No. 30 – Window Shades 

Bid Category No. 31 – Casework 

Bid Category No. 32 – Educational Casegoods 

Bid Category No. 33 – Elevator 

Bid Category No. 34 – Fire Protection 

Bid Category No. 35 – DDC Control System 

Bid Category No. 36 – Mechanical/Plumbing 

Bid Category No. 37 – Testing and Balancing 

Bid Category No. 38 – Commissioning (By Owner, Awarded to FisecX)  

Bid Category No. 39 - Electrical 

Bid Category No. 40 – Audio Visual Systems 

Bid Category No. 41 -Clock Systems 

Bid Category No. 42 – Public Address Systems 

Bid Category No. 43 -Structured Cabling Systems (Low Voltage Data Cabling Systems) 

Bid Category No. 44 - Access Control and Intercom Entry Systems 

Bid Category No. 45 – Fire Alarm 
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10.3 BID CATEGORY DESCRIPTIONS Add paragraph 10.3 

 

Bid Categories have been established to guide Bidders in determining scope of work where trade jurisdiction 

is not clearly defined.  These descriptions are not meant to be all inclusive of work to be included in Bid.  

Unless specifically noted as being furnished only or install only, scope includes complete installation 

including all labor, material, equipment, etc. 

 

Bidders are required to familiarize themselves with all Bid Categories and Alternates. 
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BID CATEGORY NO. 01 – EARTHWORK (Previously Bid – Awarded to Lounsbury Excavating) 

Include:  

 

1. Complete earthwork as shown on the drawings and as specified in the following sections: 

 

11 6800  Play Field Equipment and Structures 

22 1113  Facility Water Distribution Piping 

22 1313  Facility Sanitary Sewers 

31 1000  Site Clearing 

31 2000  Earth Moving 

32 1816.13 Playground Protective Surfacing 

32 3113  Chain Link Fences and Gates 

32 9200  Turf and Grasses 

33 2100  Sanitary Lift Station System 

33 4200  Stormwater Conveyance 

 

2. All necessary surveying and staking for this contractor’s work.  The Construction Manager will supply building 

control points and establish a benchmark. 

3. Applicable fees, permits, inspections, etc. as required for the completion of the work in this bid category. 

4. Sleeves indicated on the drawings. 

5. Slab sand pavement subbase construction per details.  Gravel subbase to be graded and compacted to +/-0.05 

foot.  Final grading and proof rolling are the responsibility of asphalt paving or concrete contractor.  This 

contractor is responsible for compaction and/or correction of any areas that do not pass tests. 

6. Responsible for keeping public roads clean of construction traffic dirt and debris. 

7. Excavation, bedding materials, piping, structures, backfill, compaction, etc. as required for all underground utility 

construction, all to within 5 feet of the building unless noted otherwise. 

8. Temporary tree protection measures. 

9. Strip, stockpile and respread topsoil to machine grade +/-0.10 foot. 

10. Site related demolition, including but not limited to, pavements, site walls, utility structures, etc. 

11. Soil erosion permit and erosion control. 

12. Maintain and control grades to facilitate the run-off of site surface water. 

13. Supply and maintain barricading as required for the work of this contractor. 

14. Excavation, over excavation and controlled fill for building foundations installed by the concrete contractor, 

including proper disposal, at an off-site location, of unsuitable soils. 

15. Provide and maintain access ramps within the building to be used by the structural steel contractor during 

erection of structural steel and the concrete contractor during the placement of building foundations.  Remove 

upon the Construction Manager’s direction. 

16. Implement and maintain all BMP's deemed necessary by either the Certified Storm Water Operator or the Agency 

responsible for jurisdiction of Protection Act 451. 

17. Responsible to follow the most stringent requirements between the architectural specifications and those listed 

in the recommendations of the geotechnical report. 

18. Responsible for suppling & install of new fencing & gates.  

19. Removal & relocation of existing playground.  

20. This contractor is responsible to prepare the site for all future work including; but not limited to exterior concrete 

paving, asphalt paving, landscaping, and the building pad.  
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BID CATEGORY NO. 02 - ASPHALT PAVEMENTS (To be bid at later date) 

Include: 

1. Complete paving and related work as shown on the drawings and as specified in the following sections:  

 

32 1216 Asphalt Paving 

321723 Pavement Markings 

 

2. Fine grading and proof rolling of gravel subbase. The subbase will be brought to within +/- 0.05 foot of required 

final grade by the sitework contractor.  Additional gravel or removal of excess gravel required to maintain final 

grade in this contractor’s responsibility. 

3. Obtain the services of a registered surveyor to provide grade stakes prior to fine grading and prior to the placement 

of asphalt.  Any discrepancies of grades or structures must be reported to the Construction Manager prior to placing 

asphalt. 

 

Exclude: 

1. Testing will be provided by the Owner. 

 

 

BID CATEGORY NO. 03 – LANDSCAPING (To be bid at later date)  

Include: 

1. Complete landscaping and related work as shown on the drawings and as specified in the following sections: 

 

32 9200 Lawns and Grasses 

32 9300 Plants  

12 9300 Site Furnishings 

 

2. Finish grade all topsoil, seeded and landscaped areas, including removal of stones, dirt clumps, sticks and weeds. 

3. Maintenance of plantings for one (1) year period after substantial completion 

4. Obtain the services of a registered surveyor to provide grade stakes prior to fine grading and prior to the placement 

of landscaping.  Any discrepancies of grades or structures must be reported to the Construction Manager prior to 

placing landscaping. 

5. Concrete needed for the installation of Site Furnishings. 

6. Crushed Stone and Weed Barrier Fabric. 

7. Bark Mulch 

8. Responsible for concrete required for install of site furnishings.  

9. Include items “A, B, and C” (Large Fieldstone boulders, and fresh cut tree trunk log) in North Mulch Area Legend on 

L203.  

 

Exclude: 

1. Play Area Mulch 

2. Irrigation systems. 

3. Playground Equipment & Play Field Equipment and Structures 
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BID CATEGORY NO. 04 – FENCING (To be bid at later date) 

Include: 

1. Complete the fencing and gate work as shown on the drawings and specified in the following sections: 

 

32 3113 Fencing and Gates Section  

32 3121 Decorative Metal Fences and Gates. 

Obtain the services of a registered surveyor to provide grade stakes prior to the placement of fencing.  Any 

discrepancies of grades or structures must be reported to the Construction Manager prior to placing fencing. 

 

 

BID CATEGORY NO. 05 – IRRIGATION (To be bid at later date) 

Include: 

1. Complete the irrigation work as shown on the drawings and specified in Irrigation Systems, Section 32 8400. 

2. Sleeving that is required but not shown. 

3. Wiring from the controller, including the transformer. 

4. The required water meter(s) and backflow preventer(s). 

5. Connection to water supply.  

 

Exclude: 

1. Electrical power to the controller. 
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BID CATEGORY NO. 06 - CONCRETE 

Include: 

1. Complete concrete and related work as shown on the drawings and as specified in the following sections: 

 

03 1000 Concrete Formwork 

03 2000 Concrete Reinforcement and Embedded Assemblies 

03 3000 Cast-In-Place Concrete  

31 3116 Termite Control  

32 1313 Concrete Paving 

32 1373 Concrete Paving Joint Sealants 

 

2. Fine grading and compacting for slabs on grade.  The Sitework contractor will establish subgrade +/- 0.05 foot.  

Additional sand or removal of excess sand required to maintain final grade is this contractor’s responsibility. 

3. Obtain the services of a registered surveyor to provide grade stakes prior to fine grading and prior to the 

placement of concrete.  Any discrepancies of grades or structures must be reported to the Construction Manager 

prior to placing concrete. 

4. Reinforcing steel, as shown. 

5. Install embedded items supplied by others. 

6. Necessary heat and weather protection for the completion of this contractor’s work. 

7. All necessary surveying and staking for this contractor’s work.  The C.M. will supply building control points and 

establish a benchmark. 

8. Perimeter foundation, slab and all insulation under flatwork by this contractor refer to thermal insulation 07 2100.  

9. Shoring and supports required for the completion of this contractor’s work. 

10. Inset stainless steel toe treads at each metal pan stair.  

11. Concrete toppings at metal pan stairs. 

12. Set and grout base/leveling plates and beam pockets, as indicated.  Plates and anchor bolts for structural steel to 

be supplied by others. 

13. Installation of dovetail anchors slots as required for installation of brick veneer.  Furnished by the masonry 

contractor. 

14. Vapor barrier at all building slabs on-grade. 

15. Install pipe bollards supplied by others.  

16. Joint sealants at exposed concrete slabs. 

17. See General Comment re: anchor bolt locations. 

18. Responsible for interior curbs including but not limited to; curbs as shown at base of cubbies ref. I424.  

19. Responsible for concrete mulch edge. Reference detail on C500.  

20. Drill holes in concrete for gate drop pins. Locate in the field at drop pin locations.  

21. Concrete benches and ramps.  

 

Exclude: 

1. Testing will be provided by the Owner 

2. Light pole bases and flagpole bases. 

3. Housekeeping and/or equipment pads. 

4. Polished concrete floors.  
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BID CATEGORY NO. 07 - POLISHED CONCRETE 

Include: 

1. Complete polished concrete and related work as shown on the drawings and as specified in the following 

sections: 

 

03 3000 Cast-In-Place Concrete  

03 3543 Polished Concrete Finishing 

31 3116 Termite Control  

32 1373 Concrete Paving Joint Sealants 

 

 

2. Organize preliminary meeting with the concrete subcontractor and site superintendent to review installation 

sequencing, control joints and finish requirements.   

3. Mock-ups per specifications.   

4. Hardeners as specified.   

5. Provide protection at completion.  Install a layer of Tyvek with EZ Cover over the top and then a layer of ½” 

tongue and grove plywood on top.    Tape seams of EZ Cover and Tyvek.  Provide voluntary alternate for other 

means of protection.  Base bid should include items listed above.   Supply additional role of tape, EZ Cover and 

Tyvek for repairs by others.  

6. Vapor barrier & Termite treatment beneath polished slabs.   

7. Provide concrete for polished flooring locations only.  Exclude all other concrete.   

8. Joint fillers for Polished Concrete floors.   

9. Supply and install all rebar that ties precast concrete topping to adjacent masonry walls.  

  

Exclude:   

1. All concrete that is not part of a polished concrete floor.  

2. Maintenance of flooring protection. 

 

 

BID CATEGORY NO. 08 – PRE-CAST STRUCTURAL CONCRETE 

Include: 

1. Complete pre-cast structural concrete and related work as shown on the drawings and as specified in the 

following sections: 

 

03 4100 Pre-Cast Structural Concrete Hollow-Core 

 

2. Shoring and supports required for the completion of this contractors work.  

3. Required grouting.  

4. Provide openings for mechanical and plumbing equipment as needed.  

5. Supply/Install all rebar installed in precast grout.  

6. Provide weep holes through top and bottom and each end of hollowcore at every core.   

7. Provide and install drilled no. 5 bar anchoring precast planks to wall.  

 

Exclude:   

1. Testing will be provided by and paid for by the owner.  
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BID CATEGORY NO. 09 -  MASONRY 

Include: 

1. Complete masonry and related work as shown on the drawings and as specified in the following sections: 

 

04 2000 Unit Masonry  

04 2200 Concrete Masonry Units 

04 7200 Cast Stone Masonry 

07 1900 Water Repellents  

07 2119 Foamed-In-Place Insulation 

 

 

2. Installation of anchor bolts and embedment’s furnished by others.  Coordinate location of anchor bolts with 

trade(s) requiring same. 

3. All masonry reinforcement, grout fill, loose fill or cavity wall insulation, etc. as shown and/or specified. 

4. Grouting solid of hollow metal frames in masonry. 

5. Weld anchors where specified or required. 

6. Necessary heat/weather protection for this contractor’s work. 

7. Clean all new masonry. 

8. Flashings and weepholes concealed in masonry work.  Includes pre-finished flashings. 

9. Furnish, for installation by others, dovetail anchor slots. 

10. All spray foam insulation.  

11. Fire safeing, fire resistant caulking, sound attenuation blankets and acoustical sealants being an integral part of 

the wall system, where shown. 

12. Patching, toothing, sawcutting, tuckpointing, etc. where existing walls (interior and exterior) were removed.  

Include any necessary patching of walls that were tied into walls removed. Anchors, glue, caulk, etc. will be the 

responsibility of the General Trades Contractor Bid Category # to remove prior to patching. 

13. Cut, patch and install new beam pockets in existing walls for structural components. 

14. Install of knox box provided by others.  

 

Exclude: 

1. Setting of hollow metal frames will be by the General Trades contractor. 

2. Fire-resistant joint sealers and firestopping at through-wall penetrations are by others.  
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BID CATEGORY NO. 10 - STRUCTURAL METALS 

Include: 

 

1. Complete the steel fabrication work as shown on the drawings and as specified in the following sections: 

 

05 1200  Structural Steel 

05 2000 Steel Joists 

05 3000 Steel Deck 

 

2. Furnish and deliver all incidental steel and anchor bolts installed under other bid categories. 

3. Take field measurements, onsite surveys and inspections required for the ordering and/or installations of items 

provided under their scope of work. 

4. Applicable fees, permits, inspections, etc. as required for the completion of the work in this bid category. 

5. Installation of temporary railings at stairs and removal of same at the time of installation or permanent railings. 

6. Furnish and erect all temporary railings as required by MiOSHA, including all necessary cables, clamps, 

turnbuckles, etc. Maintenance and removal will be by others. 

7. Furnish and erect all structural steel, joists, decks and metal fabrications. 

8. Necessary shoring and support for steel erection. 

9. Slab edge pour stops. 

10. Markings on steel shall be placed on areas of the member which are concealed or shall be removed completely 

prior to finish painting. 

11. Provide for holes in steel members that require subsequent installations of blocking. 

12. Hangers or similar attachments. 

13. See General Comment re:  anchor bolt locations. 

14. Added framing supports for roof top units and roof top openings.  

 

Exclude: 

1. Testing will be provided by and paid for by the Owner. 

2. Steel bollards will be set by others. 
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BID CATEGORY NO. 11 – MISCELLANEOUS METALS 

Include: 

 

1. Complete the miscellaneous metals work as shown on the drawings and as specified in the following sections: 

 

05 5000 Metal Fabrications 

05 5113 Metal Pan Stairs 

05 5213 Pipe and Tube Railings 

05 7300 Decorative Metal R 

ailings 

 

2. Furnish and deliver all incidental steel and anchor bolts installed under other bid categories.  

3. Applicable fees, permits, inspections, etc…as required for the completion of the work in this bid category.  

4. Removal of temporary railings at stairs/precast edges at the time of installation or permanent railings.  

5. Furnish and erect all temporary railings as required by MiOSHA, including all necessary cables, clamps, 

turnbuckles, etc…Maintenance and removal will be by others.  

6. Elevator pit ladders.  

7. Markings on steel shall be placed on areas of the member which are concealed or shall be removed completely 

prior to finish painting.  

8. Provide for holes in steel members that require subsequent installations of blocking.  

9. Hangers or similar attachments.  

10. See General Comment re:  anchor bolt locations.  

11. Roof access stairs and ladders.  

12. Pre-finished metal gates with latching hardware and stair gates.  

13. Install MiOSHA compliant temporary railings where permanent railings are eventually installed.  

14. Install/remove at direction of construction manager. 

15. Thermoplastic sleeve for bollards.  

16. Dumpster gates.  

 

Exclude: 

1. Testing will be provided by and paid for by the Owner. 

2. Steel bollards will be set by others. 
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BID CATEGORY NO. 12 - GENERAL TRADES 

Include: 

1. Complete general work as shown on the drawings and as specified in the following sections: 

 

06 1000 Rough Carpentry 

06 4023 Interior Architectural Woodwork  

06 4116 Plastic-Laminate-Faced Architectural Cabinets  

06 4219 Plastic-laminate-Faced Wood and Compact-Laminate Paneling 

06 6116 Solid surfacing Fabrications  

07 8443 Penetration Firestopping 

08 1113 Hollow Metal Doors and Frames (Install Only) 

08 1416 Flush Wood Doors (Install only) 

08 3113 Access Doors and Frames 

08 8413 Decorative Plastic Glazing  

08 7100 Door Hardware (Install only) 

09 7723 Fabric-Wrapped Panels 

10 1100 Visual Display Units (Install Only) 

10 2113.19 Plastic Toilet Compartments 

10 2123 Cubicle Curtains and Track 

10 2600 Wall and Door Protection  

10 2800 Toilet, Bath, and Laundry Accessories (Install Only)  

10 4413 Fire Protection Cabinets 

10 4416 Fire Extinguishers 

10 5113 Metal Lockers  

10 7516 Ground-Set Flagpoles 

12 3653 Laboratory Countertops  

12 3661.16 Solid Surfacing Countertops  

 

2. Schedule, take delivery, inventory, store and install all items noted as “Install Only” above.  Provide a list of 

material received each day to the Construction Manager’s Superintendent.  All items not so noted are to be 

furnished and installed. 

3. Take field measurements, onsite surveys and inspections required for the ordering and/or installations of items 

provided under their scope of work. 

4. Furnish and erect all blocking shown on drawings or as specified in Miscellaneous Carpentry.  Include all blocking 

not shown but incidental to your scope of work. 

5. Roof sheathings/blocking as shown.  Prior to installation schedule a meeting with the roofing contractor to 

coordinate requirements.  Notify the Construction Manager’s superintendent of the meeting so that he/she can 

be in attendance, furnish, for others to install, anchor bolts required for blocking installation. 

6. Concrete flag bases. 

7. Installation of electric strikes. 

8. Batt insulations not in partitions/walls. 

9. See General Comment re:  Access Doors. 

10. Protect the tops of casework with cardboard until all work is completed in a given area. 

11. See General Comment re:  Demolition. 

12. Provide Knox Box to be installed by others.  

13. Install of owner provided items;  

14. Any wood sheathing shown to be by this contractor.  
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15. Responsible for thermoformed pvc trim. Ref Keyed note 11 on I 102D.  

16. Responsible for millwork and architectural casework including but not limited to the following building elements;  

a. Gathering stair counter, gathering stair bench, gathering stair cubbies, gathering stair waterplace 

fireplace.  

b. Circulation desk and window display as shown on I 502 

c. Reception desk and window display as shown I 501, excluding reception interior rear cabinets by 

casework.  

d. Gathering Stair Millwork, Bench and Cubbies, refer to I422 

e. Cubbies, refer to sheets I423 & I424 

f. Learning Commons Benches (and plywood filler panel), refer to sheet I427 

g. Reception Desk, refer to sheet I501 

h. Library Circulation Desk & Window Display (Resin Shelf and Hutch), refer to I502 

i. Art Room Shelves, Display and Tall Cabinets. 

j. Music Room Shelves behind sliding doors 

 

Exclude: 

1. Installation of door hardware associated with aluminum entrances. 

2. Temporary weather protection, including temporary partitions and barricades for general access, shall be by the 

Construction Manager. 

3. Automatic door operators will be furnished by others. 

4. 12 3550.13 – Educational Casegoods 

5. All casework shown in green on interior plans are excluded as part of this bid category, as well as attached 

countertops and backsplashes.  

 

 

BID CATEGORY NO. 13 - METAL WALL PANELS 

Include: 

1. Complete metal panel work as shown on the drawings and as specified in the following sections: 

 

07 4123.23 Metal Composite Material Wall Panels   

07 4293 Soffit Metal Wall Panels 

 

2. Wood blocking as required for the installation of the panel system but now shown in the drawings. 

3. Panel-to-panel joint sealants.  Coordinate compatibility with product being installed by the contractor for Bid 

Category No. – Joint Sealants. 

4. Soffit at canopy and vestibule.  

 

Exclude: 

1. Plywood sheathings and wood blocking as shown. 

2. Joint sealants at the perimeter of the panel system. 
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BID CATEGORY NO. 14 - ROOFING 

Include: 

1. Complete roofing and related work as shown on the drawings and as specified in the following sections: 

 

07 2100 Thermal Insulation 

07 5323 Ethylene-Propylene-Diene-Monomer (EPDM) Roofing 

07 6200 Sheet Metal Flashing and Trim 

07 7100 Roof Specialties  

07 7200 Roof Accessories 

 

2. Wood blocking needed solely for the installation of the roofing system and/or metal panels and not shown on 

the drawings. 

3. Applicable fees, permits, inspections, etc. as required for the completion of the work in this bid category. 

4. Flash/seal penetrations through roofing membranes, both existing and new.  Present warranties are to be 

protected and maintained. 

5. Snow removal as required for the completion of this contractor’s work. 

6. Responsible for insulation under this contractors work including vertical.  

 

Exclude: 

1. Prefabricated curbs and equipment support units. 

 

 

BID CATEGORY NO. 15 - JOINT SEALANTS 

Include: 

1. Complete moisture protection work shown on the drawings and as specified in the following sections: 

 

07 1326 Self-Adhering Sheet Waterproofing  

07 9200 Joint Sealants 

07 9219 Acoustical Joint Sealants 

 

 

2. Acoustical sealants at items built into wall construction (i.e. door frames).  Acoustical sealant being an integral 

part of wall construction (i.e. top of wall) shall be by others. 

3. Joints in concrete and masonry wall construction, as required. 

4. Joint sealants at the perimeter of metal panel systems. 

5. Responsible for waterproofing at elevator. 

 

Exclude: 

1. Fire resistant joint sealers. 

2. Joint sealants at exposed concrete slabs. 

3. Joint sealants at the perimeter of aluminum windows, curtainwalls and storefront systems. 
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BID CATEGORY NO. 16 – DOORS, FRAMES AND HARDWARE 

Include: 

1. Furnish and deliver doors, frames and hardware as shown on the drawings and as specified in the following 

sections: 

 

08 1113 Hollow Metal Doors and Frames (Supply Only)  

08 1416 Flush Wood Doors (Supply Only) 

08 7100  Door Hardware (Supply Only) 

 

2. Coordination with the supplier(s) of steel frames and finish hardware. 

3. Take field measurements, onsite surveys and inspections required for the ordering and/or installations of items 

provided under their scope of work. 

4. Multiple deliveries may be required.  Coordinate with the project schedule.  

5. Provide temporary keying system during construction. 

6. Automatic door operators. 

7. Coordinate/verify door undercuts at tile floors. 

8. Furnish electric strikes and power supplies for openings covered under this category.   

9. Security or Electrical are to install power supplies, General Trades to install electric strikes. 

 

Exclude: 

1. Installation is by the General Trades contractor.  

2. Furnishing of hardware for aluminum entrances, regardless of how specified in Section 08 4113 or if in a section 

referenced in another bid category.  

 

 

BID CATEGORY NO. 17 - OVERHEAD DOORS 

Include: 

1. Complete overhead type doors as shown on the drawings and as specified in the following sections: 

 

08 3323  Overhead Coiling Doors  

 

 

2. Any required blocking and/or supports required for the complete installation of this scope of work that is not 

shown on the drawings. 

3. Take field measurements, onsite surveys and inspections required for the ordering and/or installations of items 

provided under their scope of work. 

4. Wiring of unit components from the disconnect, or other point of termination of electrical power.  Includes low 

voltage wiring required to control the operation of the doors.  
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BID CATEGORY NO. 18 - ALUMINUM, GLASS AND GLAZING 

Include: 

1. Complete aluminum, glass and glazing as shown on the drawings and as specified in the following sections: 

 

07 2100  Thermal Insulation 

08 4113  Aluminum-Framed Entrances and Storefronts 

08 4329 Sliding Storefronts 

08 4523 Fiberglass-Sandwich-Panel Assemblies 

08 8000 Glazing 

08 8700 Architectural Window Film 

08 8813 Fire-Rated Glazing 

08 8853 Security Glazing 

 

2. Glass cleaning at substantial completion of the entire project. 

3. Take field measurements, onsite surveys and inspections required for the ordering and/or installations of items 

provided under their scope of work. 

4. Supply and install door hardware at aluminum entrances. 

5. All windows to have aluminum sub-sills with up legs and end dams.  Sub-sills shall be shimmed up from the 

interior side to create positive slope to the exterior. 

6. Unframed mirrors. 

7. Joint sealants at the perimeter of the systems installed by this contractor.  

8. Furnishing of hardware for aluminum entrances, regardless of how specified in Section 08 7100 or if in a section 

referenced in another bid category.  

9. Electrical are to install power supplies, General Trades to install electric strikes. 

10. Provide metal trim at exposed corner column, 1/A101B – Ref keyed note on A101A.  

 

Exclude: 

1. Metal wall panels 

2. Automatic door operators are furnished by others. 
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BID CATEGORY NO. 19 - LATH, PLASTER, DRYWALL AND ACOUSTICAL (LPDA) 

Include: 

1. Complete LPDA and other work as shown on the drawings and as specified in the following sections: 

 

05 4000 Cold-Formed Metal Framing 

06 1600 Sheathing 

06 6400 Plastic Paneling  

07 2100  Thermal Insulation 

07 8443 Joint Firestopping 

09 2216 Non-Structural Metal Framing 

09 2900 Gypsum Board 

09 5113 Acoustical Panel Ceilings 

09 5423 Linear Metal Ceilings 

09 7200 Wall Coverings 

09 8316 Acoustic Ceiling Coating 

09 8400 Tectum Panel Ceilings 

09 8433 Sound-Absorbing Wall Units 

09 8437 Linear Acoustical Baffles 

 

 

2. Fire safeing, fire resistant caulking, sound attenuation blankets and acoustical sealants being an integral part of 

the wall system, where shown. 

3. All rigid insulation not in composite masonry walls, at foundation walls or part of roofing systems. 

4. See General Comment re:  Access Doors 

5. All sound and batt insulation, except that installed in curtainwall or storefront frame. 

6. Sound sealants. 

7. Framing, insulation, sheathing, etc. at exterior walls. 

8. Add support structure for ceiling wire or cable as required.  

 

Exclude: 

1. Fire-resistant joint sealers and firestopping at through-wall penetrations are by the contractors for Divisions 21, 

22, 23, 26, 27, and 28. 

2. Acoustical sealants at built-in items (i.e. door frames) shall be by others. 

3. Fire protection heads shall be cut-in by the fire protection contractor. 
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BID CATEGORY NO. 20 - PAINTING 

Include: 

1. Complete painting as shown on the drawings and as specified in the following sections: 

 

09 9114  Exterior Painting 

09 9123  Interior Painting  

09 9300 Staining and Transparent Finishing 

 

2. Painting of exposed mechanical, fire protection, and electrical piping and equipment. 

3. Final touch-up. 

4. Finishing of running wood trim and paneling veneers, including filling of nail holes. 

5. Include stenciling above ceilings for all rated wall significations at multiple locations and as required.  

 

Exclude: 

1. Wood doors are prefinished. 

 

 

BID CATEGORY NO. 21 - FLOORING 

Include: 

1. Complete flooring as shown on the drawings and as specified in the following sections: 

 

09 3000  Tiling 

09 6500  Resilient Flooring 

09 6513 Resilient Base and Accessories 

09 6813 Tile Carpeting 

09 6813.10 Modular Carpeting(Flocked) 

 

2. Minor preparation of floor and wall surfaces such as grinding, patching, latexing, latence, scum and paint 

removal, etc. 

3. Final cleaning of carpet and tile surfaces. 

4. Required reducer strips and base. 

5. Caulking of control joints in tile surfaces. 

6. Cubbie curb wrapped in resilient flooring Ref. I 424  

 

 

BID CATEGORY NO. 22 – RESILIENT ATHLETIC FLOORING 

Include: 

1. Complete flooring as shown on the drawings and as specified in the following sections: 

 

09 6566 Resilient Athletic Flooring 

 

2. Minor preparation of floor and wall surfaces such as grinding, patching, latexing, latence, scum and paint 

removal, etc. 

3. Installation of Gymnasium Equipment penetrating resilient athletic flooring. This includes grouting and plugging 

as required.  

4. Final cleaning of surfaces. 

5. Required reducer strips and base. 

6. Painting, striping and logos.  
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BID CATEGORY NO. 23 – WOOD ATHLETIC FLOORING (Alternate) 

Include: 

1. Complete athletic flooring and related work as shown on the drawings and as specified in the following sections: 

 

09 6466  Wood Athletic Flooring 

 

2. Minor preparation of floor and wall surfaces such as grinding, patching, latexing, latence, scum and paint 

removal, etc…  

3. Final cleaning of surface.  

4. Required reducer strips and base. 

5. DIN Certified wood gymnasium floor system.  

6. Sanding, finishing, markings, and sealers.  

7. Required reducer strips, thresholds and base.  

8. Painting, striping and logos.  

9. Installation of Gymnasium Equipment penetrating wood athletic flooring. This includes grouting and plugging as 

required.  

10.  Moisture testing of concrete floor. As soon as demolition of the existing wood flooring is complete,  

11. Place 6 RH sensors in the Gym’s existing slab. Coordinate locations of the sensors with the CM.  

12. Notify the CM in writing what the initial readings are after a 72 hr period. From that develop a plan with the CM 

as to what further readings, and timeline of such is required. 

 

 

BID CATEGORY NO. 24 – VISUAL DISPLAY UNITS 

Include: 

1. Complete visual display unit work as shown on the drawings and as specified in the following section: 

 

10 1100 Visual Display Units (Supply only) 

 

2. Furnish all mounting brackets and supports needed beyond wood backing.  

 

Exclude: 

1. Installation by General Trades.  

 

 

BID CATEGORY NO. 25 – SIGNAGE 

Include: 

 

1. Complete signage work as shown on drawings and as specified in the following sections:  

 

10 1419 Dimensional Letter Signage 

10 1426 Post and Panel Pylon Signage 

10 1453 Traffic Signage 

 

2. Include interchangeable sign at each team room toilet room to allow for additional descriptions by owner for 

room usage.  
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BID CATEGORY NO. 26 - TOILET & BATH ACCESSORIES  

Include: 

1. Furnish and deliver toilet, bath and laundry accessories as shown on the drawings and in the following sections:  

 

10 2800 Toilet, Bath, and Laundry Accessories (Supply Only)  

 

Exclude: 

1. Install by General Trades. 

 

 

BID CATEGORY NO. 27 - FOOD SERVICE EQUIPMENT 

Include: 

1. Furnish and deliver food service equipment as shown on the drawings and as specified in Section 11 4000 Food 

Service Equipment. 

2. See General Comments re:  food service equipment. 

3. Take field measurements, onsite surveys and inspections required for the ordering and/or installations of items 

provided under their scope of work. 

4. Fire resistant joint sealers as specified in Section 07 8413 for all food service associated penetrations. 

 

 

BID CATEGORY NO. 28 – GYMNASIUM EQUIPMENT 

Include: 

1. Complete gymnasium equipment and related work as shown on the drawings and as specified in the following 

sections: 

 

11 6623  Gymnasium Equipment 

 

 

BID CATEGORY NO. 29 – PLAYGROUND EQUIPMENT 

Include: 

1. Complete playground equipment and related work as shown on the drawings and as specified in the following 

sections: 

 

11 6800  Playfield Equipment and Structures 

32 1816.13 Playground Protective Surfacing 

 

2. Playground Equipment 

3. Play Area Mulch. 

4. Playground painting 

5. Responsible for concrete related to/required for your equipment.  

6. Painted play area as indicated in asphalt play pavement area of sheet L201.  

 

 

 

 

 

 

 



                                    

 
 

Portage Public Schools – Central Elementary School Bid Package 4:  Construction – Instructions to Bidders - Page 23 of 38 

www.owen-ames-kimball.com 

 

 

BID CATEGORY NO. 30 – WINDOW SHADES 

Include: 

 

1. Complete finish work as shown on drawings and as specified in the following sections:  

12 2413 Roller Window Shades 

 

2. Final Cleaning. 

3. Coordinate with electrical.   
 

 

BID CATEGORY NO. 31 - CASEWORK 

Include: 

1. Complete casework as shown on the drawings and as specified in the following sections: 

 

12 3216 Manufactured Plastic-Laminate-Faced Casework   

12 3623 – 12 3623.13 Plastic Laminate-Clad Countertops  

 

2. Supply and install casework and glass shown for this category.  

3. Backing required but not specifically called out on the drawings.  

4. Filler panels, kick plates, metal standards, shelving, countertops, and finished ends.  

5. Grommets as shown or specified.  

6. Hardware.  

7. Base frames.  

8. Casework and related countertops covered in 12 3216 and 13 3623 including but not limited to the following 

building elements:  

a. Clinic 104, refer to sheet I401 

b. Women’s & Men’s Countertops and Aprons, refer to sheet I401 

c. Learning Studio Sinks, refer to sheet I402 

d. Y5/Flex Sink, refer to sheet I403 

e. Specialty Corner Bookcases, refer to sheet I425 

f. Reception – Interior Rear, refer to sheet I501 

g. Music 151 cabinets, refer to 33/I304 

9. All casework in the following rooms are by this category: 

a. Copy Print 105 

b. Teachers lounge 107 

c. Wellness 109 

d. Family resource 111 

e. Library resource room 116 

f. Educational Workshop 163, 241, 263, and 288 

g. Learning commons 140 east and west on I303 

h. Learning commons 170 east detail 40 on I305  

i. Learning commons 230 detail 50 on I306 excluding cubbies by General Trades 

j. Learning commons 240 east and west on I 307 detail: 56&57/I307 

k. Learning commons 270 detail 69 on I308 
 

Exclude: 

1. Plywood sheathings and wood blocking as shown. 

2. Joint sealants at the perimeter of the panel system. 

3. All casework shown in green on interiors plans are excluded from this bid category. 
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BID CATEGORY NO.  32 – EDUCATIONAL CASEGOODS 

Include: 

1. Complete casework as shown on the drawings and as specified in the following sections: 

 

12 3550.13 Educational Casegoods 

 

2. All casework shown in GREEN on interiors plans are part of this bid category. Including attached countertops and 

backsplashes.  

3. All MS-1 mobile storage units. 

4. Work surface countertop at Gathering Stairs place on support brackets, refer to sheet I421. 

5. Countertop at Learning Commons place on support brackets, refer to sheet I427. 

6. Backing required but not specifically called out on the drawings.  

7. Filler panels, kick plates, metal standards, shelving, countertops, and finished ends.  

8. Grommets as shown or specified.  

9. Hardware.  

10. Base frames.  

11. Coordinate on all items supplied by furniture manufacturer.  

 

Exclude: 

1. Plywood sheathings and wood blocking as shown. 

2. Joint sealants at the perimeter of the panel system. 

 

 

BID CATEGORY NO. 33 - ELEVATOR 

Include: 

1. Complete new elevators and modifications to an existing elevator as shown on the drawings and as specified in 

Section 14 2123.16 – Machine-Roof-Less Electric Traction Passenger Elevators.  

2. Fire resistant joint sealers as specified in Section 07 8413 for all elevator associated penetrations. 

3. Smoke detection system(s). 

4. Applicable fees, permits, inspections, etc. as required for the completion of the work in this bid category. 

5. Take field measurements, onsite surveys and inspections required for the ordering and/or installations of items 

provided under their scope of work. 

6. Floor and ceiling finishes, as scheduled. 

7. Provide and install mini elevator key box.  
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BID CATEGORY NO. 34 – FIRE PROTECTION 

Include: 

1. Complete fire protection and related work as shown on the drawings and as specified as follows: 

 

07 8413 Penetration Firestopping 

21 0500  Common Work Results for Fire Suppression 

21 0513 Common Motor Requirements for Fire Suppression Equipment 

21 1000 Water Based Fire Suppression Systems 

 

2. Fire resistant joint sealers as specified in Section 07 8413 for all fire protection associated penetrations. 

3. Access doors required but not shown, for access to fire protection systems. 

4. Installation by others. 

5. Housekeeping and/or equipment pads required for the installation of this contractor’s equipment, whether or not 

they are indicated on the drawings. 

6. Applicable fees, permits, inspections, etc. as required for the completion of the work in this bid category. 

7. Cutting of penetrations through architectural elements (i.e. ceiling pads) required to facilitate the installation of 

fire protection system(s). 

8. Coordination and supervision of electrical connection to control and alarm panels furnished by this contractor. 

9. See General Comments re:  Access Doors. 

10. See General Comments re:  Food Service Equipment. 

11. See General Comments re:  Fireproofing. 

12. Fire protection site piping, including any necessary site valving, to a flange one (1) foot above finish floor where 

shown on the building drawings. 

13.  

 

Exclude: 

1. Post indicator valve. 
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BID CATEGORY NO. 35 - DDC CONTROL SYSTEM 

Include: 

1. Complete Direct Digital Control systems and related work as shown on the drawings and as specified in the 

following sections: 

 

23 0900 Instrumentation and Control for HVAC 

 

2. Motorized dampers. 

3. Coordinate with electrical rough-ins. 

4. Coordinate with related mechanical system installations. 

5. Fire resistant joint sealers as specified in Section 07 8413 for all building management associated penetrations. 

6. See General Comment re:  Access Doors 

7. Applicable fees, permits, inspections, etc. as required for the completion of the work in this bid category. 

8. See General Comments re:  fireproofing. 

9. See General Comments re: Food Service Equipment 

10. Work and coordinate with commissioning agent.  

11. Furnish, mount, start, commission VFD’s. Electrician provides power.  

12. This contractor to install any 120 Volt power required for their panels/controls not shown on Electrical drawings.  

13. This contractor is responsible for all demolition of existing mechanical control systems not attached to 

mechanical units or piping that is called out to be removed. Disconnect all attached controls prior to demolitions.  

14. Include rough-in for all stats/sensors.  
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BID CATEGORY NO. 36 - MECHANICAL/PLUMBING 

Include: 

1. Complete plumbing, mechanical and related work as shown on the drawings and as specified in the following 

sections:  

 

Division 22 Plumbing 

Division 23 Heating Ventilating and Air Conditioning 

07 2100 Therman Insulation 

08 9119 Fixed Louvers 

 

2. Take field measurements, onsite surveys and inspections required for the ordering and/or installations of items 

provided under their scope of work. 

3. Wall louvers. 

4. Fire resistant joint sealers as specified in Section 07 8413 for all mechanically associated penetrations. 

5. Glass-Fiber Board Duct Liner Insulation – Ref. 07 2100 Therman Insulation 2.3, B 

6. Temporary covers at roof openings. 

7. See General Comment re:  Access Doors 

8. Blocking required for mechanical installations such as roof curbs. 

9. Provide and install (using qualified trades) all lintels required but not shown. 

10. Prefabricated curbs, equipment supports and all blocking required for mechanical installations. 

11. Provide barricades for your work. 

12. Temporary heating system(s) 

13. Housekeeping and/or equipment pads required for the installation of this contractor’s equipment, whether or not 

they are indicated on the drawings. Including any exterior equipment pads.  

14. Applicable fees, permits, inspections, etc. as required for the completion of the work in this bid category. 

15. Metal support framing specifically required for support of mechanical systems. 

16. See General Comments re:  food service equipment. 

17. See General Comments re:  fireproofing. 

 

Exclude: 

1. DDC Control Systems per Sections 23 0900  

2. Fire Protection per Section 21 0500, 21 0513 & 21 1000 

3. Fuel for temporary heating will be provided and paid for by the Owner. 

4. Testing, Balancing and Commissioning. 

 

 

BID CATEGORY NO. 37 - TESTING and BALANCING  

Include: 

1. Complete testing and balancing of systems and related work as shown on the drawings and as specified in the 

following sections: 

 

23 0500  Common Work Results for HVAC 

23 0593  Testing, Adjusting and Balancing For HVAC  

 

2. A minimum of two site visits to complete a pre-functional checklist of all equipment as shown on Mechanical and 

Electrical drawings.  Requirements include submission of written checklist to the Construction Manager. 

3. Sample Documentation with the bid. 
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BID CATEGORY NO. 38  – COMMISSIONING (by Owner, already awarded to FISEC x)  

Include: 

1. Complete commissioning of systems and related work as shown on the drawings and as specified in the following 

sections: 

 

23 0800  Commissioning of HVAC Systems 

 

2. A minimum of two site visits to complete a pre-functional checklist of all equipment as shown on Mechanical and 

Electrical drawings.  Requirements include submission of written checklist to the Construction Manager. 

3. Sample Documentation with the bid. 

 

 

BID CATEGORY NO. 39 - ELECTRICAL 

Include: 

1. Complete electrical and related work as shown on the drawings and as specified as follows: 

 

Division 26 Electrical 

 

2. Temporary electrical system(s).  Remove upon the direction of the Construction Manager. 

3. Technology and communications related (voice, data, video, etc.) cabletray, boxes, raceways and pull wires as 

required by the documents.  Coordinate with appropriate contractor(s). 

4. Fire resistant joint sealers as specified in Section 07 8413 for all electrical associated penetrations. 

5. Take field measurements, onsite surveys and inspections required for the ordering and/or installations of items 

provided under their scope of work. 

6. See General Comment re:  Access Doors. 

7. Applicable fees, permits, inspections, etc. as required for the completion of the work in this bid category. 

8. Third party Lighting Control Commissioning as required for permitting. 

9. Furnish and install electrical sleeves. 

10. Final hook-up of mechanical equipment. 

11. Install power supplies for electric strikes. 

12. Housekeeping and/or equipment pads required for the installation of this contractor’s equipment, whether or not 

they are indicated on the drawings. Including any exterior pads.  

13. Demolition of and removal of electrical systems required to facilitate new construction and/or remodeling.  It is 

this contractor’s responsibility to survey existing conditions to determine the extent that this affects this scope of 

work. 

14. Light pole bases. 

15. Metal support framing specifically required for support of electrical systems. 

16. See General Comments re:  food service equipment. 

17. See General Comments re:  fireproofing. 

18. Provide power to sanitary-lift station.  

 

Exclude: 

1. Wire and cable for technology and communication related systems. 
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BID CATEGORY NO. 40  – AUDIO VISUAL SYSTEMS  

Include:   

1. Complete Audio Video Systems related work as shown on the drawings and as specified in the 

following sections:  

 

27 4116 Integrated Audio Video Systems and Equipment  

 

2. Applicable fees, permits, inspections, etc. as required for the completion of the work in this bid 

category.  

3. Coordinate with electrical rough-ins. 

4. Fire resistant sealers for joints and/or penetrations as specified in Spec Section 07 8413. Firestopping related to 

this scope of work. 

5. See General Comment re: Access Doors. 

6. Coordinate all wall rough-ins with the elements shown in elevations i.e. cabinets, tackboards, etc... 

7. Using qualified trades remove and reinstall as needed existing ceilings if not shown to be 

removed. 

 

 

BID CATEGORY NO. 41 – CLOCK SYSTEMS 

Include:  

 

1. Complete Clock Systems and related work as shown on the drawings and as specified in the 

following sections:  

 

27 5313 Synchronized Clock Systems  

 

2. Applicable fees, permits, inspections, etc. as required for the completion of the work in this bid 

category.  

3. Responsible for keeping existing public address and clock system operational in occupied areas 

throughout the entire project. Survey the building before the start of demolition and red flag lines 

and equipment accordingly to minimize the potential for accidental demolition. 

4. Coordinate with electrical rough-ins. 

5. Fire resistant sealers for joints and/or penetrations as specified in Spec Section 07 8413 

Firestopping related to this scope of work. 

6. See General Comment re: Access Doors. 

7. Coordinate all wall rough-ins with the elements shown in elevations i.e. cabinets, tackboards, etc... 

8. Using qualified trades remove and reinstall as needed existing ceilings if not shown to be 

removed. 
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BID CATEGORY NO. 42 – PUBLIC ADDRESS SYSTEMS 

Include:  

 

1. Complete Public Address Systems and related work as shown on the drawings and as specified in 

the following sections:  

 

27 5123 Educational Intercom and Program Systems 

 

2. Applicable fees, permits, inspections, etc. as required for the completion of the work in this bid 

category.  

3. Responsible for keeping existing public address and clock system operational in occupied areas 

throughout the entire project. Survey the building before the start of demolition and red flag lines 

and equipment accordingly to minimize the potential for accidental demolition. 

4. Coordinate with electrical rough-ins. 

5. Fire resistant sealers for joints and/or penetrations as specified in Spec Section 07 8413 

Firestopping related to this scope of work. 

6. See General Comment re: Access Doors. 

7. Coordinate all wall rough-ins with the elements shown in elevations i.e. cabinets, tackboards, etc... 

8. Using qualified trades remove and reinstall as needed existing ceilings if not shown to be 

removed. 
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BID CATEGORY NO. 43 – STRUCTURED CABLING SYSTEMS (LOW VOLTAGE DATA CABLING 

SYSTEMS)  

Include:   

1. Complete Structured Cabling Systems related work as shown on the drawings and as specified in 

the following sections: 

 

27 0500 Common Work Results for Communications 

27 0526 Grounding and Bonding for Communications Systems 

27 0528 Pathways for Communications Systems 

27 0536 Ladder Rack for Telecommunication Rooms 

27 0553 Identification for Communications Systems 

27 1116 Telecommunication Room Equipment and Racks 

27 1323 Communications Optical Fiver Backbone Cabling 

27 1513 Communications Copper Horizontal Cabling 

27 1700 Testing and Administration of Balanced Twisted Pair Infrastructure 

27 1800 Testing, Identification and Administration of Fiber Infrastructure 

 

 

2. Applicable fees, permits, inspections, etc. as required for the completion of the work in this bid 

Category.  

3. Coordinate with electrical rough-ins. 

4. Fire resistant sealers for joints and/or penetrations as specified in Spec Section 07 8413 

Firestopping related to this scope of work. 

5. See General Comment re: Access Doors. 

6. Coordinate all wall rough-ins with the elements shown in elevations i.e. cabinets, tackboards, etc... 

7. Using qualified trades remove and reinstall as needed existing ceilings if not shown to be 

removed. 
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BID CATEGORY NO. 44 – ACCESS CONTROL AND INTERCOM ENTRY SYSTEMS  

Include:   

1. Complete Access Control and Intercom Entry Systems related work as shown on the drawings and 

as specified in the following sections:  

 

28 1400 Access Control Software Hardware 

28 1500 Access Control System Hardware Devices  

 

2. Applicable fees, permits, inspections, etc. as required for the completion of the work in this bid 

category.  

3. Responsible for keeping existing access control & intercom entry systems operational in occupied 

areas throughout the entire project.  

4. Survey the building before the start of demolition and red flag lines and equipment accordingly to 

minimize the potential for accidental demolition. 

5. Coordinate with electrical rough-ins. 

6. Fire resistant sealers for joints and/or penetrations as specified in Spec Section 07 8413. 

Firestopping related to this scope of work.  

7. See General Comment re: Access Doors. 

8. Coordinate all wall rough-ins with the elements shown in elevations i.e. cabinets, tackboards, etc... 

9. Using qualified trades remove and reinstall as needed existing ceilings if not shown to be 

removed. 

 

 

BID CATEGORY NO. 45 – FIRE ALARM  

Include:  

1. Complete fire alarm and equipment work as shown on the drawings and as specified in the following 

sections:      

 

   26 0500 Common Work Results For Electrical 

   28 3100 Fire Detection And Alarm 

 

2. Applicable fees, permits, inspections, etc. as required for the completion of the work in this bid 

Category.  

3. Fire resistant joint sealers as specified for all Fire Alarm associated penetrations. 

4. Ceiling removal and replacement at any areas required to access work for this bid category.  Any 

damaged ceiling areas from removal/replacement are to be replaced by this trade.  

5. Replace ceiling tiles where devices have been removed but not replaced.  

6. Fire resistant sealers for joints and/or penetrations as specified in Spec Section 07 8413. Firestopping related to 

this scope of work. 
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GENERAL COMMENTS 

 

Support for Building Systems/Components: 

1. Any component of the building construction that requires support and/or blocking that is not shown in the 

Documents shall be provided by the contractor that is responsible for the installation of the component. 

 

Anchor Bolt Locations: 

1. After anchor bolts have been placed and concrete foundation work completed in one or more areas of the 

building, as agreed upon by the Construction Manager, the concrete contractor shall survey/verify the location 

and elevation of all anchor bolts.  Any variation in location and elevation of the anchor bolts shall be noted on 

the approved anchor bolt layout drawing and shall be given to the Construction Manager who shall forward it to 

the structural steel contractor.  If any anchor bolt is not located properly, and the structural steel contractor 

agrees that the anchor bolt can remain as located, then, with the approval of the structural engineer, the anchor 

bolt will not be removed, but the concrete contractor shall bear all costs related to any adjustment necessary in 

the column base plate.  If the anchor bolt is required to be relocated, the concrete contractor shall immediately 

do so as not to cause delay the installation of the structural steel. 

 

Access Doors: 

1. The responsibility for access doors shall be as follows:  the general trade’s contractor shall furnish all access doors 

that are shown on the Documents to be installed by the masonry contractor in masonry partitions and by the 

LPDA contractor in drywall partitions, drywall ceilings or acoustical ceilings.  Any access door that is not shown in 

the Documents, but that are required by the plumbing, fire protection, HVAC or electrical contractor, shall be 

provided by the contractor that requires the access door.  The door shall be furnished to the masonry contractor 

for the installation into masonry partitions and to the LPDA contractor for installation into drywall partitions, 

drywall ceilings or acoustical ceilings. 

 

Food Service Equipment: 

1. Shop drawings and detailed equipment schedules for the food service equipment layout and rough-ins shall be 

submitted by the successful food service contractor in a time frame consistent with the completion schedule, but 

shall in no case exceed forty-five (45) days after Notice of Award. 

2. The plumbing, HVAC and electrical contractors shall carefully review the food service equipment drawings and 

shall be responsible for all notes on these drawings that pertain to their work. 

3. As a separate submission with the food service equipment shop drawings, the food service contractor shall 

provide written confirmation that all of the electrical requirements for the food service equipment (i.e. quantity, 

location, phase and voltage) is correctly shown on the contract drawings. 

 

Fireproofing: 

1. The LPDA contractor shall include in the base bid return trips to touch-up all spray fireproofing that may be 

disturbed by other trades during the installation of their work.  However, any unreasonable destruction of the 

fireproofing by the trade contractors will not be considered touch-up and the cost of the repairing these areas 

shall be the responsibility of the contractor causing damage (backcharge). 

 

Demolition: 

1. Dumpsters provided by the Construction Manager for use during construction shall not be available for the 

disposal of the following items:  debris resulting from architectural, structural, mechanical, or electrical demolition 

operations; site related materials; paint products, hazardous materials.  Contractors generating such materials 

shall provide dumpsters for them and legally dispose of them off site. 
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2. Unless specifically noted otherwise the division of demolition work shall be as follows:  sitework contractor – site 

demolition; general trades contractor – architectural and structural demolition; mechanical/plumbing contractor – 

HVAC and plumbing demolition; fire protection contractor – fire protection demolition; electrical contractor – 

electrical demolition. 

3. Demolition shown on the demolition plans is the responsibility of the Demolition / General Trades Contractor.  

Patching of items as a result of demolition shown on the Demolition plans is the responsibility of the contractor 

who is responsible for similar elements throughout the building.   

4. Demolition (and related patching) needed but not shown on the demolition plan is the responsibility of the 

contractor requiring it.  

Cutting and patching. 

 

General Safety: 

 

1. Your Firm, all employees, subcontractors, and material suppliers onsite will comply with Owen-Ames-Kimball 

Co.’s Safety Policy and Requirements, INCLUDING BUT NOT LIMITED TO THESE HIGHLIGHTED ITEMS: 

a. Hard hats are required. 

b. Contractor safety manuals/books will be kept on-site.  

c. Contractors must provide their own first aid and fire protection equipment. 

d. Contractors are responsible for providing the necessary barricades for their work. 

e. Contractors are responsible for their own fall protection. 

f. Contractors must comply with the "Right to Know" law.  

g. Contractors must comply with O.A.K.'s substance abuse policy. 

h. No Smoking, Tobacco, or E-Cigarettes on School Property. 

i. A designated competent/qualified person shall be required to be on site for the following but not 

limited to structural demolition, scaffolding, fall protection & excavations. 

j. Contractors shall furnish a written job specific Silica Exposure Plan per MiOSHA requirements. 

k. Contractors required to work in a masonry restricted zone must have proper training. 

2. Owen-Ames-Kimball Co. Safety Manual can be viewed in its entirety here:  

https://tinyurl.com/34zxyj49  

 

 

End of Instruction Bidders  

  

https://tinyurl.com/34zxyj49
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STATEMENT OF PARTICIPATION 

 

 

Owen-Ames-Kimball Co. strives to recognize and represent the community in which you reside and serve through 

continuous efforts to encourage local participation and inclusive practices on all our construction projects.  

   

Owen-Ames-Kimball Co. encourages local participation.  We believe we have a responsibility to support the growth of the 

businesses within the community in which the project resides.     

 

Owen-Ames-Kimball Co. practices inclusion. These inclusive practices are established within our organization and in our 

business endeavors, and strongly promoted on our jobsites.  We encourage all of our subcontractors to implement inclusive 

practices within their organizations and through partnering efforts on our projects. 

  



                                    

 
 

Portage Public Schools – Central Elementary School Bid Package 4:  Construction – Instructions to Bidders - Page 36 of 38 

www.owen-ames-kimball.com 

 



                                    

 
 

Portage Public Schools – Central Elementary School Bid Package 4:  Construction – Instructions to Bidders - Page 37 of 38 

www.owen-ames-kimball.com 

 



                                    

 
 

Portage Public Schools – Central Elementary School Bid Package 4:  Construction – Instructions to Bidders - Page 38 of 38 

www.owen-ames-kimball.com 

 



SUBMIT IN TRIPLICATE 

 

Portage Public Schools – Central Elementary School Bid Package 4:  Construction – Bid Form - Page 1 of 7 

www.owen-ames-kimball.com 

BID FORM 

 

BID TO:  Portage Public Schools 

8107 Mustang Drive 

Portage, MI 49002 

 

BID FROM:  _________________________________________ 

 

   _________________________________________ 

 

   _________________________________________                                                                                 

  

PROJECT:  Central Elementary School Bid Package 4: Construction 

 

Ladies and Gentlemen: 

The undersigned, having familiarized themselves with the local conditions affecting the cost of the Work 

and having examined the site, and Bidding Documents prepared by TowerPinkster, 242 E. Kalamazoo Ave, 

Suite 100, Kalamazoo, MI 49007, hereby propose to furnish all labor, material, equipment, taxes and services 

required for the proper completion of each of the following categories for this Project, including all addenda 

issued thereto, for the sum of: 

 

Bid Category No.____________ Title          

 

                                                                                                                          Dollars ($                         _    ), 

Said amount constituting the Base Bid. 

 

TAXES:  Bid sum includes all applicable taxes, including Michigan Sales Tax. Confirm that your company can 

pay Michigan Sales and Use Tax:  ☐ Yes ☐ No 

 

ALLOWANCES: Base bid includes applicable allowance cost(s) as set forth in Section 01020 of the General 

Requirements and as identified in the Instruction to Bidders Bid Category Descriptions. 

 

COST OF BONDS: Bid sum includes cost of furnishing a Performance Bond and Labor and a Material 

Payment Bond, each in the amount of 100% of Base Bid.   

 

ACKNOWLEDGEMENT OF ADDENDA 

The following addenda have been received, are hereby acknowledged, and their execution is included in 

the above Base Bid: 

 

Addendum No.      Dated             Addendum No.      Dated             Addendum No.      Dated_________              

 

Addendum No.      Dated             Addendum No.      Dated             Addendum No.      Dated_________              
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ALTERNATES 

Base bid amount may be increased or decreased in accordance with each of the following alternate bids as 

may be selected, following the procedures stated in the Instruction to Bidders.  Any applicable bonding 

cost should be included with the Alternate pricing. Refer to Section 01 2300. 

 

 

Alternate No. 1: Tensile Fabric Shade Structures.   

1. Base Bid: No Tensile Fabric Shade Structures.  

2. Alternate: Provide Tensile (Fabric) Shade Structures south of the building as shown on Sheet L201. 

 

Add/Delete                                                                                                          Dollars ($                              ) 

 

Alternate No. 2: Wood Gymnasium Flooring 

1. Base Bid: Provide Resilient Athletic Flooring in the Gymnasium. Refer to Interiors Sheets, including but 

not limited to I001 and I101D and Section 09 6566 Resilient Athletic Flooring. Provide a standard wet pipe 

fire suppression system. 

2. Alternate: Provide Wood Athletic Flooring in the Gymnasium in lieu of Resilient Flooring. Provide Rubber 

Vent-Cove Base with extended horizontal leg. Refer to Interiors Sheets including but not included to I001 

and I101D and Section 09 6466 Wood Athletic Flooring. Lower the concrete top of slab elevation as noted 

on Structural Drawings. Provide a pre-action fire suppression system in the Gym in lieu of a standard wet 

pipe system.  

 

Add/Delete                                                                                                          Dollars ($                              ) 

 

Alternate No. 3: Radiant Heat in Floors 

1. Base Bid: No Radiant Heat in Floors.  

2. Alternate: Provide Radiant Head in concrete floors as shown on Mechanical Drawings. See specifications 

section 23 8316 Radiant Heating Hydronic Piping. Provide additional underslab insulation, refer to drawings.  

 

Add/Delete                                                                                                          Dollars ($                              ) 

 

 

VOLUNTARY ALTERNATES (Identify in detail on appropriate attachment any Voluntary Alternates 

shown here) 

A                                                                                                                                                      

    

 

B              

                                                                                                                                                                                  

 

C                    
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BID SECURITY 

Accompanying this Bid, as required by the Instructions to Bidders, is a bid security in the form of 

(Certified Check/Cashier's Check/Bidder's Bond) in the amount of: 

 

                                                                                                           Dollars ($                                  _______    ), 

payable to the Owner, which it is agreed, shall be retained as liquidated damages, not as a penalty, by the 

Owner, if the undersigned fails to execute the Contract in conformity with the form of Contract incorporated 

in the Contract Documents and fails to furnish specified bonds within ten (10) days after date of issuance 

of Letter of Intent to the undersigned. 

 

If awarded the Contract, the undersigned agrees to commence Work within ten (10) days after date of 

issuance of Notice of Pending Award, which shall be considered as the notice to proceed, and agrees to 

complete the Work in accordance with the Construction Progress Schedule. 

 

CONSTRUCTION PROGRESS SCHEDULE 

If awarded this Contract, the undersigned: 

Endorses the Construction Progress Schedule:                           

Amends the Construction Progress Schedule as follows: 

 

             

 

INSURANCE AND ENDORSEMENTS REQUIREMENTS:  

(Samples are attached to the Supplement to Instructions to Bidders) 

 

Acknowledged By:___________________________________________________________________________________________ 

 

 

UNIT LABOR RATES 

The undersigned further proposes and agrees that should the amount of work required be increased or 

decreased where unit prices have not been established, the following labor rates will be the basis for any 

change order proposal.  Labor rates are to include all direct costs without mark-up as defined in Article 7.3 

of the General Conditions.  Prior to contract award, if requested by the Construction Manager, the successful 

bidder shall provide documentation substantiating the proposed labor rates. 

 

 

Job Hourly Benefits Employer's Payroll Total

Classification Rate Liability Taxes
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FEES FOR ADDITIONAL WORK 

1. There will be a fee of 10% applied to the total cost of materials purchased and work completed by 

a contractor’s own forces.  This percentage represents both overhead and profit. 

2. There will be a fee of 5% applied to the total cost of work completed by a subcontractor.  This 

percentage represents both overhead and profit. 

 

CREDIT FOR WORK DELETED 

Should any work be deleted from Contract by order of the Owner, full cost savings realized thereby will be 

credited to Owner. 

 

FAMILIAL DISCLOSURE 

See Page 6 of this Bid Form for required statement. 

 

AFFIDAVIT OF COMPLIANCE 

See Page 7 of this Bid Form for required statement. 

 

SAFETY SUPPLEMENT FORM 

The apparent low bidder(s) will be required to complete this form and submit to the project manager no later 

than (3) days after the bid opening or at the time of the post bid interview. Based on the information supplied 

Owen-Ames-Kimball Co. may require further safety measures at no additional cost prior to award if warranted. 
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AGREEMENT 

The undersigned agree(s) to provide the post-bid information required within (10) days after notification of 

the Notice of Award and to execute an agreement for work covered by this Proposal on Construction 

Manager’s standard Subcontract form/AIA Document A132-2019. 

 

In submitting this bid, it is understood that the Owner reserves the right to reject any or all bids.  It is further 

agreed that this bid is binding for a period of sixty (60) days from the opening thereof.  

 

Respectfully submitted, 

 

Date                                               , 2023 

 

    Firm Name        

 

    By                                                                            

 

Signed                                                                          

 

   Title                                                                    

 

           Official Address        

 

                                                                         

(If a corporation, affix seal) 

Telephone No. (          )      ext. ___                    

 

E-Mail Address                   

 

 

 

Contact Information if there are questions 

about bid: 

 

Name:_____________________________________________ 

 

Direct or Mobile Phone:__________________________ 

 

E-Mail:____________________________________________            
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Familial Disclosure Statement 

(Must be completed for bid to be considered) 

 

In accordance with Section 1267 of the Revised School Code this bid must be accompanied by a sworn 

and notarized statement disclosing any familial relationship between the Owner or any employee of the 

Bidder and any member of the District’s Board of Education or Superintendent of the District. 

 

___ No, there is not a familial relationship between the Owner or any employee of the Bidder and any 

member of the District’s Board of Education or Superintendent of the District. 

 

___ Yes, there is a familial relationship between the Owner or an employee of the Bidder and a 

member of the District’s Board of Education or Superintendent of the District.  The person(s) and 

relationship are as follows: 

 

Bidder  Board of Education or Superintendent 

 

_________________________________ ________________________________ 

_________________________________ ________________________________ 

_________________________________ ________________________________ 

_________________________________ ________________________________ 

_________________________________ ________________________________ 

_________________________________ ________________________________ 

 

 

Subscribed and sworn this ___________ day of ____________________________________________ , 2023. 

In the County of _________________________________ State of ________________________________ 

By _________________________________________________________________________________________ 

Notary Public Signature 

My commission expires on: _______________________________________________________________  

Seal or stamp: 
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Affidavit of Compliance – Iran Economics Sanctions Act 

(Must be completed for bid to be considered) 

 

Michigan Public Act No. 517 of 2012 

 

The undersigned, the owner or authorized office of the below-named contractor  (the “Contractor”), 

pursuant to the compliance certification requirement provided in the Portage Public Schools (“the School 

District”) Request for Proposals For Central Elementary School Bid Package 4: Construction (“the RFP”), 

hereby certifies, represents and warrants that the Contractor (including its officers, directors, employees) is 

not an “Iran linked business” within the meaning of the Iran Economics Sanctions Act, Michigan Public Act 

No.517 of 2012 (“the Act”), and that in the event Contractor will not become an “Iran linked business” at 

any time during the course of performing any services under this contract.  

 

The Contractor further acknowledges that any person who is found to have submitted a false certification 

is responsible for a civil penalty of not more than $250,000.00 or 2 times the amount of the contract or 

proposed contract for which the false certification was made, whichever is greater, the cost of the School 

District’s Investigation, and reasonable attorney fees, in addition to the fine. Moreover, any person who 

submitted a false certification shall be ineligible to bid on a request for proposal for three (3) years form 

the date determined that the person had submitted the false certification. 

Contractor: 

________________________________________________________________________________________________________________ 

(Name of Contractor) 

 

By: _______________________________________________________________ 

Title: _______________________________________________________________     

Date: _______________________________________________________________    

County of:  _______________________________________   State of: _______________________________________ 

This instrument was acknowledged before me on the ____________day of ____________________________, 2023,  

by,_________________________________________________________________________________, Notary Public 

__________________________________________ County, ________________________________. 

 

My Commission Expires:  ____________________________________________ 

Acting in the County of:  ____________________________________________ 



 
Safety Data Questionnaire Supplement to Bid Form 

The Safety data listed below shall be submitted no later than three (3) days after the bid opening by the apparent low 

bidder, or as requested by O-A-K for evaluation. Further documentation may be requested as a part of the evaluation 

process. Information specified below must be current and accurate. 

 

COMPANY INFORMATION 

Company Name:   

Company Type:  

 Address:  

 City:                                                 State:                              Zip:  

Name of your Safety and Health Officer responsible for this project: 
 

 Safety Accreditations:   
 

 Length of experience in this role: 
 

 Safety and Health Officer E-mail:  
 

 Safety and Health Officer Phone:  
 

 

Does your company have a written procedure to ensure that adequate safety and health program resources, such as 

budget, equipment, training, and manpower are included in your bid?  

YES □ NO □ 

 

Does your company have a written construction safety program?    YES □    NO □ 

 

I acknowledge that my company will provide a written Site-Specific safety plan?    YES □    NO □ 

 

Does your company have a written Accident/Incident Investigation Procedure?    YES □    NO □ 

 

Does your company provide training and proper equipment for fall protection as required by MIOSHA? 

YES □    NO □ 

 

Does your company have a safety training program?    YES □    NO □ 

 

What mandatory training topics have been covered in the past year?  

 

 

 

 

What percent of your company’s employees have OSHA Training Certification?  _______ % 

 

Does your company have a written drug and alcohol-free workplace program that includes drug testing?    YES □    

NO □ 



 
 

Does your company conduct post-Incident drug and alcohol testing?    YES □    NO □ 

 

Has your company ever been removed from a project due to safety concerns within the last 3 years?  

YES □ NO □       If yes, please briefly explain:  

 

 

 

 

Does your company have a written procedure to screen subcontractors based on their past safety performance and 

history?    YES □    NO □ 

 

Explain how you will ensure that subcontractors are following the same safety standards and expectations as your 

company?    

 

 

 

 

Please list the PPE that your company will require while on site of all of your company’s employees and 

subcontractors:  

 

 

 

 

I acknowledge that my Employees, Company, and/or Subcontractors can be removed from the project if safety 

standards and requirements are not being followed.    YES □    NO □ 

 

Has your company received any citations or violations from MIOSHA in the past three (3) years?   

YES □ NO □       If yes, please list:  

 

 

 

 

Has your company received any willful safety violations from MIOSHA in the past five (5) years?  

YES □ NO □ 

 

List your company’s Workers Compensation Experience Modification Rate for each of the last three (3) years. 

20____________                      20____________                         20____________ 

 

List the number of man-hours your company worked in each of the last three (3) years. 



 
20____________                      20____________                         20____________ 

List the OSHA recordable injuries your company experienced in each of the last three (3) years. 

20____________                      20____________                         20____________ 

 

List the Total Recordable Incident Rate (TRIR) your company experienced in each of the last three (3) years.  

Calculation: TRIR = (number of OSHA Recordable Incidents) x 200,000 / Total Number of man-hours worked 

20____________                      20____________                         20____________ 

 

PROJECT SPECIFIC 

How often will your company perform documented job site safety Inspections?   

Daily □  Weekly □ Bi-Weekly □ Monthly □ 

 

Does your company conduct toolbox safety talks or weekly safety huddles?    YES □    NO □ 

 

Does your company have a written procedure to ensure that only employees who are qualified by training and 

experience are allowed to operate equipment, tools, machinery and vehicles?    YES □    NO □  

 

Do you see any potential safety hazards on this project that your company does not have experience with or are 

concerned about?  YES □ NO □         If yes, please explain:  

 

 

 

 

 

COMPANY ACKNOWLEDGEMENT 

I certify that my response and the information provided are true and correct to the best of my personal knowledge 

and belief and that I have made no willful misrepresentations in the questionnaire, nor have I withheld any relevant 

information in my statements and answers to questions. I am aware that any information given by me in this 

questionnaire may be investigated and I hereby give my full permission for and such investigation and I fully 

acknowledge that any misrepresentations or omissions in my response and information my cause my bid to be 

rejected. 

Furthermore, I acknowledge that O-A-K may, at no additional cost or increase to the bid, require the contractor to 

perform additional safety requirements if the above information is deemed incomplete, Insufficient, below industry 

standard, or not to level of safety commitment expected. This may include but not be limited to additional site safety 

audits and inspections, full time safety supervisor, etc. 

Bidders full name and entity status: 

   

Signature 

Authorized Representative of Company 

 Printed Name 

Authorized Representative of Company 

   

 

Title  Date 
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 DIVISION I – GENERAL REQUIREMENTS 

01010  SUMMARY OF WORK 

01010.1  WORK COVERED BY CONTRACT DOCUMENTS 

A. The Project consists of construction of a new two story Elementary School for Portage Public 

Schools.  

B. The Instructions to Bidders, Project Manual, Request for Proposals, dated May 15th, 2023, issued by 

owner, General Conditions AIA A232-2019, General Requirements and Owner-Contractor 

Agreements, are a part of all divisions and all contract documents. The order of precedence for 

interpretation shall be the Agreement between Owner and Contractor, RFP, the Instruction to 

Bidders, the Project Manual, the General Conditions and the Contractor’s Proposal. Execution of the 

Contract signifies that the Contractors are fully knowledgeable with all requirements of all divisions 

and documents.  No claims for additional compensation will be entertained or paid to any 

Contractor on account of its failure to be fully informed of all requirements of all Contract 

Documents. 

01010.2  CONTRACTS 

A. Construct the work of each contract under a separate lump-sum/fixed price contract with the 

Owner.  Coordination of the work will be provided as specified herein. 

B. Contractors shall carefully examine all drawings and read all divisions of the specifications and 

Contract Documents and shall include all Work required of them for a complete project. 

C. Requirements for a specific trade or contract will generally be described in that portion of the 

Specifications or Drawings related to that trade or contract.  Such requirements may, however, be 

described in other sections of the Contract Documents.  Contractors will be held responsible for 

having carefully examined all drawings and read all divisions of the specifications and all contract 

documents to avoid omissions or duplications and to ensure a complete job. 

D. Each Contractor is deemed to be fully informed about conditions relating to the construction of the 

Project and the employment of labor thereon by execution of the Contract. The Contractor will not 

be relieved of its obligation to furnish all material and labor necessary to carry out the provisions of 

the Contract. 

E. Any claim by the Contractor of an inability to meet any requirement set forth on the Contract 

Documents, or that any requirement of these documents is impractical or unreasonable, will not be 

recognized, unless the claim was made at the time the Contractor’s proposal was submitted, and 

specific provision is made for such claim in the Contract. 

F. Unless otherwise specified, the Contractor shall supply all labor, supervision, materials, 

transportation, apparatus, fuel, energy, and tools, necessary for the entire and proper completion of 

the Work. It shall perform all Work herein described in a workmanlike manner in accordance with 

the Contract Documents and shall provide everything properly incidental thereto as shown on the 

drawings, stated in the specifications, or reasonably implied there from. 

G. Each Contractor shall be responsible for its own Work and every part thereof, and all Work of every 

description used in connection therewith.  It shall specifically and distinctly assume all risks of 

damage or injury from whatever cause to property or persons used or employee on or in 

connection with his Work, and undertake and promise to indemnify, defend, and hold harmless the 

Owner, Architect and Construction Manager against all claims rising out and or on account of any 

such damage or injury. 

H. Each Contractor shall be held responsible for the execution of a satisfactory and complete piece of 

Work in accordance with the true intent of the drawings and specifications. It shall provide without 

extra charge all incidental items required as a part of its Work, even though not particularly 

specified or indicated.  If it has good reason for objecting to the use of any material, application or 

method of construction as shown or specified, it shall make report of such objection to the 

Construction Manager and obtain proper adjustment before the Contract is executed. 
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I. Should any material or workmanship be found defective or in any way contrary to the Contract, it 

may be rejected by the Owner regardless of its state of completion and same must be remedied or 

removed by the Contractor at no additional cost or expense to Owner. 

01010.3  WORK BY OTHERS 

A. Work on the Project which is excluded from this Contract is as follows: 

 Materials testing 

 Asbestos abatement 

01010.4  WORK SEQUENCE 

A. Construct Work in stages to accommodate the Owner's use of the premises during the construction 

period, as applicable.  The Construction Manager shall (1) coordinate detailed sequencing and 

scheduling with the Owner, and (2) provide overall scheduling and coordination for the entire 

project.  All Bidders shall acknowledge the Construction Manager’s right to establish and set up, or 

subsequently modify, the sequencing and scheduling of all work for the earliest possible 

completion and benefit to the Owner. 

B. Initial sequencing and scheduling detail are provided in the Construction Manager's Preliminary 

Project Schedule that is included at the end of these General Requirements/bound with the 

Documents.  This schedule represents the general order and time frames for work to be followed by 

the Construction Manager.  Bidders are to assume that their Work will be coordinated in a manner 

consistent with industry practice and the efficient coordination of all trades and that are to 

recognize that the sequence and pace of their work may be dictated by other trades. 

 Calendar dates associated with the completion of work of any particular contract are not 

assured. 

 All Bidders recognize and will accept modifications to the schedule which, in the opinion 

of the Construction Manager, are reasonable for the general interest of the Project 

because of allowable time extensions (formally or informally approved) in any contract, 

and that such modifications are inherent to the construction process and shall not qualify 

as a basis for extra compensation from the Owner. 

 The Bidder, in submitting a proposal for a particular bid category, agrees to commit the 

necessary resources to complete the Work activities of the bid category within a period 

not longer than the planned duration.  Work included in a bid category, but not 

specifically defined by a work activity, is to be accomplished in a reasonable manner in 

conjunction with other work of the bid category, and in such a way as to avoid 

complication of or to delay the work of other bid categories. 

01010.5  CONTRACTOR USE OF PREMISES 

A. Each Contractor shall limit its use of the premises for Work and for storage related specifically to 

the Work, to allow for Work by other Contractors. 

B. Use of the premises will be coordinated by the Construction Manager. 

C. Each Contractor shall assume complete responsibility for the protection and safekeeping of their 

products stored on site. 

D. Each Contractor shall move its stored products, which interfere with operation of the Owner or 

separate Contractor as directed by Construction Manager. 

E. Each Contractor shall obtain and pay for the use of additional storage or Work areas if needed for 

operations. 

01010.6  PARTIAL OWNER OCCUPANCY 

A. Each Contractor shall schedule his operations for completion of portions of the Work, as designated 

in Schedule for the Owner's occupancy prior to substantial completion of the entire work. 

B. Each Contractor shall execute Certificate of Substantial Completion for portions of the work prior to 

Owner occupancy. 
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 After Owner's occupancy, each Contractor shall allow: 

(a) Access for Owner's personnel 

(b) Access for receiving of Owner's equipment and furnishings 

(c) Operation of the HVAC and electrical systems 

 Upon occupancy, the Owner will provide: 

(a) Operation of the HVAC and electrical systems 

(b) Adjustment of insurance coverage in accordance with General Conditions Article 

11, Item 11.3.9. 

 

01030 ALTERNATES  

 

1030.1  SCHEDULE OF ALTERNATES 

A. Contractors are to indicate the cost associated with the changes in the scope of work proposed by 

these alternates.  The changes may or may not be accepted by the Owner.  Refer to the drawings and 

related specifications for specific information. 

 

Alternate No. 1: Tensile Fabric Shade Structures.   

1. Base Bid: No Tensile Fabric Shade Structures.  

2. Alternate: Provide Tensile (Fabric) Shade Structures south of the building as shown on Sheet L201. 

 

Alternate No. 2: Wood Gymnasium Flooring 

1. Base Bid: Provide Resilient Athletic Flooring in the Gymnasium. Refer to Interiors Sheets, including 

but not limited to I001 and I101D and Section 09 6566 Resilient Athletic Flooring. Provide a 

standard wet pipe fire suppression system. 

2. Alternate: Provide Wood Athletic Flooring in the Gymnasium in lieu of Resilient Flooring. Provide 

Rubber Vent-Cove Base with extended horizontal leg. Refer to Interiors Sheets including but 

not included to I001 and I101D and Section 09 6466 Wood Athletic Flooring. Lower the 

concrete top of slab elevation as noted on Structural Drawings. Provide a pre-action fire 

suppression system in the Gym in lieu of a standard wet pipe system.  

 

 

 

Alternate No. 3: Radiant Heat in Floors 

1. Base Bid: No Radiant Heat in Floors.  

2. Alternate: Provide Radiant Head in concrete floors as shown on Mechanical Drawings. See 

specifications section 23 8316 Radiant Heating Hydronic Piping. Provide additional 

underslab insulation, refer to drawings.  

 

 

01040  PROJECT COORDINATION 

01040.1  GENERAL 

A. It shall be the responsibility of the Construction Manager to coordinate and expedite all phases of 

construction. All separate Contractors shall fully cooperate with the Construction Manager. 

B. Contractors shall assist the Construction Manager in coordinating, scheduling, and timing of 

construction activities to ensure orderly progress of the Work. 

C. Temporary Omission of Work.  If any materials and finish are of such nature that it is necessary to 

temporarily omit certain portions of Work in order to make final installation, the Contractor whose 

Work is involved shall omit such parts of this Work or finishes as are necessary until other said Work 

and/or materials have been installed and shall then return and install such omitted parts of its Work 

as part of this contract and without additional cost or expense to the Owner. 

D. Equipment and Furnishings 
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 Copies of equipment specifications and drawings shall be made available to the 

Construction Manager for determining the amount of Work to be done as described 

herein. 

 Each Contractor shall receive, inventory, store, and when spaces are acceptable, shall set 

equipment in the rooms for which it is intended. 

(a) Arrangements shall be made by Contractor to obtain storage space for 

equipment and furnishings.  This space shall be available to him on or before 

date of delivery and shall be at his disposal until all the equipment is moved to 

the building. 

(b) Contractor shall provide the Construction Manager with the name and address of 

the storage facility and obtain insurance coverage protecting all stored 

equipment from loss or damage. 

(c) Contractor shall be responsible for receiving, unloading, and placing into storage 

all items of equipment shipped by the equipment suppliers. 

(d) Contractor shall inspect bills of lading for all items of equipment received, shall 

inspect all equipment, and shall immediately notify the shipping company and 

the supplier of items damaged or missing.  The Construction Manager should be 

notified of any damaged or missing items.  

(e) When the Construction Manager determines that rooms are ready for installation 

or placing of equipment, the required equipment shall be set in place.  

Equipment transported from the storage facility shall be insured against damage 

or loss by each Contractor.  Each Contractor shall be responsible for receiving, 

unloading, and placing and installing equipment in the rooms designated for the 

specified items of equipment. 

 The Construction Manager shall cooperate with the supplier's installation personnel by 

providing unobstructed areas in which they may assemble and install equipment. 

 The responsibilities of the Electrical and Mechanical Contractors shall be as follows, unless 

noted otherwise in Contract Documents: 

(a) Final connections of equipment to building electrical and mechanical rough-ins 

will be made by the Electrical and Mechanical Contractor (interconnection 

between items of equipment will be done by the installing personnel, not by the 

Electrical or Mechanical Contractor).  Equipment requiring only plug-in 

connections shall have outlets installed in accordance with the Contract 

Documents. 

E. Each Separate Contractor shall 

 Within ten (10) days of receipt of Notice of Pending Award of Contract, submit to the 

Construction Manager a list of the Contractor's principle staff, including on-site 

superintendent.  

 Coordinate the work of its employees and Sub-contractors. 

 Expedite its Work to assure compliance with schedules.  

 Coordinate its Work with that of other separate Contractors and Work by Owner. 

Contractor will prepare and submit coordination drawings wherever close and careful 

coordination is required. 

 Comply with directions and instructions of the Construction Manager. 

 Verify dimensions shown on the drawings and obtain all measurements required for 

proper execution of Work. 

 Place sleeves and inserts correctly for pipes, conduits and similar items required for its 

Work, in forms, walls, partitions, and floors.  All said Work shall be done in cooperation 

with the affected Contractors.  All items shall be placed in ample time so as not to delay 

concrete operations.  Do not place sleeves so they pass through beams, girders, and 

similar construction, unless locations are approved by the Architect. 
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 See that sleeves and inserts are kept in their proper positions and not displaced by the 

placing of concrete or other construction Work.   The separate Contractors of the 

Mechanical and Electrical Work involved shall be responsible for inclusion of these items in 

the Work and shall advise the Construction Manager and Architect of all changes of 

sleeves and inserts locations. 

01040.2  CONSTRUCTION ORGANIZATION AND START-UP 

A. Construction Manager shall establish on-site lines of authority and communications.  Construction 

Manager will: 

 Conduct the pre-construction meetings. 

 Conduct progress meetings. 

 Establish procedures and lines of communication:  

(a) Submittals 

(b) Reports and records 

(c) Recommendations 

(d) Coordination drawings 

(e) Schedules 

 Contract Documents: 

(a) Consult with Architect to obtain interpretation. 

(b) Assist in resolution of questions or conflicts which may arise. 

(c) Transmit written interpretations to other Contractors, and to other concerned 

parties. 

 Assist in obtaining permits and approvals: 

(a) Building permits and special permits required for permanent improvements or for 

temporary facilities. 

(b) Verify that Contractors and Sub-Contractors have obtained permits for 

inspections and for temporary facilities. 

 Control the use of the Site: 

(a) Supervise field engineering and site layout. 

(b) Allocate space for each Prime Contractor's use for field offices, sheds, and work 

and storage areas. 

(c) Establish access, traffic and parking allocations and regulations. 

(d) Monitor the use of the site during construction. 

01040.3  CONSTRUCTION MANAGER'S DUTIES 

A. Construction Schedules 

 Prepare a detailed schedule of basic operations. 

 Coordinate the schedules. 

(a) Each Contractor shall prepare sub-schedules to comply with critical phases. 

B. Process Shop Drawings, Coordination Drawings, Product Data and Samples 

 Prior to submittal to Architect, Construction Manager will review for compliance with 

Contract Documents. 

 After the shop drawings are reviewed the Construction Manager will submit to Architect 

for approval. 

 If shop drawings are incomplete or unacceptable, Construction Manager will return them 

to Contractor, with comments and recommendations, for revising and to be resubmitted. 

C. Inspection and Testing 

 The Construction Manager will assist the Architect in inspecting the Work to assure that it 

is performed in accordance with requirements of Contract Documents. 

 Coordinate Testing Laboratory Services. 

D. Monitor the Use of Temporary Utilities 

 Verify that adequate services are provided. 
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 Administer the use of Owner furnished utilities and facilities. 

E. Monitor Contractors' periodic cleaning; enforce compliance with Specifications. 

F. Provide Cost Control for the Project 

 Revise and refine the approved estimate of construction cost periodically: 

(a) Record actual costs and estimates for uncompleted Work. 

(b) Incorporate approved changes as they occur. 

(c) Develop cash flow reports and projections. 

 Maintain cost accounting records for authorized work performed under: 

(a) Unit costs. 

(b) Actual costs for labor and materials. 

(c) Other basis requiring accounting records. 

 Implement procedures for review and processing of contractors' applications for progress 

payments and for final payments.  

G. Maintain Reports and Records at Project Site, Available to Architect and Owner. 

 Daily log of progress of Work of each Contractor. 

 Records: 

(a) Contract Documents. 

(b) Materials and equipment records. 

(c) Samples, Product Data and Shop Drawings. 

(d) Record Documents. 

 Maintain file of record documents. 

01040.4  CONSTRUCTION MANAGER CLOSE-OUT DUTIES 

A. Coordinate Mechanical and Electrical Equipment Start-Up 

B. At completion of the Work of each Contract, conduct an inspection to assure that: 

 Specified cleaning has been accomplished. 

 Temporary facilities have been removed from the Site. 

C. Substantial Completion 

 Conduct an inspection to confirm or supplement each Contractor's list of Work to be 

completed or corrected. 

 Assist Architect in his inspection. 

 Supervise the correction and completion of Work as established in the Certificate of 

Substantial Completion. 

D. When Owner occupies a portion of the Project Site prior to final completion, administer the 

established responsibilities of the Contractors and the Owner. 

E. Final Completion 

 When each Contractor determines that Work is complete, assist the Architect in his 

inspection to verify completion of the Work. 

F. Administration of Contract Closeout 

 Receive and review Contractors' final submittals. 

 Transmit final submittals to Architect. 

 Review all close out documentation required under Contract Documents. 

01045  CUTTING AND PATCHING NEW WORK 

A. Each Contractor whose Work requires it, shall be responsible for all cutting, fitting and patching, 

including excavation and backfill, required to complete the Work in accordance with Contract 

Documents or to: 

 Properly fit parts together or to receive Work of other Contractors. 

 Uncover portions of the Work to provide for installation of ill-timed Work. 

 Remove and replace defective Work. 

 Remove and replace work not conforming to requirements of Contract Documents. 
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 Provide routine penetrations of non-structural surfaces for installation of piping and 

electrical conduit. 

B. Preparation 

 Provide adequate temporary support as necessary to assure the structural value or 

integrity of the affected portion of the Work. 

 Provide devices and methods to protect other portions of the Project from damage. 

 Provide protection from the elements for that portion of the Project which may be 

exposed by cutting and patching work and maintain excavations free from water. 

C. Performance 

 Execute cutting and demolition by methods which will prevent damage to other Work and 

will provide proper surfaces to receive installation of repairs. 

 Execute excavating and backfilling by methods which will prevent settlement or damage to 

other Work. 

 Employ the original installer or fabricator to perform cutting and patching in accordance 

with Contract Documents for: 

(a) Weather-exposed or moisture-resistant elements. 

(b) Sight-exposed finished surfaces. 

 Execute fitting and adjustment of products to provide a finished installation to comply 

with specified products, functions, tolerances and finishes. 

 Restore Work which has been cut or removed; install new products to provide completed 

Work in accordance with requirements of Contract Documents. 

 Fit Work airtight to pipes, sleeves, ducts, conduit and other penetrations through surfaces. 

 Maintain Fire Wall penetrations. 

 Refinish entire surfaces as necessary to provide an even finish to match adjacent finishes: 

(a) For continuous surfaces, refinish to nearest intersection. 

(b) For an assembly, refinish the entire unit. 

01050  FIELD ENGINEERING 

01050.1  GRADES, LINES, LEVELS 

A. Information pertaining to preliminary investigations, such as soil borings, location of utilities, 

existing structures and existing grades appear on the drawings.  While such data has been collected 

with reasonable care, there is no expressed or implied guarantee that conditions so indicated are 

entirely representative of those actually existing or that unforeseen developments may not occur.  

Each Contractor must make its own interpretation on results of such investigation and shall satisfy 

itself as to materials to be excavated and materials upon which fill or other Work may be placed.  

Where underground services, utilities, structures, etc., are located on the drawings or given at the 

site, they are based on available records, but are not guaranteed to be complete or correct.  They 

are merely given to assist each Contractor. 

B. Each Contractor shall immediately upon entering the Site for purpose of beginning Work, locate 

general reference points and take such action as is necessary to prevent their destruction.  Each 

Contractor shall lay out its own Work and be responsible for all lines, elevations and measurements 

of the building, utilities and other Work executed by it under the Contract.  It must exercise proper 

precaution to verify figures on the Drawings before laying out Work and will be held responsible for 

any error resulting from its failure to exercise such precaution. 

C. Using datum furnished by the Owner, the lot lines and present levels have been established as 

shown on the Construction Documents. 

D. The Construction Manager shall employ a registered land surveyor to lay out the building corners 

on the site and establish a main floor benchmark elevation. 

E. The Construction Manager shall make provision to preserve property line stakes, benchmarks or 

datum point.  If any are lost, displaced, or disturbed through neglect of any Contractor, or his 

agents or employees, the Contractor shall notify the Construction Manager at once and the 

Contractor shall be responsible for the cost of restoration. 
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F. Each Contractor, as it applies to its Contract, shall verify grades, lines, levels, locations, and 

dimensions as shown on drawings and report any errors or inconsistencies to the Construction 

Manager before commencing Work.  Starting of Work by the Contractor shall signify its acceptance 

to the condition of the Site. 

01095  REFERENCE STANDARDS AND DEFINITIONS 

01095.1  ABBREVIATIONS AND TRADE NAMES 

A. Trade associations names and titles are frequently abbreviated.  Where acronyms or abbreviations 

are used in the Specifications or other Contract Documents, they mean the recognized name of the 

trade association, standards generating organization, authority having jurisdiction, or other entity 

applicable to the text provision.  Refer to the "Encyclopedia of Associations" published by the Gale 

Research Co., found at most libraries. 

B. Review building, mechanical, electrical and fire safety codes as noted by TowerPinkster.  

01095.6  EQUAL OPPORTUNITY FOR EMPLOYMENT (MICHIGAN) 

A. Each Contractor will comply with all applicable provisions of the Federal Civil Rights Act and the 

Michigan Fair Employment Practices Act, and the violation of either shall be cause for cancellation 

of this contract. 

B. Each Contractor, in accordance with the Michigan Fair Employment Practices Act, to the extent such 

act is applicable, shall not discriminate against any employee or applicant for employment, to be 

employed in the performance of such contract, with respect to the hire, tenure, terms, conditions or 

privileges of employment, or any matter directly or indirectly related to employment because race, 

color, religion, national origin or ancestry (or age or sex, except where based on a bona fide 

occupational qualification).  Contractor shall not maintain or provide for his employees any 

segregated facilities. 

01200  PROJECT MEETINGS 

01200.1 PRE-BID MEETINGS (Conducted by the Construction Manager, scheduled as indicated in Instruction 

to Bidders.) 

A. Introduction of Owner, Architect, and Construction Manager 

B. Agenda may include the following: 

 Safety to Persons and Property 

 Bonding Requirements 

 Monthly Invoice Requirements 

 Insurance Requirements 

 Testing, Permits, and Inspection Requirements 

 Clean Up 

 Temporary Utilities and Services 

 Lay Out of Project 

 Alternates 

 Addendum Items 

 Bid Packages 

 Schedule 

 Bid Forms 

 Bid Date 

 Shop Drawing Procedures 

 Correspondence 

 Questions and Answers 

 

01200.2 PRE-CONSTRUCTION MEETING (Conducted by Construction Manager) 

A. Attendance 

 Owner's Representative. 
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 Architect and consultants. 

 Construction Manager, including Field Superintendent, General Superintendent and 

Project Coordinator. 

 Contractor's Superintendent(s). 

 Major Sub-contractors. 

 Major suppliers. 

 Others as appropriate. 

B. Agenda may include the following: 

 Distribution and discussions of: 

(a) List of major sub-contractors and suppliers. 

(b) Project construction schedules. 

 Critical Work sequencing. 

 Major equipment deliveries and priorities. 

(a) Indicate request for color charts for materials requiring color selection. 

 Project Coordination. 

(a) Designation of responsible personnel. 

(b) Establish proper lines of communication. 

 Procedures and processing of: 

(a) Field decisions. 

(b) Proposal requests. 

(c) Submittals. 

(d) Change Orders. 

(e) Applications for Payment. 

 Procedures for maintaining Record Documents. 

 Use of premises: 

(a) Use of site during construction. 

(b) Office, work and storage areas. 

(c) Owner's requirements. 

 Temporary utilities. 

 Security procedures. 

 Housekeeping procedures. 

 Quality and work standards. 

01200.3  PROGRESS MEETINGS 

A. The Construction Manager shall represent the Owner and conduct a job progress meeting on the 

Site every two weeks.  The Construction Manager will confer with the Owner, Architect and 

Contractors at the pre-construction meeting to schedule regular time and day of the week to 

conduct such meetings. 

B. The Construction Manager, as a representative of the Owner, shall preside at these meetings and 

record the minutes of the meeting.  Typed minutes shall be sent to the Owner, Architect, and each 

Contractor, and one (1) copy shall be on file at the Project Site.  Each meeting shall, at the discretion 

of the Construction Manager, include as a minimum the following information. 

 Date, time and place of meeting. 

 Name, title and company affiliation of each participant. 

 Discussion of Contractors' construction progress of each trade since last meeting. 

 Contractor's schedule of Work proposed before next meeting. 

 Review of Contractor's schedule relative to current construction progress. 

 Coordination problems and methods of resolving same. 

 Information required from the Owner for the timely execution of the work. 

 Specific directions by the Contractor to his subcontractors relative to the execution of the 

work. 
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C. Each Contractor and his Subcontractors currently working on the project shall be represented at 

these meetings.  Decisions rendered and instructions given during these meetings shall be binding 

on the Contractor and on his Subcontractors. 

 

01300 SUBMITTALS (All submittals shall be made to the Construction Manager) 

01300.1  CONSTRUCTION SCHEDULES 

A. The Construction Manager has included a preliminary construction schedule at the end of this 

Division.  Within ten (10) days of Notice of Pending Award of Contract the Contractor shall submit 

(upon request by the Construction Manager) the following forms which will be distributed by the 

Construction Manager with the Notice of Pending Award: 

 Shop Drawing - Item Delivery Schedule 

 Manpower Requirements  

 A list of critical phasing requirements as it relates to other trades 

 Schedule concerns 

B. The Construction Manager will finalize the Construction Schedule based upon Contractor's input 

without altering the original completion dates shown on the preliminary schedule. 

C. The Construction Manager will periodically update the construction schedule.  It is each 

Contractor's responsibility to maintain the schedule as it relates to their work. 

01300.2  SHOP DRAWINGS, PRODUCT DATA, SAMPLES 

A. All submittals shall be clearly identified with project name and location, and Contractor's name.  The 

Construction Manager shall indicate its review by means of his stamp, with his initials and date of 

review, prior to submitting to the Architect for review. 

B. Shop drawing details shall be identified by reference to sheet and detail, schedule of room or door 

numbers shown on Contract Documents. 

C. Product data copies shall be clearly marked to identify pertinent products, models, or part numbers; 

shall show performance characteristics and capacities, dimensions and clearances required, and 

during or piping diagrams and controls. 

D. Samples shall be of sufficient size and quantity to clearly illustrate functional characteristics of the 

product with related parts and attachment devices, showing full range of color, texture and pattern. 

E. Shop drawing submissions unless otherwise noted, shall be electronically transmitted.   

F. Product data submissions, unless otherwise noted or otherwise instructed at the pre-construction 

meeting, shall be electronically transmitted. 

G. Sample submissions, unless otherwise noted or otherwise instructed, shall consist of three (3) 

physical samples. 

H. Each Contractor shall submit a list of dates for the proposed shop drawings delivery schedules for 

the Construction Manager's review within ten (10) days of Notice of Pending Award. 

I. Allow three (3) weeks for initial review.  Allow additional time if further review is required with other 

disciplines. 

J. It is the Contractor's sole responsibility to submit shop drawings, coordination drawings, product 

data and samples in a timely fashion for review and approval, including resubmittals if necessary.  

No time extensions will be allowed for failure to submit these items. 

01400  QUALITY CONTROL 

01400.1  TESTING LABORATORY SERVICES 

A. The Owner, through the Construction Manager will select, employ, and pay an independent testing 

laboratory to perform specified and/or required services. 

B. Related requirements specified elsewhere: 

 Testing and inspections required by laws, ordinances, etc., as required by the General 

Conditions. 

 Tests and standards as may be required by subsequent specification sections. 

 Testing, adjusting and balancing of equipment. 
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C. Testing, inspection, and/or sampling which may be required for the Project and may be obtained by 

the Owner include the following: 

 Soils Compaction Control. 

 Bituminous surfacing or asphaltic concrete. 

 Concrete. 

 Masonry blocks. 

 Masonry mortar and/or grout. 

 Lightweight insulating decks. 

 Steel, structural welding. 

 Fireproofing. 

 Built-up roofing. 

 Electrical: Buss ducts and ground fault. 

 Mechanical: HVAC units acceptance tests. 

(The above list is not intended as a complete list and does not relieve each Contractor from 

responsibility for providing his Work in accordance with the Contract Documents, completely.) 

D. Contractor's Responsibilities 

 Each Contractor shall cooperate with laboratory personnel, provide access to Work, and to 

manufacturer's or supplier's operations. 

 Each Contractor shall provide to laboratory preliminary representative samples of materials 

to be tested, in required quantities. 

 Each Contractor shall furnish casual labor and facilities: 

(a) To provide access to work to be tested. 

(b) To facilitate inspections and tests. 

(c) For laboratory's exclusive use for storage and curing of test samples. 

 Each Contractor shall notify Construction Manager and laboratory at least twenty-four (24) 

hours in advance of operations to allow for his assignment of personnel and scheduling of 

tests. 

 Each Contractor shall employ, and pay for, services of a separate, equally qualified, 

Independent Testing Laboratory to perform additional inspections, sampling and testing 

required: 

(a) For Contractor's convenience. 

(b) When initial tests indicate work does not comply with Contract Documents. 

E. Laboratory Qualifications 

 Laboratory shall meet "Recommended Requirements for Independent Laboratory 

Qualifications", latest edition, published by the American Council of Independent 

Laboratories. 

 Meet approval of requirements for project time schedule and particular Project demands, 

including available personnel. 

F. Laboratory Duties and Limitations of Authority 

 Cooperate with Construction Manager and Contractor's; provide qualified personnel 

promptly on 24-hour notice. 

 Perform specified inspections, sampling and testing of materials and methods to establish 

degree of compliance with Contract Documents. 

 Promptly notify Construction Manager and Contractor of irregularities or deficiencies of 

work, which are observed during performance of services. 

G. The laboratory shall promptly submit five (5) copies of tests and/or inspections to the Construction 

Manager including: 

 Date issued. 

 Project title and number. 

 Testing laboratory name and address. 

 Name and signature of Inspector. 

 Date of inspection or sampling. 
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 Record of temperature and weather. 

 Date of test. 

 Identification of product and specification section. 

 Type of inspection or test. 

 Observations regarding compliance with Contract Documents. 

 

01500  TEMPORARY UTILITIES 

A. Each Contractor, or other Sub-contractor shall furnish and install temporary service to its own 

temporary office.  

B. The Electrical Contractor shall provide, install and maintain a 200A, 120/240V-1Ph temporary 

service, and provide, install and maintain temporary wiring in all areas of new construction.  Existing 

building service may be used to the extent possible until new construction would require removal 

of existing electrical service. 

 Provide at minimum, a main panel on each level of the building to allow for 240v lighting 

and other distribution as noted below. 

 For general use of power hand tools and task lighting, provide temporary 4-gang ground 

fault outlets at each floor level, spaced so that each area of work can be reached with a 

100-foot extension cord. Provide separate, 120V, 20-amp circuit for each 4-gang outlet (4 

outlets per circuit). 

 For general temporary lighting in construction areas, provide as per MIOSHA requirements 

but not less than (1) 200-watt incandescent lamp per 1000 square foot of floor area, 

uniformly distributed, or provide equivalent illumination of a similar nature.  Provide not 

less than 100-watt incandescent lamps in corridors and similar traffic-ways, spaced not 

more than 50 feet apart, except provide (1) lamp at each stairway or ladder landing. 

 Temporary lighting system shall be circuited and controlled so that the lighting level in 

each portion or floor of the building can be reduced to provide security lighting during 

non-working hours and on weekends and holidays.  The level of lighting for security 

purposes shall be in accordance with all federal, state and local regulations.  The control of 

the temporary lighting will be such that the lighting is turned on at the beginning of each 

workday and the normal working lighting is reduced to the security lighting level at the 

end of each workday. 

 Any special voltage requirements for construction equipment shall be furnished and paid 

for by the Contractor requiring same 

C. Contractors and their Sub-contractors requiring 120-volt, localized lighting and simple phase power 

shall furnish their own extension cords and lamps.  The Electrical Contractor shall furnish wiring and 

lamps for general temporary lighting and power distribution only. 

D. Contractors and their Sub-contractors shall be allowed to use the service provided for general 

temporary lighting and fractional horsepower hand tools at no cost to them. 

E. Contractors and their Sub-contractors shall compensate the Electrical Contractor for wiring of 

construction equipment, which requires circuits larger than 20-amp, 120-volt, single phase.  

Arrangements shall be made with Electrical Contractor before this type of equipment is used. 

F. Contractors and their Sub-contractors requiring lighting or other electrical service outside of the 

building, other than for temporary offices, shall pay for the installation and removal of service, 

maintenance charges, and energy consumed. 

G. Contractors and their Sub-contractors requiring services for construction equipment and testing in 

excess of the capacity of the temporary construction service shall make their own arrangements 

and pay all costs. 
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H. The Electrical Contractor shall expedite the Work under its contract to install and connect the 

permanent wiring system and panels to permanent heating and ventilating equipment in time to 

test and operate as temporary heat when the building has been enclosed. Permanent wiring and 

connections may be used at permanent equipment. However, the use of the permanent system 

during construction shall in no way affect any part of the guarantee period. If the permanent wiring 

system is not available for connection to permanent heating and ventilating equipment, the 

Electrical Contractor shall provide all wiring to connect this equipment to the temporary electrical 

system. 

I. After completion of the permanent electrical system and building wiring by the Electrical 

Contractor, permanent receptacles may be used during finishing work, except this wiring shall not 

be used for motors larger than 1/2 HP, or for welding equipment. Power for larger motors and 

welding equipment shall be provided by special circuits to mains of electrical panels at the expense 

of Contractors requiring them, provided that special permission is obtained from the Architect and 

the installation is made by the Electrical Contractor. 

J. After the permanent lighting fixtures are installed and connected to the permanent distribution 

system, they shall be lamped and used for construction lighting. All burned out lamps shall be 

replaced by the Electrical Contractor at the time of substantial completion of the project. 

K. Cost of temporary electrical energy shall be provided by the Owner. 

01500.1  TEMPORARY HEATING COOLING AND VENTILATING 

A. Heating of Buildings during Construction 

(Note:  Heating and covering protection required during the construction period prior to protection 

of enclosed building spaces is not considered as temporary heat but shall be classified as cold 

weather protection as described elsewhere in the applicable specification divisions). 

 ENCLOSURE:  The building shall be considered as enclosed for temporary heating 

purposes, when the following are in place: 

(a) The exterior walls completely erected, the roof deck complete with roofing. All 

doorways, windows, and other wall and roof openings not completed shall be 

protected. 

(b) If the Boiler Room is remotely located from the areas to be furnished with 

temporary heat, the Boiler Room shall be enclosed to provide weather protection 

for all mechanical equipment installed for use as the temporary heating system. 

B. Temporary Enclosures, Partitions and Doors 

 The Construction Manager shall be responsible for erecting and maintaining all temporary 

structures or closures required to enclose the working areas of the building, and Boiler 

Room. 

(a) Temporary closures required at roof openings for rooftop mechanical units or 

other rooftop equipment, shall be erected and maintained by the Contractor 

installing the equipment. 

(b) Provide such temporary protection at doorways, and other openings during the 

temporary heat phase of the work sufficient to retain the temporary heat 

provided by the Mechanical Contractor until such time as permanent doors, 

windows and other enclosures are installed.   

(c) Advise Mechanical Contractor when enclosure is sufficient to retain temporary 

heat.   

(d) Coordinate enclosure and temporary heat to ensure that sufficient temporary 

heat is provided considering temporary nature of protection at doorways, 

windows and other openings. 

 All windows, curtain walls, storefronts and entrance sidelights and transoms shall be 

glazed, either with the required glass or opaque panels; or with temporary reinforced 

sheet plastic securely fastened to wood frames by Contractor responsible for installing 

permanent systems. 
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 All building entrances, or openings to uncompleted corridors or other uncompleted 

sections of the building shall have temporary partitions erected, (with tight fitting doors as 

required, to provide adequate access into and out of the working areas).  Partitions shall 

be built of substantial 2" x 4" wood framing, braced and anchored into the opening in 

such a way that finished surfaces will not be marred or damaged.   

 Unless the temporary partition is at an exterior opening all framing lumber shall be rated 

to be fire-retardant.  Frame shall be covered on the exterior face with fire rated gypsum 

board, fire-rated plywood, or other non-combustible surfacing, which shall be sealed by 

caulking at perimeters and joints.  Batt insulation minimum 2" thick, shall be secured to 

the wood framing.  Include a rated door and closure. 

 Temporary doors shall be equipped with substantial hinges, shall have a self-closing 

device, and a substantial locking device. 

C. Temperatures Required 

 The following minimum temperatures shall be maintained, and apply to heating of 

enclosed spaced during construction: 

(a) 35 degrees F. for concrete masonry units and brickwork, with this temperature to 

be maintained for 48 hours after masonry is erected. 

(b) 50 degrees F. for plastering work, drywall work, hand tile work, with this 

temperature to be reached before work is begun, maintained during the 

application, and maintained until the installation is cured. 

(c) 55 degrees F. for three days prior to and during the application of interior 

woodwork, resilient tile, paint, acoustical ceilings and similar interior finishes; to be 

maintained until the project is completed. 

(d) Unless otherwise called for above or in the technical specification divisions, a 

minimum temperature of 50 degrees F. shall be maintained in the enclosed spaces 

during non-working hours, and a minimum temperature of 55 degrees F. shall be 

maintained within the enclosed working area during working hours. 

 Capacities of equipment and fuel consumption shall be based on local design conditions 

and degree days as published in the current edition of the ASHRAE Handbook. 

  The use of the air conditioning system shall not be available to the Contractors during the 

Construction Period, and shall only be operated for start-up, testing and adjustment. 

D. Ventilation 

 The Mechanical Contractor shall provide ventilation of the enclosed space for workmen in 

accordance with State and Federal Occupational Safety and Health Standards or other 

applicable laws.  He shall also provide ventilation of the enclosed space as required to 

facilitate drying of plaster, poured decks and floors, or other materials requiring ventilation 

in accordance with manufacturer's directions. 

(a) If the permanent ventilation system is used, the Mechanical Contractor shall 

assume full responsibility for maintenance of the permanent equipment and shall 

keep the system clean, furnish and change filters as needed and turn the 

complete new heating-ventilation system over to the Owner in a clean condition 

when the project is completed.   

 Permanent equipment shall not be used for temporary ventilation unless 

maintained and operated as follows: 

(1) Return air ducts shall not be used. 

(2) All supply air to each unit shall be filtered. 

(3) Filters shall be constantly checked and changed as necessary. 

(4) Operation of permanent equipment for ventilation shall not negate the 

normal one-year guarantee and warranty called for after acceptance of 

the system by the Owner. 

E. Temporary Heat 
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 All heating required after enclosure of the building, or any designated portion shall be 

classified as TEMPORARY HEAT. 

 After the building or any designated portion has been entirely enclosed, and temporary 

heat is required, the Mechanical Contractor shall provide all temporary heat using one or 

more of the three (3) following methods: 

(a) Method (1) - The permanent heating system may be used for temporary heating 

where available.  If the permanent system is used, this Contractor shall install in 

their permanent location heating coils or convectors, etc., as approved by the 

Architect.  Provide such controls as necessary to maintain the temperature 

required.  Provide necessary insulated piping to the enclosed space when the 

boiler is remotely located. 

 

Temporary filters shall be used in the permanent system.  Provide bases, shields, 

etc., around heating elements where required to prevent too rapid drying of 

adjacent concrete, masonry or plaster.  Some of the permanent heating system 

equipment may require relocation by this Contractor as required during 

construction to prevent interference with continuing construction where 

authorized by the Architect.  All equipment so used shall be cleaned and restored 

to new conditions, except for ordinary wear, prior to final acceptance, and its use 

shall in no way affect the Owner's guarantee periods as specified in this Division 

and Division 23. 

 

If the permanent system is not fully operable or does not have sufficient controls 

to maintain the necessary heat considering existing conditions, this Contractor 

shall furnish, install and maintain temporary units connected to the permanent 

system.  Install and maintain safety controls to protect the permanent system from 

damage.  All temporary units including their connections, which are not part of the 

permanent heating system shall be removed by this Contractor after they are no 

longer necessary.  Coordinate this work with the other trades involved. 

 

Method (2) - If the permanent system is not fully operable or does not have 

sufficient controls to maintain the necessary heat considering existing conditions, 

this Contractor shall furnish and install a temporary heating system.  The temporary 

heating system shall consist of approved boilers, unit heaters, etc., as required to 

maintain temperatures specified.  Each unit shall be installed complete, with safety 

controls, venting, power and fuel connections, room thermostat and necessary 

ductwork and piping approved by the Architect.  All portions of the temporary 

heating system shall be removed by this Contractor after they are no longer 

necessary.  The temporary heating equipment shall be relocated by this Contractor 

as required during construction to prevent interference with continuing 

construction.  This Contractor shall correlate this work with the other trades 

involved. 

 

(b) Method (3) - If the permanent system is not fully operable or does not have 

sufficient controls to maintain the necessary heat considering existing conditions, 

this Contractor shall provide, maintain and supervise the operation of approved 

temporary portable units, such as oil or gas fired unit heaters, furnaces, direct 

fired make-up air units, or similar equipment.  Note: No direct gas-fired units (i.e.: 

Torpedo Heaters) will be allowed. All such units shall be properly vented to the 

exterior, piped, and wired, and shall be provided with thermostat for temperature 

control and with all required safety controls. 
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 All electrical wiring required for temporary or permanent heating shall be furnished and 

installed by the Electrical Contractor from temporary wiring service. 

F. Cost of Temporary Heat 

 The cost of temporary heat shall be determined as follows. 

(a) The cost of furnishing and installing the temporary heating system in accordance 

with methods 1, 2 and/or 3 above, (including relocation and/or removal) shall be 

included by the Mechanical Contractor in his base bid. 

G. The cost of Fuel for the Temporary Heating System shall be determined as follows: 

 The Construction Manager shall provide the fuel used in the operation of the temporary 

heating system. 

01500.2  TEMPORARY TELEPHONE SERVICE 

A. Contractors are to provide their own telephone services.   

01500.3  TEMPORARY WATER 

A. As soon as possible after award of its Contract, the Mechanical Contractor shall make arrangements 

for temporary connections and extension of water service facilities.  When connecting into an 

existing water service, connection shall be made by means of an approved back-flow preventor.  As 

soon as possible, the Mechanical Contractor shall install the permanent main into the building and 

provide a temporary gate value, extend piping, provide temporary water meter, if required, and 

provide two 3/4" hose bibs, located where directed by the Construction Manager for use of all 

Contractors.  Permanent risers may be used for temporary services. 

B. Each Contractor shall provide his own hose or piping with leak free connections from hose bibs. 

01500.4  TEMPORARY SANITARY FACILITIES 

A. The Construction Manager shall provide and maintain sanitary temporary toilets in sufficient 

number required to accommodate all employees working on the project.  The toilets shall comply 

with Federal, State and Local Code requirements. 

B. As soon as conditions will allow, Mechanical Contractor shall provide and maintain temporary 

toilets, using temporary fixtures, within the building, with connections to cold water and sanitary 

sewer.  The General Trades Contractor will provide a temporary wood enclosure with doors.  All 

temporary facilities will be removed, and permanent fixtures installed when directed by the 

Construction Manager. 

01500.5  TEMPORARY FIRST AID FACILITIES 

A. Each Contractor or Sub-contractor shall provide first aid facilities as required by Federal, State, or 

Local Safety Regulations. 

01500.6  TEMPORARY FIRE PROTECTION 

A. Each Contractor shall provide, maintain and have readily accessible, approved type extinguishers 

when working adjacent to hazardous areas such as painting or welding, or when torches or open 

flames for heating or cutting.  All personnel working on the project shall be familiarized with the 

locations and operation of fire extinguishers. 

01500.7  WATER CONTROL 

A. All pumping necessary to keep excavations and trenches free from water during the entire progress 

of this work, from a point five (5) feet outside of building proper, shall be the responsibility of the 

Contractor who is responsible for said excavations and trenches.  Do not discharge water on 

adjoining property. 

01500.8  DEBRIS CONTROL 
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A. The Construction Manager will provide dumpsters for general refuse.  Major demolition items, 

masonry, concrete, hazardous materials (including paint products), and earthwork items will not be 

allowed to be disposed of in these dumpsters. 

B. It shall be the duty of each Contractor to keep the premises free of accumulations of surplus 

materials and rubbish collection location on the site on a daily basis.  If the Contractor fails to clean 

up within 24 hours after directed by Construction Manager, the debris will be removed, and the 

cost thereof shall be charged to the Contractor. 

C. Every Friday morning between 8:00 AM until 10:00 AM there will be a mandatory clean up.  All 

contractors that are on site are required to participate in the clean up. Each Contractor shall 

perform an overall cleanup of the entire site, including a broom cleaning of all appropriate surfaces, 

clean up can also occur more often depending on site conditions.  The number of people required 

to clean up for each contractor is determined by the table below.   

 

 

  

D. Burning of rubbish on site will not be permitted.  

E. Rubbish shall not be thrown through window openings or from any great heights but shall be 

conducted to ground by means of approved chutes or other means of controlled conveyance. 

01500.9  PROJECT IDENTIFICATION AND SIGNS 

A. The Construction Manager shall furnish a sign for the entire Project.  Sign will be located as agreed 

upon by the Construction Team. No other signs will be permitted without Team's approval.  Sign 

shall be removed at the completion of the project. 

01500.10  FIELD OFFICE AND SHEDS 

A. The Construction Manager shall provide temporary office for his own use and adequate for use at 

progress meetings. 

B. Other Contractors shall provide own offices as needed.  Locate offices as directed by the 

Construction Manager.  If a portable office trailer is used it must be of recent modular type of good 

appearance made specifically for this use. 

 

01500.11  TEMPORARY STORAGE AND SHOP FACILITIES 

A. Each Contractor shall provide their own protection against the elements for suitable storage of their 

materials or equipment delivered to the site. Each Contractor requiring on-site storage or shop 

facilities shall provide his own sheds, trailers or other structures located as directed by the 

Construction Manager.  

B. All storage facilities shall be removed from the Site when no longer required.  Any spaces in the 

project building used for storage of materials or as shop space shall be completely cleaned and 

restored to a new condition prior to final inspection.  Any space required to be vacated for 

following trades, tenant work, or Owner operations shall likewise be cleaned and restored. 

01500.12  PROTECTION OF PERSONS AND PROPERTY  

Each Contractor shall be responsible for providing the following for their portion of the Work: 

A. Barricade open excavations and post with warning lights for the safety of persons.  Operate warning 

lights during hours from dusk to dawn each day. 

Crew Size Required Number of People 

1 to 5 people 1-2 person 

6 to 10 people 2-3 people 

11 to 15 people 3-4 people 

16 to 20 people 4-5 people 

21 to 30 people 5-6 people 

31 to 40 people 6-7 people 

41 or more people 7-8 people 
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B. Protect structures, utilities, sidewalks, pavements and other facilities immediately adjacent to 

excavations from damages caused by settlement, lateral movement, and undermining, washout and 

other hazards. 

C. Take precautions and provide necessary bracing and shoring to guard against movement or 

settlement of existing improvements or new construction.  The Contractor is entirely responsible for 

the strength and adequacy of bracing and shoring, and for the safety and support of construction 

and for damage or injury caused by the lack thereof or by movement or settlement. 

01500.13  SPECIAL SCHOOL CONSTRUCTION POLICIES 

A. There will be no Radios, Boom Boxes, CD Players, or similar items allowed on the jobsite.  Failure to 

comply can result in the removal from site. 

B. There will be no smoking or tobacco allowed on school grounds.  Failure to comply can result in the 

removal from site.  

01600  MATERIAL AND EQUIPMENT 

01600.1  MANUFACTURER'S INSTRUCTIONS 

A. When Contract Documents require that installation of Work shall comply with manufacturer's 

printed instructions, obtain and distribute copies of such instructions to parties involved in the 

installation, including two copies to Construction Manager. 

 Maintain one set of complete instructions at the job site during installation and until 

completion. 

B. Handle, install, connect, clean, condition and adjust products in strict accord with such instructions 

and in conformity with specified requirements. 

 Should job conditions or Specifications conflict with manufacturer's instructions, consult 

with Construction Manager for further instructions. 

 Do not proceed with Work without clear instructions. 

C. Perform Work in accord with Manufacturer's instructions.  Do not omit any preparatory step or 

installation procedure unless specifically modified or exempted by Contract Documents. 

01600.2  TRANSPORTATION AND HANDLING 

A. Arrange deliveries of products in accord with Construction Schedules, coordinate to avoid conflict 

with work and conditions at the site. 

 Deliver products in undamaged condition, in manufacturer's original containers or 

packaging, with identifying labels intact and legible. 

 Immediately on delivery, inspect shipments to assure compliance with requirements of 

Contract Documents and approved submittals, and products are properly protected and 

undamaged. 

B. Provide equipment and personnel to handle products by methods to prevent soiling or damage to 

products or packaging. 

01600.3  STORAGE AND PROTECTION 

A. All cement, caulking materials, paint materials, lime, plaster, adhesives for resilient floors, acoustical 

materials, and all similar materials shall be delivered and stored on the job or at off-site storage 

locations in original sealed containers, unopened, with seals unbroken and with labels plainly 

indicating manufacturer's name, brand, type, and grade of materials.  If materials are unacceptable, 

they shall be immediately removed from the premises. Store all the above-mentioned materials 

above ground and protected from dampness, weather, and other damage. Materials suitably stored 

off-site shall be bonded to protect Owner's title to materials. 

B. Materials such as reinforcing steel, wood, steel, masonry, piping, roofing, insulation, gypsum board, 

etc. shall not be stored directly on the ground. 

C. Store loose granular materials in a well-drained area on solid surfaces to prevent mixing with 

foreign matter. 
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D. Special care shall be exercised to assure that danger to persons or damage to property is avoided 

by handling or storage of materials which are volatile or toxic. 

E. In addition to the requirements of the General Conditions, Supplementary and other Specification 

Sections, the following special requirements for protection of the new work shall apply: 

 Each Contractor shall at all times protect all Work from damage by rainwater, spring water, 

ground water, backing up of drains, or sewers, and all other water that may or could be 

admitted to any Work.  He shall provide all pumps, other equipment and closures to 

provide this protection.  He shall do all pumping necessary to keep the work free of water. 

 Each Contractor shall be responsible for closing any of his openings in wall or roof which 

would admit water to the building. 

 Each Contractor shall provide protection to their Work against weather, floods, rain, wind, 

storms, frost, cold, or heat to maintain all work materials, apparatus and fixtures free from 

injury and damage. 

 After roofing is installed all Work on the roof shall be done over planking or other 

substantial protection to spread construction loads and to isolate traffic from the roof 

surface.  Each Contractor shall provide his own protection when working on the roof. 

01650  STARTING OF SYSTEMS 

A. See specifications for requirements on starting, testing, adjusting and balancing of equipment and 

systems appropriate to the Scope of Work associated with each Bid Category. 

01700  CONTRACT CLOSE OUT 

01700.1  SUBSTANTIAL COMPLETION 

A. Before Contractor requests inspection for certification of substantial completion, complete the 

following: 

 Complete all Work within the area to be inspected. 

 Obtain and submit releases enabling the Owner unrestricted use of the Work and access 

to services and utilities; including occupancy permits, operating certificates and similar 

releases. 

 Make changeover of permanent locks and transmit keys to the Owner.  Advise the Owner's 

personnel of change over in security provisions. 

 Deliver tools, spare parts, extra stock, and similar items. 

 Complete start-up and testing of systems and provide instructions to the Owner's 

operating and maintenance personnel.  Discontinue or change over and remove 

temporary facilities from the site, along with construction tools, mock-ups and similar 

elements not needed for final completion. 

 Complete final clean-up requirements as directed by Construction Manager, including 

touch-up and otherwise repair and restore marred exposed surfaces. 

B. Inspection by the Architect will proceed upon receipt of a request for inspection.  The Architect will 

either proceed with the inspection or advise the Contractor on unfilled requirements.  Upon 

inspection the Architect will prepare the Certificate of Substantial Completion.  The following items 

must be completed before final acceptance and final payment is made: 

 All Work and Punch List items must be completed. 

 Final Application for Payment must be submitted and approved for payment. 

 All guarantees and warranties must be submitted. 

 Final waiver of lien and sworn statements must be submitted with Application for 

Payment. 

 Record drawings, maintenance manuals, and similar record documentation must be 

submitted. 

 All items of Work for Contractor must be approved by regulatory agencies such as, but not 

limited to, the State Fire Marshall, Health Department, Mechanical Inspector and Electrical 

Inspector. 
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 Submit a copy of the Architect's final punch list signed by Contractor's representative, 

stating that each item has been completed or otherwise resolved for acceptance. 

 Consent of surety to final payment must be submitted. 

01700.2  CLEANING 

A. The Construction Manager will schedule final cleaning at the completion of the Project. 

B. Each Contractor is responsible for expediting the cleaning, washing, waxing, and polishing required 

within the technical sections of the Specifications governing work under his contract.  In addition, 

each Contractor shall perform final cleaning of the entire project to remove all foreign matter, 

spots, soil and construction dust, so as to put the project in a complete and finished condition 

ready for acceptance and use intended.  He shall remove all marks, stains, fingerprints, and other 

soil or dirt from all painted, enameled or varnished work and all other exposed finished surfaces. 

C. Painting Contractor, at the completion of other trades, shall be responsible to touch-up and restore 

all damaged paint or wallpaper surfaces.  

D. The Glazing Contractor shall remove all excess glazing compound and sealant, stains and paint 

from all glass, and wash and polish glass.  Take care not to scratch glass.  The Glazing Contractor 

will replace all damaged, broken, or scratched glass.  Cost of glass replacement shall be borne by 

the party who caused the damage.  This work is included as part of the cleanup requirements. 

E. Each Contractor shall similarly perform at such time an equivalent thorough cleaning of work and 

equipment provided under their contracts. 

F. If damage cannot be attributed to a specific party, the cost shall be prorated between all 

Contractors as their interests or exposure may occur. 

01700.3  OPERATING AND MAINTENANCE DATA 

A. Each Contractor shall provide two (2) duplicate sets covering each and every item of equipment and 

device furnished or erected by him.  This shall consist of the following: 

 Catalogue date or literature. 

 Manufacturer's operating instructions. 

 Manufacturer's maintenance instructions. 

 Installation instructions. 

 Index of Sub-contractors, including their addresses and phone numbers. 

B. In each of these, the correct model number and the data for the model number shall be checked off 

in ink where the literature covers more than one model number.  For items assembled by 

Contractor for special functions, Contractor shall write up and provide duplicate operating and 

maintenance instructions. 

C. Material shall be suitably organized, indexed, bound and delivered to the Construction Manager. 

01700.4  WARRANTIES AND BONDS 

A. Each Contractor shall provide specified warranties and bonds, signed and co-signed where 

applicable in accordance with Contract Documents.  Assemble duplicate copies, indexed and neatly 

bound into binders, and deliver to the Architect. 

01700.5  SPARE PARTS AND MAINTENANCE MATERIALS 

A. Each Contractor shall retain all loose and small detachable parts of the apparatus and equipment 

furnished under his contract, as well as keys and tools required for maintenance, until the 

completion of the work.  Each Contractor shall then turn same over to the Owner, or his 

representative designated to receive them and obtain from him an itemized receipt thereof in 

triplicate.  He shall retain one copy of this receipt for finally payment for the work. 
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ID Task Name Duration Start Finish

1 Central Elementary 666 days Mon 3/27/23 Wed 10/15/25

2 Mobilization 1 wk Mon 3/27/23 Fri 3/31/23

3 Construction Fencing 2 wks Mon 3/27/23 Fri 4/7/23

4 Construction Drive 2 wks Mon 3/27/23 Fri 4/7/23

5 Curb Cuts 2 days Mon 3/27/23 Tue 3/28/23

6 Site Excavation 2 days Mon 3/27/23 Tue 3/28/23

7 Relocate Temp 

Playground

5 wks Wed 3/29/23 Tue 5/2/23

8 Utilities 6 wks Mon 4/3/23 Fri 5/12/23

9 Site Grading & Fill 9 wks Mon 5/15/23 Fri 7/14/23

10 Prepping Building Pad 2 wks Mon 7/10/23 Fri 7/21/23

11 Building Shell 443 days Mon 8/21/23 Fri 5/2/25

12 Unit C 95 days Mon 8/21/23 Tue 1/2/24

13 Level 1 70 days Mon 8/21/23 Fri 11/24/23

14 Footings & Walls3 wks Mon 8/21/23 Fri 9/8/23

15 Interior 

Footing Block

1 wk Mon 9/11/23 Fri 9/15/23

16 Underground MEP3 wks Mon 9/11/23 Fri 9/29/23

17 Steel Column 

& Framing

2 wks Mon 9/25/23 Fri 10/6/23

18 Masonry 

Bearing Walls

4 wks Mon 10/9/23 Fri 11/3/23

19 Floor Slab 1 wk Mon 11/20/23 Fri 11/24/23

20 Level 2 40 days Mon 11/6/23 Tue 1/2/24

21 Precast Plank 2 wks Mon 11/6/23 Fri 11/17/23

22 Steel 2nd Floor1 wk Mon 11/6/23 Fri 11/10/23

23 Precast Topping1 wk Mon 11/20/23 Fri 11/24/23

24 Exterior 

framing/Walls

3 wks Mon 11/27/23 Fri 12/15/23

25 Joist & Deck 2 wks Mon 12/18/23 Tue 1/2/24

26 Unit B 102 days Mon 9/11/23 Thu 2/1/24

27 Level 1 67 days Mon 9/11/23 Tue 12/12/23

28 Footings & Walls 3 wks Mon 9/11/23 Fri 9/29/23

29 Interior 

Footing Block

1 wk Mon 10/2/23 Fri 10/6/23
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ID Task Name Duration Start Finish

30 Underground MEP3 wks Wed 10/4/23 Tue 10/24/23

31 Steel Columns

& Framing

2 wks Wed 10/25/23 Tue 11/7/23

32 Masonry 

bearing walls

4 wks Wed 11/8/23 Tue 12/5/23

33 Floor Slab 1 wk Wed 12/6/23 Tue 12/12/23

34 Level 2 40 days Wed 12/6/23 Thu 2/1/24

35 Precast Plank 2 wks Wed 12/6/23 Tue 12/19/23

36 Steel 2nd Floor1 wk Wed 12/6/23 Tue 12/12/23

37 Precast Topping1 wk Wed 12/20/23 Thu 12/28/23

38 Exterior 

Framing/Walls

2 wks Fri 1/5/24 Thu 1/18/24

39 Joist & Deck 2 wks Fri 1/19/24 Thu 2/1/24

40 Unit A 190 days Mon 10/2/23 Tue 6/25/24

41 Footing & walls  

                

3 wks Mon 10/2/23 Fri 10/20/23

42 Underground MEP3 wks Wed 10/25/23 Tue 11/14/23

43 Steel Columns & 

Framing

2 wks Wed 11/15/23 Tue 11/28/23

44 Interior footing 

Block 

3 days Mon 10/23/23 Wed 10/25/23

45 Masonry Bearing

walls

4 wks Wed 12/6/23 Thu 1/4/24

46 Joist & Deck 3 wks Fri 1/5/24 Thu 1/25/24

47 Floor Slab 3 days Fri 6/21/24 Tue 6/25/24

48 Unit D 177 days Mon 10/23/23 Thu 6/27/24

49 Footings & Walls 3 wks Mon 10/23/23 Fri 11/10/23

50 Interior Footing 

Block

1 wk Mon 11/13/23 Fri 11/17/23

51 Underground MEP2 wks Mon 11/20/23 Fri 12/1/23

52 Steel Column & 

Framing

1 wk Mon 12/4/23 Fri 12/8/23

53 Masonry Bearing

Walls

6 wks Fri 1/5/24 Thu 2/15/24

54 Floor Slab 2 days Wed 6/26/24 Thu 6/27/24

55 Steel Joists & Deck2.4 wks Fri 2/16/24 Mon 3/4/24
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ID Task Name Duration Start Finish

56 Unit C & B 

Masonry Veneer

8 wks Fri 2/2/24 Thu 3/28/24

57 Unit C & B Roofing 4 wks Fri 3/29/24 Thu 4/25/24

58 Unit A & D 

Masonry Veneer

8 wks Fri 3/29/24 Thu 5/23/24

59 Unit A & D Roofing 4 wks Fri 5/24/24 Thu 6/20/24

60 Unit C & B 

Windows/Storefront

4 wks Mon 9/2/24 Fri 9/27/24

61 Unit A & D 

Windows/Storefront

4 wks Mon 9/30/24 Fri 10/25/24

62 Exterior Doors 4 wks Mon 4/7/25 Fri 5/2/25

63 Interior Work 270 days Fri 4/12/24 Thu 4/24/25

64 Unit D 55 days Fri 6/21/24 Thu 9/5/24

65 Level 2 30 days Fri 6/21/24 Thu 8/1/24

66 Equipment 1 wk Fri 6/21/24 Thu 6/27/24

67 Piping/connections3 wks Fri 6/28/24 Thu 7/18/24

68 Finishes 2 wks Fri 7/19/24 Thu 8/1/24

69 Level 1 50 days Fri 6/28/24 Thu 9/5/24

70 Equipment 2 wks Fri 6/28/24 Thu 7/11/24

71 Boilers/Piping 6 wks Fri 7/12/24 Thu 8/22/24

72 Finishes 2 wks Fri 8/23/24 Thu 9/5/24

73 Unit C 256 days Fri 4/12/24 Fri 4/4/25

74 Level 2 150 days Fri 4/12/24 Thu 11/7/24

75 Interior Walls 4 wks Fri 4/12/24 Thu 5/9/24

76 MEP Overhead 8 wks Fri 5/10/24 Thu 7/4/24

77 Finish Drywall 4 wks Fri 7/5/24 Thu 8/1/24

78 Painting 2 wks Fri 8/2/24 Thu 8/15/24

79 Ceilings 3 wks Fri 8/16/24 Thu 9/5/24

80 MEP Finishes 2 wks Fri 9/6/24 Thu 9/19/24

81 Casework 3 wks Fri 9/20/24 Thu 10/10/24

82 Doors & Hardware2 wks Fri 10/11/24 Thu 10/24/24

83 Flooring 3 wks Fri 10/11/24 Thu 10/31/24

84 Sliding Partitions2 wks Fri 10/25/24 Thu 11/7/24

85 Restroom 

Partitions

1 wk Fri 11/1/24 Thu 11/7/24

86 Level 1 216 days Fri 6/7/24 Fri 4/4/25
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ID Task Name Duration Start Finish

87 Interior Walls 4 wks Fri 6/7/24 Thu 7/4/24

88 MEP Overhead 8 wks Fri 7/26/24 Thu 9/19/24

89 Finish Drywall 4 wks Fri 9/6/24 Thu 10/3/24

90 Painting 2 wks Fri 10/4/24 Thu 10/17/24

91 Ceilings 3 wks Fri 10/18/24 Thu 11/7/24

92 Casework 3 wks Fri 11/8/24 Thu 11/28/24

93 MEP Finishes 2 wks Fri 11/29/24 Thu 12/12/24

94 Doors & Hardware2 wks Fri 12/13/24 Thu 12/26/24

95 Flooring 3 wks Fri 12/27/24 Thu 1/16/25

96 Sliding Partitions2 wks Fri 1/17/25 Thu 1/30/25

97 Restroom 

Partitions

1 wk Fri 1/17/25 Thu 1/23/25

98 Elevator 4 wks Mon 3/10/25 Fri 4/4/25

99 Temp Heat 1 day Mon 11/11/24 Mon 11/11/24

100 Punch List 5 wks Fri 1/31/25 Thu 3/6/25

101 Unit B 225 days Fri 5/10/24 Thu 3/20/25

102 Level 2 180 days Fri 5/10/24 Thu 1/16/25

103 Interior Walls 4 wks Fri 5/10/24 Thu 6/6/24

104 MEP Overhead 8 wks Fri 6/28/24 Thu 8/22/24

105 Finish Drywall 4 wks Fri 8/23/24 Thu 9/19/24

106 Painting 2 wks Fri 9/20/24 Thu 10/3/24

107 Ceilings 3 wks Fri 10/4/24 Thu 10/24/24

108 Casework 3 wks Fri 10/25/24 Thu 11/14/24

109 MEP Finishes 2 wks Fri 11/15/24 Thu 11/28/24

110 Doors & Hardware2 wks Fri 11/29/24 Thu 12/12/24

111 Flooring 3 wks Fri 12/13/24 Thu 1/2/25

112 Sliding Partitions2 wks Fri 1/3/25 Thu 1/16/25

113 Restroom 

Partitions

1 wk Fri 1/3/25 Thu 1/9/25

114 Level 1 185 days Fri 7/5/24 Thu 3/20/25

115 Interior Walls 4 wks Fri 7/5/24 Thu 8/1/24

116 MEP Overhead 8 wks Fri 8/30/24 Thu 10/24/24

117 Finish Drywall 4 wks Fri 10/25/24 Thu 11/21/24

118 Painting 2 wks Fri 11/22/24 Thu 12/5/24

119 Ceilings 3 wks Fri 12/6/24 Thu 12/26/24
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ID Task Name Duration Start Finish

120 Casework 3 wks Fri 12/27/24 Thu 1/16/25

121 MEP Finishes 2 wks Fri 1/17/25 Thu 1/30/25

122 Doors & Hardware2 wks Fri 1/31/25 Thu 2/13/25

123 Flooring 3 wks Fri 2/14/25 Thu 3/6/25

124 Sliding Partitions2 wks Fri 3/7/25 Thu 3/20/25

125 Restroom 

Partitions

2 wks Fri 3/7/25 Thu 3/20/25

126 Punch Lists 5 wks Fri 3/21/25 Thu 4/24/25

127 Unit A 180 days Fri 8/2/24 Thu 4/10/25

128 Interior Walls 4 wks Fri 8/2/24 Thu 8/29/24

129 MEP Overhead 8 wks Fri 9/27/24 Thu 11/21/24

130 Finish Drywall 4 wks Fri 11/22/24 Thu 12/19/24

131 Painting 2 wks Fri 12/20/24 Thu 1/2/25

132 Ceilings 3 wks Fri 1/3/25 Thu 1/23/25

133 MEP Finishes 3 wks Fri 1/24/25 Thu 2/13/25

134 Casework 3 wks Fri 2/14/25 Thu 3/6/25

135 Doors & Hardware2 wks Fri 3/7/25 Thu 3/20/25

136 Flooring 3 wks Fri 3/21/25 Thu 4/10/25

137 Finish Gathering Stairs3 wks Fri 2/28/25 Thu 3/20/25

138 Kitchen/Cafeteria 115 days Fri 8/30/24 Thu 2/6/25

139 Interior Walls 3 wks Fri 8/30/24 Thu 9/19/24

140 Finish Drywall 3 wks Fri 10/4/24 Thu 10/24/24

141 MEP Overhead 5 wks Fri 10/11/24 Thu 11/14/24

142 Painting 1 wk Fri 11/15/24 Thu 11/21/24

143 Kitchen Hoods 1 wk Fri 10/11/24 Thu 10/17/24

144 Ceilings 2 wks Fri 11/22/24 Thu 12/5/24

145 Flooring 3 wks Fri 12/6/24 Thu 12/26/24

146 MEP Finishes 2 wks Fri 12/27/24 Thu 1/9/25

147 Kitchen Equipment4 wks Fri 1/10/25 Thu 2/6/25

148 Gym 77 days Fri 11/15/24 Mon 3/3/25

149 MEP Overhead 4 wks Fri 11/15/24 Thu 12/12/24

150 Painting 2 wks Fri 12/13/24 Thu 12/26/24

151 Finishes 3 wks Fri 12/27/24 Thu 1/16/25

152 Gym Equipment 1 wk Fri 1/17/25 Thu 1/23/25

153 Flooring 4 wks Fri 1/24/25 Thu 2/20/25
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ID Task Name Duration Start Finish

154 Wall Pads 1 wk Tue 2/25/25 Mon 3/3/25

155 Punch List 5 wks Fri 4/11/25 Thu 5/15/25

156 Inspections 2 wks Fri 5/16/25 Thu 5/29/25

157 FFE 4 wks Mon 6/2/25 Fri 6/27/25

158 Substantial Completion0 days Thu 5/29/25 Thu 5/29/25

159 Kids  Move In 1 day Tue 9/2/25 Tue 9/2/25

160 Summer 2025 Work 

(Phase 1)

113 days Mon 3/31/25 Wed 9/3/25

161 Site demo 4 wks Mon 3/31/25 Fri 4/25/25

162 Remaining 

Underground 

Utilities

4 wks Mon 4/28/25 Fri 5/23/25

163 Playground 6 wks Mon 5/26/25 Fri 7/4/25

164 Curb & Gutter 3 wks Mon 5/26/25 Fri 6/13/25

165 Sidewalks 3 wks Mon 6/16/25 Fri 7/4/25

166 Asphalt (Outside of

Phase 1 Line)

1 wk Mon 7/14/25 Fri 7/18/25

167 Striping 3 days Mon 7/21/25 Wed 7/23/25

168 Topsoil 2 wks Thu 7/24/25 Wed 8/6/25

169 Landscaping 3 wks Thu 8/7/25 Wed 8/27/25

170 Seeding 1 wk Thu 8/28/25 Wed 9/3/25

171 Summer 2025 Work 

(Phase 2)

93 days Mon 6/9/25 Wed 10/15/25

172 Old Central Ele. 

Abatement & 

Move out

5 wks Mon 6/9/25 Fri 7/11/25

173 Demo Old Building 8 wks Mon 6/30/25 Fri 8/22/25

174 Site demo 1 wk Mon 8/18/25 Fri 8/22/25

175 Underground Utilities2 wks Mon 8/25/25 Fri 9/5/25

176 Curb & Gutter 2 wks Mon 9/8/25 Fri 9/19/25

177 Sidewalks 2 wks Mon 9/22/25 Fri 10/3/25

178 Asphalt 1 wk Mon 10/6/25 Fri 10/10/25

179 Striping 3 days Mon 10/13/25 Wed 10/15/25

180 Topsoil 1 wk Mon 9/29/25 Fri 10/3/25

181 Landscaping/Site 

Clean up

1 wk Mon 10/6/25 Fri 10/10/25

182 Seeding 1 wk Mon 10/6/25 Fri 10/10/25

5/29
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SUBCONTRACTOR SUBMITTAL FORM 
*If this form does not accompany your submittals with the correct information, your submittals will be returned.

Company Name: 

Address:  

City, State, Zip:   

Project Name:  _____________________________________________ Job Number: 

Bid Category Name and Number:       ___________________________ 

Submittal Number & Title: _____________________________________________________________________________________ 

Specification Section No:        ___________________________ 

Specification Description:        ___________________________ 

Manufacturer/Supplier:        ____________________________________ 

Material Lead Time from date of Approval:  

Type of Submittal & Number of Copies: 

Plans  Product Data  Shop Drawings  Test Results 

 Samples LEED (LEED submittal form must be attached) 

Is this a Re-submittal? 

 Yes  No If this is a Re-submittal reference original submittal #: _____________________________ 

Remarks: 

Sent Via: 

E-Mail  Hand Delivery  Mail  UPS 

*If this form does not accompany your submittals with the correct information, your submittals will be returned.
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